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Ambient Enviro11mental, I11c. 

1.0 PURPOSE AND SCOPE OF SERVICES 

The purpose of this project was to conduct a pre-demolition asbestos survey at the former Beechnut 
plant. This survey was conducted on the portions of the plant west of the Canajoharie Creek in 
Canajoharie, New York. The areas inspected included areas to be impacted during the demolition 
and are depicted on the drawings included in Attachment C of this report. Ambient provided the 
following services in accordance with the referenced agreement. 

Conduct a representative Asbestos Survey in the identified building, which includes: 

1. Survey the site buildings. 
2. Identify accessible suspect asbestos-containing materials (ACMs) that were not 

previously tested. 
3. QuantifY ACMs, including material condition and location. 
4. Collect and analyze bulk samples of suspect friable and non-friable materials to 

eliminate suspect materials as asbestos containing. 

2.0 REPRESENTATIVE ASBESTOS-CONTAINING MATERIAL SURVEY 

An asbestos-containing material survey for the planned demolition was conducted at the former 
Beeclmut plant west of the Canajoharie Creek located in Canajoharie, New York. Ambient 
examined previous reports, if available, to determine if adequate sampling was performed in the 
work areas and collected additional samples that appeared to be deficient. New York State certified 
and AHERA trained Asbestos Inspectors conducted the asbestos survey of the area. 

The building was visually inspected for the presence of any additional building materials in the path 
of renovation that are suspected to contain asbestos. Bulk samples of the newly identified suspect 
ACMs were collected and placed into individual containers for transport to a National Voluntary 
Laboratory Accreditation Program (NV LAP) and a New York State Department of Health 
Environmental Laboratmy Approval Program (ELAP)-accredited laboratory for analysis. Mate1ials 
visibly identified as non-asbestos (fibrous glass, foam rubber, wood, etc.) were not sampled. The 
asbestos survey consisted of three basic procedures: 1) conducting a visual inspection of the 
structures; 2) identifYing homogeneous areas (HAs) of suspect surfacing, them1al system insulation, 
and miscellaneous materials; and 3) sampling accessible, friable and non-f1iable suspect materials. 

2.1 Homogeneous Areas 

Prior to collecting any samples, HAs were identified and listed to develop a sampling strategy. A 
homogeneous sampling area can be described as one or more areas of material that are similar in 
appearance and texture and that have the same installation date and function. The actual number of 
samples collected from each homogeneous sampling area may vary, based on the type of material 
and the professional judgment of the inspector. 

Pagel 
1 INEW-ADMINlA mbient £n,irrmmelltal11Amhilmt Envirrmmemul\CliemsiBEECH-NUT NUTRJT/Oilf CORP, lllll OAA Asbestos Pre-Demo Jn~pedion~4.SBESTOS SUR ~EY 

REPORT.t!oc 



Ambient Environmental, Inc. 

2.2 Hazard Assessment Factors 

From the list of suspect homogeneous materials, a physical assessment was perfonned for each 
material on the list. A physical assessment includes evaluating the condition, assessing the 
potential for disturbance, and determining the friability of each material. Friability is a term used to 
describe the ease in which a building material inherently lends itself to disturbance. By definition, 
"friable" materials are those that can be crumbled or reduced to powder by hand pressure when dry. 
Each material on the list was further classified into one of three categories, which have specific 
sampling requirements for each category. 

Surfacing Materials: Refers to spray-applied or troweled surfaces such as plaster ceilings 
and walls, fireproofing, textured paints, textured plasters, and spray
applied acoustical surfaces. 

Thermal System Insulation: Refers to insulation used to inhibit heat gain or loss on pipes, boilers, 
tanks, ducts, and various other building components. 

Miscellaneous Materials: Refers to friable and non-friable products and materials that do not 
fit in any of the above two categories such as resilient floor covering, 
baseboards, mastics, adhesives, roofing material, caulking, glazing, 
and siding. This category also contains wallboard and ceiling tile. 

All confumed ACMs were then assessed by their condition as good (intact), fair (damaged) or poor 
(significantly damaged) per Title 40 Code of Federal Regulations Pari 763. Material with localized 
significant damage was also assessed as poor when observed. 

2.3 Sampling Strategy 

The asbestos inspection was conducted according to New York State Department of Labor 
Industrial Code Rule 56 guidelines using a minimum number of samples collected from each 
HA, which also meets the san1pling requirement found in 29 CFR 1926.1101. 

Sample collection depends on the category that the HA falls into and the amount of material 
present, as follows: 

GUIDELINES FOR DETERMINING THE NUMBER OF SAMPLES TO TAKE 
HACATEGORY HASIZE SAiV!PLES REQUIRED 
Surfacing Materials <1,000 SF 3 

J ,000-5,000 SF 5 

>5,000 SF 7 or more 

Thermal System Insulation No Stipulation 3+ (Must also sample all repair patches) 
Miscellaneous Materials No Stipulation Per AHERA, these materials must be sampled "in a 

manner sufficient to determine whether or not they 
contain asbestos" typically 2-3 samples based upon 

inspector judgment. 
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Ambient Environmental, Inc. 

If the analytical results indicated that all the samples collected per HA did not contain asbestos, then 
the HA (material) would be considered a non-ACM. However, if the analytical results of one or 
more of the samples collected per HA indicate that asbestos is present in quantities of greater than 1 
percent asbestos by weight (as defined by EPA), all of the HA (material) would be treated as an 
ACM regardless of any other analytical results. Material, which can visually be detennined to be 
non-asbestos (i.e., fibrous glass, foam rubber, etc.) by the accredited inspector are not required to be 
sampled. 

Miscellaneous materials require adequately representative sampling, which is typically done by 
collecting from two to three samples per material. Inspectors typically rely on other survey 
observations such as the condition, friability, and quantity of material to determine what would be a 
sufficient amount of samples to accurately evaluate the presence or absence of asbestos content. 

Actual collection of a bulk asbestos sample involves physically removing a small piece of material 
and placing it in a marked, airtight container. Sample containers are marked with a unique 
identification number, which is also noted in the field notes. 

2.4 Laboratory Analytical Results 

The samples were sent to Response Labs, LLC in Albany, New York and AmeriSci New York in 
New York, New York ±or analysis. Both labs are fully accredited for bulk sample analysis under 
the Environmental Laboratory Approval Program (ELAP) administered by the New York State 
Department of Health, (ELAP Nos. 11917 & 11480, respectively). AmeriSci is also accredited by 
the National Voluntary Laboratory Accreditation Program (NVLAP No. 200546-0) for both air and 
bulk sampling. 

• Friable Samples- Friable suspect asbestos containing material samples were analyzed 
utilizing Method EPA/600/R-93/116 with New York State ELAP 198.1 revision to facilitate 
compliance with both AHERA and the New York State Department of Health polarized light 
microscopy (PLM) analytical techniques. All fibers observed were identified to determine 
whether or not they contained asbestos. 

• Non-Friable Samples- Non-friable organically bound (NOB) suspect asbestos containing 
material samples were analyzed utilizing Method EP A/600/R-93/116 with New York State 
ELAP 198.6 and 198.4 revisions to facilitate compliance with both AHERA and the New 
York State Department of Health polarized light microscopy (PLM) and transmission 
electron microscopy (TEM) analytical techniques. These non-friable organically bound 
samples must be weighed to record initial sample weights, then subjected to muffle furnace 
and acid bath sample preparation to eliminate the organic constituents. If the remaining 
inorganic sample residue is 1% or less of the original sample weight, the sample is 
considered a non-asbestos containing material. If the remaining inorganic sample residne is 
greater than I% of the original sample weight then the sample must be analyzed using either 
PLM or TEM analytical techniques to detern1ine that the sample is an asbestos containing 
material (positive) or TEM to prove that the sample is a non-asbestos containing material 
(negative). A non-friable organically bound sample must be proven a non-asbestos 
containing material utilizing the NYS ELAP 198.4 TEM test method to be in compliance 
with the New York state Department of Health. 
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Ambient Environmental, Inc. 

3.0 ASBESTOS RESULTS AND RECOMMENDATIONS 

The results of the asbestos survey conducted at the fanner Beechnut plant west of the 
Canajoharie Creek in Canajoharie, New York indicate that multiple building materials were 
found to contain more than I% asbestos. Please see the attached tables in Appendix A and B 
for a complete listing of the asbestos containing materials. Attachment A contains a 
comprehensive table of bulk samples taken with corresponding results. Attachment B contains a 
table listing identified asbestos containing materials, sample locations, results, homogeneous 
locations, and quantities. A sample and asbestos location drawing is provided in Attachment C. 
Attachn1ent D contains the complete asbestos laborat01y analysis report with chain of custody 
documentation. 

The building survey included limited destructive sampling for "hidden" materials. Therefore, the 
results of this survey may not be inclusive of all asbestos containing material that may be present 
in the pathway of demolition. The destructive sampling was limited in that only full demolition 
will reveal some hidden building materials. Furthermore, the client asked that the structure not 
be significantly damaged in the event that demolition plans do not proceed and the building is 
sold for re-use. If, during the course of demolition, any material is discovered that is not listed 
on the table in Attachment A it must be treated as asbestos containing material and handled 
appropriately or sampled by an inspector according to NYS and EPA regulations. 

The table in Attachment A only documents the materials found to contain greater than 1% 
asbestos by weight. However, some materials collected and analyzed in this inspection do 
contain trace amounts of asbestos and should be conveyed to any contractors working on these 
materials for compliance with the Occupational Safety and Health Administration 1926.1101. 
These include: 

• 
• 
" 
• 
• 
" 
e 

• 
• 
• 
• 
• 
• 
• 
• 
• 
• 
• 

Built-up Roofing 
2x4 Ceiling Tiles 
Mastic Layer 4 
Vapor Barrier Mastic 
Joint Compound 
Black Ceiling Paint 
Green 9x9 Mastic 
Mastic 
Vapor Barrier 
Textured Wall Coating 
Interior Window Glazing 
Mortar for Brick 
White 9x9 
Glue Dabs for 1 x 1 Ceiling Tiles 
Silver Paint 
Grout for Ceramic Floor Tile 
Terazzo Floor 
Grey Wall Paint 
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Ambient Environmental, Inc. 

• Pitch 
• Perimeter Caulk 

One (l) copy of the results of the building/structure asbestos survey shall be immediately 
transmitted by the building/structure owner as follows: 

• One (1) copy of the completed asbestos survey shall be sent by the owner or their agent to the 
local government entity charged with issuing a permit for such demolition, renovation, 
remodeling or repair work under applicable State or local laws. 

• The completed asbestos survey for controlled demolition (as per Subpmi 56-11.5) or pre
demolition asbestos projects shall also be submitted to the appropriate Asbestos Control 
Bureau district office. 

• The completed asbestos survey shall be kept on the construction site with the asbestos 
notification and vm·im1ce, if required, throughout the duration of the asbestos project and any 
associated demolition, renovation, remodeling or repair project. 

Attachment E contains the company, laboratory, and personnel licenses and certifications. 

4.0 ASSUMPTIONS AND LIMITATIONS 

The results, findings, conclusions, and recommendations expressed in this report are based only 
on conditions that were noted during the inspection of the former Beech-nut Plant west of the 
Canajoharie Creek located in Canajoharie, New York on the dates of the survey work. 

• Ambient's selection of sample locations and frequency of smnpling was based on 
observations and the assumption that like materials in the same area are homogeneous in 
content. 

• No process equipment was inspected as part of this building survey. Process equipment 
may contain asbestos. 

• No electrical equipment, wiring, or other electrical components were inspected as the 
building power was live at the time of the survey. These systems may contain asbestos. 

• The inside of duct work, piping, boilers, and other building mechanical systems were not 
inspected as these systems are operational and inaccessible and complete destruction or 
disassembly is required to gain access. These items may contain asbestos. 

• Ambient personnel did not enter labeled confined spaces as part of this survey. Efforts 
were made to observe the contents of confined spaces but these areas may contain 
additional asbestos. There are areas of the structures that are not safe to enter such as the 
basement under the strained food processing floor. 

e The coring of solid walls, floors, ceilings, roof decks, and other solid surfaces was not in 
the scope of work m1d was not performed as part of this sm-vey. Asbestos may be found 
within or behind these surfaces upon demolition. Ambient did not perform demolition to 
access interstitial spaces. 
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Ambient Environmental, Inc. 

• Ambient did not inspect any exterior areas below grade. Foundation sealers, buried 
piping, and other items may exist below grade which may contain asbestos. 

• Vault doors, walls, floors, and ceilings were not drilled or dan1aged as part of this survey. 
These doors may or may not contain asbestos. 

• The exterior coating has been found under cap stones, aluminum parapet wall caps, and in 
other concealed spaces. This material is in non-friable condition on much of the structure 
but is damaged and friable in other areas such as at roof level where extensive weathering 
has occurred. This material may exist on the interior as well in areas where additions 
have been constructed and the fom1er exterior wall is now an interior wall. 

• Some asbestos containing materials such as floor tile is located under additional layers of 
flooring, carpeting, or other materials. The contractor or other user is advised to 
physically inspect the areas to be removed, to be bid for removal, or for any other 
purpose. 

• Floor levelers, seam sealers, adhesives, concrete sealers and other materials below 
flooring layers may exist. The limited destructive nature of sampling may not have 
discovered these materials as only small areas oflarge expanses of flooring are accessed. 
The removal of flooring and mastics is to include the removal of these items as well and 
all other materials down to the concrete substrate. 

• Vem1iculite insulation was found in an area of the plant as identified on the attached 
drawings. This material was not discovered in other areas of the plant but may have been 
sporadically applied in such areas as the inside of chases, inside the cavities of block 
walls, duct penetrations, or other areas. Currently, there is no approved analytical 
methodology to confirm vermiculite as non asbestos, therefore it automatically has to be 
considered to be contaminated with asbestos in New York State, and if encountered 
during demolition must be handled as an asbestos containing material. 

• There are some areas of the plant that were inaccessible to the inspection team. These 
areas may contain asbestos containing materials. Measures have been taken to identify 
concealed, inaccessible areas that may contain asbestos materials such as wet walls, 
vaults, etc. 

" All asbestos locations on drawings are approximate and all quantities are estimated. Any 
contractor or other user of this report is required to physically confirm the quantities and 
locations of materials to be removed, to be bid for removal, or for any other purpose. 
Contractors are responsible to physically visit the site and confinn all quantities and 
locations for bidding purposes. 

All construction personnel, as well as individuals who have access to locations where ACM 
exists, should be infi:mned of its presence and the proper work practices in these areas. 
Conspicuous labeling of all ACM is suggested to ensure personnel is adequately informed. 
Persmmel should be infonned not to rest, lean or store material or equipment on or near these 
surfaces and not to cut, saw, drill, sand or disturb ACM. All removal, disturbance and repair of 
ACM should be performed in compliance with Title 12 NYCRR Part 56 by persons properly 
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Ambient Environmental, Inc. 

trained to handle ACM. Facility custodial and maintenance personnel should receive training 
commensurate with their work activities; as defined in 23 CFR 1910.1001. 

The report is designed to aid the building owner, architect, construction manager, general 
contractors, and potential asbestos contractors in locating ACM. Under no circumstances is the 
report to be utilized as a bidding docnment or as a project specification document since it does 
not have all the components required to serve as an Asbestos Project Design docnment or an 
Abatement Workplan. 

Our professional services have been performed, our findings obtained, and our conclusions and 
recommendations prepared in accordance with customary principles and practices in the fields of 
environmental science and engineering. This statement is in lieu of other statements either 
expressed or implied. This report does not wan·ant against future operations or conditions, nor does 
it warrant against operations or conditions present of a type or at a location not investigated. 
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Sample 
Number 

001-01 

00 1-02 

164-01 

164-02 

165-01 

165-02 

166-01 

166-02 

167-0 I 

167-02 

168-01 

168-02 

169-01 

169-02 

306-01 

306-02 

307-01 

307-02 

308-01 

308-02 

309-01 

309-02 

310-01 

310-02 

310-03 

311-01 

311-02 

311-03 

312-01 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORA TION 
PLANT WEST OF CANAJOHARIE CREEl( 

B UJLDING 4 I CHILLER ROO!'t1 
S UMMARY OF ASBESTOS SAMPLES AND ANALYSIS RES ULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

BUILDING4 

Mastic on Cork On Pipes NAD 

Mastic on Cork On Pipes NAD 

Mastic Room 201 NAD 

Mastic Room 201 NAD 

12x l 2 VFT Room 201 12% Chrysotile 

12xl2 VFT Room 201 NA/PS 

Stair Treads Stair to Room 201 NAD 

Stair Treads Stair to Room 201 NAD 
Transite Ceiling Tiles Room 201 25% Chrysotile 

Transite Ceiling Tiles Room 201 NA/PS 

Transite Wall Room 201 28.6% Chrysotile 

Transite Wall Room 201 NA/PS 

Window Glazing Room 201 NAD 
Window Glazing Room 201 NAD 

CHILLER ROOM 

Black Mastic Fan Unit under Fiberglass NAD 
Black Mastic Fan Unit under Fiberglass NAD 
Black Sealant Vertical Duct 3.9% Chrysotile 

Black Sealant Vertical Duct NA/PS 

Vibration Damper On Chiller Unit NAD 

Vibration Damper On Chiller Unit NAD 

Black Mastic On Tank 3.1% Chrysotile 

Black Mastic On Tank NA/ PS 

Tank Coating Outer Coating on Tank I 0.8% Chrysoti1e 

Tank Coating Outer Coating on Tank NA/PS 

Tank Coating Outer Coating on Tank NA/PS 

Insulation On Duct 6.9% Amosite 
6.9% Chrysotile 

Insulation On Duct NA/PS 
Insulation On Duct NA/PS 
Built-up Roofing Chiller Room Interior Trace Chrysotile 

Survey Dates: November 16, 2011-
December 8, 201 I 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

B UILDJNG 4 I CHILLER ROOM 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample Number 

312-02 Built-up Roofing Chiller Room Interior 

NAD- No asbestos detected 
NA/PS -Not ana lyzed, positive stop. First sample in homogenous grouping positive. 

Survey Dates: November 16, 2011-
December 8, 2011 
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Ambiellt Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDINGS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Number 

023-01 Concrete Floor 

033-01 Carpet Mastic 

033-02 Carpet Mastic 

034-01 2x4 Ceiling Tiles 

034-02 2x4 Ceiling Tiles 

035-01 Grey Floor Paint 

035-02 Grey Floor Paint 

035-03 Grey Floor Paint 

038-01 Lab Counter 

038-02 Lab Counter 

039-01 Linoleum Countertop 

039-02 Linoleum Countertop 

040-01 Mastic for Linoleum 
Countertop 

040-02 Mastic for Linoleum 
Countertop 

041-01 Sink Soundcoat 

041-02 Sink Soundcoat 

049-01 Transite Wall 

049-02 Transite Wall 

051-01 Sheetrock 

051-02 Sheetrock 

052-01 Joint Compound 

052-02 Joint Compound 

066-01 Linoleum 1st Layer 

066-02 Linoleum 1st Layer 

067-01 Floor Leveler 2nd Layer 

067-02 Floor Leveler 2nd Layer 

068-01 VFT Layer 3 

068-02 VFT Layer 3 

069-01 Mastic Layer 4 

069-02 Mastic Layer 4 

070-01 Mastic 

Survey Dates: November 16, 2011-
December 8, 2011 

Location of Sample 
Asbestos 
Content 

Carpenter Shop NAD 

Room 261 NAD 

Room 262 NAD 

Room 265 Trace Chrysotile 

Room 265 NAD 

Paint Shop NAD 

Paint Shop NAD 

Paint Shop NAD 

Room 246 15.4% Chrysotile 

Room 246 NA/PS 

Room 246 Black Marble NAD 

Room 246 Black Marble NAD 

Room 246 
NAD 

Room 246 
NAD 

Room 243 9.9% Chrysotile 

Room 243 NA/PS 

Room 244 I 6. 7% Chrysotile 

Room 267 NA/ PS 

Cafe NAD 

Cafe NAD 

Cafe NAD 

Cafe NAD 

Corridor@ 257 NAD 

Corridor@ 257 NAD 

Corridor @ 257 NAD 

Corridor @ 257 NAD 

Corridor @ 257 1.2% Chrysotile 

Corridor@ 257 NA/PS 

Corridor @ 257 <1 .0% Chrysotile 

Corridor @ 257 Trace Chrysotile 

Under all 9x9 in Fac. Control 5. 7% Chrysotile 
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Sample 
Number 

070-02 
f.-

071-01 

071-02 

072-01 

072-02 

073-01 
If-- -

073-02 

074-01 

074-02 

076-01 

076-02 

077-01 

077-02 

078-01 

078-02 

079-01 
1-

079-02 

080-01 

080-02 

081-01 

081-02 

082-01 

082-02 

083-01 

083-02 

084-01 

084-02 

085-01 

085-02 

086-01 

086-02 

087-01 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 5 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Mastic Under all 9x9 in Fac. Control NA/PS 
- I-

Black 9x9 Mastic Room 248 4.8% Chrysotile 
--

Black 9x9 Mastic Room 250 NA/PS 
Black 9x9 VFT Room 248 NA 
Black 9x9 VFT Room 250 NA 
Mastic Room 247 2.3% Chrysotile 

-

Mastic Room 247 NA/ PS 
Brown 9x9 VFT Room 247 NA 
Brown 9x9 VFT Room 247 NA 
Vapor Barrier Mastic Room 265 Trace Chrysotile 
Vapor Barrier Mastic Women's Locker Room Trace Chrysotile 
White 12x I 2 VFT Room 265 1.5% Chrysotile 
White 12x12 VFT Women· s Locker Room NNPS 
Filler Under tiles & test panel NAD 
Filler Under tiles & test panel NAD 
Lab Counter Top Room 250 22.2% Chrysotilc 

·-f.-

Lab Counter Top Room 250 NA/PS 
,_ r--

Mastic Mens Locker Room 4.2% Chrysotile 
Mastic Mens Locker Room NA/PS 
9x9 Green Mens Locker Room NA 
9x9 Green Mens Locker Room NA 
Grout - Glass Window Room 249 NAD 

Grout - Glass Window Room 249 NAD 

Sheetrock Room 247 NAD 

Sheetrock Room 247 NAD 

Splined Ceiling Tile Room 246 NAD 

Splined Ceiling Tile Room 246 NAD 

Transite Hood Room 250 28.6% Chrysotile 
- r- -

Transite Hood Room 250 NA/PS 
Sheetrock Wall Room 255 NAD 
Sheetrock Wall Room 255 NAD 
Joint Compound Room264 0.8% Chrysotile 

Survey Dares: November 16, 201J
December 8, 2011 
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Sample 
Number 

087-02 

088-01 

088-02 

088-03 

089-01 

089-02 

090-01 

090-02 

091-01 

091 -02 

092-01 

092-02 

092-03 

093-01 

093-02 

093-03 

093-04 

093-05 

093-06 

093-07 

094-01 

094-02 

094-03 

094-04 

094-05 

094-06 

094-07 

095-01 

095-02 

096-01 

096-02 

097-01 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDINGS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Joint Compound Room 264 0.5% Chrysotile 

Black Ceiling Paint Room 265 NAD 

Black Ceiling Paint Room265 NAD 

Black Ceiling Paint Room 264 NAD 
1x1 Ceiling Tiles Test panel NAD 
1 x 1 Ceiling Tiles Test panel NAD 

1 x 1 Ceiling Tiles Room 255 NAD 

1 x 1 Ceiling Tiles Room 255 NAD 

2x4 Ceiling Tiles Cafe NAD 

2x4 Ceiling Tiles Cafe NAD 
Black Ceiling Paint Chemical Room 1st Floor Trace Chrysotile 

Black Ceiling Paint Chemical Room 1st Floor NAD 

Black Ceiling Paint Chemical Room 1st Floor NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

Green Ceiling Paint All 3 Floors NAD 

Green Ceiling Paint All 3 Floors NAD 

Green Ceiling Paint All 3 Floors NAD 

Green Ceiling Paint All 3 Floors NAD 

Green Ceiling Paint All 3 Floors NAD 

Green Ceiling Paint All 3 Floors NAD 

Green Ceiling Paint All 3 Floors NAD 

Green 9x9 Mastic Room 417 Trace Chrysoti le 
Green 9x9 Mastic Room 417 NAD 
Green 9x9 VFT Room 417 4.6% Chrysotile 

-
Green 9x9 VFT Room 417 NAPS 
Mastic I Vapor Barrier Room 415 NAD 

Sur11ey Dates: November 16, 201 I
December 8, 2011 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 5 
S UMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample Number 

097-02 Mastic I Vapor Barrier Room 415 

098-01 Black 9x9 VFT Room 415 

098-02 Black 9x9 VFT Room 415 

099-01 I Mastic I Vapor Barrier Room 405 

099-02 1 Mastic I Vapor Barrier Room405 

100-01 Brown 12x 12 VFT Room 405 

I 00-02 Brown 12x 12 VFT Room 405 

101-01 Vapor Ban·ier under 
hardwood 

Room 301 

101-02 Vapor Barrier under 
hardwood 

Room 301 

102-01 Vapor Barrier (Hardwood) Room 408 

102-02 Vapor Barrier (Hardwood) Room 408 

103-01 Linoleum Room409 

103-02 Linoleum Room409 

104-01 Sink Sound Coat Room 416 

104-02 Sink Sound Coat Room 416 

105-01 Transite Wall Room 401 

105-02 Transite Wall Room 401 

106-01 Vibration Damper Room 302 

106-02 Vibration Damper Room 302 

107-01 Vibration Damper Room404 

107-02 Vibration Damper Room 404 

I 08-01 Splined Ceiling Tiles Room 411 

I 08-02 Splined Ceiling Tiles Room 411 

NAD - No asbestos detected 
NA/PS- Not analyzed, positive stop. First sample in homogenous grouping positive. 
NA - Not Ana lyzed 
1 Physically Inseparable Layers - Sample Composited for Analysis 

Sun1e_v Dates: November 16, 2011 -
December 8, 2011 

Page 4 of 4 

Asbestos 
Content 

NAD 
NAD 

NAD 

NAD 

NAD 

2.1% Chrysoti le 

NA/PS 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

2% Chrysotile 

NA/PS 

16.7% Chrysotile 

NA/ PS 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

Beechnut 



Ambient En viro11menta/, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING6 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

013-01 Sheetrock Ceiling 

013-02 Sheetrock Ceiling 

050-01 Floor Leveler 

050-02 Floor Leveler 

130-01 Mastic 

130-02 Mastic 

131-01 White 12x 12 VFT 

131-02 White 12x 12 VFT 

132-0 I Mastic 

132-02 Mastic 

133-01 fan 12xl2 VFT 

133-02 ran 12xl2 VFT 

134-01 Mastic 

134-02 Mastic 

135-0 1 White 9x9 VFT 

135-02 White 9x9 VFT 

136-01 1x1 Ceiling Tile 

I 36-02 lx1 Ceiling Tile 

I 37-01 Mastic 

137-02 Mastic 

138-01 Green 9x9 V FT 

138-02 Green 9x9 VFT 

139-01 Tan 9x9 VFT 

139-02 Tan 9x9VFT 

140-01 Transite Wall 

140-02 'I ransitc Wall 

141 -01 Brick Mortar 

141 -02 Brick Mortar 

142-01 Brick 

142-02 Brick 

143-01 Sheetrock Walls 

143-02 Sheetrock Walls 

Survey Date: November 16, 2011-
December 8. 2011 

Location of Sample 
Asbestos 
Content 

Ceiling @ Room 1 9 NAD 

Ceiling@ Room 19 NAD 

Room 240 NAD 
Room 240 NAD 
Room 301 NAD 
Room 301 NAD 
Room 301 1.5% Chrysotile 

Room 301 NA/PS 

Room307 NAD 
Room 307 NAD 
Room 307 2.1% Chrysotile 

Room 307 NA/PS 
Room 304 NAD 
Room 304 NAD 

Room 304 NAD 

Room 304 NAD 

Room 304 NAD 

Room 304 NAD 

Room 308 NAD 

Room 308 NAD 

Room 308 3.9% Chrysotile 

Room 308 NA/PS 

Room 403 NAD 
Room 404 NAD 
Room 410 18.2% Chrysotile 
Room 410 NA/PS 

Room 401 NAD 
Room 401 NAD 
Room 401 NAD 
Room 401 NAD 
Room 227 NAD 

Room 227 NAD 

Page 1 of3 Beechnut 



Sample 
Number 

144-0 I 

144-02 

145-0 I 

145-02 

146-01 

146-02 

147-01 

147-02 

148-01 

148-02 

148-03 

149-01 

149-02 

149-03 

150-01 

150-02 

150-03 

151-01 

151-02 

151-03 

151-04 

151 -05 

152-01 

152-02 

153-01 

153-02 

154-0 I 

154-02 

298-01 

298-02 

299-01 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING6 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Black Ceiling Mastic Room 305 NAD 

Black Ceiling Mastic Room 305 NAD 
Panel Adhesi\e Room 403 2.9% Chrysotile 
Panel Adhesive Room 403 NA/ PS 

Joint Compound Room 240 <0.25% 
Chrysotile 

Joint Compound Room 228 <0.25% 
Chrysotile 

Ceiling Room 409 NAD 

Ceiling Room409 NAD 

Silver Paint Room 409 NAD 

Silver Paint Room 409 NAD 

Silver Paint Room 306 NAD 

Ceiling Plaster Room 307 NAD 

Ceiling Plaster Room 307 NAD 

Ceiling Plaster Room 302 NAD 

Green Wall Paint Room 305 NAD 

Green Wall Paint Room305 NAD 

Green Wall Paint Room 305 NAD 

White Wall Paint Room 401 NAD 

White Wall Paint Room 401 NAD 

White Wall Paint Room 405 NAD 

White Wall Paint Room 405 NAD 

White Wall Paint Room 405 NAD 

Sheetrock Wall Room 304 NAD 

Sheetrock Wall Room 304 NAD 

Mastic Room 223 NAD 

Mastic Room 223 NAD 

Green 12x 12 Room 223 6.8% Chrysoti lc 

Green 12x 11 Room 213 NNPS 

Vapor Barrier Room 226 NAD 
Vapor Barrier Room 228 NAD 
Floor Leveler Room 226 NAD 

Survey Date: November 16, 2011-
December 8. 2011 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING6 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

299-02 Floor Leveler Room 228 

300-01 VFT Room 226 

300-02 VFT Room 228 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Sun'ey Date: November 16, 2011-
December 8, 2011 

Page 3 of3 

Asbestos 
Content 

NAD 

NAD 

NAD 

Beechnut 



Sample 
Number 

009-01 

009-02 

010-01 

010-02 

025-01 

025-02 

031-01 

031 -02 

042-01 

042-02 

043-01 

043-02 

044-01 

044-02 

045-01 

045-02 

046-01 

046-02 

047-01 

047-02 

047-03 

048-01 

048-02 

048-03 

170-01 

170-02 

171-0 I 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 15 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

White Speckled 12xl2 Room 14 2.2% Chrysotile 

White Speckled 12x I 2 Room 14-A NA/PS 

12x12 Mastic for White Room 14 
NAD 

Speckled 12x12 
12x12 Mastic for White Room 14-A 

NAD 
Speckled 12x12 
Mastic - Cork to Ceiling Laundry Room 

NAD 
Deck 
Mastic- Cork to Ceiling Laundry Room 

NAD 
Deck 
2x4 Ceiling Tile Room 14 NAD 

2x4 Ceiling Tile Room 14-A NAD 

Linoleum Floor Mens F.D. Batlu·oom NAD 

Linoleum Floor Mens F.D. Bathroom NAD 

Vibration Damper Mens F.D. Bathroom NAD 

Vibration Damper Mens F.D. Bathroom NAD 

Wall Ceramic Tile Mens F.D. Shower NAD 

Wall Ceramic Tile Mens F.D. Shower NAD 

Grout for Wall Ceramic Mens F.D. Shower 
NAD 

Tile 
Grout for Wall Ceramic Mens F.D. Shower 

NAD 
Tile 
Thin Set for Wall Ceramic Mens F.D. Shower 

NAD 
Tile 
Thin Set for Wall Ceramic Mens F.D. Shower 

NAD 
Tile 
Blue Floor Paint Mens F.D. Shower NAD 

Blue Floor Paint Mens F.D. Shower NAD 

Blue Floor Paint Mens F.D. Shower NAD 

Coating on Duct Mens F.D. Locker Room NAD 

Coating on Duct Mens F.D. Locker Room NAD 

Coating on Duct Mens F.D. Locker Room NAD 

Mastic Room 218 NAD 
Mastic Room 220 Trace Clu·ysotile 

Green 9x9 VFT Room 2 18 4.7% Chrysotile 

Survey Date: November I6. 20 II -
December 8. 201 J 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 15 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

171-02 Green 9x9 VFT Room 220 

NAD- No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16, 2011 -
December 8, 2011 

Page 2 of2 

Asbestos 
Content 

N/\/PS 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING16 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Asbestos 
Number Content 

012-01 Tan 12xl2 VFT Elevator 3% Chrysotile 
- - I--

012-02 Tan 12x 12 VFT Elevator NA/PS 

021-01 Transite I xI Ceiling Tiles Room 204 I 0.3% Chrysotile 

021-02 Transite 1 xI Ceiling Tiles STGE Room NA/PS 
022-01 Transite Wall 225@ Stairwell 17.4% Chrysotile 

-- - t--

022-02 Transite Wall 225 @ Stairwell NA/PS 
- -

060-01 Window Glazing Room 204 3% Chrysotile 
-

060-02 Window Glazing Room 204 NAPS 

061-01 Linoleum Room 303 NAD 

061-02 Linoleum Room 302 NAD 
062-01 Vibration Damper Room 306 NAD 
062-02 Vibration Damper Room 306 NAD 

063-01 Floor Leveler Room 305 NAD 

063-02 Floor Leveler Room 305 NAD 

064-01 Sheetrock Walls Room 303 NAD 

064-02 Sheetrock Walls Room 306 NAD 

065-01 Green 12xl2 VFT STGE Room 7% Chrysotile 
t-

065-02 Green 12x 12 VFT STGE Room NA/PS 

NAD - No asbestos detected 
NAIPS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Sun,e,v Dates: November 16, 2011 -
December 8, 201 J 
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Sample 
Number 

003-01 

003-02 

003-03 

003-04 

003-05 

003-06 

003-07 

003-08 

003-09 

004-01 

004-02 

004-03 

004-04 

004-05 

005-01 

005-02 

006-01 

006-02 

007-01 

007-02 

008-01 

008-02 

011-01 

011-02 

014-01 

014-02 

015-01 

015-02 

016-01 

0 16-02 

0 17-01 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CAN4JOHA RIE CREEK 

BUILDING17 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Mastic Green 9x9s Trace Chrysotile 

Mastic Green 9x9s Trace Chrysotile 

Mastic Green 9x9s NAD 
Mastic Green 9x9s NAD 
Mastic Green 9x9s NAD 
Mastic Tan & Black 9x9s Trace Chrysotile 

Mastic Tan & Black 9x9s 2.9% Chrysotile 

Carpet Mastic Conference Room NAD 
Carpet Mastic Conference Room NAD 
Black 4" Covebase Conference Room NAD 
Black 4" Covebase Conference Room NAD 
Mastic for Black 4" Conference Room NAD 
Covebase 
Mastic for Black 4" Conference Room NAD 
Covebase 
Mastic Lobby under Padding NAD 
Mastic Lobby under Padding NAD 
Sheetrock Ceiling Room 214 NAD 
Sheetrock Ceiling Room 214 NAD 
Sheetrock Wall Room3 NAD 
Sheetrock Wall Room 209 NAD 
Joint Compound Room 209 NAD 
Joint Compound Room 209 NAD 
Cork under carpet Room 205 NAD 

Survey Date: November 16, 2011-
December 8, 2011 
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Sample 
Number 

OJ 7-02 

OJ 8-01 

OJ 8-02 

019-01 

019-02 

020-01 

020-02 

024-0 I 

024-02 

026-01 

026-02 

027-01 

027-02 

028-01 

028-02 

029-01 

029-02 

030-01 

030-02 

032-01 

032-02 

036-01 

036-02 

037-01 

037-02 

053-01 

053-02 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 17 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Cork under carpet Room 205 NAD 

Carpet Mastic Room 209 NAD 

Carpet Mastic Room 201 NAD 

TetTazzo Floor Lobby NAD 

Terrazzo Floor Conference Room #3 NAD 

Carpet Mastic 2nd Floor @ Guest office 
NAD 

hallway 
Carpet Mastic 2nd Floor @ Guest office 

NAD 
hallway 

Interior Window Gla;ing Room I 4.5% 
Anthoph) llite 

Interior Window Gla;ing Room 209 NA/PS 

Glue dabs for 1xl Ceiling Room3 
NAD 

Tile 
Glue dabs for 1 x 1 Ceiling Credit Union 

NAD 
Tile 
1x 1 Ceiling Tiles Room 2 NAD 

1 x 1 Ceiling Tiles Room 3 NAD 

2x4 Ceiling Tiles Toilet 151 
NAD 

2x4 Ceiling Ti les Toilet 151 
NAD 

l x 1 Splined Ceiling Room 210 NAD 

lxl Splined Ceiling Room 21 1 NAD 

2x4 Ceiling Tile Room 204 NAD 

2x4 Ceiling Tile Room 204 NAD 

1xl Splined Ceiling 2nd Floor New Bath NAD 

1 x 1 Splined Ceiling 2no Floor New Bath NAD 

Ceramic Wall Tile Mens 2no Floor NAD 

Ceramic Wall Tile Womens 211° Floor NAD 

Grout for Ceramic Wall Mens 211° Floor NAD 
Tile 
Grout for Ceramic Wall Womens 211° Floor NAD 
Tile 
Ceramic Floor Tile 2nd Floor Mens NAD 

Ceramic Floor Tile 2M Floor Womens NAD 

Survey Date: November 16. 201 }
December 8, 201 I 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING17 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Number 

054-01 Grout for Ceramic Floor 
Tile 

054-02 Grout for Ceramic Floor 
Tile 

055-01 Floor Leveler 

055-02 Floor Leveler 

056-01 Terrazzo Floor 

056-02 Tenazzo Floor 

057-0 I Green 9x9 VFT 

057-02 Green 9x9 VFT 

058-01 Grey Wall Paint 

058-02 Grey Wall Paint 

058-03 Grey Wall Paint 

058-04 Grey Wall Paint 

058-05 Grey Wall Paint 

058-06 Grey Wall Paint 

058-07 Grey Wall Paint 

059-01 Plaster Wall 

059-02 Plaster Wall 

059-03 Plaster Wall 

059-04 Plaster Wall 

059-05 Plaster Wall 

059-06 Plaster Wall 

059-07 Plaster Wall 

059-08 Plaster Wall 

059-09 Plaster Wall 

229-0 1 Black Mastic 

229-02 Black Mastic 

230-01 Ceramic Floor Tile 

230-02 Ceramic Floor Tile 

231-01 Grout for Ceramic Floor 
Tile 

23 1-02 Grout for Ceramic Floor 

Survey Date: November 16, 201 ]
December 8, 2011 

Location of Sample Asbestos 
Content 

2na Floor Mens 
0.3% Clu·ysotile 

2na Floor Womens 
0.5% Chrysotile 

201 Under Carpet NAD 
201 Under Carpet NAD 
Room 210 NAD 
Lobby 0.3% Clu-ysotile 
Mail Room 9.5% Chrysotile 
Room 7 NA/PS 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Throughout Trace Chrysotile 
Walls Tlu·oughout NAD 
Walls Tlu·oughout Trace Clu·ysotile 
Walls Throughout NAD 
Walls Tlu·oughout NAD 
Walls Throughout NAD 
Walls Tlu·oughout NAD 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Tlu·oughout NAD 
Walls Throughout NAD 
Walls Throughout NAD 
Room 17-3 15 2.5% Chrysoti le 

Room 17-306 NA/PS 
Room 17-314 NAD 
Room 17-313 NAD 
Room 17-314 NAD 

Room 17-313 NAD 

Page 3 of5 Beechnut 



Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING17 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

Tile 
232-01 Ceramic Wall Tile 

232-02 Ceramic Wall Tile 

233-01 Grout for Ceramic Wall 
Tile 

233-02 Grout for Ceramic Wall 
Tile 

234-01 Plaster Ceilings 

234-02 Plaster Ceilings 

234-03 Plaster Ceilings 

235-01 Black 4" Covebase 

235-02 Black 4" Covebase 

236-01 Mastic for Black 4" 
Cove base 

236-02 Mastic for Black 4" 
Cove base 

237-01 Tan 4" Covebase 

237-02 Tan 4" Covebase 

238-01 Mastic for Tan 4" 
Covebase 

238-02 Mastic for Tan 4" 
Cove base 

239-01 Yell ow Carpet Mastic 

239-02 Yell ow Carpet Mastic 

240-01 2x2 Ceiling Tiles 

240-02 2x2 Ceiling Tiles 

241-01 Green Linoleum 

241-02 Green Linoleum 

242-01 Pink Window Glazing 

242-02 Pink Window Glazing 

Window Gla?ing 
243-0 I 

243-02 Windov, Glazing 

Survey Date: November 16, 201 }
December 8, 2011 

Location of Sample 
Asbestos 
Content 

Room 17-3 13 NAD 
Room 17-314 NAD 
Room 17-313 Trace Chrysotile 

Room 17-314 Trace Cluysotile 

Room 17-313 NAD 
Room 17-313 NAD 
Room 17-3 14 NAD 
Room 17-407 NAD 
Room 17-412 NAD 
Room 17-407 NAD 

Room 17-412 NAD 

Room 17-406 NAD 
Room 17-406 NAD 
Room 17-406 NAD 

Room 17-406 NAD 

Room 17-402 NAD 

Room 17-403 NAD 
Room 17-412 I .2% Chrysotile 

1.2% Amosite 
Room 17-414 NA/PS 

Room 17-417 NAD 
Room 17-410 NAD 
4111 Floor Back Hall NAD 
Jro Floor Back Hall 4.8% Chrysotile 

Stairwell to Roof 4.1% Chrysotile 
1.2% 
Anthophyllite 

Stain";ell to Roof NA/PS 

Page 4 of5 Beechnut 



Ambient E11vironme1t1al, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

B UILDINGJ7 
SUM1lfARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

244-01 I x 1 Spline Ceiling Room404 

244-02 I xI Spline Ceiling Room 404 

245-01 Glue Dabs for Ix l Spline Room 404 
Ceiling 

245-02 Glue Dabs for I xI Spline Room404 
Ceiling 
VFT Mastic Room 406 

301-01 

301-02 VFT Mastic Room 406 

302-01 12x 12 White VFI Room 406 

302-02 12x 12 White VFT Room 406 

NAD - No asbestos detected 
NA/ PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16, 20 f)
December 8. 2011 

Page 5 of5 

Asbestos 
Content 

NAD 
NAD 
NAD 

NAD 

1. 1% 
An tho ph) I lite 
0.2% Chrysotile 
NA/PS 

2.9% Chrysolite 

NA/PS 
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Ambient Enviro11mental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILD/NGJ9 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample Number 

051-01 Sheetrock Cafe 

051-02 Sheetrock Cafe 

052-01 Joint Compound Cafe 

052-02 Joint Compound Cafe 

075-01 12x12 Cafe 
075-02 12x12 Cafe 

093-01 White Wall Paint Cafe & Hallways 

093-02 White Wall Paint Cafe & Hallways 

093-03 White Wall Paint Cafe & Hallways 

093-04 White Wall Paint Cafe & Hallways 

093-05 White Wall Paint Cafe & Hallways 

093-06 White Wall Paint Cafe & Hallways 

093-07 White Wall Paint Cafe & Hallways 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First samp le in homogenous grouping positive. 

Survey Dates: November 16. 2011-
December 8. 2011 

Page 1 of 1 

Asbestos 
Content 

NAD 
NAD 
NAD 
NAD 
4.5% Chrysotile 

NA/ PS 

NAD 
NAD 
NAD 
NAD 
NAD 
NAD 
NAD 

Beechnut 



Sample 
Number 

188-01 

188-02 

189-01 

189-02 

189-03 

190-01 

190-02 

191-01 

191-02 

192-01 

192-02 

193-01 

193-02 

194-01 

194-02 

195-01 

195-02 

196-01 

196-02 

197-01 

197-02 

198-01 

198-02 

199-01 

199-02 

200-01 

200-02 

201-01 
1--· 

201 -02 
1-- -

202-01 
t--

202-02 

Ambient En vironme11tal, Inc. 

BEECH-NUT NUTRITION CORPORA T/ON 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING21 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample Asbestos 
Content 

Sheetrock Temp Walls 21-07 NAD 
Sheetrock Temp Walls 21-07 NAD 
Ceiling Plaster 21 -01 NAD 
Ceiling Plaster 21 -02 NAD 
Ceiling Plaster 21 -03 NAD 
2x4 Ceiling Tile 2 1-03 NAD 
2x4 Ceiling Tile 21 -03 NAD 
Black 3" Cove base 21 -03 NAD 
Black 3" Covebase 21-03 NAD 
Mastic for Black 3" 21 -03 NAD 
Covebase 
Mastic for Black 3" 21-03 NAD 
Covebase 
Wall Covering 21-03 NAD 
Wall Covering 21-04 NAD 
Sheetrock Wall 21-207 NAD 
Sheetrock Wall 21-207 NAD 
Joint Compound 21-207 NAD 
Joint Compound 21-207 NAD 
Transite Wall 21-219 I 0.5% Chrysotile 

Transite Wall 21-218 NNPS 
Concrete Wall 21 -03 NAD 
Concrete Wall 21 -207 NAD 
1x1 Splined Ceiling Tile 21-2 19 NAD 
1x1 Splined Ceiling Tile 21-219 NAD 
Carpet Mastic 21-213 NAD 
Carpet Mastic 21-216 NAD 
Concrete Floor Cap Storage NAD 
Concrete Floor Cap Storage NAD 
Black Mastic 21-01 1.5% C'hrysotile 

- I-
Black Mastic 21-02 NA/PS 
Green 9x 9 VFT 21-01 NA/PS 

I- - -
Green 9x 9 VFT 21-02 NA/PS 

Survey Dates: November 16,2011-
December 8, 2011 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING21 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Asbestos 
Number Content 

203-01 Yellow Mastic 21-218 NAD 

203-02 Yellow Mastic 21-219 NAD 

204-01 Grey9x9VFT 21 -218 NAD 

204-02 Grey 9x9 VFT 21 -219 NAD 

205-01 Black Mastic 2 I -207 4.5% Chrysotile 
- -
205-02 Black Mastic 2 I -205 NA/PS 
~ r-
206-01 Brown VFT 2 I -207 NA/PS 

- -
206-02 Brown VFT 2 I -205 NA/PS 

207-01 Concrete Wall 21-04 NAD 

207-02 Concrete Wall 21-207 NAD 

208-01 Pipe [nsulation 21-205 12.5% Chrysotile 

208-02 Pipe Insulation 21-205 NA/PS 

208-03 Pipe Insulation 21 -205 NA/PS 

209-01 Textured Wall Coating Cap Storage 0.25% Chrysotile 

209-02 Textured Wall Coating Cap Storage NAD 

209-03 Textured Wall Coating Cap Storage NAD 

209-04 Textured Wall Coating Cap Storage NAD 

209-05 Textured Wall Coating Cap Storage NAD 

Interior Window Glazing 21-01 Trace 
210-01 Anthophyllite 

<1.0% Chrysotile 

210-02 Interior Window Glazing 21-207 Trace 
Anthophyllite 

Green Paint on Wall 21-207 3.2% Chrysotile 
211-01 0.45% 

Anthophyll itc 
-
2 11 -02 Green Paint on Wall 21-207 NA/PS 

2 1 1-03 Green Painl on Wall 2 I -207 NA/PS 
NAD - No asbestos detected 
NA/PS -Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Dates: November 16, 2011 -
December 8, 2011 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT 1-f'EST OF CANAJOHARIE CREEK 

BUILDING23 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

002-01 Ceiling Cork Adhesive 

002-02 Ceiling Cork Adhesive 

023-02 Concrete Floor 

109-01 Mastic 

109-02 Mastic 

110-0 I White I 2x12 VFT 

110-02 White 12x 12 VFT 

111-01 Mastic 

11 1-02 Mastic 

112-01 White 9x9 VFT 

112-02 White 9x9 VFT 

11 3-01 Mastic 

113-02 Mastic 

114-01 Red 12x12 VFT 

114-02 Red 12x12 VFT 

1 15-01 Green 12x1 2 VFT 

115-02 Green 12x 12 VFT 

116-01 Linoleum 

116-02 Linoleum 

117-01 Window Glazing 

117-02 Window Glazing 

118-01 Window Glazing 

11 8-02 Window Glazing 

119-01 Sheetrock Wall 

11 9-02 Sheetrock Wall 

120-01 Sheetrock Wall 

120-02 Sheetrock Wall 

121 -01 Grey Ceiling Paint 

121-02 Grey Ceiling Paint 

121 -03 Grey Ceiling Paint 

122-01 Textured Floor Coating 

122-02 Textured Floor Coating 

Survey Dates: November 16, 2011-
December 8, 2011 

Location of Sample 
Asbestos 
Content 

Ceiling Cork NAD 

Ceiling Cork NAD 

Pipe Shop NAD 

Room 273 Trace Chrysotile 
Room 273 Trace Chrysotile 

Room 273 2% Chrysotile 

Room 273 NA/PS 

Room 269 NAD 

Room 269 NAD 
Room 269 NAD 
Room 269 NAD 
Room 271 1.6% Chrysotile 

Room 271 NA/PS 
Room 27 1 4.5% Chrysotile 

Room 271 NA/PS 

Room 27 1 4.3% Chrysotile 

Room 271 NA/PS 

Room 304 6.6% Chrysotilc 

Room 304 NA/PS 

Room 307 1.5% Chrysoti le 

Room 307 NA/PS 
Room 270 NAD 
Room 270 NAD 
Room 273 NAD 
Room 273 NAD 
Room 305 NAD 
Room 305 NAD 
Room 268 NAD 
Room 268 NAD 
Room 268 NAD 
Room 270 NAD 

Room 270 NAD 

Page 1 of3 Beechnut 



Sample 
Number 

122-03 

123-01 

123-02 

123-03 

123-04 

123-05 

124-01 

124-02 

124-03 

125-0 I 

125-02 

125-03 

126-01 

126-02 

126-03 

127-01 

127-02 

127-03 

128-01 

128-02 

128-03 

129-01 

129-02 

129-03 

155-01 

155-02 

156-01 

156-02 

157-01 

157-02 

158-01 

158-02 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

B UILDING23 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Textured Floor Coating Room270 NAD 
White Wall Paint Room 269 NAD 
White Wall Paint Room 269 NAD 
White Wall Paint Room 269 NAD 
White Wall Paint Room 270 NAD 
White Wall Paint Room 270 NAD 
Plaster Wall Coat Cooler Room 274 NAD 
Plaster Wall Coat Cooler Room 274 NAD 
Plaster Wall Coat Cooler Room 274 NAD 
Joint Compound Room 273 0.5% Chrysotile 
Joint Compound Room 270 NAD 
Joint Compound Room 305 NAD 
Peach Wall Paint Mens Bathroom NAD 
Peach Wall Paint Mens Bathroom NAD 
Peach Wall Paint Womens Bathroom NAD 
Red Wall Paint Mens Bathroom NAD 
Red Wall Paint Mens Bathroom NAD 
Red Wall Paint Womens Bathroom NAD 
Light Grey Wall Paint Room 302 NAD 
Light Grey Wall Paint Room 302 NAD 
Light Grey Wall Paint Room 302 NAD 
Dark Grey Wall Paint Room 303 NAD 
Dark Grey Wall Paint Room 303 NAD 
Dark Grey Wall Paint Room 303 NAD 
Vapor Barrier Room 411 Trace Chrysotile 
Vapor Barrier Room 411 Trace Chrysotile 
Black 12x 12 VFT Room 411 5.9% Chrysotile 

--
Black l2x 12 VFT Room 411 NA/PS 
Mastic Bath 4u1 Floor Trace Chrysotile 
Mastic Bath 4u1 Floor NAD 
Black 12x 12 VFT Bath 4u1 Floor NAD 
Black 12x 12 VFT Bath 4u, Floor NAD 

Survey Dates: November 16, 2011-
December 8, 2011 
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Ambient Environmeutal, Inc. 

BEECH-NUT NUTRITION CORPOJUTION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDJNG23 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 
- --·- --

159-01 Transite Hood Room 411 

159-02 Transite Hood Room 411 

160-01 Lab Counter Room 411 

160-02 Lab Counter Room 411 

161-01 Window Glazing Room 411 

161-02 Window Glazing Room 411 

162-01 White Ceiling Paint Ceilings 

162-02 White Ceiling Paint Ceilings 

162-03 White Ceiling Paint Ceilings 

162-04 White Ceiling Paint Ceilings 

162-05 White Ceiling Paint Ceilings 

163-01 Linoleum Room 403 

163-02 Linoleum Room 403 

284-01 Stair Tread Stair Tower at Receiving 

284-02 Stair Tread Stair Tower at Receiving 

285-0 I White 9x9 VFT Receiving Department Oftice 

285-02 White 9x9 VFT Receiving Department Office 

286-01 VFT Mastic Receiving Department Office 

286-02 VFT Mastic Receiving Depattment Office 

NAD -No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Dates: November 16, 2011 -
December 8, 2011 

Page 3 of3 

Asbestos 
Content 

25% Chrysotile 

NA/ PS 

NAD 

3% Chrysotile 

NAD 

NAD 

NAD 
NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

2.1% Chrysotile 

NNPS 

NAD 

NAD 

Beechnut 



Sample 
Number 

212-01 

212-02 

213-01 

213-02 

214-01 

214-02 

215-0 l 

215-02 

216-01 

216-02 

217-01 

217-02 

218-0 I 

218-02 

219-01 

219-02 

220-01 

220-02 

22I-01 

221-02 

222-01 

222-02 

223-01 

223-02 

224-01 

224-02 

224-03 

225-01 

225-02 

Ambie11t Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDJNG47 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Masonite Walls 47-207 NAD 

Masonite Walls 47-209 NAD 

15"x15" Ceiling Tile 47-205 NAD 

15"x 15" Ceiling Tile 47-210 NAD 

Ceiling Deck 47-205 NAD 

Ceiling Deck 47-210 NAD 

Sheetrock Walls 47-205 NAD 

Sheetrock Walls 47-205 NAD 

Joint Compound 47-205 2.6% Chrysotile 

Joint Compound 47-205 NNPS 

I x 1 Ceiling Tiles Womens Room 2nd Floor NAD 

I x 1 Ceiling Tiles Womens Room 2nd Floor NAD 

Black 6"' Covebasc 47-202 4.9% Chrysotile 

Black 6"' Covebase 47-202 NNPS 

Mastic for Black 6" 47-202 5% Chrysoti le 
Covebase 
Mastic for Black 6"' 47-202 NNPS 
Covebase 
White Ceramic Floor Tile Womens 2na Floor NAD 

White Ceramic Floor Tile Womens 2na Floor NAD 

Grout for White Ceramic Womens 2na Floor NAD 
Floor Tile 
Grout for White Ceramic Womens 2nd Floor NAD 
Floor Tile 
Green Ceramic Floor Tile Mens 2nd Floor NAD 

Green Ceramic Floor Tile Mens 2nd Floor NAD 

Grout for Green Ceramic Mens 2nd Floor NAD 
Floor Tile 
Grout for Green Ceramic Mens 2na Floor NAD 
Floor Tile 
White Wall Paint Womens 2na Floor NAD 

White Wall Paint Mens 2nd Floor NAD 

White Wall Paint Mens 211° Floor NAD 

Black Mastic 47-205 NAD 

Black Mastic 47-202 NAD 

Survey Dates: November 16, 2011-
December 8. 2011 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING47 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

226-01 Brown 9x9 47-205 

226-02 Brown 9x9 47-202 

227-01 White 9x9 47-209 

227-02 White 9x9 47-209 

228-01 Filler Under Room 47-209 

228-02 Filler Under Room 47-209 

NAD- No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Dates: November 16. 2011-
December 8, 2011 

Page 2 of2 

Asbestos 
Content 

4% Chrysotile 

NA/PS 

0.84% 
Anthophyllite 
0.92% 
Anthophyllite 
NAD 

NAD 

Beechnut 



Sample 
Number 

172-01 

172-02 

173-01 

173-02 

174-01 

174-02 

175-01 

175-02 

176-01 

176-02 

177-01 

177-02 

178-01 

178-02 

179-0 I 

179-02 

179-03 

180-01 

180-02 

181-01 

181-02 

182-01 

182-02 

182-03 

182-04 

182-05 

182-06 

182-07 

183-01 

183-02 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

B UILDING65 
SUMMARY OF ASBESTOS SANJPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Masonite Wall 65-206 NAD 

Masonite Wall 65-215 NAD 

Brown 4" Covebase 65-208 NAD 

Brown 4" Covebase 65-207 NAD 

Mastic for Brown 4" 65-208 NAD 
Covebase 
Mastic for Brown 4" 65-207 NAD 
Covebase 
Black 9x9 Mastic 65-208 1 . 9% Chrysotile 

Black 9x9 Mastic 65-205 NA/PS 

Brown 9x9 VFT 65-205 NA/PS 

Brown 9x9 VFT 65-208 NA/PS 

White 9x9 VFT 65-205 NA/PS 

White 9x9 VFT 65-208 NA/PS 

Sheetrock Ceiling 65-201 NAD 

Sheetrock Ceiling 65-206 NAD 

Layered Paper 65-203 26.7% Chrysotile 

Layered Paper 65-209 NA/PS 

Layered Paper 65-206 NA/ PS 

1 x 1 Glue Dabs 65-201 NAD 

lx1 Glue Dabs 65-205 NAD 

1x1 Ceiling Tile 65-206 NAD 

1xl Ceiling Tile 65-201 NAD 

White Ceiling Paint 65-210 NAD 

White Ceiling Paint 65-214 0.93% 
Anthophyllite 

White Ceiling Paint 65-214 1.1 % 
Anthophyl li te 

White Ceiling Paint 65-2 10 NA/PS 

White Ceiling Paint 65-210 NA/PS 

White Ceiling Paint 65-214 NA/PS 

White Cei ling Paint 65-2 14 NA/PS 

Linoleum Floor 65-212 NAD 

Linoleum Floor 65-211 NAD 

Survey Date: November 16- , 2011 Page 1 o.f2 Beechnut 



Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEl( 

BUILDING65 
SUMMARY OF ASBESTOS SA1l1PLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Asbestos 
Number Content 

- -. 

184-01 Interior Window Glaz ing 65-204 2.6% 
Anthophyllite 

184-02 Interior Window Glazing 65-209 NA/PS 

185-0 I Black Mastic 65-214 0. 77% Chrysotile 

185-02 Black Mastic 65-210 4.5% Chrysotile 

186-0 1 Grey 9x9 VFT 65-2 14 NA/PS 

186-02 Grey 9x9 VFT 65-210 NA/PS 

187-01 Grey 12x12 VFT 65-214 NAD 

187-02 Grey 12x12 VFT 65-210 NAD 

NAD - No asbestos detected 
NAIPS -Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16- , 2011 Page 2 of2 Beechnut 



Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BOILER ROO.M I HEATING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

295-01 Layered Paper 

295-02 Layered Paper 

295-03 Layered Paper 

296-01 Pipe Insulation 

296-02 Pipe Insulation 

296-03 Pipe Insulation 

297-01 Mudded Fittings 

297-02 Mudded Fittings 

297-03 Mudded Fittings 

303-01 Transite Pipe 

303-02 Transite Pipe 

304-01 Transite Wall 

304-02 Transite Wall 

305-01 Duct Insulation 

305-02 Duct Insulation 

305-03 Duct Insulation 

3 13-0 I Window Glazing 

313-02 Window Glazing 

314-01 Rope Gasket 

314-02 Rope Gasket 

315-01 Duct Breeching 

315-02 Duct Breeching 

315-03 Duct Breeching 

316-01 Duct Breeching 

316-02 Duct Breeching 

31 7-01 Insulation 

31 7-02 Insulation 

3 17-03 Insulation 

318-01 Rose Gasket 

318-02 Rose Gasket 

Survey Date: November 16, 2011 -
December 8, 2011 

Location of Sample Asbestos 
Content 

Building 23 @ Receiving 66.7% Chrysotilc 

North South Alley Way NA/ PS 

Bldg l 7 Room 4 NA/ PS 
Bldg. 23 Mens l st Floor 40% Chrysotile 

Lobby Bldg. 1 7 NA/PS 

Bulk Chemical Storage NA/PS 

Paint Shop 36.4% Chrysotile 

Bulk Chemical Storage NA/PS 

Filling Room Patts Storage NA/PS 

Upper Boiler Room Floor NAD 

Upper Boiler Room Floor NAD 

Exterior Upper Boiler Room 16.7% Chrysotile 

Exterior Upper Boiler Room NA/PS 

On Duct Upper Boiler I 0.8% Chrysotile 

On Duct Upper Boiler NA/PS 

On Duct Upper Boiler NNPS 
0.71 % 

Boiler Room Anthophyllite 
0.71% Chrysotile 

Water Softener Room NA/PS 

Front of Boiler #6 NAD 

Front of Boiler #6 NAD 
Boiler 6 - Side I st 50% Chrysotile 
Boiler 6 ~ Side I s t NNPS 
Boiler 6 ~ Side 1st NNPS 

Top Duct Attach #6 & #7 NAD 

Top Duct Attach #6 & #7 NAD 

Tank #1 26.7% Chrysotile 

Tank #2 NA/PS 

Tank #2 NNPS 

Tat1k #1 Left NAD 

Tat1k #1 Right NAD 

Page 1 of4 Beechnut 



Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREE/( 

BOILER ROONJ I HEATING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

319-01 Insulation 

319-02 Insulation 

320-01 Comtgated Siding 
f-

320-02 Corrugated Siding 
f.-

321 -01 Breeching 
1-

321-02 Breeching 

322-01 Fire Brick 

322-02 Fire Brick 

323-01 Insulation 

323-02 Insulation 

323-03 Insulation 

324-01 Pipe Insulation 

324-02 Pipe Insulation 

324-03 Pipe Insulation 

325-01 Mudded Fitting 

325-02 Mudded Fitting 

326-01 Mudded Fitting 

326-02 Mudded Fitting 

327-0l Mudded Fitting 

327-02 Mudded Fitting 

328-01 Pipe Insulation 

328-02 Pipe Insulation 

328-03 Pipe Insulation 

329-01 Pipe Insulation 

329-02 Pipe Insulation 

329-03 Pipe Insulation 

330-01 Tank Coating 

330-02 Tank Coating 

331-01 Fire Brick 

331-02 Fire Brick 

332-01 Breeching 

Survey Dale: November 16, 2011 -
December 8, 2011 

-
-

- - -

-

Location of Sample 
Asbestos 
Content 

Tank 3 2no Floor NAD 
Tank 3 2no Floor NAD 

Siding 12.9% Chrysotile 
- - - r--

Roofing NA/ PS -
Boiler #8 Front 26.7% Chrysotile 

Boiler #8 Side 
---1--

NA/PS 

Inside Boiler #8 NAD 

Inside Boiler #8 NAD 

Boiler 8 Flue 80% Chrysotile 
Trace Amosite -

Boiler 8 Flue NA/PS 

Boiler 8 Flue NA/PS 

2" Yellow 66.7% Amosite 

T Yellow NA/PS 

2" Yellow NA/PS 

TPipe 66.6% Chrysotile 
-

2" Pipe NA/PS 
6'. Pipe 22.2% Chrysotile 
6'' Pipe NA/PS 

r-g,. Pipe 80% Chrysoti le 
8 .. Pipe NA/PS 
Yell ow 6 .. Pipe 44.4% Chrysotile 

-
Yellow 6'' Pipe NNPS 

Yellow 6" Pipe NA/PS 
1-

Green 8" Pipe 57 . I% Chrysotile 
1-

Green 8" Pipe NA/PS 
- 1-

Green 8" Pipe NA/PS 
3ro Level Tank NAD 
3ro Level Tank NAD 

Inside Boiler #7 NAD 
Inside Boiler #7 NAD 

Boiler #7 NAD 

Page 2 of4 Beechnut 



Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BOILER ROOM I HEATING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

332-02 Breeching 

333-01 Brick 

333-02 Brick 

334-01 Mortar for Brick 

334-02 Mmiar for Brick 

335-01 Insulation 

335-02 Insulation 

335-03 Insulation 

336-01 Silver Paint 

336-02 Silver Paint 

336-03 Silver Paint 

Silver Paint 
336-04 

336-05 Silver Paint 

337-01 Cream Wall Paint 

337-02 Cream Wall Paint 

337-03 Cream Wall Paint 

337-04 Cream Wall Paint 

337-05 Cream Wall Paint 

337-06 Cream Wall Paint 

337-07 Cream Wall Paint 

338-0 I Pipe Insulation 

338-02 Pipe Insulation 
~-

338-03 Pipe Insulation 
r----
339-0 I Pipe Insulation 

-
339-02 Pipe Insulation 

Survey Date: November 16, 2011-
December 8, 2011 

- -

-

Location of Sample 
Asbestos 
Content 

Boiler #7 NAD 
Outside of Boiler #7 NAD 
Outside of Boiler #7 NAD 
Outside of Boiler #7 Trace Chrysotile 
Outside of Boiler #7 0.26% Chrysotile 
LD Steam Line 151 Floor NAD 
LD Steam Line 1st Floor NAD 
LD Steam Line 1st Floor NAD 
On Outside of Boiler #8 Inc. 
On Outside of Boiler #8 Inc. 
On Outside of Boiler #8 Trace 

- Anthophyllite 
On Outside of Boiler #8 0.86% 

Anthophyllite 

-- 0.51% Chrysotile 
On Outside of Boiler #8 NAIPS 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
T Pipe 50% C'hrysotile 
2"'Pipe NA/PS 

TPipe NAIPS 
6" Pipe 7% Chrysotile 
6'" Pipe ?'-lAPS 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BOILER ROONI I HhATING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 
-- - ---

339-03 Pipe Insulation 6" Pipe 

340-01 Tank Insulation Chemical Mixing Room 

340-02 Tank Insulation Chemical Mixing Room 

340-03 Tank Insulation Chemical Mixing Room 

34 I -01 Galbestos Siding On Tunnel 3 

341-02 Galbestos Siding On Tunnel 1 

NAD - No asbestos detected 
NA/PS- Not analyzed, positive stop. First sample in homogenous grouping positive. 
Inc. -Inconclusive 

Survey Date: November 16, 2011 -
December 8, 201 1 

Page 4 o(4 

Asbestos 
Content 

NA/PS 

40% Chrysotilc 

NA/PS 

NA/PS 

23.7% Chrysotilc 

NA/PS 

Beechnut 



Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

COOLERS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample Number 

291-01 Sink Sound Coat 151 Floor Strained Food Office 

291-02 Sink Sound Coat 1st Floor Strained Food Office 

292-01 Concrete Wall 151 Floor Cooler #1 Wall 

292-02 Concrete Wall 1st Floor Cooler #1 Wall 

293-01 Mastic 1st Floor Cooler #1 Under Cork 

293-02 Mastic 1st Floor Cooler #I Under Cork 

294-01 Inner Concrete 151 Floor Freezer #IA Wall 

294-02 Inner Concrete 1st Floor Freezer #lA Wall 

NAD - No asbestos detected 
NAIPS- Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16, 20 I 1 -
December 8, 201 I 

Page I of I 

Asbestos 
Content 

NAD 
NAD 
NAD 
NAD 
NAD 
NAD 
NAD 
NAD 

Beechnut 



Ambient En vironmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

EXTERIOR 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample Number 

342-01 White Paint Coating Exterior of Bui I ding 
~ 

~xterior of Building 342-02 White Paint Coating 
- 1--

342-03 White Paint Coating Exterior of Building 
1-

342-04 White Paint Coating Exterior of Building 

342-05 White Paint Coating Extctior of Building 
!---

342-06 White Paint Coating Exterior of Building 

342-07 White Paint Coating Exterior of Building 

343-01 Grey Paint Overhead Exterior Door 

343-02 Grey Paint Overhead Exterior Door 

343-03 Grey Paint Overhead Exterior Door 

344-01 Block Exterior of Building 

344-02 Block Exterior of Building 

345-01 Block Mortar Exterior of Building 

345-02 Block Mortar Exterior of Building 

346-01 Brick Exterior 

346-02 Brick Exterior 

347-01 Brick Mortar Exterior 

347-02 Brick Mortar Exterior 

NAD - No asbestos detected 
NAIPS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16, 2011-
December 8, 2011 

Page 1 of l 

Asbestos 
Content 

1.3% Tremolite 

1.53% Tremolite 

1.24% Tremolite 
Trace Chrysotile 

NA/PS 

NA/PS 

NA/PS 

NA/PS 

1.3% Tremolite 

NA/PS 

NA/PS 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

Beechnut 



Sample 
Number 

R074-0l 

R074-02 

R075-0l 

R075-02 

R026-01 

R026-02 

R027-01 

R027-02 

R076-0l 

R076-02 

R077-0l 

R077-02 

R078-0l 

R078-02 

R079-0l 

R079-02 

ROI0-01 

ROI0-02 

ROII-01 
f--

ROII-02 

ROI 2-0I 

ROI 2-02 

R013-01 

R013-02 

R001 -0l 

ROOJ-02 

R002-01 
f---· -
R002-02 

-

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample Asbestos 
Content 

BLDG. 3A ROOF 
Built-up Bldg. 3A NAD 
Built-up Bldg. 3A NAD 
Fiber Board Bldg. 3A NAD 
Fiber Board Bldg. 3A NAD 

BLDG. 38 ROOF 
Pitch Bldg. 3B NAD 
Pitch Bldg. 3B NAD 
Concrete Deck Bldg. 3B NAD 
Concrete Deck Bldg. 3B NAD 

BLDG. 4B ROOF 
Tar Paper Bldg. 4B I On Slope NAD 
Tar Paper Bldg. 4B I On Slope NAD 
Shingles Bldg. 4B I On Slope NAD 
Shingles Bldg. 4B I On Slope NAD 
Built-up Bldg. 4B NAD 
Built-up Bldg. 4B NAD 
Concrete Deck Bldg. 4B NAD 
Concrete Deck Bldg. 4B NAD 

BLDG.SROOF 
Capstone Caulk Bldg. 5 2.5% Chrysotile 
Capstone Caulk Bldg. 5 NA/PS 

--·-
Perimeter Flashing Bldg. 5 4.9% Chrysoti le 

-
Perimeter Flashing Bldg. 5 NA/PS 

- - -· -
Pitch Bldg. 5 6.4% Chrysoti le 

- -- -

Pitch Bldg. 5 NA/ PS 
Vapor Banier Bldg. 5 NAD 
Vapor Barrier Bldg. 5 NAD 

BLDG. 6ROOF 
Particle Board Bldg. 6A NAD 
Particle Board Bldg. 6A NAD 
Built-up Bldg. 6A 1 .4% Chrysotile 

I-- -
Built-up Bldg. 68 \!A PS 

Survey Dates: December 20, 2011-
December 22, 2011 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CAN4JOHARIE CREEK 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Number 

ROOJ-01 Pitch 

ROOJ-02 Pitch 

R004-0l Perimeter Caulk 

R004-02 Perimeter Caulk 

R008-01 Vapor Bani er 

R008-02 Vapor Barrier 

R009-0l Pitch 

R009-02 Pitch 

R005-0l Concrete Deck 

R005-02 Concrete Deck 

R006-0I Pitch 

R006-02 Pitch 

R007-0I Tar I Faceboard 

R007-02 Tar I Faceboard 

R035-01 Pitch Pocket Tar 

R035-02 Pitch Pocket Tar 

R036-0l Perimeter Caulk 

R036-02 Perimeter Caulk 

R037-0l Built-up 

R037-02 Built-up 

R038-0l Concrete Deck 

R038-02 Concrete Deck 

R032-0l Perimeter Tar 

R032-02 Perimeter Tar 

R033-0l Built-up 

R033-02 Built-up 

R034-0l Concrete Deck 

R034-02 Concrete Deck 

Survey Dates: December 20, 2011 -
December 22, 2011 

Location of Sample 
Asbestos 
Content 

Bldg. 6B <1.0% Chrysotile 

Bldg. 6B Trace Chrysotile 
Bldg. 6B NAD 
Bldg. 6B NAD 
Bldg. 6 Upper NAD 
Bldg. 6 Upper NAD 
Bldg. 6 Upper NAD 
Bldg. 6 Upper NAD 

BLDG. 7ROOF 
Bldg. 7 NAD 

Bldg. 7 NAD 
Bldg. 7 8.6% Chrysotile 

Bldg. 7 NNPS 

Bldg. 7 12.5% Chrysotile 

Bldg. 7 NNPS 

BLDG. 16AROOF 
Bldg. 16A NAD 
Bldg. 16A NAD 
Bldg. 16A I Rubber Roof Trace Chrysotile 
Bldg. 16A I Rubber Roof Trace Chrysotile 
Bldg. 16A NAD 
Bldg. 16A NAD 
Bldg. 16A NAD 
Bldg. 16A NAD 

BLDG. 16B ROOF 
--·- -·-

Bldg. 16B 3.6% Chrysotile 

Bldg. 16B NA/PS 

Bldg. 16B NAD 
Bldg. 16B NAD 
Bldg. 16B NAD 
Bldg. 16B NAD 

Page 2 of6 Beechnut 



Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREE]( 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

~ 

R015-01 Top Hot Mop 

R015-02 Top Hot Mop 

R016-0l Penetration Tar 

R01 6-02 Penetration Tar 

R017-0I Concrete Deck 

ROI 7-02 Concrete Deck 

R018-01 Shingles 

R018-02 Shingles 

R019-0I Capstone Caulk 

R019-02 Capstone Caulk 

R020-0l Perimeter Flashing Tar 

R020-02 Perimeter Flashing Tar 

R022-01 Perimeter Flashing Tar 

R022-02 Petimeter Flashing Tar 

R023-0l Patch Tar 

R023-02 Patch Tar 

R024-01 Built-up 

R024-02 Built-up 

R025-01 Concrete Deck 

R025-02 Concrete Deck 

R052-01 Concrete Deck 

R052-02 Concrete Deck 

R053-01 Built-up 

R053-02 Built-up 

R054-0 l Perimeter Caulk 

R054-02 Perimeter Caulk 

R069-01 Fiber Board 

R069-02 Fiber Board 

Survey Dates: December 20, 2011 -
December 22, 2011 

Location of Sample 
Asbestos 
Content 

BLDG.l7A ROOF 
Bldg. 17A 1.1% Chrysotile 
Bldg. 17A NA/ PS 
Bldg. 17A 2.8% Chrysotile 
Bldg. 17A NA/PS 
Bldg. 17A NAD 
Bldg. I 7A NAD 
Bldg. 17 Shed <0.25% 

Chrysotile 
Bldg. 17 Shed 3.1% Chrysotile 
Bldg. 17A 1% Chrysotile 
Bldg. l7A 1.5% Chrysotile 
Bldg. 17A 9.6% Chrysotile 
Bldg. l7A NA/PS 

BLDG. 17B ROOF 
Bldg. 17B 4.4% Chrysotile 
Bldg. l7B NA/PS 

Bldg. 17B NAD 
Bldg. 17B NAD 
Bldg. 17B NAD 
Bldg. 17B NAD 
Bldg. 17B NAD 

Bldg. 17B NAD 

BLDG. 19 ROOF 
Bldg. 19 NAD 
Bldg. 19 NAD 
Bldg. 19 NAD 
Bldg. 19 NAD 

Bldg. 19 NAD 

Bldg. 19 NAD 

BLDG. 21A ROOF 
Bldg. 21A NAD 
Bldg. 21A NAD 

Page 3 of6 Beechnut 



Sample 
Number 

R070-0l 

R070-0l 

R071 -0l 

R071-02 

R072-01 

R072-02 

R073-0l 

R073-02 

R055-0l 

R055-02 

R056-0l 

R056-02 

R057-0 l 

R057-02 

R058-0l 

R058-02 

R059-0l 

R059-02 

R060-0l 

R060-02 

R061-0l 

R061-02 

R039-0l 

R039-02 

R040-01 

R040-02 

R041-0l 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Built-up Bldg. 21A NAD 
Built-up Bldg. 21A NAD 

BLDG. 21B ROOF 
Caulking Bldg. 21B I On Capstone NAD 
Caulking Bldg. 21 B I On Capstone NAD 

BLDG. 21C ROOF 
Concrete Deck Bldg. 21C NAD 
Concrete Deck Bldg. 21C NAD 
Hot Mop Bldg. 21C NAD 
Hot Mop Bldg. 21C NAD 

BLDG. 22A ROOF 
Duct Caulk Bldg. 22A I On Duct NAD 

Duct Caulk Bldg. 22A I On Duct NAD 
Flashing Bldg. 22A 0.75% Chrysotile 
Flashing Bldg. 22A 3 .1% Chrysotile 
Pitch Bldg. 22A NAD 
Pitch Bldg. 22A NAD 
Deck (Concrete) Bldg. 22A NAD 
Deck (Concrete) Bldg. 22A NAD 

BLDG. 22B ROOF 
Parapit Flashing Bldg. 22B I On Parapit NAD 
Parapit Flashing Bldg. 22B I On Parapit NAD 
Hot Mop Bldg. 22B NAD 
Hot Mop Bldg. 22B NAD 
Concrete Deck Bldg. 22B NAD 
Concrete Deck Bldg. 22B NAD 

BLDG. 23 ROOF 
Concrete Capstone Bldg. 23 NAD 
Concrete Capstone Bldg. 23 NAD 
Vapor Banier Bldg. 23 I Under Capstone NAD 

Vapor Banier Bldg. 23 I Under Capstone NAD 
Vapor Banier Bldg. 23 NAD 

Survey Dates: December 20, 2011 -
December 22, 2011 
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Sample 
Number 

R041-02 

R042-0l 

R042-02 

R066-01 

R066-02 

R067-01 

R067-02 

R068-01 

R068-02 

R028-0l 

R028-02 

R029-0l 

R029-02 

R030-0l 

R030-02 

R031-0l 

R031-02 

R014-01 

R014-02 

R047-0l 

R047-02 

R048-01 

R048-02 

R043-0I 

R043-02 

R044-01 

R044-02 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARiE CREEK 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Vapor Barrier Bldg. 23 NAD 
Concrete Deck Bldg. 23 NAD 
Concrete Deck Bldg. 23 NAD 

BLDG. 25 ROOF 
Fiber Board Bldg. 25 NAD 

Fiber Board Bldg. 25 NAD 
Built-up Bldg. 25 NAD 
Built-up Bldg. 25 NAD 
Metal Seam Caulk Bldg. 25 NAD 
Metal Seam Caulk Bldg. 25 NAD 

BLDG. 35 ROOF 
Tar on Parapit Bldg. 35 NAD 

Tar on Parapit Bldg. 35 NAD 
Vapor Banier Bldg. 35 I Under Capstone I 0.5% Chrysotile 
Vapor Barrier Bldg. 35 I Under Capstone NAIPS 

Vapor Barrier Bldg. 35 I On Concrete Deck NAD 

Vapor Barrier Bldg. 35 I On Concrete Deck NAD 

Concrete Deck Bldg. 35 NAD 

Concrete Deck Bldg. 35 NAD 

BLDG. 36A ROOF 
Pitch Bldg. 36A NAD 
Pitch Bldg. 36A NAD 

BLDG. 36B ROOF 
Built Up Bldg. 36B NAD 

Built Up Bldg. 36B NAD 
Concrete Deck Bldg. 36B NAD 

Concrete Deck Bldg. 36B NAD 

BLDG. 37 ROOF 
Vapor Barrier Bldg. 37 I Under Coping I 0.9% Chrysotile 
Vapor Barrier Bldg. 37 I Under Coping NAIPS 

Concrete Deck Bldg. 37 NAD 
Concrete Deck Bldg. 37 NAD 

Sun)ey Dates: December 20, 2011 -
December 22, 2011 
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Ambient Environmental, I nc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample Type of Sample Location of Sample 
Number 

R045-0l Vapor Barrier Bldg. 37 

R045-02 Vapor Barrier Bldg. 37 

R046-01 Seam Caulk Bldg. 3 7 I On Duct 

R046-02 Seam Caulk Bldg. 3 7 I On Duct 

BLDG. 47 ROOF 
R049-0l Concrete Deck Bldg. 47 

R049-02 Concrete Deck Bldg. 47 

R050-0l Vapor Barrier Bldg. 47 

R050-02 Vapor Banier Bldg. 47 

R05 1-0l Particle Board Bldg. 47 

R051-02 Particle Board Bldg. 47 

BLDG. 65 ROOF 
R062-01 Concrete Deck Bldg. 65 

R062-02 Concrete Deck Bldg. 65 

R063-01 Vapor Barrier Bldg. 65 

R063-02 Vapor Barrier Bldg. 65 

R064-0l Penetration Tar Bldg. 65 

R064-02 Penetration Tar Bldg. 65 

R065-01 Duct Tar Bldg. 65 

R065-02 Duct Tar Bldg. 65 

BLDG. 66 ROOF 
R02l-Ol Perimeter Tar Bldg. 66 

R021 -02 Perimeter Tar Bldg. 66 

PARAPIT COPING ROOF 
342-08 Paint Coating Parapit Coping Roofs 

342-09 Paint Coating Parapit Coping Roofs 

TUNNEL 4 ROOF 
---

349-01 Tar Coating On Tunnel 4 Roof 

349-02 Tar Coating On Tunnel 4 Roof 

NAD - No asbestos detected 
NAIPS - Not analyzed, positive stop. First sample in homogenous grouping positive. 
Inc. - Inconclusive 

Survey Dates: December 20, 2011 -
December 22, 2011 

Page 6 of6 

Asbestos 
Content 

Tnc. 

15.9% Chrysotile 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

3% Chrysotile 

NNPS 

15.2% Chrysotile 

NNPS 

8. 7% Chrysotile 

NAIPS 
-· 

2.4% Chrysotile 

1.3% Chrysotile 

I 0.4% Chrysotile 

NAIPS 

BeechnuT 



Sample 
Number 

246-01 

246-02 

247-01 

247-02 

248-01 

248-02 

249-01 

249-02 

250-01 

250-02 

251-01.A 

251-02.A 

251-01.B 

251-02.B 

252-01 

252-02 

253-01 

253-02 

254-01 

254-02 

254-03 

255-01 

255-02 

256-01 

256-02 

257-01 

257-02 

258-01 

258-02 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

STRAINED FOOD BUILDING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Terra Cotta Floor Tiles Filling Room 1st Floor NAD 

Ten·a Cotta Floor Tiles Filling Room 2nd Floor NAD 
Grout for Tena Cotta Floor 

Filling Room 211d Floor NAD 
Tiles 
Grout for Tena Cotta Floor 

Filling Room 151 Floor NAD 
Tiles 
1 x 1 Ceiling Tiles Office #I NAD 

1 x 1 Ceiling Tiles Office #1 NAD 
Glue Dabs for I xI Ceiling 

Office #1 <1.0% Chrysotile 
Tiles 
Glue Dabs for 1x l Ceiling 

Office #1 <1.0% Chrysotile 
Tiles 
Concrete Ceiling Fi lling Room NAD 

Concrete Ceiling Filling Room NAD 

Stair Treads Stairwell @Column D NAD 

Stair Treads Stairwell @ Column D NAD 

Sink Sound Coat Grey- Kitchen 1st Floor NAD 

Sink Sound Coat Grey - Kitchen 151 Floor NAD 

Gasket @VATs NAD 

Gasket @VATs NAD 

TSf 211d Floor Pillar L-4 7% Chrysotile 

TSI 2"d Floor Pillar L-4 NA/PS 

White Wall Paint Room 207 NAD 

White Wall Paint Room 207 NAD 

White Wall Paint Room 208 NAD 

Cove Base Mastic Room 211 NAD 

Cove Base Mastic Room 212 NAD 

Cove Base Room 211 NAD 

Cove Base Room 212 NAD 

Thin Set for clay Tile Floor 2"d Floor Pillar B 1 NAD 

Thin Set for clay Tile Floor 2nd Floor Pillar B 1 NAD 
Ceiling Mastic Metal to 

2nd Floor Bldg. 20 @ C 1 NAD 
Foam 
Ceiling Mastic Metal to 

2"d Floor Bldg. 20@ C l NAD 
Foam 

Survey Date: November 16, 2011 -
December 8, 2011 
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Sample 
Number 

259-01 

259-02 

260-01 

260-02 

261-01 

261-02 

262-01 

262-02 

263-01 

263-02 

264-01 

264-02 

265-01 

265-02 

266-01 

266-02 

267-01 

267-02 

268-01 

268-02 

269-01 

269-02 

270-01 

270-02 

271-01 

271-02 

272-01 

272-02 

272-03 

273-01 

273-02 

273-03 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

STRAINED FOOD BUILDING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Yellow 12x12 VFT Room 211 NAD 
Yellow 12x12 VFT Room 212 NAD 
Floor Tile Mastic Room207 NAD 
Floor Tile Mastic Room 210 NAD 
Gray 12x12 VFT Room 207 NAD 
Gray 12x12 VFT Room 210 NAD 
2x4 Ceiling Tile Room 210 NAD 
2x4 Ceiling Tile Room 210 NAD 
Fume Hood Inside Liner Room 213 NAD 
Fume Hood Inside Liner Room 213 NAD 
Lab Counter Room 213 NAD 
Lab Counter Room 213 NAD 
Brown 12x12 VFT Room 213 5.6% Chrysotile 

Brown 12x12 VFT Room 213 NA/PS 
Clay Block Wall Grout Room 201 NAD 
Clay Block Wall Grout Room 201 NAD 
Clay Block Wall Room 201 NAD 
Clay Block Wall Room 201 NAD 
Ceramic Floor Tile Room 215 NAD 
Ceramic Floor Tile Room 216 NAD 
Ceramic Floor Tile Grout Room 215 NAD 
Ceramic Floor Tile Grout Room 216 NAD 
Wall Tile Room 215 NAD 
Wall Tile Room 216 NAD 
Wall Tile Grout Room 215 NAD 
Wall Tile Grout Room 216 NAD 
Silver Paint Room 31 0 on Cooler Unit NAD 
Silver Paint Room 310 on Cooler Unit NAD 
Silver paint Room 402 on Cooler Unit <1% Chrysotile 

Plaster Wall Room 310 NAD 
Plaster Wall Room 310 NAD 
Plaster Wall Room 310 NAD 

Suney Date: November 16, 2011 -
December 8, 2011 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

STRAINED FOOD BUILDING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

273-04 Plaster Wall Room 402 Cooler 

273-05 Plaster Wall Room 402 Cooler 

274-01 Textured Floor Coating Room 303 

274-02 Textured Floor Coating Room 303 

274-03 Textured Floor Coating Room 303 

275-01 Glue for Styrofoam Ceiling Room 302 

275-02 Glue for Styrofoam Ceiling Room 302 

276-01 Clay Wall Tile Grout Room 301 

276-02 Clay Wall Tile Grout Room 301 

277-01 Clay Wall Tile Room 301 

277-02 Clay Wall Tile Room 301 
278-01 TST Room 303@ B3 

- -- t-
278-02 TSI 

278-03 TST 

279-01 Mastic 

279-02 Mastic 

280-01 TSJ 

280-02 TST 

280-03 TSI 
1--

281 -0 I TSI 

281-02 TSI 

281-03 TSI 

282-01 Cream Paint 

282-02 Cream Paint 

282-03 Cream Paint 

282-04 Cream Paint 

282-05 Cream Paint 

' 283-01 Silver Paint 

283-02 Silver Paint 
-

283 -03 Silver Paint 

Survey Date: November 16, 2011 -
December 8, 2011 

Room 303@ 83 

Room 303 @ 83 

Room 309 Cooler 

Room 309 Cooler 

Room 404 Pillar 83 
----

Room 404 Pi liar B3 

Room 404 Pillar 83 
-

Bldg. 20 3rd Floor Pillar B3 
-

Bldg. 20 3rd Floor Pillar B3 

41
h Floor 

Room 403 Wall 

Room 403 Wall 

Room 403 Wall 

Room 403 Wall 

Room 403 Wall 

Room 403 Wall Under Cream 
Paint 

-
Room 403 Wall Cndcr Cream 
Paint 

1-
Room 403 Wall Under Cream 
Paint 

Page 3 o(4 

Asbestos 
Content 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

33.3°;o Chrysotile 

NA!PS 

NA/PS 

NAD 

NAD 

17.4% Clu-ysotile 

NA/PS 

NA/PS 
-

36.4% Chrysotile 

NA/PS 

NA/PS 

NAD 

NAD 

NAD 

NAD 

NAD 

8% Clu·ysotile 
-

NA, PS 

NAPS 
I 

Beechnut 



Ambient Env;ronmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

STRAINED FOOD BUILDING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

283-04 Si lver Paint 
Room 403 Wall Under Cream 
Paint 

I--
Room 403 Wall Under Cream 283-05 Silver Paint 
Paint 

NAD - No asbestos detected 
NA/PS- Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16, 2011 -
December 8, 2011 
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Asbestos 
Content 

NA/PS 

NA/PS 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLAJVT WEST OF CANAJOHARIE CRE EK 

TUNNELS I-4AT STRA INED FOOD 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

287-01 Floor Coating Tunnel 2 Floor 

287-02 Floor Coating Tunnel 2 Floor 

288-01 Ceiling Tile Tunnel3 

288-02 Ceiling Tile Tunnel3 

289-0 I TSI Residue Tunnel 4 on Hangers 

289-02 TSI Residue 1 unnel 4 on I !anger 

290-01 lSI Debris Tunnel 4 on Floor 

290-02 
--rs1 Debris ·runnel 4 on Floor 

290-03 fSJ I Debris Tunnel 4 on Floor 

348-0 I Exterior Paint On Tunnel 4- Exterior 

348-02 Exterior Paint On Tunnel 4- Exterior 

348-03 Exterior Paint On Tunnel 4 - Exterior 

348-04 Exterior Paint On Tunnel 4- Exterior 

348-05 Exterior Paint On Tunnel 4- Exterior 

NAD- No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Suney Date: November 16. 2011-
December 8. 2011 

Page 1 ofl 

Asbestos 
Content 

NAD 

NAD 

NAD 

NAD 

50% Chrysotilc 

NNPS 

57.1% Chrysotile 

NAPS 

\lA/PS 

2.7% 
Anthophyllite 

NAPS 

NNPS 

NA/PS 

NA/PS 

Beechnut 





Sample 
Material Description 

No. 
-

I 165-01 12x12 VFT 

167-01 Transite Ceiling Tiles 

168-0 l Transite Wall 

307-01 Black Sealant 

309-01 Black Mastic 

1310-01 Tank Coating 

I 311-01 Insulation 

NA TSI 

NA Mudded Fitting 

BEECH-NUT NUTRITION CORPORATION 
PLAlVT WL""S'T OF CANAJOHARIE 

BU!LD!NG4/CHJLLER R00/14 

Asbestos Containing Materials 

Sample Location Asbestos% Homogenous 
Locations 

BUILDING4 

Room 201 12% Chrysotile 
Rooms 201,202,203 & ! 
204 

Room201 25% Chrysotile 
Rooms 201, 202, 203 & 
204 

Rooms 201,204 & 

Room 201 28.6% Chrysotile Exterior RoofTop, 
Chiller Room 

Vertical Duct 3.9% Chrysotile 

On Tank- In Corner 3 .I% Chrysotile 

Outer Coating on Tank l 0.8% Chrysotile Chiller Room 

On Duct 6.9% Amosite 
6.9% Chrysotile 

Nmth-South Alleyway, 
See Boiler Room See Boiler Room Room 20 l, Chiller 

Room 

* Quantities are only estimates m1d should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 

Good 
Non- Drawings 

Friable ASBJ 00-
ASBill 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011-
December 8. 201 I 
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Sample I 
No. 

Material Description 

038-0 I Lab Counter 

041-0 l Sink Soundcoat 

049-01 
Transite Wall 

' 

I 068-01 I VFT Layer 3 

070-0 I Mastic 

071-0 J Black 9x9 Mastic 
I 

II 073-0 l Mastic 
~~ 
11 075-ol 12xl2 
II White 12x12 VFT 

077-0J I 
' 

I 079-01 
Lab Counter Top 

I 
~~-

080-01 Mastic 
,--------

, Transite Hood 
085-01 ' I I 

096-01 Green 9x9 VFT 

100-01 Brown 12xl2 VFT 
!I--· 

Sink Sound Coat 1, 104-0l 

11 1os-o1 
'--:=--· 

Transite Wall 
I, 

"" 

Survey Dates: November 16, 2011 -
December 8, 2011 

BEECH-NUT NUTRITION CORPORATION 
l'LAiYT WEST OF NAJOHARIE CREEl< 

BUILDING 5 

Asbestos Containing Materials 

-

Sample Location Asbestos% Homogenous 
Locations 

Room 246 15.4% Chrysotile Room246 

Room 243 9.9% Chrysotile Room 243 & 246 

Room244 Rooms 244, 248, 250, 
16.7% Chrysotile 243,245,247,246,257 

Corridor @ 257 1.2% Chrysotile Rooms 257 & 259 
-

Under all 9x9 in Fac. 
5.7% Chrysotile Rooms 243,244,245, 

Control 246, 247, 250, 249, .• 

Room 248 4.8% Chrysotile 257,253,254,255,256 

Room 247 2.3% Chrysotile 1 
& Test Panel 

Cafe 4.5% Chrysotile Cafe Bldg. 19 

I Room 265 Rooms 263, 264, 265 & 
I 

1.5% Chrysotile Women's Locker 
Room 

Room 250 
22.2% Chrysotile 

Rooms 250, 246, 404, 
415,416 & 411 

Mens Locker Room 4.2% Chrysotile Men's Locker Room 

Room 250 Rooms 250,411,403 & 
, 28.6% Chrysotile 404 

' 
Room 417 4.6% Chrysotile Room417 

Room 405 2.1% Chrysotile Room405 

Room 416 2% Chrysotile Room416 

Ambient Environmental, Inc. 

I Condition Friability I Qty* 

I 
I 

See 
Non- Drawings 

Good 
Friable ASBlOO-

I ASBill 

Room 401 16.7% Chrysotile 
I Rooms 401,402 & 403 [ 

Page 1 of2 Beechnut 
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Ambient Environmental, Inc. 

~~pl< 
- -

Material Description Sample Location Asbestos% Homogenous Condition Friability Qty* No. Locations 

A Vermiculite Assumed Assumed Rooms 260, 261 & 262 Good I Friable 

. See Pipe TSI ; See Boiler Room Filling Room, 
1

1 Boiler I Carpenter Shop, Paint 
I Room I Shop Stair Tower 4'" I 

Non-I ' ' f---
Mudded Fittings See Boiler Room Floor Corridor, Rooms Good Friable See 267B, 263, 264, 265, 

I 

1 
Boiler 

I 
301,402,403,404, 

Room 408,409 & 410 
·--

* Quantities are only estimates and should be field verified. 
* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2 011 -
December 8, 2011 
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Sample Material Description 
No. 

I 
131-01 White 12x12 VFT 

133-0l Tan 12x12 VFT 
1---

Green 9x9 VFT 
13 8-01 

I 
i 140-01 Transite Wall 

I 145-0 I Panel Adhesive 

' 154-01 Green 12xl2 

IN/A TSI 

N/A Mudded Fittings 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF C4NAJOHARfE 

BUlLlJJN<I 6 
Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

Room 301 1.5% Chrysotile Room 301 

Room 307 2.1% Chrysotile Rooms 302 & 303 

Room 308 Rooms 240, 234, 235, 
3.9% Chrysotile 236 & 223, 224, Closet 

under stairwell 

Room 410 18.2% Chrysotile Rooms 41 0 & 3 1 0 

Room403 2. 9% Chrysotile Room 403 & 404 

Room 223 6.8% Chrysotile Room 223 

N/A Rooms 40 I, 402, 404, 

N/A Positive 307, 308, 228, 23 7, 16, 
19 & 17 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 

Good 
Non- Drawings 

Friable ASB1 00-
ASBill 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16. 2011-
December 8. 2011 

Page I of I Beechnut 

I 
I 



F 

'I Sample 
LNo. Material Description 

I 009-01 White Speckled 12xl2 

171-01 
Green 9x9 VFT 

NA TSI 
·-· 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST Ofi' CANAJOHARIE CREEK 

BUILDING 15 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

Room 14 2.2% Chrysotile Rooms 14, 14A 

Room 218 Rooms 217,218,219, 
4. 7% Chrysotile 220 & 221 

See Boiler Room Positive Laundry 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 

Good 
Non- Drawings 

Friable ASBIOO· 
ASB 111 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16, 2011-
December 8, 2011 

Page 1 of 1 Beechnut 



11 Sample 
Material Description ' IL No. 

·1 o12-01 Tan 12xl2 VFT 

li Transite I xI Ceiling 

I 
1 o21-01 

Tiles 
-----
022-01 I 

Transite Wall 

I 
060-01 

I 
Window Glazing 

--

065-01 Green 12x12 VFT 

NA TSI Pipe 

(005-02) 
Tan & Black 9x9 Mastic Bldg. 17 

(057-01) 
i Bldg. 17 j 

Green 9x9 VFT 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF C4NAJ0flAIUE CREEK 

BUILDING 16 

Asbestos Containing Materials 

Sample Location Asbestos% Homogenous 
Locations 

Elevator 3% Chrysotile Elevator 1" Floor 

Room 204 10.3% Chrysotile 
STGERoom, 

Y, of Room 204 

225 @ Stairwell 17.4% Chrysotile @ 225 Stairwell 

Rooms 210,211, 301, 
Room204 3% Chrysotile 302 & 305 

STGE Room & Room 
STGE Room 7% Chrysotile 225 & Closet Behind 

Stairwell 

' 
N/A Positive 

i Rooms 301, 302,303, 
I 3os & 3o6 

Bldg. 17 2.9% Chrysotile Room lOA & 5 

Mail Room 
I 

9.5% Chrysotile Room lOB 
.. 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

... 

Condition Friability Qty* 

I 
' ' I 

See 
Non- Drawings 

Good Friable ASBIOO-
ASBill 

J 
i I 
I I 

I I ' -

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011-
December 8, 2011 

Page I o/1 Beechnut 

I 

I 
I 

' 



i Sample 
No. 

Material Description 

005-02 Mastic 

024-01 I Interior Window Glazing 

' 
057-01 · Green 9x9 VFT 

229-01 Black Mastic 

240-01 2x2 Ceiling Tiles 

242-02 Pink Window Glazing 

I Window Glazing 
1 243-o 1 I 

301-01 VFT Mastic 

302-01 12x12 White VFT 

N/A 
TSI Pipe 
Mudded Fittings 

BEECH-NUT NUTRITION CORPORATION 
PLANT FVEST OF CANAJOHARIE CREEK 

BWLD!NG17 

Asbestos Containing Materials 

Homogenous 
Sample Location Asbestos% 

Locations 

Tan & Black 9x9s 2.9% Chrysotile 
Room 1 4.5% 

Anthophyllite 
Mail Room 9.5% Chrysotile 
Room 17-315 2.5% Chrysotile 

Room 17-412 1.2% Chrysotile 
1.2% Amosite 

3 '" Floor Back Hall 4.8% Chrysotile See Drawings ASB I 00-
Stairwell to Roof 4.1% Chrysotile ASBill 

1.2% 
Anthophyllite 
1.1% 

Room 406 Anthophyllite 
0.2% Chrysotile 

Room 406 2.9% Chrysotile 

N/A Positive 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 
Non- Drawings 

Good 
Friable ASB!OO-

ASBill 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16, 2011-
December 8, 2011 

Page I ofl Beechnut 

I 

I 
I 



II Sample 
li No. 

Material Description 

I 
075-01 

I 
12xl2 

I ··-

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST C1NAJOHARJE CRE'Ef( 

BUlUJ!NG 19 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

Cafe 4.5% Chrysotile 
Cafe, Credit Union, 47-
03 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 

Good 
Non- Drawings 

Friable ASB!OO-
ASB 111 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011 -
December 8, 201 I 

Page I qf I Beechnut 

I 



~ ~pie 
-

Material Description 
No. 

1196-0 I 
Transite Wall 

201-01 Black Mastic 

1 202-o1 I Green 9x9 VFT 

r- 205-01 I Black Mastic 
1---
1 Brown VFT 
I 
1206-0! I 
I 
I 

208-0 l Pipe Insulation 

211-0 l Green Paint on Wall 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF C4NAJOHAR!E CREE!( 

BUILDING~ 2! 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

21-219 10.5% Chrysotile Rooms 21-212,21-213, 
21-217 & 21-218 

21-01 1.5% Chrysotile Rooms 21-01,21-02, 

21-01 I NA/PS 21-219 & Hall@ 21-01 

21-207 4.5% Chrysotile Rooms 21-202, 21-203, 

1 21-207 jNNPS 21-204,21-205,21-

' 206,21-207,21-208, 
I 
' 21-209,21-210 & 21-I 
I 211 

2!-205 12.5% Chrysotile 21-205 
-

3.2% Chrysotile 
21-207 OA5% 21-206,21-207 

Anthophyllite 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

--

Condition Friability Qty* 

\ 

See 
Drawings Non-

Good Friable ASBJOO-
ASBl!l 

I 

-

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011 -
December 8, 2011 

Page 1 of I Beechnut 
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I 

I 
I 
i 



Sample 
Material Description 

No. 

110-0 l White 12xl2 VFT 

1113-01 Mastic 

1114-01 Red 12x!2 VFT 

Green 12x12 VFT jll5-0l 

II 116-01 Linoleum 
I 
i 117-01 Window Glazing 
I. ,, 

11!56-01 Black l2xl2 VFT 

1, 159-oJ Transite Hood 

1

r 160-02 Lab Counter 
i! White 9x9 VFT li 285-01 
'I ir----

II 
TSI Pipe 

I 
! 

N/A 
Mudded Fittings 

·---

.• 

BEECH-NUT NUTRITION CORPORATION 
PLANT J1i£ST OF CANAJOHARIE CREEl( 

BU!LDJNG23 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 
. -

Room 273 2% Chrysotile Room 273 

Room 271 1.6% Chrysotile 

Room271 4.5% Chrysotile Room 271 

Room 271 

I 

4.3% Chrysotil~ 

~ Room 304 6.6% Chrysotile i Room304 
-

Room 307 1.5% Chrysotile Room 307 l 
Rooms 406, 407, 408, 

I 
Room 411 5. 9% Chrysotile 409,411 &412 

Room 411 25% Chrysotile Room 411 

I Room 411 Rooms 405,402 & 411 3% Chrysoti1e 
I 

1 Receiving Department 2.1% Chrysotile West Offices I" Floor I Office -
! I'' Floor Receiving 

Dept., Top of Cooler, 
Rear Stair Tower, 

See Boiler Room I Positive Rooms 269,275,271, 
i 302,303,304,305,306 

I & 308 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

-

Condition Friability Qty* 

See 
Non- Drawings 

Good Friable ASBlOO-
ASBlll 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011-
December 8. 20 I 1 

Page 1 of1 Beechnut 

I 



Sample 
Material Description 

No. 

216-01 Joint Compound 

218-01 Black 6" Covebase 

219-01 Mastic for Black 6" 
Cove base 

226-01 Brown 9x9 

(075-01) 
12xl2 VFT Bldg. 19 

N/A TSI 
Mudded Fitting 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDJNG47 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

47-205 2.6% Chrysotile 47-201 thru 47-210 

47-202 4.9% Chrysotile 
Room 47-202 

47-202 5% Chrysotile 

Rooms 47-01,47-201, 
47-202,47-203,47-

47-205 4% Chrysotile 204,47-205,47-206, 
47-207,47-208,47-209 
& 47-210 

Bldg. 19 Cafe 4.5% Chrysotile Room 47-03 

N/A Poitive 1" Floor 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 
Non- Drawings 

Good Friable ASB1 00-
ASB 111 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011-
December 8, 2011 

Page 1 of 1 Beechnut 



,,-:::---
:: Sample 
!! No. 
r 

I 
I 

Material Description 

BEEC'H-NUT NUTRITION CORPORATION 
PLAi'iT WEST OF C4NAJOHARJE CREEK 

BU!LJ)lN(; 65 

Asbestos Containing Materials 

Sample Location Asbestos o;., Homogenous 
Locations 

I 175-01 Black 9x9 Mastic I 65-208 1.9% Chrysotile Rooms 65-201, 65-202, 
lf-:-:17::-6:--(::-:Jl:--t-:::cB~ro~w~n~9::-x-::9-::V-=F=~Tc:-----+-6-:-5::---:20::-5:--------I--::-N:-AJ-cP::-S:----1 65-203, 65-204, 65-
i lf-1 ---+----------+---------f-------------1 205, 65-206, 65-207, 

I 177-01 White 9x9 VFT 65-205 NA/PS 65-208, 65-209, 65-
1 1 214, 65-215 & 65-217 

Ambient Environmental, Inc. 

Condition I Friability 

Good 

I 

I 

Non
Friable 

Qty* 

Rooms 65-201 through I See 
65-209, 65-214 & 65- Damaged Friable Drawings 

I 
I 179-01 Layered Paper 65-203 26.7% Chrysotile 

209 
l---·-----+-==-cc-:-:-~--,:-:----+~-:::-c-------l----:--c---+--------+----+------1 ASB100-

I 
182

_
03 

White Ceiling Paint 65-214 Ll% Rooms 65-210 through ASBlll 
Anthophyllite 65-214 

184_0 1 Interior Window Glazing 65-204 2.6% 
. Anthophyllite 

65-201 through 65-209 Good 

i 185-02 Black Mastic 65-210 4.5% Chrysotile J Rooms 65-210 & 65-
;-:l-::8"76--=o-=-1-+:-G:::-r~e~y-:c9:-x9=-v:c::=F=T----t-,6:-:5--:-2:-c1-:4-------+----;Nc::A-:-c::/P:-::S:-----I 214 
~. -

* Quantities are only estimates and should be field verified. 
* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date- November 16-, 2011 Page 1 of 1 

Non
Friable 

Beechnut 



i Sample 
Material Description J ' I No. 

295-0 l \ Layered Paper 
I 

296-01 I Pipe Insulation 

297-0 l Mudded Fittings 

304-0 l Transite Wall 

f-··· 
305-0 l Duct Insulation 

313-01 Window Glazing 

315-0 l Duct Breeching 
11--

1 Insulation ~17-01 
' 320-01 Conugated Siding 

321-0.1 Breeching 

323-0 l Insulation 

I 324-01 Pipe Insulation 
if 

Mudded Fitting 11 325-o 1 

1 326-o 1 . Mudded Fitting 
' 

327-01 Mudded Fitting 

328-01 1 Pipe Insulation 
1---

Pipe Insulation II 329-01 

Survey Date: November 16. 2011 -
December 8, 2011 

BEECH-NUT NUTRITION CORPORATION 
PLANT IYEST OF CAN;UOHARlE CREEK 

BOILER ROOilil I HEA TJNG 

Asbestos Containing Materials 

I Homogenous Sample Location I Asbestos% 
I Locations 

"" 

Building 23 @ 1 
66.7% Ch:rysotil e 

Receiving 

Bldg. 23 Mens 151 Floor 40% Chrysotile 
Paint Shop 36.4% Chrysotile i 
Exterior Upper Boiler 

16.7% Chrysotile 
Room 
On Duct Upper Boiler 10.8% Chrysotile 

0.71% 
Boiler Room Anthophyllite 

0.71% Chrysotile 
Boiler 6 - Side 1st 50% Chrysotile 

See Drawings ASB I 00-
'Tank#2 26.7% Chrysotile ASBill 

Siding 12.9% Chrysotile 

Boiler #8 Front 26.7% Chrysotile 
Boiler 8 Flue 80% Chrysotile 

Trace Amosite 

" 2" Yellow 66.7% Amosite 

2" Pipe 66.6% Chrysotile 

6" Pipe 22.2% Chrysotile 

8" Pipe 80% Chrysotile 

Yell ow 6" Pipe 44.4% Chrysotile 

j Green 8" Pipe , 57.1% Chrysotile 

Page I of2 

Ambient Environmental, Inc. 

Condition Friability Qty* 

I 

See 

Good 
Non- Drawings 

Friable ASBlOO-
ASBill 

I 

' 

Beechnut 



Ambient Environmental, Inc. 

I 
I 

·--- - -
Sample Homogenous 

No. 
Material Description Sample Location Asbestos% 

Locations 
Condition Friability Qty* 

I -- -
Silver Paint On Outside of Boiler 0.86% 

l -

336-04 #8 Anthophyllite 

1. 338-01 
0.51% Chrysotile 

Pipe Insulation ! 2" Pipe 50% Chrysotile 
~ 
i 339-01 Pipe Insulation 6" Pipe 7% Chrvsotile 
c-------- ' 0 --

1 
Tank Insulation Chemical Mixing I 

340-01 I 40% Chrysotile I Room I 

341-01 I Galbestos Siding On Tunnel 3 23.7% Chrysotile 
'-

* Quantities are only estimates and should be field verified. 
* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16, 2011 -
December 8, 2011 

Page2 of2 Beechnut 

I 
I 

I 
' I 



Sample 
Material Description 

No. 

342-01 White Paint Coating 
-- -

1343-01 Grey Paint 
i 
L ---

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF C1NA.IOHARIE CREEK 

EXTERIOR 
Asbestos Containing Materials 

Homogenous 
Sample Location Asbestos% 

Locations 

Exterior of Building 1.3% Tremolite 
See Drawings ASB I 00-

Overhead Exterior 
1.3% Tremolite ASBill 

Door 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 
Non- I Drawings Good Friable I ASBIOO-

I ASBlll 
-

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date.· November 16, 2011 -
December 8, 2011 

Page 1 of 1 Beechnut 

1 
I 

I 
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II 



--

II Sample Material Description 
No. 

I Capstone Caulk i ROl0-01 
1i ROll-O! Perimeter Flashing 

i ROI2-0J Pitch 

I R002-0l Built-up 
I 

I R006-0I I Pitch 

R007-01 i Tar I Faceboard 

R032-0 I j Perimeter Tar 
If-- . 

I 
243-01 I Window Glazing 

I R015-0l Top Hot Mop 

I ROI6-0t Penetration Tar 

I ROJ 8-02 Shingles 

R019-02 Capstone Caulk 
I 

I R020-0I · Perimeter Flashing Tar 

I R022-0l Perimeter Flashing Tar 

II R056-02 Flashing 

il R029-0I Vapor Barrier 
I 
I 
1 R043-0! Vapor Barrier 
I 

I R045-02 Vapor Barrier 
I 

1~64-01 Penetration Tar 

BEECH-NUT NUTRITION CORPORATION 
PLANT Hf£ST OF CANAJOHARIE CREEK 

ROOF._'i 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

Bldg. 5 2.5% Chrysotile 
Bldg.5 4.9% Chrysolite 

I Bldg. 5 6.4% Chrysolite 
Bldg. 6A 1.4% Chrysotile 
Bldg. 7 I 8.6% Chrysotile 
Bldg. 7 12.5% Chrysotile 
Bldg. 16B 3.6% Chrysotile 

4.1% Chrysotile 
Bldg. 17 Stairwell to 
Roof 

1.2% 
Anthophyllite 

See Drawings ASB 100-1 
Bldg. 17A 1.1% Chrysolite 

Bldg. 17A 2.8% Chrysotile ASBill I 

Bldg. 17 Shed 3.1% Chrysotile 
Bldg. 17A 1 1.5% Chrysotile 
Bldg. 17A 9.6% Chrysotile 
Bldg. 17B 4.4% Chrysotile 
Bldg. 22A 3 .I% Chrysotile 
Bldg. 35 I Under 

I 0.5% Chrysotile 
Capstone 
Bldg. 3 7 I Under 

I 0.9% Chrysotile 
Co£ing 
Bldg. 37 15.9% Chrysotile 

1 Bldg. 6s 3% Chrysotile 
---

Survey Dates: December 20, 2011- December 23, 2011 Page I of2 

Ambient Environmental, Inc. 

Condition Friability Qty* 

I 
I 

Non 
Friable I See 

Good Coating 
. Drawings 
I ASB!OO- I 

Debris is ASBill I 
Friable I 

I 
I 

I 
I 

I I 
I 

I 

Beechnut 



Ambient Environmental, Inc. 

'I 
""" '1 

Sample i Homogenous I 

I No. 
Material Description Sample Location Asbestos 'Yo 

Locations 
Condition Friability Qty* 

~--
R065-0 1 i Duct Tar Bldg. 65 15.2% Chrysotile 
R021-0l Perimeter Tar Bldg. 66 8. 7% Chrysotile 
342-08 Paint Coating Parapit Coping Roofs 2.4% Chrysotile I 
349-01 Tar Coating On Tunnel 4 Roof 10.4% Chrysotile I 

" --

* Quantities are only estimates and should be field verified. 
* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates.- December 20, 2011- December 23, 2011 Page2of2 Beechnut 



---
Sample Material Description 

No. 
~------

253-0 l TS! 

1----
265-01 Brown 12xl2 VFT 

1---
278-01 TSI 

f-----
280-01 TS! 

281-0 J TSI 

283-01 Silver Paint 
~--

N/A Mudded Fittings 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEl( 

STRAINED FOOD BU!LDllVG' 
Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

2"d Floor Pillar L-4 7% Chrysotile 
2"d Floor Pillar@ L-4 
and All2"d Floor 

--

Room 213 5.6% Chrysotile Room213 

Room 303 & Whole 3'ct 
Room 303 @B3 33.3% Chrysotile Floor 

Room 404 Pillar B3 17.4% Chrysotile 404 Whole Floor 

Bldg. 20 3'd Floor Pillar 
rd 

36.4% Chrysotile 
Bldg. 20 3 Floor 

B3 Pillar B3 

Room 403 Wails 8% Chrysotile Room 403 Walls 

N/A Positive 2"ct, 3'd & 4'h Floors 
-

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 
·-

See 
Non- Drawings 

Friable 
Good 

ASBlOO-
ASBlll 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16, 2011-
December 8, 2011 

Page 1 of 1 Beechnut 

I 



Sample 
Material Description 

No. 

1 289-01 TSI Residue 

290-0J TSI I Debris 

348-0l Exterior Paint 

BEECH-NUT NUTRITION CORPORATION 
PLANT I:V'EST OF C4NAJOHARfE CREEK 

TUNNELS J-4 AT STRAINED FOOD 

Asbestos Containing Materials 

Homogenous 
Sample Location Asbestos% 

Locations 

Twmel 4 on Hangers 50% Chrysotile 

Tmmel 4 on Floor 57.1% Chrysotile Tunnel4 
2.7% 

On Tunnel 4 -·Exterior 
Anthophyllite 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

i 
Condition Friability Qty* I 

I 
Significantly 20 Sq. Ft. 

Friable 
Damaged I ,000 Sq. Ft. 

i 

Non- II 
Good Friable 2,400 Sq. Ft. II 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16, 2011-
December 8, 2011 

Page 1 of 1 Beechnut 





ATTACHMENT D 

ASBESTOS LABORATORY ANALYSIS REPORT WITH CHAIN OF CUSTODY 
DOCUMENTATION 



AMER!SC! 

December 6, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113945 
P.O. #111110AA 

AmeriSci New Yor/1. 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #6 (Report Amended 12/6/2011) 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

130-01, 130-02, 131-01, 131-02, 132-01, 132-02, 133-01, 133-02,134-01, 134-02, 135-01, 135-02, 136-01,136-02, 137-01, 
137-02, 138-01, 138-02, 139-01, 139-02, 140-01, 140-02, 141-01, 141-02, 142-01, 142-02,143-01, 143-02,144-01,144-02, 
145-01, 145-02, 146-01, 146-02, 147-01, 147-02,148-01,148-02, 148-03, 149-01, 149-02, 149-03,150-01, 150-02,150-03, 
151-01,151-02,151-03, 151-04, 151-05, 152-01, 152-02,153-01, 153-02, 154-01, 154-02 

The 56 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLMfTEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

~
incere. ly, 

o/\V 
P1\ul ~· Mucha 
Lab'ar!ltory Director 

Boston -Los Angeles- New York- Richmond 



AMERJSCI 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joel Ia Viscusi 

Date Received 11/23/11 AmeriSci Job# 211113945 
Date Examined 11/28/11 P .0. # 

12 Colvin Avenue ELAP # 11480 Page 1 of 10 

Albany, NY 12206 
RE: 11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

130-01 211113945-01 
130 Location: Mastic, 301 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

130-02 
130 

Other Material: Non-fibrous 14.8% 

Location: Mastic, 301 

211113945-02 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

131-01 
131 

Other Material: Non-fibrous 10.8% 

211113945-03 
Location: White 12x12 VFT. 307 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysolite <0.25 % pc 

131-02 
131 

Other Material: Non-fibrous 7.1% 

211113945-04 
Location: White 12x12 VFT, 301 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysolite <0.25 % pc 

132-01 
132 

Other Material: Non-fibrous 7.2% 

Location: Mastic, 307 

211113945-05 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 6.1 % 

See Reporting notes on last page 

No 

No 

Yes 

Yes 

No 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28111 

Trace (<0.25% pc) 
(ELAP 198.6; 400pc) 
by Ella Babayeva 
on 11/28/11 

Trace ( <0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job #: 211113945 
Client Name: Amb'1ent Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

132-02 211113945-06 
132 Location: Mastic, 307 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

133-01 
133 

Other Material: Non-fibrous 5.8 % 

211113945-07 
Location: 12x12 VFTTan, 307 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2.1 % 

133-02 
133 

Other Material: Non-fibrous 18.5 % 

211113945-08 
Location: 12x12 VFT Tan, 307 

Analyst Description: Bulk Material 
Asbestos Types: 

134-01 
134 

Other Material: 

Location: Mastic, 304 

211113945-09 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

134-02 
134 

Other Material: Non-fibrous 19.9 % 

Location: Mastic, 304 

211113945-10 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

135-01 
135 

Other Material: Non-fibrous 21.2% 

211113945-11 
Location: White 9x9 VFT, 304 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 48.2 % 

See Reporting notes on last page 

No 

Yes 

No 

No 

No 

Page 2 of 10 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

2.1% 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NA!PS 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job #: 211113945 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

135-02 211113945-12 

135 Location: White 9x9 VFT, 304 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

136-01 

136 

Other Material: Non-fibrous 47.6% 

211113945-13 
Location: 1x1 Ceiling Tile, 304 

Analyst Description: Brown, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

136-02 

136 

Other Material: Non-fibrous 8.4% 

211113945-14 
Location: 1x1 Ceiling Tile, 304 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

137-01 

137 

Other Material: Non-fibrous 12.8% 

Location: Mastic, 308 

211113945-15 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

137-02 

137 

Other Material: Non-fibrous 5.9% 

Location: Mastic, 308 
211113945-16 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

138-01 

138 

Other Material: Non-fibrous 3.9 % 

211113945-17 
Location: Green 9x9 VFT, 308 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 3.9% 

Other Material: Non-fibrous 23.5% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Yes 

Page 3 of 10 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on11128/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28111 

3.9% 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job #: 211113945 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut: Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. 

138-02 211113945-18 
138 Location: Green 9x9 VFT, 308 

Analyst Description: Bulk Material 
Asbestos Types: 

139-01 

139 

Other Material: 

211113945-19 
Location: Tan 9x9 VFT, 403 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

139-02 

139 

Other Material: Non-fibrous 47.2% 

Location: Tan 9x9 VFT, 

211113945-20 

Analyst Description: Tan, Homogeneous, Non~Fibrous, Bulk Material 
Asbestos Types: 

140-01 

140 

Other Material: Non-fibrous 47.1% 

211113945-21 
Location: Transite Wall, 410 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 18.2% 

140-02 

140 

Other Material: Nonfifibrous 81.8% 

211113945-22 
Location: Transite Wall, 410 

Analyst Description: Bulk Material 
Asbestos Types: 

141-01 
141 

Other Material: 

211113945-23 
Location: Brick Mortar, 401 

Asbestos Present 

No 

No 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100% 

See Reporting notes on last page 

Page 4 of 10 

Total% Asbestos 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

18.2% 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NA/PS 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job #: 211113945 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St, Canajoharie, NY; Bldg. 

#6 (Report Amended 1216/2011) 

Client No. I HGA Lab No. Asbestos Present 

141-02 
141 

211113945-24 
location: Brick Mortar, 401 

No 

Analyst Description: Grey, Homogeneous, Non-F'rbrous, Cementitious, Bulk Material 
Asbestos Types: 

142-01 
142 

Other Material: Non-fibrous 100% 

Location: Brick, 401 

211113945-25 

Analyst Description: Orange, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

142-02 
142 

Other Material: Non-fibrous 100% 

Location: Brick, 401 
211113945-26 

Analyst Description: Orange, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

143-01 
143 

Other Material: Non-fibrous 100% 

211113945-27 
Location: Sheetrock Walis, Rm. 227 

Analyst Description: OfNVhite/Tan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

143-02 
143 

other Material: Cellulose 15 %, Fibrous glass Trace, Non-fibrous 85% 

211113945-28 
Location: Sheetrock Walls, Rm. 227 

Analyst Description: OfNVhite/Tan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

144-01 
144 

Other Material: Cellulose 20 %, Non-fibrous 80% 

211113945-29 
Location: Black Ceiling Mastic, 305 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 19.2% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Page 5 of 10 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on11/28111 



AmeriSci Job#: 211113945 
Client Name: Ambient Environmental, Inc. 

Page 6 of 10 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

144-02 211113945-30 

144 Location: Black Ceiling Mastic, 305 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

145-01 

145 

Other Material: Non-fibrous 13.2% 

211113945-31 
Location: Panel Adhesive, 403 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2.9% 

145-02 

145 

Other Material: Non-fibrous 20.4% 

211113945-32 
Location: Panel Adhesive, 403 

Analyst Description: Bulk Material 
Asbestos Types: 

146-01 

146 

Other Material: 

211113945-33 
Location: Joint Compound, 240 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

146-02 

146 

Other Material: Non-fibrous 100% 

211113945-34 
Location: Joint Compound, 228 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

147-01 

147 

Other Material: Non-fibrous 100% 

Location: Ceiling, 409 

211113945-35 

Analyst Description: OfNVhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100% 

See Reporting notes on last page 

No 

Yes 

Yes 

Yes 

No 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

2.9% 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on11/28/11 

NA/PS 

Trace (<0.25% pc) 
(ELAP 198.1; 400pc) 
by Ella Babayeva 
on 11/28/11 

Trace (<0.25 % pc) 
(ELAP 198.1; 400pc) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job #: 211113945 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

147-02 211113945-36 
147 Location: Ceiling, 409 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

148-01 

148 

Other Material: Non-fibrous 100% 

211113945-37 
Location: Silver Paint, 409 

Analyst Description: Silver, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

148-02 

148 

Other Material: Non-fibrous 48.6% 

211113945-38 
Location: Silver Paint, 409 

Analyst Description: Silver, Heterogeneous, Non-Fibrous, Bulk Mater'ral 
Asbestos Types: 

148-03 

148 

Other Material: Non-fibrous 45.3 % 

211113945-39 
Location: Silver Paint, 306 

Analyst Description: Silver, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

149-01 

149 

Other Material: Non-fibrous 42.2 % 

211113945-40 
Location: Ceiling Plaster, 307 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

149-02 

149 

Other Material: Cellulose Trace, Non-fibrous 100% 

211113945-41 
Location: Ceiling Plaster, 307 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 7 of 10 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job#: 211113945 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

149-03 211113945-42 
149 Location: Ceiling Plaster, 302 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

150-01 
150 

Other Material: Non-fibrous 100% 

211113945-43 
Location: Green Wall Paint, 305 

Analyst Description: Green, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

150-02 
150 

Other Material: Non-fibrous 29.8 % 

211113945-44 
Location: Green Wall Paint, 305 

Analyst Description: Green, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

150-03 
150 

Other Material: Non-fibrous 38.9 % 

211113945-45 
Location: Green Wall Paint, 305 

Analyst Description: Green, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

151-01 
151 

Other Material: Non-fibrous 30% 

211113945-46 
Location: White Wall Paint, 401 

Analyst Description: Green, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

151-02 
151 

Other Material: Non-fibrous 60.8% 

211113945-47 
Location: White Wall Paint, 401 

Analyst Description: White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 60.6 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 8 of 10 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11128111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 



AmeriSci Job#: 211113945 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

151-03 211113945-48 
151 Location: White Wall Paint, 405 

Analyst Description: White, Heterogeneous, Non-Fibrous, Bulk Mater1al 
Asbestos Types: 

151-04 
151 

Other Material: Non-fibrous 62.6 % 

211113945-49 
Location: White Wall Paint, 405 

Analyst Description: White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

151-05 
151 

Other Material: Non-fibrous 38.3 % 

211113945-50 
Location: White Wall Paint, 405 

Analyst Description: White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

152-01 
152 

Other Material: Non-fibrous 48.1 % 

211113945-51 
Location: Sheetrock Wall, 304 

Analyst Description: OffWhite/Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

152-02 
152 

Other Material: Cellulose 10 %, Non-fibrous 90% 

211113945-52 
Location: Sheetrock Wall, 304 

Analyst Description: OffWhite/Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Cellulose 10 %, Non-fibrous 90% 

153-01 

153 Location: Mastic, 223 
211113945-53 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 20.7% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 9 of 10 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11128/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job#: 211113945 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

153-02 211113945-54 
153 Location: Mastic, 223 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

154-01 
154 

Other Material: Non-fibrous 12.2% 

211113945-55 
Location: Green 9x9, 223 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 6.8% 

154-02 
154 

Other Material: Non-fibrous 37.7% 

211113945-56 
Location: Green 9x9, 223 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

Reporting Notes: , 

No 

Yes 

Page 10 of 10 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

6.8% 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NA/PS 

Analyzed by: El!a Babayeva _F)7 ' 1Dtb t ,"Vfrb ,. "\ 61 -~~,,Q 
"NAD/NSD =no asbestos detected; NA =not analyzed; NAJPS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab. This PLM report relates ONLY 
to the items tested. HA tilf' # 102843, Rl Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: ,\\ 1 END OF REPORT ___ _ 

\ 



AmeriSci Job#: 211113945 Page 1 of 4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #6 (Report Amended 121612011) 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos % by **Asbestos% by 
Sample# Client Sample# Area (gram) Organic% Inorganic %, Inorganic% PLM/DS TEM 

01 130-01 130 0.061 83.6 1.6 14.8 NAD NAD 
location: Mastic, 301 

02 130-02 130 0.065 69.2 20.0 10.8 NAD NAD 
Location: Mastic, 301 

03 131-01 131 0.267 18.4 74.5 5.6 Chrysotlle <0.25 Chrysoti!e 1.5 

Location: White 12x12 VFT, 307 

04 131-02 131 0293 18.1 74.7 7.2 ChrysotHe <0.25 NA/PS 
Location: White 12x12 VFT, 301 

05 132-01 132 0.098 92.9 1.0 6.1 NAD NAD 
Location: Mastic, 307 

06 132-02 132 0.104 90.4 3.8 5.8 NAD NAD 
Location: Mastic, 307 

07 133-01 133 0.233 28.3 51.1 18.5 Chrysotile 2.1 NA 
Location: 12x12 VFTTan, 307 

08 133-02 133 0.201 28.4 51.2 20.4 NA/PS NA 
Location: 12x12 VFT Tan, 307 

09 134-01 134 0.141 76.6 3.5 19.9 NAD NAD 
Location: Mastic, 304 

10 134-02 134 0099 76.8 2.0 21.2 NAD NAD 
Location: Mastic, 304 

11 135-01 135 0.195 34.4 17.4 48.2 NAD NAD 
Location: White 9x9 VFT, 304 

12 135-02 135 0.187 34.2 18.2 47.6 NAD NAD 
Location: White 9x9 VFT, 304 

13 136-01 136 0.131 89.3 2.3 8.4 NAD NAD 
Location: 1x1 Ceiling Tile, 304 

14 136-02 136 0.179 81.0 6.1 12.8 NAD NAD 
Location: 1x1 Ceiling Tile, 304 

15 137-01 137 0.118 92.4 1.7 5.9 NAD NAD 
location: Mastic, 308 

16 137-02 137 0.076 94.7 1.3 3.9 NAD NAD 
Location: Mastic, 308 

See Reporting notes on last page 



AmeriSci Job #: 211113945 Page 2 of4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #6 (Report Amended 12/6/2011) 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non·Asbestos **Asbestos %. by ** Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLM/DS TEM 

17 138-01 138 0.241 22.0 50.6 23.5 Chrysotile 3.9 NA 
Location: Green 9x9 VFT, 308 

18 138-02 138 0.206 21.4 55.8 22.8 NAIPS NA 
Location: Green 9x9 VFT, 308 

19 139-01 139 0.254 33.5 19.3 47.2 NAD NAD 
Location: Tan 9x9 VFT, 403 

20 139-02 139 0.255 33.3 19.6 47.1 NAD NAD 
Location: Tan 9x9 VFT, 

21 140-01 140 Chrysotile 18.2 NA 
location: Transite Wall, 410 

22 140-02 140 NNPS NA 
Location: Transite Wall, 410 

23 141-01 141 NAD NA 
Location: Brick Mortar, 401 

24 141-02 141 NAD NA 
Location: Brick Mortar, 401 

25 142-01 142 NAD NA 
Location: Brick, 401 

26 142-02 142 NAD NA 
location: Brick, 401 

27 143-01 143 NAD NA 
Location: Sheetrock Walls, Rm. 227 

28 143-02 143 NAD NA 
location: Sheetrock Walls, Rm. 227 

29 144-01 144 0.395 8.6 72.2 19.2 NAD NAD 
location: Black Ceiling Mastic, 305 

30 144-02 144 0.334 6.9 79.9 13.2 NAD NAD 
Location: Black Ceiling Mastic, 305 

31 145-01 145 0.219 42.0 34.7 20.4 Chrysoti!e 2.9 NA 
Location: Panel Adhesive, 403 

32 145-02 145 0.181 48:1 32.0 19.9 NA/PS NA 
Location: Panel Adhesive, 403 

See Reporting notes on last page 



AmeriSci Job #: 211113945 Page 3 of 4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

i11110AA; Beech- Nut; Mohawk SL, Canajoharie, NY; Bldg. #i3 (Report Amended 12/6/2011) 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non-Asbestos *" Asbestos % by **Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLM/DS TEM 

33 146-01 146 Chrysoti!e <0.25 NA 

Location: Joint Compound, 240 

34 146-02 146 Chrysotile <0.25 NA 

Location: Joint Compound. 228 

35 147-01 147 NAD NA 

Location: Ceiling, 409 

36 147-02 147 NAD NA 
Location: Ceiling, 409 

37 148-01 148 0.414 24.6 26.8 48.6 NAD NAD 
Locat'1on: Silver Paint, 409 

38 148-02 148 0.676 21.4 33.3 45.3 NAD NAD 

Location: Silver Paint, 409 

39 148-03 148 0.694 21.3 36.5 42.2 NAD NAD 

Location: Silver Paint, 306 

40 149-01 149 NAD NA 

Location: Ceiling Plaster, 307 

41 149-02 149 NAD NA 

Location: Ceiling Plaster, 307 

42 149-03 149 NAD NA 

Location: Ceiling Plaster, 302 

43 150-01 150 0.410 32.2 38.0 29.8 NAD NAD 

Location: Green Wall Paint, 305 

44 150-02 150 0.838 26.8 34.2 38.9 NAD NAD 

Location: Green Wa!l Paint, 305 

45 150-03 150 0.337 27.9 42.1 30.0 NAD NAD 

Location: Green Wall Paint, 305 

46 151-01 151 1.175 21.2 18.0 60.8 NAD NAD 

Location: White Wall Paint, 401 

47 151-02 151 0.426 20.2 19.2 60.6 NAD NAD 
Location: White Wall Paint, 401 

48 151-03 151 0.660 22.0 15.5 62.6 NAD NAD 
Location: White Wall Paint, 405 

See Reporting notes on last page 



AmeriSci Job #: 211113945 Page 4 of 4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #6 (Report Amended 12/6/2011) 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos "*Asbestos % by "* Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLM/DS TEM 

49 151-04 151 0.120 45.0 16.7 383 NAD NAD 
Location: White Wall Paint, 405 

50 151-05 151 0.322 22.7 29.2 48.1 NAD NAD 
Location: White Wall Paint, 405 

51 152-01 152 NAD NA 
Location: Sheetrock Wall, 304 

52 152-02 152 NAD NA 
Location: Sheetrock Wall, 304 

53 153-01 153 0.184 75.0 4.3 20.7 NAD NAD 
Location: Mastic, 223 

54 153-02 153 0.123 86.2 1.6 12.2 NAD NAD 
Location: Mastic, 223 

55 154-01 154 0.299 29.8 25.8 37.7 Chrysotile 6.8 NA 
Location: Green 9x9, 223 

56 154-02 154 0.190 30.5 27.9 41.6 NA/PS NA 
Location: Green 9x9, 223 

Analyzed by: Aleksandr Barengolts ; Date Analyzed 11/28/2011 
**Quantitative Analysis (Semi/Full)~ Bulk· sbestos Analysis- LM y EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace:::: 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debr~ l :r w~c;h PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: t/1 / 
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Project Number: 

Project Manager: 
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Date: ______ _ 
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AMER!SC! 

December 23, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211122379 
P.O. #111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

11111 OAA; Beech-Nut; Mohawk St. Canajoharie, NY/ Building 6 (Report Amended 12/23/2011) 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis • Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Monday, December 12,2011, fora 48 hour turnaround: 

2985797,2985798 

The 2 samples, placed in Zip Lock Bag, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section o1 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincer9y, 

r~~l.u---~ 
(\ J 

Paul J. Mucha 

Laboratory Director 

Boston- Los Angeles~ New York~ Richmond 



AmeriSci Job#: 211122379 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ElAP 198.4 NOB Method 

11111 OAA; Beech-Nut; Mohawk St. Canajoharie, NY/ Building 6 (Report Amended 12/23/2011) 

AmeriSci 
Sample# 

01 

Client Sample# 

2985797 

Location: Vapor Barrier/ Rm 226/11.9% 

02 2985798 

Location: Vapor Barrier Rm 228/16.3% 

HG 
Area 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic% 

Acid 
Soluble 

Inorganic% 

Analyzed by: Roman Peysakhov M~.Date Analyzed 12114/2011 

insoluble 
NonMAsbestos 
Inorganic% 

Page 1 of 1 

** Asbestos % by 
TEM 

NAD 

NAD 

* .. Quantitative Analysis (Semi/Full); Bulk Asb tos Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD::: no asbestos detected during a quantitative analysis; NA =not analyzed; Trace::: 
<1 °/0 ; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA ::: No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546~0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, _qnly T,EM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 

non-uniformly dispersed de1bfr ;e:_:~./tion is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: ______ -1'--+---- ____ _ 

\ 
' 
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AMERISC! 

December 12, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211122137 
P 0 #111110AA 

AmeriSci New Yorl! 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech Nut: Mohawk St., Canajoharie, NY; (Building 6) 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Friday, December 09, 2011, for a 3 day turnaround: 

5801-01' 5802-02 

The 2 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Response Labs, LLC requested ELAP 
TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section oi 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincer~w. 

~7 ./1 ''''"/fl~ :f~:Y v 

?'! 
PJutJ. Mucha 

Laboratory Director 

Boston - Los Angeles • New York • Richmond 



AmeriSci Job #: 211122137 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech Nut; Mohawk St., Canajoharie, NY; (Building 6) 

AmeriSci 
Sample# 

01 

Client Sample# 

5801-01 

HG 
Area 

300 

Location: VFT- Rm. 226-69.7% Acid Residue 

02 5802-02 300 

Location: VFT- Rm_ 228-66.3% Acid Residue 

\~ " , 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non-Asbestos 

(gram) Organic% Inorganic% Inorganic% 

Page 1 of i 

"'* Asbestos % by 
TEM 

NAD 

NAD 

Analyzed by: RaviN. Krishnappa + . ..,,.)\;,:. J::b:'r:.... (~-.Q ; Date Analyzed 12/12/2011 
**Quantitat'1ve Analysis (Seml!Ful!); Bulk Asbestos AnalYsiS- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA =No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 
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Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Building 6 

Client Project Number: 111110AA 

Laboratory Job Number: 854 412 

Sampled By: Bryan Clemy 

Collection Date: 12/5/2011 

Date Received: 12/6/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5797 298-01 Homogeneous Black 

Sampled Material: Vapor Barrier 

Sample Location: Room 226 

Aualyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympu.<; BH-2-214 Tum Around Time: 5 

5798 298-02 Homogeneous 

Sampled Material: Vapor Barrier 

Sample Location: Room 228 

Black 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Mi.croscoee: Olympus BH-2-214 Turn Around Time: 5 Day 

5799 299-01 Homogeneous White 

Sampled Material: Floor Leveler 

Sample Location: Room 226 

Analyzed By: Adam C. Tucker Method: NY'S ELAP 198.1 

Microscope: Olyl!lpus BH-2-214 Tum Around Time: 5 Day 

5800 299-02 Homogeneous VVhite 

Sampled Material: Floor Leveler 

Sample Location: Room 228 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microsc~p:: Q_~y~-p~s BH-2-214 Tum Around Time: 5 Day 

10.9% 

15.3% 

100% 

100% 

86.2 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Analyzed Date: 12/7/2011 

1.9 

80.6 3.2 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Analyzed Dale: 12/7/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed !Jate: 12/~/~011 

Non-Asbestos Fibers 
None Detected 

... % 

% 

11.9 Inc. 

Asbestos Types: . 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

16.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

Definitons ofAbbreviations: NOB: }'.,Ton-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: .No Asbestos Detected. NAIPS: Not Analyzed Postrive Stop, NA: Not Analyzed 

Disclaimer: PLM 1s not consistenlly re!wble in dctcczingasbesros in floor coverings ands1milor lWII:/riabfe orgamcally bound malermls. No Asbestos Detected or Trace results by 
Pf}vf are COJisidered mconcfusive, TFA1 is currenl!y the only method that con he used to determine {fmolerials can he considered as non asbestos contoming in NY Slate. This report 
cannot be reproduced exceptmfidl without the approval ojResponse iBbs, lLC 1/us PUvf report relatus ONLY to the items tested. Uabi!Jty is linuted to the cosr ofana!ysi.l. 
ELAP PLM 1Hetlwd 198.1 for friable samples or 198.6j(Jr NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St/ Canajoharie NY 

Sampling Area: Building 6 

Lab Customer %Non-Fibrous 
Matri:l: Material 

5801 300-01 Homogeneous White 69.3% 

Sampled Material: VFT 

Sample Location: Room 226 

A11alyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscop:: ~lympus BH~2~214 Tum Arou11d Time: 5 D~Y. 

5802 300~02 Homogeneous VVhjte 65.9% 

Sampled Material: VFT 

Sample Locatiou: I~oom 228 

Analyzed By: Justin Adams Method.· NYS ELAP 198.6 

Laboratory Job Number: 854-412 

Sampled By: Bryan Cleary 

Collection Date: 12/5/2011 

Date Received: 12/6/2011 

%of 

29.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/7 /_201~ 

0.6 

31.2 2.5 

Non-Asbestos Fibers 
None Detected 

Total% of 

69.7 0.40% 

% .. Asbestos Types: 
0.40% Tremolite 

Client Requested TEM 

66.3 0.36% 

% Asbestos J_'ypes: 
0.36% Tremolite 

Client Requested TEM 

Microscope: Olympus BH-2~214 Turn Around Time: 5 Day Analyzed Date: 12/7/2~11 

Definitons of Abbreviation:,·: NOB: lv'on-Organical{y Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission .Hlectron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop. NA: l•lot Anafyzed 

Disclaimer: l'LM is not cons1~Went1y reliable in detecting asbestos· infloor col-'erings and similar non:fi'iab/e orgamcal!y bound materials. No Asbestos [)erected or rrace re.11Jl!s by 
PJJvf are considered incondustve, T£:t1I IS currem/y the only me/hod !hat can be used 10 determine if materials can he considered as non a;·besto.\· comaining m NY Slate. lhis report 
cannot be reproduced except in full wilhour rhe approval oj'Re.1ponse Labs, U.C. This Pl}vf report relales ONLY to rhe items teszed. Liabillly is limited to the cost of analy.ns. 
EJAP PL!tf IHetltod 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



AmeriScJ Job it. 211122379 

crrent Name: Response labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech-Nut; Mohawk St. Canagohane, NY/ Building 6 

AmeriSci 
Sampfe# 

01 

CHent Sample# 

2985797 

Location: Vapor B.aoier/ Rm 2261 11 ~% 

02 2985798 

Lacatfoo: Vapm Barrier Rm 228! 16"3% 

HG 
Area 

Sample 
Weight 
!a ram) 

Heat 
Sensrtive: 
Organle% 

Acid 
Soluble 

Inorganic% 

AJ1a)jzed by: Roman Peysakhov __ ~ ___ ; Da-te Analyzed 12/1412011 

~nsoluble 

Non-Asbestos 
Inorganic '% 

Page 1 of1 

,.,. Asbestos % by 
TEM 

NAD 

NAD 

"'~Q-ua.ntitalive Artelysjs. (Semi/Full): Bulk As.lu!sta-s ysls- PlM by EPA 60.01lY\4 . ..fi2.(}20. per 40 CFR "SF ELAP ~98. t fof New YbrK ff13fiJa: samples or ElAP 198.5 tor New York. NOB .samples; TEM 
{SemiJFun} by fPA 6C01R~93/11S {r~ot covered. N.VLAP Bulk .accreditation) w ELAP 198.4; for Nev; York samples; NAD = no asbeslos detected during a quantitative analysis; NA =not i!fHtlyzed; Ttace:::.:. 
<:::1%~ Quantitation ror beginnjng weights of <{t 1 grams should be oonsMtered as qualitative atlly; Qualitative Anaty.sfs: .Asbe3tos analysis results of "Present" or "NVA = No Visible Asbestos" repr-esents 
resu!!s for Qu.alifafive PlM or TEM Anatysh onlY {no accreditation coven:tge ava.i,ab!e from ally rcguiatory agency for qualitative .analyses)~ AfHA Lab it 102843, NVlAP lab Code 20(1546~0, NYSDOH 
ELAP lab lDi111480_ 

Warning Note: PL.M Jimftaffon, (lnly TEM will resoiva fibers <0.25 micrometers in diameter. TEM bulk anaJysls is represenlatfve of the fine Qrained malflx materiaf atld may flot be repJ&senlaHve of 
non~unltormly dispersed deblis fur whfch PLM evaluatiC!n fs reoommended (ie. soils .and other he!erog(ln()US materiafs}. 

Re~~'-----------------------------

~ 

"' ~ 
~ 

" ~ 
"' (S) .._. 
~ 

.~ ..., 

" '"' 

"' >-' 

"' en _, 
UJ 
w 
>-' 
~ 

" 



AmeriSci Job#: 211122137 

Client Name: Response Labs, tlC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ElAP 198.4 NOB Method 

111i10AA; Beech Nut, Mohawk St., Canajoharie, NY; (Building 6) 

Sampl& H-eat Acid Jns.ch.abd'e 

Pae1of1 

AmerJSci HG Weight Sensitive SoJuble Non~Asbestos "'~As tos% by 
Sample# cnent Sample# Area {gtamJ Organic% lno1ganfe '% inoJganic% TEM N 

----~~o~~----------~~580~7t-~0~1~------~J~a=o------~~~-------------------------------------------------------------------------t7NA~O~-----~ 

l.orntiofl: VFT- Rm. 226-69.7% Acid Residue 

02 5802-02 300 
tocatioo: VFT • Rm_ 228- 66.3% Aci<t Residue 

Anafyzed by; Ra\11 N. Kllshna-ppa & !.:-.... Q ;zs 0 ; O.a-ta- Analyzed 12J12120ti 
··ouantilalive Anolj'sjs(Sem~FuiJ); Bulk Asbestos AnSl)IS!S- PlM by EPA 600JM4-a2-il20 par 40 CFR or ElAP tm!.1 tor W<;w Yotkfri<lble samples or ElAP 198.6 lor New York NOB samples; 

NAO 

(SemtiFull} by EPA 600/R--931116 (not covered by NVlAP Bulk acc'reditation) ot ElAP 198.4; for New VOO< s.ampks; HAD"" no asbestG:S detected durfng a quantitatlYe analysis; NJ\ = nof anaiyz ; Trace= 
<1%; Quantitation for beginllirrg weights IJf <1'}.1 gams should be consideted as quaJit.lliv-e only; Qualitative Ana.l)lsis: Asbestos analysis resu~ of "Present'' or ~NVA: No VF:Sibt& Asbestos" mpres 
results ro~ Quamative PLM or TEM Analysis. only (no accreditation rovera-g.e avaltabfe tr-am any regulatory aga-ncy fur qualitative anatyses)', AIHA Lab# 102843-, N.VtAP Lab Code ::mQ.546-oO;, NYS 
ElAP laf.>IDI/11480. 

Warning Nole: PlM Jimitalfon. only TEM will resolve fibe1'5 ..::025 micrometers in diam-eter. lEM bulk ana~.sis 'u;. represalltiftNe at tl'le fine grained matrix material anr.l may not tw .represe11taiive of 
non-t~niformfy dispersed de:luis for w.hich PLM eval'uation is racommemied {ie. soils and other hefero{lenous materiels}. 

"" co 
w ,_, ,_, 
"' 



•• 
Gfh -ff':Jb '""'""'';-, o 

'ii 

.... ,,. ·······•···· . 

,\q lX.J q 
' oclc:f . Ji8 DD"·iBVV E ~<"' li!Jjtl 1/ y./ ''/ u ?Ji-<:.! ~"'V7V 

' 

i)*.IJ!J a; ,.,-,en ·gz L.Jf.'l . 'ifJ'V I OWEN qU'1 'Sc "'"-'U ·tr:: •wo Tc / '"8 "' '"'"· '!C 
SWGGZ :.-\8 P-i.h.)S!!'l!.>W)ihij '(,H. : 

NOIJ.II' I Hlfl f1::J ,JQ NIVH4:l 
··-·----

/ 
[··· .••. // 

'·,"·, ~/ 

-------- ···•···· ·-······ 
"·,·~-.. /~~~ 

~,~-•..•. // '/ . 
!'··~ .. _ /~;;~JY 

' "·-···-·-., ............ ~---· ./ 

' 

r:- / /V c'f "("( Vv (;} "'\ 'D rzu.!IS /f 
y /v 7 --v::_-.'e, ~·v X:. .L-:i (\ 10 !lollS C.o<Y_ 

? /V ;j '<:: 'Z '<--)! ·""" 0 -,o ra&s /\' 

L ? /'v /'fi'." _Gvt) ""\ I .) ,_,I d ,, ~~ ' Jc:-=r :::1 (0 pbiS 66'f.' 

' 7 ;v ":\"'~:_~ \...v't:) '""'- ~. ! 
\ (/ Sbi5 1· 

_? ,~;/ 7". \Aoy 
""" • 

I ,1 c'1; .i.JV"'ij .JOU j,/\ I C) Oic; R 6-.z 
' ':,';;,,;,;.,'}) '.:.,:r~!- ' ·:-;:;]1'-!U!fJiOO~) G!du.rw:-· :_)SilFi ! S .L pns ' ,,, ,7!'l~::~;': i ""' ' ,; ''"" ;;:~;, : ' ' ~\:--:,: -·-U:··-·:·':_, 

;c;.l''>< >-' ' ! ~ ,\ ~;r:;;-, 
/_" ·.;vne~:-c;··: -:Jid~U<?S . V \ trf!.iSi2!f~ pc;;dt\J_ ·c ~ ;r:;;;a_)l:~V\! D-.c;,i;_Ju.n:e~; ·:::;_ >nnr·i-u ·-:;:. 

'' JVlt!coU'if~< dO Cldfi.L NOU\II,)·I:n ,, ;aw;,:;, 'c·! nee 

!_)()((: 1 -\>'-1 
,;nrn~\ \

,; .. , N''I ''H.TJ' N I 'f"U7 N< (l"I ' N ";::r J . _ J 'V .• .!.. '<i.~j_JV '<t~- u G ,l ~.J .. oi . .:-J. "''l'VlJ J. 

' 



AMER!SCI 

December 10, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number211121517 
P.O. #111110AA 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX (212) 679-9392 

11111 0/1A; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Dear Joel Ia Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Monday, December 05, 2011, for a 5 day turnaround: 

229-01,229-02,230-01,230-02,231-01,231-02,232-01,232-02,233-01,233-02,234-01,234-02,234-03,235-01,235-02, 
236-01' 236-02, 237-01' 237-02, 238-01' 238-02, 239-01' 239-02, 240-01' 240-02, 241-01' 241-02, 242-01' 242-02, 243-01' 
243-02, 244-01' 244-02, 245-01' 245-02 

The 35 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLM/TEM analys·rs of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely,
1 

lL)u~____., 
~JJMucha 
Laboratory Director 

Boston - Los Angeles - New York - Richmond 



AmeriSci New York 
117 EAST 30TH ST. 

AMERISCI NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joel Ia Viscusi 
12 Colvin Avenue 

Date Received 
Date Examined 

ELAP# 

12/05/11 
12/08/11 

11480 

AmeriSci Job # 
P.O.# 

211121517 

Page 1 of 7 
RE: 11111 OAA; Beech-Nut; 

17 
Mohawk St.; Canajoharie, NY; Bldg. 

Albany, NY 12206 

Client No. I HGA Lab No. Asbestos Present 

229-01 211121517-01 
229 Location: 17-315/Biack Mastic 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2.5% 

229-02 
229 

Other Material: Non-fibrous 28.6% 

211121517-02 
Location: 17-306/Biack Mastic 

Analyst Description: Bulk Material 
Asbestos Types: 

230-01 
230 

Other Material: 

211121517-03 
Location: 17-314/Ceramic Floor Tile 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

230-02 
230 

Other Material: Non-fibrous 100 % 

211121517-04 
Location: 17-313/Ceramic Floor Tile 

Analyst Description: Blue, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

231-01 

231 

Other Material: Non-fibrous 100% 

211121517-05 
Location: 17-314/Grout For 230-01 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100% 

See Reporting notes on last page 

Yes 

No 

No 

No 

Total %Asbestos 

2.5% 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 12/08/11 

NAIPS 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 



AmeriSci Job#: 211121517 
Client Name: Amb'1ent Environmental, Inc. 

Page 2 of 7 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Client No. I HGA Lab No. Asbestos Present 

231-02 211121517-06 
231 Location: 17-313/Grout For 230-02 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

232-01 
232 

Other Material: Non-fibrous 100% 

211121517-07 
Location: 17-313/Wall Ceramic Tile 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

232-02 
232 

Other Material: Non-fibrous 100% 

211121517-08 
Location: 17-314/Wall Ceramic Tile 

Analyst Description: Wh'rte, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

233-01 
233 

Other Material: Non-fibrous 100 % 

211121517-09 
Location: 17-313/Grout For 232-01 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25% pc 

233-02 
233 

Other Material: Non-fibrous 1 00 % 

211121517-10 
Location: 17-314/Grout For 232-02 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

234-01 
234 

Other Material: Non-fibrous 100% 

211121517-11 
Location: 17-313/Piaster Ceilings 

No 

No 

No 

Yes 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100% 

See Reporting notes on last page 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

Trace (<0.25% pc) 
(ELAP 198.1; 400pc) 
by Karol H. Lu 
on 12/08111 

Trace (<0.25% pc) 
(ELAP 198.1; 400pc) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 



AmeriSci Job#: 211121517 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St; Canajoharie, NY; Bldg. 17 

Client No. I HGA Lab No. Asbestos Present 

234-02 211121517-12 No 
234 Location: 17-313/Piaster Ceilings 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

234-03 
234 

Other Material: Non-fibrous 100% 

211121517-13 
Location: 17-314/Piaster Ceilings 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

235-01 
235 

Other Material: Non-fibrous 100 % 

211121517-14 
Location: 17-407/4" Black Covebase 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

235-02 
235 

Other Material: Non-fibrous 41.7% 

211121517-15 
Location: 17-412/4" Black Covebase 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

236-01 
236 

Other Material: Non-fibrous 40.3 % 

211121517-16 
Location: 17-407/Mastic For 235-01 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

236-02 

236 

Other Material: Non-fibrous 2 % 

211121517-17 
Location: 17-412/Mastic For 235-02 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 3.1% 

See Reporting notes on last page 

No 

No 

No 

No 

Page 3 of 7 

Total% Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08111 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 



AmeriSci Job#: 211121517 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Client No. I HGA Lab No. Asbestos Present 

237-01 211121517-18 
237 Location: 17-406/4" Tan Covebase 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

237-02 
237 

Other Material: Non-fibrous 47.2% 

211121517-19 
Location: 17-406/4" Tan Covebase 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

238-01 

238 

Other Material: Non-fibrous 52% 

211121517-20 
Location: 17-406/Mastic For 237-01 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

238-02 

238 

Other Material: Non-fibrous 50.6% 

211121517-21 
Location: 17-406/Mastic For 237-02 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

239-01 

239 

Other Material: Non-fibrous 55.7% 

211121517-22 
Location: 17-402/Yellow Carpet Mastic 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

239-02 

239 

Other Material: Non-fibrous 37.3% 

211121517-23 
Location: 17-403/Yellow Carpet Mastic 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 

Asbestos Types: 
Other Material: Non-fibrous 40.6% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 4 of 7 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 



AmeriSci Job#: 211121517 
Client Name: Ambient Environmental, Inc. 

Page 5 of 7 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Client No. I HGA Lab No. Asbestos Present 

240-01 211121517-24 
240 Location: 17-412/2x2 Ceiling Tiles 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 1.2 %, Amosite 1.2% 

240-02 

240 

Other Material: Non-fibrous 7 % 

211121517-25 
Location: 17-414/2x2 Ceiling Tiles 

Analyst Description: Bulk Material 
Asbestos Types: 

241-01 

241 

Other Material: 

211121517-26 
Location: 17-417/Green Linoleum 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

241-02 

241 

Other Material: Non-fibrous 10% 

211121517-27 
Location: 17-410/Green Linoleum 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

242-01 

242 

Other Material: Non-fibrous 7.4% 

211121517-28 
Location: 4th Floor Back Hall/Window Glazing (Pink} 

Analyst Description: Pink, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

242-02 

242 

Other Material: Non-fibrous 16.2 % 

211121517-29 
Location: 3rd Floor Back Hall/Window Glazing (Pink} 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

Other Material: Non-fibrous 15.9% 

See Reporting notes on last page 

Yes 

No 

No 

No 

Yes 

Total% Asbestos 

2.4% 
(by NYS ELAP 198.6} 
by Karol H. Lu 
on 12/08/11 

NNPS 

NAD 
(by NYS ELAP 198.6} 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6} 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6} 
by Karol H. Lu 
on 12/08/11 

Trace (<0.25% pc) 
(ELAP 198.6; 400pc} 
by Karol H. Lu 
on 12/08111 



AmeriSci Job#: 211121517 

Client Name: Ambient Environmental, Inc. 
Page 6 of 7 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Client No. I HGA Lab No. Asbestos Present Total %Asbestos 

243-01 211121517-30 
243 Location: Stairwell To Roof/Window Glazing 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

243-02 
243 

Other Material: Non-fibrous 20.4% 

211121517-31 
Location: Stairwell To Roof/Window Glazing 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

244-01 
244 

Other Material: Non-fibrous 6.1 % 

211121517-32 
Location: Rm. 40411x1 Splined Ceiling 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

244-02 
244 

Other Material: Non-fibrous 1.1 % 

211121517-33 
Location: Rm. 404/1x1 Splined Ceiling 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

245-01 
245 

Other Material: Non-fibrous 2.7% 

211121517-34 
Location: Rm. 404/Giue Dabs For 244-01 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

245-02 
245 

Other Material: Non-fibrous 38.3 % 

211121517-35 
Location: Rm. 404/Giue Dabs For 244-02 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 

Asbestos Types: 
Other Material: Non-fibrous 45.8% 

See Reporting notes on last page 

Yes Trace (<0.25% pc) 

No 

No 

No 

No 

No 

(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 



AmeriSci Job#: 211121517 

Client Name: Ambient Environmental, Inc. 
Page 7 of 7 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

•· ,."} ,..,.;? 
Reporting Notes: "--~/ ~<C~C 

Analyzed by: Karol H. Lu ~-~--L-/ / ~-·--· 
*NAD/NSD =no asbestos detected; NA =not analyzed; NA/PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4~82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/i /94) National Institute of Standards and Technology 
Accreditation requirem~nt :91and. ate that this report must n. ot be reproduced except in full without the approval of the lab .This PLM report relates ONLY 
to the items tested. AIH ~b#f 843, Rl Cert#AAL-091. CT Cert#PH-0186, Mass Cert#AA000054 . 

. - ll{JJr 
Reviewed By: , END OF REPORT ____ _ 

c 



AmeriSci Job #: 211121517 Page 1 of 3 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

"' 
Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non~Asbestos "*Asbestos % by ** Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLMIDS TEM 

01 229-01 229 0.106 60.4 8.5 28.6 Chrysotile 2.5 NA 
Location: 17-315/Biack Mastic 

02 229-02 229 0.203 40.9 24.6 34.5 NAIPS NA 
Location: 17-306/Biack Mastic 

03 230-01 230 NAD NA 
Location: 17 -314/Ceramic Floor Tile 

04 230-02 230 NAD NA 
Locat1on: 17-313/Ceramic Floor Tile 

05 231-01 231 NAD NA 
Location: 17-314/Grout For 230-01 

06 231-02 231 NAD NA 
Location: 17-313/Grout For 230-02 

07 232-01 232 NAD NA 
Location: 17-313/Wal! Ceramic Tile 

08 232-02 232 NAD NA 
Location: 17-314/Wall Ceramic Tile 

09 233-01 233 Chrysotile <0.25 NA 
Location: 17-313/Grout For 232-01 

10 233-02 233 Chrysotile <0.25 NA 
Location: 17-314/Grout For 232-02 

11 234-01 234 NAD NA 

Location: 17 -313/Piaster Ceilings 

12 234-02 234 NAD NA 
Location: 17-313/Piaster Ceilings 

13 234-03 234 NAD NA 
Location: 17 -314/Piaster Ceilings 

14 235-01 235 0.321 40.5 17.8 41 7 NAD NAD 
Location: 17-407/4" Black Covebase 

15 235-02 235 0.377 40.3 19.4 40.3 NAD NAD 
Location: 17-412/4" Black Covebase 

16 236-01 236 0.198 92.9 5.1 2.0 NAD NAD 
Location: 17-407/Mastic For 235-01 

See Reporting notes on last page 



AmeriSci Job #: 211121517 Page 2 of 3 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos *"Asbestos % by ** Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic 'Yo Inorganic% PLM/DS TEM 

17 236-02 236 0.128 93.8 3.1 3.1 NAD NAD 
Location: 17 -412!Mastic For 235-02 

18 237-01 237 0.360 44.2 8.6 47.2 NAD NAD 
Location: 17-406/4" Tan Covebase 

19 237-02 237 0.275 43.3 4.7 52.0 NAD NAD 
Location: 17 -406/4" Tan Covebase 

20 238-01 238 0.170 42.4 7. j 50.6 NAD NAD 
Location: 17 -406/Mastic For 237-01 

21 238-02 238 0.203 41.9 2.5 55.7 NAD NAD 
Location: 17-406/Mastic For 237-02 

22 239-01 239 0.126 52.4 10.3 37.3 NAD NAD 
Location: 17-402/Yellow Carpet Mastic 

23 239-02 239 0.128 50.8 8.6 40.6 NAD NAD 
Location: 17-403/Yetlow Carpet Mastic 

24 240-01 240 0.437 10.5 80.1 7.1 Chrysotile 1.2 NA 
Location: 17-412/2x2 Ceiling Tiles Amosite 1.2 

25 240-02 240 0.394 10.2 74.4 15.5 NA/PS NA 
Location: 17-414/2x2 Ceinng Tiles 

26 241-01 241 0.350 62.3 27.7 10.0 NAD NAD 
Location: 17-417/Green Linoleum 

27 241-02 241 0.338 68.0 24.6 7.4 NAD NAD 

Location: 17-41 0/Green Linoleum 

28 242-01 242 0.297 16.5 67.3 16.2 NAD NAD 
Location: 4th Floor Back HaiiJWindow Glazing (Pink) 

29 242-02 242 0.320 15 9 68.1 11 1 Chrysotile <0.25 Chrysotile 4.8 

Location: 3rd Floor Back Hall/Window Glazing (Pink) 

30 243-01 243 0.348 7.2 72.4 15.1 Chrysotlle <0.25 Chrysoti!e 4.1 

Location: Stairwell To Roof/Window Glazing Anthophyllite 1.2 

31 243-02 243 0.279 9.0 84.9 6 1 NAD NAIPS 
Location: Stairwell To Roof/Window Glazing 

32 244-01 244 0.178 98.3 0.6 1.1 NAD NAD 
Location: Rm. 404/1 x1 Splined Gelling 

See Reporting notes on last page 



AmeriSci Job#: 211121517 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 
Sample# Client Sample# Area 

33 244-02 244 

Location: Rm. 4041ix1 Sp!lned Ceiling 

34 245-01 245 

Location: Rm 404/Giue Dabs For 244-01 

35 245-02 245 

Location: Rm. 404/Giue Dabs For 244-02 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non~Asbestos 

(gram) Organic% Inorganic% Inorganic% 

0.182 96.2 1.1 2.7 

0.227 41.9 19.8 38.3 

0.153 52.3 2.0 45.8 

/)4//7 
j;d;!;f;:;; 

Analyzed by: Roman Peysakhov , ~ 7' : Date Analyzed 12/10/2011 

Page 3 of 3 

**Asbestos ..,/o by **Asbestos % by 
PLMIDS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

-aouantitative Analysis (Semi/Ful!); Bulk Asbestos Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4: for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA =No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480 

Warning Note: PLM limitation, only TEM ill resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 

1 LM evaluation~mmended (i.e. soils and other heterogenous materials). 

~ 
non~uniformly dispersed debrf:/ w~ic 

Reviewed By: 'V"tU .. .,./· 
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AMER!SC! 

November 30, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113954 
P.O. #111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #17 (Report Amended 11130/2011) 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

053-01, 053-02, 054-01, 054-02, 055-01, 055-02, 056-01, 056-02, 057-01, 057-02, 058-01, 058-02, 058-03, 058-04, 058-05, 
058-06, 058-07, 059-01, 059-02, 059-03, 059-04, 059-05, 059-06, 059-07, 059-08, 059-09 

The 26 samples, placed in Zip Lock Bag, were shipped to ArneriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLM!TEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

R~~ 
P41 J_~j\1ucha 
Laboratory Director 

Boston· Los Angeles. New York- Richmond 



---~-----·-·------~------~- . ·-------------

AmeriSci New York 
117 EAST 30TH ST. 

AMERISCI NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joel! a Viscusi 
12 Colvin Avenue 

Albany, NY 12206 

Date Received 

Date Examined 

ELAP# 

11/23/11 
11/27/11 

11480 

RE: 11111 OAA; Beech - Nut; 
#17 

AmeriSci Job# 

P.O.# 
211113954 

Page 1 of 5 

Mohawk St., Canajoharie, NY; Bldg. 

Client No. I HGA Lab No. Asbestos Present Total %Asbestos 

053-01 211113954-01 
53 Location: Ceramic Floor Tile, 2nd Floor Men's 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

053-02 

53 

Other Material: Non-fibrous 100 % 

211113954-02 
Location: Ceramic Floor Tile, 2nd Floor 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

054-01 

54 

Other Material: Non-fibrous 100% 

211113954-03 
Location: Grout For 053-01, 2nd Floor Men's 

Analyst Description: Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 0.3% 

054-02 

54 

Other Material: Cellulose Trace, Non-fibrous 99.7% 

211113954-04 
Location: Grout For 053-01, 2nd Floor Women's 

Analyst Description: Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 0.5 % 

055-01 

55 

Other Material: Cellulose Trace, Non-fibrous 99.5% 

211113954-05 
Location: Floor Leveler, 201 Under Carpet 

No 

No 

Yes 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100% 

See Reporting notes on last page 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

0.3% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

0.5% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job#: 211113954 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#17 

Client No. I HGA Lab No. Asbestos Present 

055-02 211113954-06 No 
55 Location: Floor Leveler, 201 Under Carpet 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

056-01 

56 

Other Material: Cellulose Trace, Non-fibrous 100% 

211113954-07 
Location: Terrazzo Floor, Rm. 210 

No 

Analyst Description: Of!White, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

056-02 
56 

Other Material: Cellulose Trace, Non-fibrous 100% 

211113954-08 
Location: Terrazzo Floor, Lobby 

Analyst Description: Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 0.3 % 

057-01 

57 

Other Material: Cellulose Trace, Non-fibrous 99.7% 

211113954-09 
Location: Green 9x9 VFT, Mail Room 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 9.5% 

057-02 

57 

Other Material: Non-fibrous 38.1 % 

211113954-10 
Location: Green 9x9 VFT, Mail Room 

Analyst Description: Bulk Material 
Asbestos Types: 

058-01 

58 

Other Material: 

211113954-11 
Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 30.5% 

See Reporting notes on last page 

Yes 

Yes 

No 

Page 2 of 5 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11127111 

0.3% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on 11127111 

9.5% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11127111 

NAIPS 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27111 



AmeriSci Job#: 211113954 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#17 

Client No. I HGA Lab No. 

058-02 211113954-12 
58 Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 20.4 % 

058-03 

58 
211113954-13 

Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

058-04 
58 

Other Material: Non-fibrous 32.8 % 

211113954-14 
Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

058-05 

58 

Other Material: Non-fibrous 30.5 % 

211113954-15 
Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

058-06 

58 

Other Material: Non-fibrous 52.3% 

211113954-16 
Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

058-07 

58 

Other Material: Non-fibrous 40.5% 

211113954-17 
Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 43.5 % 

See Reporting notes on last page 

Asbestos Present 

No 

No 

No 

No 

No 

No 

Page 3 of 5 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 



AmeriSci Job #: 211113954 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#17 

Client No. I HGA Lab No. Asbestos Present 

059-01 
59 

211113954-18 
Location: Plaster Wall, Throughout 

No 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

059-02 
59 

Other Material: Cellulose Trace, Non-fibrous 100% 

211113954-19 
Location: Plaster Wall, Throughout 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

059-03 
59 

Other Material: Cellulose Trace, Non-fibrous 100% 

211113954-20 
Location: Plaster Wall, Throughout 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

059-04 
59 

other Material: Non-fibrous 100% 

211113954-21 
Location: Plaster Wall, Throughout 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

059-05 
59 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113954-22 
Location: Plaster Wall, Throughout 

No 

No 

No 

No 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

059-06 
59 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113954-23 
Location: Plaster Wall, Throughout 

No 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100% 

See Reporting notes on last page 

Page 4 of 5 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11127/11 



AmeriSci Job #: 211113954 
Client Name: Ambient Environmental, Inc. 

PlM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#17 

Client No. I HGA lab No. Asbestos Present 

059-07 211113954-24 No 
59 Location: Plaster Wall, Throughout 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100% 

059-08 

59 

211113954-25 
Location: Plaster Wall, Throughout 

No 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

059-09 

59 

other Material: Cellulose Trace, Non-fibrous 100% 

211113954-26 
Location: Plaster Wall, Throughout 

No 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100% 

t\ n 
\ \ 'I 

Reporting Notes: \~ \~ 

Page 5 of 5 

Total %Asbestos 

NAD 
(by NYS ElAP 198.1) 
by Ivan H. Reyes 
on11127111 

NAD 
(by NYS ElAP 198.1) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ElAP 198.1) 
by Ivan H. Reyes 
on 11127111 

Analyzed by: Ivan H. Reyes ,rcw, ~ f ~-·~ 
*NAD/NSD =no asbestos detected: NA =not analyzed; AlPS= not analyzed/pos1t1ve stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 tor NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar nonMfriable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos~containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requiremen!s mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested I Lab# 102843, Rl Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: ____ ,END OF REPORT ___ _ 



AmeriSci Job #: 211113954 Page 1 of 2 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #17 (Report Amended 11/30/2011) 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos **Asbestos % by **Asbestos 0/o by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLM/DS TEM 

01 053-01 53 NAD NA 
Location: Ceramic Floor Tile, 2nd Floor Men's 

02 053-02 53 NAD NA 
Location: Ceramic Floor Tile, 2nd Floor 

03 054-01 54 Chrysotile 0.3 NA 
Location: Grout For 053-01, 2nd Floor Men's 

04 054-02 54 Chrysotile 0.5 NA 
Location: Grout For 053-01, 2nd Floor Women's 

05 055-01 55 NAD NA 
Location: Floor Leveler, 201 Under Carpet 

06 055-02 55 NAD NA 
Location: Floor Leveler, 201 Under Carpet 

07 056-01 56 NAD NA 
Location: Terrazzo Floor, Rm. 210 

08 056-02 56 Chrysotile 0.3 NA 
Location: Terrazzo Floor, Lobby 

09 057-01 57 0.471 23.6 23.9 38.1 Chrysotlle 9.5 NA 
Location: Green 9x9 VFT, Mail Room 

10 057-02 57 0.433 22.9 29.3 47.8 NA/PS NA 

Location: Green 9x9 VFT, Mail Room 

11 058-01 58 0.213 49.3 20.2 30.5 NAD NAD 

Location: Grey Wall Paint, Walls Throughout 

12 053-02 58 0.108 50.0 29.6 20.4 NAD NAD 

Location: Grey Wall Paint, Walls Throughout 

13 058-03 58 0.262 50.4 16.8 32.8 NAD NAD 

Location: Grey Wall Paint, Walls Throughout 

14 058-04 58 0.197 49.2 20.3 30.5 NAD NAD 
Location: Grey Wall Paint, Walls Throughout 

15 058-05 58 0.843 27.8 19.9 52.2 NAD Chrysotile Trace 

Location: Grey Wall Paint, Walls Throughout 

16 058-06 58 0.763 31.5 230 40.5 NAD NAD 
Location: Grey Wall Paint, Walls Throughout 

See Reporting notes on last page 



AmeriSci Job #: 211113954 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #17 (Report Amended 11130/2011) 

AmeriSci 
Sample# 

17 

Location: 

18 

location: 
19 

Location: 

20 

Location: 
21 

Location: 
22 

Location: 

23 

Location: 

24 

Location: 

25 

Location: 
26 

Location: 

Client Sample# 

058-07 

HG 
Area 

58 

Grey Wa!! Paint Walls Throughout 

059-01 59 

Plaster Wall, Throughout 

059-02 59 

Plaster Wall, Throughout 

059-03 59 

Plaster Wall, Throughout 

059-04 59 

Plaster Wall, Throughout 

059-05 59 
Plaster Wall, Throughout 

059-06 59 
Plaster Wall, Throughout 

059-07 59 

Plaster Wall, Throughout 

059-08 59 

Plaster Wall, Throughout 

059-09 59 

Plaster Wall, Throughout 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non~Asbestos **Asbestos % by 
(gram) Organic% Inorganic% Inorganic% PLM/DS 

0.867 25.8 30.7 43.4 NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

A 

Page 2 of 2 

*"Asbestos % by 
TEM 

Chrysotile Trace 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

Analyzed by: Madel! E. Collins ·Mr(; ..;\)J,. ,~;(l;;,~i'late Analyzed 1112812011 
**Quantitative Analysis (Semi/Full); Bulk Asbe~tos Analysis ~ PUJ(oy EPA 600/M4-82~020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debris for which PLM evaluation is recommended {i.e. soils and other heterogenous materials). 

Reviewed By: _________________ _ 
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AMERJSC! 

November 28, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113951 
P.O. #111110AA 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #15 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

170-01,170-02,171-01,171-02 

The 4 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. requested 
ELAP PLMfTEM analysis of these samples. 

The results of the analyses which were pertormed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table L Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Si~cer~, 

fHi~ 
Pa~l~. Mucha 

Laboratory Director 

Boston- Los Angeles- New York- Richmond 



AMERISCJ 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joel! a Viscusi 

Date Received 11/23/11 AmeriSci Job# 211113951 
Date Examined 11/27/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 2 

Albany, NY 12206 
RE: 111110AA; Beech- Nut; Mohawk St, Canajoharie, NY; Bldg. 

#15 

Client No. I HGA lab No. Asbestos Present 

170-01 211113951-01 
170 Location: Mastic, 218 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

170-02 

170 

Other Material: Non-fibrous 11 A % 

Location: Mastic, 220 

211113951-02 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

171-01 

171 

Other Material: Non-fibrous 10.4% 

211113951-03 
Location: Green 9x9 VFT, 218 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.7% 

171-02 
171 

Other Material: Non-fibrous 24.8% 

211113951-04 
Location: Green 9x9 VFT, 220 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

No 

Yes 

Yes 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

Trace (<0.25% pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11/27/11 

4.7% 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NA/PS 



AmeriSci Job #: 211113951 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#15 

Reporting Notes: / /
7 

//:>" _,;:/?c '-7 / t>·>·-~" ... ? .. 
Analyzed by: Karol H. Lu /6</ ,::.-t....-~1:~--"' L.--~ \..,, ... -~--~·~ 

Page 2 of 2 

*NAD/NSD =no asbestos detectea; NA =not analyzed; NA/PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82~020 per 40 
CFR 763 (NVlAP Lab Code 200546-0), ElAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ElAP Lab 1011480); 
Note:PLM is not consistently rellable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos~containing in NY State {also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements ,!111andate that this report must not be reproduced except in full without the approval of the !ab.This PLM report relates ONLY 
to the items tested. Afj~>.ljjlb # 102843, Rl Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

-r,~-7 u ;'I '1 Reviewed By: Cv )\.A ""-=- END OF REPORT ____ _ 

' I , __ } 



AmeriSci Job#: 211113951 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 
Sample# Client Sample# Area 

01 170-01 170 

Location: Mastic, 218 

02 170-02 170 

Location: Mastic, 220 

03 171-01 171 

Location: Green 9x9 VFT, 218 

04 171-02 171 

Location: Green 9x9 VFT, 220 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #15 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non~Asbestos 

(gram) Organic% Inorganic% Inorganic% 

0.228 74.1 14.5 11.4 

0.231 74.9 14.7 10.3 

0.440 25.0 45.5 248 

0.401 26.2 44.9 28.9 

Analyzed by: Mad ell E. Collins ~ ~ k-:•oate Analyzed 1112812011 

Page 1 of 1 

**Asbestos % by **Asbestos % by 
PLM/DS TEM 

NAD NAD 

Chrysoti!e <0.25 Chrysotile Trace 

Chrysoti!e 4. 7 NA 

NAIPS NA 

""*Quantitative Analysis (Semi/Full); Bulk Asbestos Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples: TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1%; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA =No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 

ELAP Lab 10#11480. 

Warnin_g Note:. P.LM.· .·H,ttation.' only T~M will resolve fi?er~ <0.25 micromete~s in d.iameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-un1formly ~pe~s~ d debns for wh~ch PLM evaluat1on IS recommended (I.e. so1ls and other heterogenous materials}. 

Reviewed By: ~J ~ 
( I "-., 

· .. / 
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AMER!SCJ 

November 28, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113956 
P.0.#111110AA 

AmeriSci New York 
117 EAST 30TH STREET 

NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX (212) 679-9392 

11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #16 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

060-01' 060-02, 061-01' 061-02, 062-01' 062-02, 063-01' 063-02, 064-01' 064-02, 065-01' 065-02 

The 12 samples, placed in Zip Lock Bag, were shipped to ArneriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLMrrEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincer~!Y· 

- /;1 
~ r,.J J. Mucha 

Laboratory Director 

Boston. Los Angeies. New York. Richmond 



----------- -------------·--·---------------------

AMER!SCI 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joel! a Viscusi 

Date Received 11/23/11 AmeriSci Job# 211113956 
Date Examined 11/27/11 P.O. # 

12 Colvin Avenue ELAP # 11480 Page 1 of 3 

Albany, NY 12206 
RE: 11111 OM; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#16 

Client No. I HGA Lab No. Asbestos Present 

060-01 
60 

211113956-01 
Location: Window Glazing, 204 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 3.0% 

060-02 
60 

Other Material: Non-fibrous 26.6% 

211113956-02 
Location: Window Glazing, 204 

Analyst Description: Bulk Material 
Asbestos Types: 

061-01 
61 

Other Material: 

Location: Linoleum, 303 
211 1 13956-03 

Analyst Description: Green, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

061-02 
61 

Other Material: Non-fibrous 10.6% 

Location: Linoleum, 302 
211113956-04 

Analyst Description: Green, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

062-01 
62 

Other Material: Non-fibrous 10.2% 

211113956-05 
Location: Vibration Damper, 306 

Analyst Description: Brown/Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 5.2 % 

See Reporting notes on last page 

Yes 

No 

No 

No 

Total% Asbestos 

3% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAIPS 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job #: 211113956 

Client Name: Ambient Environmental, Inc. 

PlM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St, Canajoharie, NY; Bldg. 

#16 

Client No. I HGA Lab No. Asbestos Present 

062-02 

62 
211113956-06 

Location: Vibration Damper, 306 

Analyst Description: Brown/Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

063-01 

63 

Other Material: Non-fibrous 5.7% 

211113956-07 
Location: Floor Leveler, 305 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

063-02 
63 

Other Material: Cellulose Trace, Non-fibrous 100% 

211113956-08 
Location: Floor Leveler, 305 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

064-01 
64 

Other Material: Cellulose Trace, Non-fibrous 100% 

211113956-09 
Location: Sheetrock Walls, 303 

Analyst Description: OffWhite/Tan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

064-02 
64 

Other Material: Cellulose 15 %, Non-fibrous 85% 

211113956-10 
Location: Sheetrock Walls, 306 

Analyst Description: OffWhite/Tan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

065-01 
65 

Other Material: Cellulose 20 %, Non-fibrous 80% 

211113956-11 
Location: 12x12 Green VFT, Stge. Rm. 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 7.0% 

Other Material: Non-fibrous 31.4% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Yes 

Page 2 of 3 

Total %Asbestos 

NAD 
(by NYS ELAP 1 98.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11127/11 

7% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 



ArneriSci Job#: 211113956 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#16 

Client No. I HGA Lab No. 

211113956-12 065-02 
65 Location: 12x12 Green VFT, Stge. Rm. 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

(\ 11 

Asbestos Present 

Page 3 of 3 

Total% Asbestos 

NA/PS 

Reporting Notes: t \ ~~ • 

Analyzed by: Ivan H. Reyes ' \J_,'lJ"'\ \ I _-
"NAO/NSD =no asbestos detected; "f;rLru;t analyze :NAIS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4~82~020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested. A/HAg~~# )!l2843, Rl Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

I , , , -
Reviewed By: I ' / END OF REPORT ____ _ 

n 
\_) 



AmeriSci Job #: 211113956 Page 1 of2 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #16 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos "* Asbestos "/o by **Asbestos %. by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLMIDS TEM 

01 060-01 60 0.790 14.6 55.8 29.6 Chrysotile 3.0 NA 
Location: Window Glazing, 204 

02 060-02 60 0.606 18.2 66.7 15.2 NAIPS NA 
Location: Window Glazing, 204 

03 061-01 61 0.245 69.0 20.4 10.6 NAD NAD 
Location: Linoleum, 303 

04 061-02 61 0.265 69.1 20.8 102 NAD NAD 
Location: Linoleum, 302 

05 062-01 62 0211 77.3 17.5 5.2 NAD NAD 
Location: Vibration Damper, 306 

06 062-02 62 0.367 29.4 64.9 5.7 NAD NAD 
Location: Vibration Damper, 306 

07 063-01 63 NAD NA 
Location: Floor Leveler, 305 

08 063-02 63 NAD NA 
Location: Floor Leveler, 305 

09 064-01 64 NAD NA 
Location: Sheetrock Walls, 303 

10 064-02 64 NAD NA 
Location: Sheetrock Walls, 306 

11 065-01 65 0612 29.6 32.0 31.4 Chrysotile 7.0 NA 
Location: 12x12 Green VFT, Stge. Rm. 

12 065-02 65 0.469 284 34.1 37.5 NAIPS NA 
Location: 12x12 Green VFT. Stge_ Rm. 

See Reporting notes on last page 



AmeriSci Job #: 211113956 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St, Canajoharie, NY; Bldg. #16 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic% 

/2 /? 

( ,•" .. p} /"" -~ " n 
Analyzed by: Made II E. Collins ~,(/' ( ~a;~ ; Date Analyzed 1112812011 

Acid 
Soluble 

Inorganic% 

Insoluble 
Non~Asbestos 

Inorganic% 
**Asbestos % by 

PLMIDS 

Page 2 of 2 

**Asbestos '% by 
TEM 

~·•Quantitative Analysis (Semi/Full); Bulk Asbestos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198A; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 °/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersen)lebri CJfwhich PLM ev.aluation is recommended (i.e. soils and other heterogenous materials). 

· c· f.}!_· 
f. • "-Rev;ewed By:_ . ..Z '-~ 
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AMERtSct 

December 8, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number211121504 
P.0.#111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech- Nut: Mohawk St., Canajoharie, NY; Bldg. #21 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Monday, December 05, 2011, for a 3 day turnaround: 

5650,5651,5654,5655,5666,5667,5668,5669,5676,5677,5678,5679,5694,5695 

The 14 samples, placed in Petri Dishes, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses wh.ich were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriScl appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

(I 11' la;;/l~ 
PautV ucha 
Laboratory Director 

Boston- Los Angeles· New York- Richmond 



AmeriSci Job #: 211121504 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #21 

AmeriSci 
Sample# 

01 

Client Sample# 

5650 
Location: 2x4 Ceiling Tiles, 21 - 03, 37.3% 

02 5651 

Location: 2x4 Cei!lng Tiles, 21 - 03, 27.2% 

03 5654 

HG 
Area 

Location: Mastic For 191-01, 21-03, 42.9% 

04 5655 
Location: Mastic For 191 -02, 21-03, 30.3% 

05 5666 
Location: 1x1 Sp!ined Ceiling Tile, 21 -219, 61.1% 

06 5667 
Location: 1x1 Splined Ceiling Tile, 21-219, 17.2% 

07 5668 
Location: Carpet Mastic, 21-213,47.7% 

08 5669 
Location: Carpet Mastic, 21-216,37.1% 

09 5676 
Location: Yellow Mastic, 21-218, 42.0% 

10 5677 
Location: Yellow Mastic, 21-219,46% 

11 5678 
Location: Grey 9x9 VFT, 21-218, 47A% 

12 5679 
Location: Grey 9x9 VFT, 21-219,44.4% 

13 5694 
Location: Interior Window Glazing, 21 -01, 17.0% 

14 5695 
Location: Interior Window Glazing, 21-207, 19.4% 

See Reporting notes on last page 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic% 

Acid 
Soluble 

Inorganic% 

Insoluble 
Non-Asbestos 
Inorganic% 

Page 1 of2 

** Asbestos % by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

Anthophy1!ite Trace 

Chrysoti!e <LO 

Anthophy!!ite Trace 



AmeriSci Job#: 211121504 

Client Name: Response Labs, LLC 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #21 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic% 

Acid 
Soluble 

Inorganic% 

Insoluble 
Non~Asbestos 

Inorganic% 

Analyzed by: Aleksandr Barengo!ts ; Date Analyzed 12/8/2011 

'** Asbestos % by 
PLM/DS 

Page 2 of2 

**Asbestos % by 
TEM 

**Quantitative Analysis (Semi/Full); Bulk sb" st 1 ~~f -_j;k II by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-931116 (not cov~re V~lk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<i %; Quantltation for beginning weights of·< .1 g ms should be considered as quaHtative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qua!ltatlve PLM or TEM Analysis only o accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM wil! resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed d~· i for w ich PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

~ 
Reviewed By: 1Zt · 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

_,,~ • '1 Page_/__ of l 
BULK SAMPLE DATA AND 

CHAIN OF CUSTODY FORM 

' ._.___,....... ______________ ,__ _____ 

j 7. Building Name: ~.i. j_rLL--- ___ -----r-- ------L (11li~fJ1QJ!R.f-JilL_ ---~_, _ _1_1.-:lS_:lL__________ ______ 
, 6. Sampling Areas: ' ! 9. Comments: (FiP.!d) 

J -sc e c ll 1\) U T. 
[ ~ ~ - __ ! )( Analy'a to Fi'sl Positive By Homogensoun Mota•''' 

: - e ~c\ ~ ~ L \ _igor Negative NOB PLM's, con~!nue toTEM 
-----------···--------------- ·- --- ----------~-----~-- -- ___________ ,._ _____ ---------------------- ···------------------- . --~-----· ----.. -~--- --------------~-------------------'"'''''''" . 

L TYPE OF _MATERIAlS 

! 
II l ~' Bulv., _ ' i .c: S-a~:p.lt~rl ~.-ie,t.~dal n rype of Malena! 14. Sample Loc<o1!inn 16. ! 7. Qua.ntity 18 Ast:ests-s 

' I lomoge11eoui> -~ar·sp!A ,[1 i I Mise I Condition [LF. SF, EAJ Content (Typo 
t\ren Numbnr i Number Surf TSl Sample Coordirv'!!<::S (NIF) (G. D,SD) 
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LAB INFORMATION I 

~7._~ 25. lab Name ~ 1!'1 lfl 26. Date 

a. Analyzed By: I 
- -~---~ 

b. QC by: I 
c. Lab Batch #· ';-{!/_ · IWl-. I 

Locations J 
al Locations~---

131.- Comments.-



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

CHAIN OF CUSTODY 
linquished By:------

c~ f-"---·~"4W< 
L_"'-------

"" 

1 20. Date 21. Time 

111-~'-11 
! !U1-/11 /)""P'l_ 
I 

22. ~~ived By: J- .. 23. Date 

I ()AI' At.. r. ""h. .A. 1Utl11 
t 

lh (.z tv""" ' ,,., Li~.·:tZf..Jt!. 

24. Time 

lrZ./..1 

jf?"t 

Page~_of_i 

BULK SAMPLE DATA ANI) 
CHAIN OF CUSTODY FORM 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

NYS £ t..A I l'i'i. Lf 
3/Ay 7111 

Page _l_ of _!i 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

LAB INFORMATION 
25. Lab Name 

a. Analyzed By: fl 

h. QC by: 

Page __ lj___ of _j_ __ 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FOAM 

1~/IA / It'll "'1 26. Date 27.Tim~ 

--1 
\ 

c.LabBafch#o f(t;£.1..,.. '10/. I 
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Response Labs, LLC. 
12 Colvin Ave11ue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

Client Project Number: 111110AA 

Laboratory Job Number: 854 406 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

% % of Acid Soluble % of Total% of 
Residue 

Fiomogeneous 

Sampled Material: Sheetrock Temp Walls 

Sample Location: 21-07 

Grey 

Analyzed By: Adam C. Tucker Method: .Nl:'S ELAP 198.1 

Microscope: O~ympus BH-2-214 Turn Around Time: 5 pay 

5646 188-02 Homogeneous Grey 

Sampled Material: Sheetrock Temp Walls 

Sample Location: 21-07 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: O~)~J:t~p_us BH-2-214 Turn Around Time: 5 -~~Y 

5647 189-01 1--Iomogeneous Grey 

Sampled Material: Ceiling Pla<>ter 

Sample Location: 21-01 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5648 189-02 Homogeneous Grey 

Sampled Material: Ceiling Plaster 

Sample Location: 21-02 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Miaoscope: O~y~pus BH-2-214 Turn Around Time: 5 D~y 

93% 

90% 

100% 

llXl% 

Non-Asbestos Fibers 
7% Cellulose 

Analyzed Date: 12/1/2011 

Nou-Asbestos Fibers 
10% Cellulose 

A~J_a.t:e:d Date: 12/1/2011 

Non~Asbestos Fibers 
None Detected 

Analyzed Date: 12/1/2011 

Non-Asbestos Fibers 
Trace Cellulose 

Analyzed Date: 12/1/~011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% ~ ~~~Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Detiltitons of Abbreviations: NOB: Jllon-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: ,Vot AnaZvzed 

Disclaimer: PLtvf is not consistently reliable in detecting ashestos in floor coverings and simt!ur non~jfiab!e orgamcally bound materials. No Asbestos [)elected or Trace results by 
PLA1 are considered inconclusive. I7~'M is currently the only method /hat can be used to determine !f'matenals can be cor/Sidered as non ashes/os containing 111 NY State. lhis report 
cannot be reproduced except in.fi.dl without the approval ojRespon.1·e Labs, LLC'. l'h1s PUvf report relates ONLY to the items 1ested. Liability is fimited ro the cost ofanalysis. 
EL4P PLM 11:/ethod 198.1 for friable samples or 198.6for 1\IOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

7 

Laboratory Job Number: 854 406 
Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Cust01ner %J Non- Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5649 189-03 Homogeneous Grey 

Sampled lWaterial: Ceiling Plaster 

Sample Location: 21-03 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Micros~~p~: Oly~p~, B~-2-214 Turn Around Timc: _ _s ~-~X 

5650 190-01 Homogeneous Tan 

Sampled Material: 2x4 Ceiling Tiles 

Sample Location: 21-03 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

J:ffcroscop~: Ol_yntpus BH-2-214 T:m1 Around Time: 5 Day 

5651 190-02 Homogeneous Tan 

Sampled Material: 2x4 Ceiling Tiles 

Sample Location: 21-03 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 'l.'um Arou11d Time: 5 Day 

5652 191-01 Homogeneous Black 

Sampled Material: Black 3" Covebase 

Sample Location: 21.-03 

Analyzed By: 

Microscope: 

5653 191-02 

Metfzod: Prep (Not Analyzed) 

·~r.ml Around Time: Prep 

Homogeneous Black 

Sampled Material: Black 3" Covebase 

Sample Location: 21-03 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Hme: Prep 

100% 

2.3% 

2.2% 

Non-Asbestos Fibers 
None Detected 

Analyzed Dale: 12/1/201! 

30.3 32.5 

Non-Asbestos Fibers 
35.0% Fiber Glass 

Trace Cellulose 

Analyzed Date: 12/2/2011 

59.2 13.6 

Non-Asbestos Fibers 
25.0% Fiber Glass 

Trace Cellulose 

Analyzed Date: 12/2/2011 

64.3 35.2 

Non-Asbestos Fibers 

A~~~!yzed Date: 

63.1 36.1 

Non-Asbestos Fibers 

% 

NAD 

.Asbestos Types: 
No Asbestos Detected 

37.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

27.2 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

0.5 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.7 NAD 

% Asbestos Types: 
Sample Negative By Weight 

Detinitons o(Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: lVot Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: Pl"M IS not consistently reliable m de/i!cting asbestos mJloor covermgs and similar non:Mab/e orgamcally hound materials. No Asbestos Delee/ed or Trace results by 
PLlvf are considered mconcfusive. 'JEM is currently the on(v method that can be used to determine ifmatenals can he comidered as non asbestos containmg m NY State_ This report 
cannot he reproduced except in jill/ without the approval ofl?espon.~e Labs, LU.·. Th1s l'l.M report relates OJ'v'LY to the 1tems tested Lwbility IS limited to the cost of analysis. 
ELAP PLM ll-fethod 198.1 for friable samples or 198.6 for NOB Samples. 

Comments: 



PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

Laboratory Job Number: 854 406 
Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

Homogeneous 

Sampled Material: Mastic for 191-01 

Sample Location: 21-03 

Tan 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micros[:~p~:, Ol~mpus BI--I-2-214 Turn Around Time.· 5 I?~Y 

5655 192-02 Homogeneous Black 

Sampled Material: Mastic for] 91-02 

Sample Location: 21-03 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

~icroscop~-~ Olympus BH-2-21~ TW7I Around Time:.? Dar 

5656 193-01 Homogeneous Mixed 

Sampled Material: Wall Covering 

Sample Location: 21-03 

Analyzed By: Adam C. Tucker Metfwd: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5657 193-02 Homogeneous Mixed 

Sampled Material: Wall Covering 

Sample Location: 21-04 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly~pu..<; BH-2-214 Tum Around Time: 5 pay 

5658 194-01 Homogeneous Grey 

Sampled Material: Sheetrock Wall 

Sample Location: 21-207 

Analyzed By: Adam C. Tucker Method.· NYS ELAP 198.1 

Microscope: .. O!yrt"lp~s BH-2-214 . Turn Around Time: 5 Da:y 

42.9% 

30.3% 

1% 

1% 

9,...0/ 

"'" 

53.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Drde: 12/2/2011 

4.0 

62.5 7.2 

Non~ Asbestos Fibers 
None Detected 

AnafyzedDate: 1yyz011 

Non-Asbestos Fibers 
99% Synthetics 

Analyzed Date; 12/1/2011 

Nou~Asbestos Fibers 
99% Synthetics 

Aw:!y~e~pate: 1~/_1/2011 

Non-Asbestos Fibers 
5% Cellulose 

Ana!yzed D_ate_: 12/1/2011 

% 

% 

% 

% 

% 

42.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

30.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 
Asbestos Types: 

No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 
Asbestos Types: 

No Asbestos Detected 

Defi.nitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PL'vf is not consistently reliable m detecting asbestos in floor coverings and s1milar non-friable orgamcally bound materials. 1Vo Asbestos Detected or Trace results by 
PLH are consnlered incondu.\·ivc, 1 EJ.J 1.1' currenlly the on{v method that can he u.\ed /IJ de term me !(marerials can be considered as non asbestos contammg in i'v'Y State. This repon 
cannot be repmduced exceptmjiJfl without the approvaf ofResponse Labs, U.C This f'LM report relate,;· ONLYro the items /e.wed Ltabifity IS limited to the cost ofanulysis. 
ELAP PLM Method 198.1 for friable sampfes or 198.6jor .NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colviu Aveuue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

Laboratory Job Number: 854-- 406 

Sampled By: Bry<m Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5659 194-02 Homogeneous 

Sampled Material: Sheetrock Wall 

Sample Location: 21-207 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Micros~:~Pe. .,ql_yiilpus BH-2-214 Turn Arou.nd Time: 5 ~a.Y 
5660 195-01 Homogeneous VVhite 

Sampled Material: Joint Compound 

Sample Location: 21-207 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olyn~pus BI-1-2-214 Turn Around Time: 5 Day 

5661 195-02 Homogeneous 

Sampled Material: Joint Compow1d 

Sample Location: 21-207 

White 

Analyzed By: Adam C. Tucker Method: :NX'S ELAP 198.1 

Microscope: Olympus BH-2-2~4 Tum Around Time: 5 Day 

5662 196-01 Homogeneous Grey 

Sampled Material: Transite Wall 

Sample Location; 21-219 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microsco1;e: O~:YI?-~Fus BH-2-~14 Turn Arouud Til~te: 5 Day 

5663 196-02 

Sampled Material: Transite Wall 

Sample Location: 21-218 

Analyzed By: Method: Positive Stop 

95% 

100% 

100% 

98.5% 

Non-Asbestos Fibers 
5% Cellulose 

Analyzed Date: 12/_1/2011 

Non-Asbestos Fibers 
None Detected 

A11alyzed Date: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

Ana_ly~ed Date: 12/5/2011 

Non-Asbestos Fibers 

Microscope: :rurn Around Time: Positive StopJ1?8.1) Analyzed Date: 

NAD 

_% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

10.5% 

% Asbestos Types: 
10.5%0uysotile 

NNPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, lv'AD: No Asbestos Detected, NA/PS: i\lot Ana~vzed Positive Stop. NA: Not Analyzed 

Disclaimer: PLM is not cmJsJstently re/!abfe in dcJectmg asbesws in floor coverings and sinufar non:friabte organically hound mmerials. No Asbesrns Detected or Trace results by 
PLM are considered inconchmre, 1EM is currentlv the only method !hal can he used to determine l{malaiafs can be considered as non asbestos containmg m NY S'rate. 771is reporr 
cann01 be reproduced except in fill/ trithour the apjmiVal ofRe.lponse f.ahs, JIC This f'L\d reporr relates ON/X to the items tested. Liability is limited to the cost ~~lanalysis 
ELAP PLM Method 198.lfor friable samples or 198.6jor IVOB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

7 

Laboratory Job Number: 854 406 

Sampled By: B1yan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of %of Acid Soluble Woof Total% of 
Residue 

Homogeneous 

Sampled Maten'al: Concrete Wall 

Sample Location: 21-03 

Grey 

Analyzed By: Adam C. Tucker Method: :NY'S ELAP 198.1 

Microscope: OlymplL'> BH-2-214 !tm1 Around Time: ,5 Day 

5665 197-02 Homogeneous Grey 

Sampled Material: Concrete Wall 

Sample Location: 21-207 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

":'licroscope: ~IP11P~~ BH-_~-2~4 Tum Around Time: 5 Day 

5666 198-01 Homogeneous Grey 

Sampled .Material: 1x1 Splined Ceiling Tile 

Sample Location: 21-219 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olr_mp"?s BH-2-214 Tum Around Time: 5 Day 

5667 198-02 Homogeneous Grey 

Sampled Material: 1xl Splined Ceiling Tile 

Sample Locatiou: 21-219 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microsc~r.e: ()1Y.l1:1J:ll_s __ ~H~_2-214 Tum Around Time: 5 Day 

5668 199..01 Homogeneous Orange 

Sampled Material: Carpet Mastic 

Sample Location: 21-213 

Analyzed By: Justin Adams Met/rod: l\TYS ELAP 198.6 

Microscope: Qly:n-plJ.s BH-2-214 Tum Around Time: _5 J?~L 

100% 

100% 

59.1% 

12.2% 

46.7% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

A:wlyzed Date: 12/5/2011 

17.1 21.8 

Non-Asbestos Fibers 
2.0% Fiber Glass 

Analyzed Date: 12/2/2011 

16.9 65.8 

Non-Asbestos Fibers 
5.0% Fiber Glass 

A1:~ly~cd Date: 1~/2/2011 

27.5 24.8 

Non-Asbestos Fibers 
1.0% Cellulose 

Auaty~e? Date: 12{2/?011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

61.1 Inc. 

% Asbestos Types: 

% 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

17.2 Inc. 

Asbestos Types: 
Incondusive-No Asbestos Detected 

Oient Requested TEM 

47.7 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected atl% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: l'·lo Asbestos Detected, !v'A/PS: Not Ana(vzed Positive Stop. NA: Not Analyzed 

Disclaimer: PLAits not consi.\tently reliable in de!ecring asbestos in floor covermgs and similar non:fi-wble orgamcally bound mmeriafs. No Asbestos Detected or Trace results by 
!--'U.11 are considered inconclusive, 'lfJ\.1 is currently the only me1hod that can he used 10 determine i(malerials can be consf(iered as non asbestos comaming m NY State. This report 
cannot be reptoduced except mjU!l Without !he approval ofResponse l.ahs. LLC. ihis Pl.lii repo11 refates OVLY ro the items tested Ltability is limited to the cost ~~lana~rsis. 
EL4P PLH Method 198.1 for friable samples or 198.6jor IVOB Samples. 

Comments: 



Response Labs, LLC. 
12 ColvinAveuue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

7 

LaboratanJ Jab Number: 854--406 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer % Nou-Fibrous 
Matrix Material 

%of %of Acid Soluble % of Total% of 
Residue 

5669 199-02 Homogeneous Orange 

Sampled Material: Carpet Mastic 

Sample Location: 21-216 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscop~ . . ()~Y!!l-~us BH-2-214 ·~1-rm Around Time: s, ~ay 
5670 200-01 Homogeneous Grey 

Sampled Material: Connete Floor 

Sample Location: Cap Storage 

Analyzed By: Adam C Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 ~ay 

5671 2D0-02 Homogeneous Grey 

Sampled Material: Concrete Floor 

Sample Location: Cap Storage 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly_II1:PUS BH~.2~214 Turn Around Time: 5 Day 

5672 201-01 Homogeneous Black 

Sampled Material: Black Mastic 

Sample Location: 21-01 

Analyzed By: Justin Adams Method: l\IYS ELAP 198.6 

Microscope: Olytl1P?.~.~-~1-2-2!4 Turn Around ?lme: 5 Day 

5673 201-02 Homogeneous Black 

Sampled Material: Black Mastic 

Sample Location: 21-02 

Analyzed Ry: 

Micros~_?pe: 

Method: Prep (Not Analyzed) 

Turn Around Time:. Prep __ . 

36J% 

100% 

100% 

18.2% 

38.4 24.5 

Non-Asbestos Fibers 
1.0% Cellulose 

Analyzed Date: 12/2/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12./5/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/5/2011 

52.0 27.7 

Non-Asbestos Fibers 
0.57% Fiber Glass 

Annlyzed Date: 12/2/2011 

46.4 28.6 

Non-Asbestos Fibers 

Aualy~ed Date: 

37.1 Inc. 

% . Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

20.3 1.5% 

% Asbestos Types: 
1.5% Ouysotilc 

25.0 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Detlnitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at I% or Less. TEM: Transmission Electron Microscope, 
Inc.: lnconclusi"ve, NAD: l'..fo Asbestos Detected, NAIPS: NOT Analyzed Positn·e Stop. NA: ]1/ot Analyzed 

Disclaimer: l'Livf ;s not cons;stently refwble in detectmgashesws 111 floor coverings and sumfar non:f"rwble organit.:ally hound matenals. 1Vo Asbestos Detected or Trace results by 
Pf,M are considered inconclusive, ThAi is currently the only method !hat can he used w determine if materials wn be considered as non asbestos containing m ,VY State. This report 
cam!OI he reproduced r~wxpt inji1ll without the approval (!(Respome Labs, I..LC This l'Ud report relates ONLY to the items tested Liability is limiled to the cr;st of analysis 
EI..AP PLM /iJetlwd 198.Jfor friable samples or .l98.6Jor I\'OB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

Laboratory Job Number: 854 406 
Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

Homogeneous 

Sampled Material: Green 9x9 VFT 

Sample Location: 21-01 

Green 

A11alyzed By: 

Micro~cope.· 

Method: Prep (Not Analyzed) 

Tum Around Time: .Prep 

5675 202-02 Homogeneous Green 

Sampled Material: Green 9x9 VFT 

Sample Location: 21-02 

Analyzed By: 

Microscope: 
Method: Prep (Not _Analyzed) 

Turn Around Time: Prep_ 

5676 203-01 Homogeneous 

Smnpled Material: Yellow Mastic 

Sample Location: 21-218 

Yellow 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 ~'urn Around Time: 5 Day 

5677 203-02 Homogeneous Yell ow 

Sampled Material; Yellow Mastic 

Sample Location: 21-219 

Analyzed By: Justin Adams Method: ~--ys ELAP 198.6 

Mic:oscope: Oly_~pus BH-2-214 Tum Around Time: 5 Day 

5678 204-01 Homogeneous Grey 

Sampled Material: Grey 9x9 VFT 

Sample Location: 21-218 

Aualyzed By: Justin Adams Method: NYS ELAP 198.6 

Mic~~s.~op~: Olympus BH-2-214 rum Around Time: 5 Day 

42.0% 

40.0% 

46.7% 

19.6 59.1 

Non-Asbestos Fibers 

Analyzed Dale: 

23.4 51.1 

Non-Asbestos Fibers 

.Analyzed Date: 

41.7 16.3 

Non-Asbestos Fibers 
None Detected 

Analyzed_ Date: 12/2/2011 

49.0 11.0 

Non-Asbestos Fibers 
None Detected 

Anafy~ed Date: 

31.5 

12/2/2011 

21.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/2/2011 

21.3 NAIPS 

% Asbestos Types: 

% 

% 

Not Analyzed Positive Stop 

25.5 NAIPS 

Asbestos Types: 
Not Analyzed Positive Stop 

42.0 Inc. 

... AsbestosTypes: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

40.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested 'TEM 

47.4 0.67% 

% Asbestos Types: 
0.67%Anthophyllite 

Client Requested TEM 

Definitons ofAbbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected ar 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: inconclusive, NAD: No Asbestos Detected. NAIPS: /'lot Analyzed Positive Stop, NA: Not Anal.:rzed 

Disclaimer: PLM is not consistently reliable in derecting aslwstos m.floor coverings and similar nrmlriah/e orgamcally bound materials. No Asbestos Detected or Trace results by 
l'LM are coosidered inuJndush;e, Tt:M is current(!/ the only me1hod that can be used to determine !lmatenals can be considered as non asbestos conrainmg in NY Stale. 11lls report 
cannot be reproduced except mfult wnhoutthe approwtl ofRe.spome Labs. UL This PLM report re!mes Otv'LY to the items tested. [.wbi/ily IS funned to the cost oj analys1s. 
EIAP PLM Method 198.1 for friable samples or 198.6for i\'OB Samples, 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

7 

Laboratory Job Number: 854--406 

Sampled By: B,yan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix .Material 

%of Acid Soluble %of Total% of 
Residue 

5679 204-02 Homogeneous Grey 

Sampled Maten'al: Grey 9x9 VFT 

Sample Location: 21-219 

Analyzed By: 

Microscope: 

5680 

Adam C. Tucker Method: NYS ELAP 198.6 

Olympus BH-2-214 Tum Around Time: 5 Day 

205-01 Homogen_eous Black 

Sampled Material: Black Mastic 

Sample Location: 21-207 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tz:rn Around Time: 5 ,D~y 

5681 205-02 Homogeneous Black 

Sampled Material: Black Mastic 

Sample Location: 21-205 

Analyzed By: 
Microscope: 

Method: Prep (Not Analyzed) 

Tztm Around Time: Prep 

5682 206-01 Homogeneous Brmvn 

Sampled A1aterial: Brown VFT 

Sample Location: 21-207 

Analyzed By: 

Microscof!~:·. 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

5683 206-02 Homogeneous Brown 

Sampled Material: Brovro VFT 

Sample Location: 21-205 

Analyzed By: 

Mi~rosc~pe: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

43.7% 

2R.5% 

34.1 21.5 

Non-Asbestos Fibers 
None Detected 

Anal!!zc.~ Date: 

38.0 

12/3/2011 

28.0 

Non-Asbestos Fibers 
1.1% Fiber Glass 

Ana!yzed D~te: 12(2/2011 

82.2 6.2 

Non-Asbestos Fibers 

Analyzed Dale: 

23.1 35.1 

Non-Asbestos Fibers 

Anafyzed Date: 

27.9 30.6 

Non-Asbestos Fibers 

Au~!!Zzed Oat~: 

44.4 0.67% 

% Asbestos Types: 
0.67%Anthophyllite 

Client Requested TEM 

34.0 4.5% 

% Asbestos Types: 
4.5% Chrysotile 

11.6 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

41.9 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

41.5 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Deflnitom; of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at J% or Less, TEM:Transmission Electron fvltcroscope, 
Inc.: inconclusive, NAD: No Asbestos Detected, NAIPS: 1\'ot Analyzed Positive Stop. NA: Not Analy:zed 

Disclaimer: PUvf rs not cons/Siently reliable in dereclingasbestos in floor coverings and similar IWn:fhable organically bound materials .. VoAsbesws Detected or Trace results by 
Pl.M are considered inconclusive, ll:,"M is currem!y the only method that can be used to determine {{materials can be considered as non asbestos containmg in NY State. This report 
cannot be reproduced e.<·cept m.fillf without ;he appro>'al (?f Re.>pome Labs. U.C I his l'LM reporr relates Oh1Y to !he ilems rested. LiabiliTy is linuted to the cost ofana(vsts. 
ELAP PLII1 Metlwd 198.1 for friable samples or 198.6jor NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
ELAP# 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

Laboratory Job Number: 854 ~ 406 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

5684 207-01 Homogeneous 

Sampled Material: Concrete Wall 

Sample Location: 21-04 

Grey 

Analyzed By: Adam C. Tucker Method: I\i'"YS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum A_round Time: 5 Day 

5685 207-02 Homogeneous Grey 

Sampled Material: Concrete Wall 

Sample Location: 21-207 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: O~ytllpus B.H-2-214 Tum Around Time: 5 Day 

5686 208-01 Homogeneous White 

Sampled Material: Pipe Insulation 

Sample Location: 21-205 

Analyzed By: Adam C. Tucker Method: :N"'YS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5687 208-02 

Smnpled Material: Pipe Insu.liition 

Sample Locatiou: 21-205 

Analyzed By: Method: Positive Stop 

lOll% 

100% 

87.5% 

Non-Asbestos Fibers 
None Detected 

. Analyzed Date: 1~1_:5_(2011 

Nan~Asbestos Fibers 
None Detected 

Aualyzed Date: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/5/2011 

Non-Asbestos Fibers 

Microscope: Tum Around :nme: Positive Stop (198.1) Anall(zed Date: 

5688 208-03 

Sampled Material: Pipe Insulation 

Sample Location: 21-205 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

Microsc~p"e: T~1r11 Arouud Time.· Positive Stop .(198.1) !':nall(zed Date: 

% 

o/o of 
Residue 

Total% of 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

12.5% 

% Asbestos Types: 
12.5%Chrysotile 

NNPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NNPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: :Von-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
fnc.: Inconclusive. NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM is not consistently reliable m detecling asbestos in .floor coverings and similar non:friahle orgamcally bound matenals . . \'a Asbestos Detected or Trace results by 
Pi.J.\1 are considered inconc!u:nve, TEA11s currem!y the only method that can be used to determine if" materials can he cons1dereJ as non asbestos containing in NY Stale. This rl'porl 
cannor be reproduced excl!pt infid! withour the approwd oj"Response l.abs. ILC. 1/us !'L\1 report rdates ONLY to the nems rested. Liability IS limited to the cosr o.l"analysis. 
ELAP PLM Method 198.1 for friable samples or 198.6 for l'•iOB Sample.5. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

11917 

Laboratory Job Number: 854 - 406 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer % Nou-Fibrous 
Matrix Material 

%of Acid Soluble o/o of Total% of 
Residue 

5689 209-01 Homogeneous White 99.7% 

Sampled Material: Textured Wall Coating 

Sample Location: Cap Storage 

Analyzed By: Adam C. Tucker Method.· NYS ELAP 198.1 

MicrosCOJ:e: ()l_yt~pus BH-2-214 Turn ~roun~ Time: ? Da)~ 
5690 209-02 Homogeneous White 100% 

Sampled Material: Textured Wall Coating 

Sample Location: Cap Storage 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Mi~roscopc: C?lY~l?us BH-2-214 "lim1 Ar_ound Time: 5 Day 

5691 209-03 Homogeneous Vl/hite 100% 

Sampled Material: Textured Wall Coating 

Sample Location: Cap Storage 

Analyzed By: Adam C. Tucker Metlzodo i'i'YS ELAP 198.1 

fv!iaoscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5692 209-04 Homogeneous White 100% 

Sampled Material: Textured Wall Coating 

Sample Location: Cap Storage 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscol?~: Olymp_u~ BH-2-214 Turn Around Time: 5 Day 

5693 209-05 Homogeneous White 100% 

Smnpled Material: Textured Wall Coating 

Sample Locatiou: Cap Storage 

Analyzed By: Adam C. Tucker Method: N'fS ELAP 198.1 

Microscop~: Olyn1pus BH-2-214 Turn Around Time: 5 Day, 

Non-Asbestos Fibers 
None Detected 

A11,nlyzed Date: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

Aualy,zed Date: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

Annlyzed Dnte: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date.· 12/5/2011 

Non~ Asbestos Fibers 
None Detected 

A,t:alyzed Date: 12(~(2011 

% 

0.25% 

Asbestos Types: 
025%Chiysotile 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

%_ Asbestos_ _ _!_yp_e~: _ 
No Asbestos Detected 

NAD 

%. Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbesto,<,· Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: l'LM is nor consistenlly reliable 111 detectingasbesws mf!oor covermgs and similar non/riable organica!ly bound matenafs_ ,\io Asbestos Detected or Trace results by 
PL~·f are considered mconch/5/ve, l'HA! 1s currently the only method that can be used to determine r(matenals can be considered as non asbestos comaining in NY Stare_ [Ius report 
cannot be reproduced except in full without 1he approvaf o(Re.\ponse l.ahs. Ul~. This J'U\1 report refates Ol1iLY to the items tested Liability IS fimited to 1he cost q(ana/ys1s. 
ELAP PLII-1 11.fet!tod 198.lfor friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany N¥12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

Laboratory Job Number: 854-406 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

% 

Homogeneous Grey 

Sampled Material: Interior Window Gla:ting 

Sample Location: 21-01 

Analyzed By: Jus tin Adams Method: NYS ELAP 198.6 

Microscope: 

5695 

Olympus BJ:-I-2~214 Tum Around Time: 5 Day 

210-02 Homogeneous Grey 

Sampled Material: Interior Window Glazing 

Sample Location: 21-207 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: ()l!'TilPus BH-2-214, Tum Around Time: 5 Day 

5696 211-01 Homogeneous Green 

Sampled Material: Green Paint on Wall 

Sample Location; 21-207 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Mfcr?scope: Olympus BH-2-214 Tum Around Time: 5 Day 

5697 211-02 Homogeneous Green 

Sampled Material: Green Paint on Wall 

Sample Location: 21-207 

Aualyzed By: 

Microscope: 

5698 211-03 

Method: Prep (Not Analyzed) 

Tum Around Tnue: Prep 

Homogeneous Green 

Sampled Material: Green Paint on Wall 

Sample Location: 21-207 

Analyzed By: 

Microscop~: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prer. 

16.5% 

18.5% 

51.8% 

18.5 64.5 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

7.3 

12/2/2011 

73.3 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/3/2011 

26.1 18.5 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/3/2011 

18.3 19.8 

Non-Asbestos Fibers 

Analyz~d Date: 

30.1 11.0 

Nou-Asbestos Fibers 

Analyzed Date: 

%of 
Residue 

17.0 

Total% of 

0.50% 

% Asbestos Types: 
0.50%Anthophyllite 

Client Requested TEM 

19.4 0.92% 

% Asbestos Types: 
0.92%Anthophyllite 

Client Requested TEM 

55.4 3.7% 

% Asbestos Types: 
3.2% Chrysotile 

0.45%Anthophyllite 

61.9 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

58.9 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Detinitolls of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 

Inc.: Inconclusive. NAD: lv'o Asbestos Detected. NAIPS: Not Analyzed Positive Stop, N.4.: .1Vot Analyzed 

Disclaimer: PLM IS not consislenl{v reliable in Jeweling asbestos in floor eoverings and similar non:fh'ab!e organica!(v bound maleria/s. flo Asbestos Detected or J'race results h:v 
Pl./vi are considered inconclusive. TEM is current~}' the only method !hat can be used to determine tlmawriu!s can he considered as non asbestos contuining in NY State. 1i1is report 
cann01 be reproduced except mfu!/ without the approval(/( Response J.abs. LLC Tins PI.M repon rdatcs ONLY to the items tested. Liabi/i(v is limited 10 !he cos/ of ana(vsis 
E1AP PLM Method 198.1 for friable samples or 198.6for JVOB Samples. 

Comments: 

2011 



AmeriSci Job#; 211121004 

Client Name: Response labs, lLC 

.AmeriScl 
Sampte# 

01 

Client Sample# 

iocation: 2x4 CeiilngTi!es, 21-03,3.7.3% 

02 5651 

tQcation: 2x4 Celllng Tiles, 21 - 00, 27.2% 

03 5654 

fiG 
Area 

tccalion: Mastic For 191 - 01, 21 - 03, 42.fl% 

04 5655 

localjon: N!astic:For 191 -02,21-00.,30.3% 

05 5666 

toc:aOon: txl Splined Ceiling Tile., 2:1 ~ :219, 61. i% 

00 5667 

toca~o•>: 1>1 Splincd Coiif191ile, 21- 219. 17.2% 

07 5666 

LOG:Jtion: Caq:>et Mastic, 2:t -213, 47.7% 

00 5669 
l{:<:atlon; C:a(pet M.astic, 21 - 2t6, 37_ ~% 

09 5676 
Locatlon: Yellow Mastic, .21 - 218, 42.0% 

'10 5677 

Location: "YeiJO\V Mastic, 21 - 219, 46% 

11 5678 

Lc-cotion: Grey 9x:9 VFT, 21 - 218, 47.4% 

12 5679 
Location: Gley9x9 VFr, 21-219.44.4% 

13 5694 
Location~ lnterlorWirnf[}'I,YGlazing, 21-01. i'l.i}% 

14 5695 
Location: lnteriorWindo .... vGJazfng, 21-207,19.4% 

Table l 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY~ Bldg. #21 

Sample 
Weight 
(grnm) 

Heat 
Sensitive 
Otganle% 

Acid 
Soluble 

Inorganic% 

!nsolvble 
Non-Asbestos 
inorganic% 

Page 1 of2 

,..., Asbestos % by ,..,. Asbestos % by 

PLMIOS iEIIII 

NA NAD 

NA N.AD 

NA NAD 

NA NAD 

NA NAD 

NA NAD 

NA NAD 

WI NAD 

NA NAD 

NA NAD 

NA NAD 

NA NAD 

NA Anthoph~J!ite Trace 

ChryS'Otite <1.10 

I\1A AnthOjJ-hyllite Traoe 



AmeliSciJob #: 2111215114 

Client Name: Response Labs, LLC 

AmeriScl 
Samp]e# Client Sam piE!# 

HG 
Area 

Table .I 
Summary of Bulk. Asbestos Analysis Results 

111110AA; Beech- Nul; Mohawk St., Canajoharie, NY; Bldg. #21 

Samp)la 
Weight 
(gram) 

/ 

Heal 
Sensitive 
Organic% 

Add 
Solubte 

Inorganic% 

lnsoluble 
llon-1\sOO.tos 
lnorganic% 

.., Asbestos % by 
PlMIDS 

Page 2 of2 

Analyzed by: Alek.sandr Barengol!s ___ ~-{~o/~~~~~({;y-Ep;;:,: Date Analyzed 121812011 
**Quantitative Anaf}I'Sis (SemfiF'Llll}; Bulk F by EPA 600JM4-..B2~020 per 40 CFR or ELAP 19B, 1 f{lr Ner.v Yor'.r:: ffiab!e samples -or ElAP 198.6 fer NeoN YofX NOB samples; TEM 
{SemliFull) by EPA 600lR-$3/1 t6 {not -cov r fk accredi~lioo-) or ElAP 1'98A; for New York samples: NAD =.no asbestos detected duling -a quantilabve aoal)!sis; NA =not .analyzed; Trace""' 
<:.:1 %; Quantlfation for beginning weights ot .1 !.J ms should be constde-red as qua lil:alive only; Quamaijve AnaiJ~sis: Asbesros analysis te:sul!s of "Presenl'' Of "NVA =- No Visible Asbestos" represents 
msuJts For Q1Jal!ta.ti'le PLM or TEM Allalysis .oflly o a-ccmdi!alion oov-erage :aryailable hom any regutatmy .agency f-or quallta!ive .ana ~;ses}: AIHA Lab # 102843. NVtAP Lah Code 200546-0, NY S DOH 
ELAP Lab 10#11480. 

Warning Note: PLM nmitaticn, ollly TEJ'!/1 will res.oi!Je fibers <0_25 micrometeJs m diame!er. 1£M bulk analysis ls representative of the finu !]rained matri-x material and may not be represantaUve of 
non-unrformty dfspersed debris for whk:h PLM evai~Hitloil ls recommended (Le. soils and other he-terogenotJS marerlals)_ 

Reviawe<l By: _______________ _ 
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AMER!SC! 

November 28, 2011 

Ambient Environmental, Inc. 
Attn: Joel Ia Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113970 
P.O. #111110AA 

AmeriSci New Yor#. 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

109-01,109-02,110-01,110-02,111-01,111-02,112-01,112-02,113-01,113-02,114-01,114-02,115-01,115-02,116-01, 
116-02,117-01,117-02,118-01,118-02,119-01,119-02,120-01,120-02,121-01,121-02,121-03,122-01,122-02,122-03, 
123-01,123-02,123-03,123-04,123-05,124-01,124-02,124-03,125-01,125-02,125-03,126-01,126-02,126-03,127-01, 
127-02, 127-03, 128-01' 128-02, 128-03, 129-01' 129-02, 129-03 

The 53 samples, placed in Zip Lock Bag, were sh'1pped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLMfTEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composltlon by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sin1er7r 

P:1~ 
Patl( J. fv1ucha 
Labofaiory Director 

Boston- Los Angeles- New York- Richmond 
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AMERISCI 

AmeriSci New York 
117 EAST 30TH ST~ 

NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. Date Received 11/23/11 AmeriSci Job# 211113970 
Attn: Joel! a Viscusi Date Examined 11/27/11 P.O.# 

12 Colvin Avenue ELAP# 11480 Page 1 of 10 
RE: 111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

Albany, NY 12206 #23 

Client No. I HGA Lab No. Asbestos Present 

109-01 211113970-01 
109 Location: Mastic, 273 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

109-02 
109 

Other Material: Non-fibrous 1.4 % 

Location: Mastic, 273 
211113970-02 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

110-01 
110 

Other Material: Non-fibrous 3.8 % 

211113970-03 
Location: 12x12 VFT White, 273 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2.0% 

Other Material: Non-fibrous 31.3% 

110-02 
110 

211113970-04 
Location: 12x12 VFT White, 273 

Analyst Description: Bulk Material 
Asbestos Types: 

111-01 
111 

Other Material: 

Location: Mastic, 269 
211113970-05 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 7.6 % 

See Reporting notes on last page 

No 

No 

Yes 

No 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

2% 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on11/27/11 

NAIPS 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113970 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA lab No. Asbestos Present 

111-02 211113970-06 
111 Location: Mastic, 269 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

112-01 

112 

Other Material: Non-fibrous 4.5% 

211113970-07 
Location: White 9x9 VFT, 269 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

112-02 

112 

Other Material: Non-fibrous 40.8% 

211113970-08 
Location: White 9x9 VFT, 269 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

113-01 

113 

Other Material: Non-fibrous 39.8 % 

Location: Mastic, 271 
211113970-09 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

113-02 

113 

Other Material: Non-fibrous 26.4% 

Location: Mastic, 271 
211113970-10 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

114-01 
114 

Other Material: Non-fibrous 27.8% 

211113970-11 
Location: Red 12x12 VFT, 271 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.5 % 

Other Material: Non-fibrous 55.2% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Yes 

Page 2 of 10 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

4.5% 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11/27/11 



AineriSci Job #; 2.11113970 

Client Name: Ambient Environmental, Inc. 
Page 3 of 10 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA lab No. Asbestos Present 

114-02 211113970-12 
114 Location: Red 12x12 VFT, 271 

Analyst Description: Bulk Material 
Asbestos Types: 

115-01 
115 

Other Material: 

211113970-13 
Location: Green 12x12 VFT, 271 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.3 % 

Other Material: Non-fibrous 53.6% 

115-02 

115 

211113970-14 
Location: Green 12x12 VFT, 271 

Analyst Description: Bulk Material 
Asbestos Types: 

116-01 

116 

Other Material: 

Location: Linoleum, 304 

211113970-15 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 6.6% 

116-02 

116 

Other Material: Non-fibrous 9.9 % 

Location: Linoleum, 304 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

211113970-16 

117-01 
117 

211113970-17 
Location: Window Glazing, 307 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

Other Material: Non-fibrous 8.9% 

See Reporting notes on last page 

Yes 

Yes 

Yes 

Total %Asbestos 

NA/PS 

4.3% 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11/27/11 

NA/PS 

6.6% 
(by NYS ELAP 1 98.6) 
by Karol H. Lu 
on 11/27/11 

NA/PS 

Trace (<0.25% pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113970 

Client Name: Ambient Environmental, Inc. 
Page 4 of 10 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA lab No. Asbestos Present 

117-02 211113970-18 
117 Location: Window Glazing, 307 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

118-01 
118 

Other Material: Non-fibrous 11.5% 

211113970-19 
Location: Window Glazing, 270 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

118-02 
118 

Other Material: Non-fibrous 2.5 % 

211113970-20 
Location: Window Glazing, 270 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

119-01 
119 

Other Material: Non-fibrous 5.8% 

211113970-21 
Location: Sheetrock Wall, 273 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

119-02 
119 

Other Material: Cellulose 20 %, Non-fibrous 80% 

211113970-22 
Location: Sheetrock Wall, 273 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

120-01 
120 

Other Material: Cellulose 10 %, Non-fibrous 90% 

211113970-23 
Location: Sheetrock Wall, 305 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Cellulose 1 0 %, Non-fibrous 90 % 

See Reporting notes on last page 

Yes 

No 

No 

No 

No 

No 

Total% Asbestos 

Trace ( <0.25 % pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11127/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on11/27/11 



AmeriSci Job #: 2.11113970 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. 

120-02 211113970-24 
120 Location: Sheetrock Wall, 305 

Analyst Description: Whrte, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

121-01 
121 

Other Material: Cellulose 10 %, Non-fibrous 90% 

211113970-25 
Location: Grey Ceiling Paint, 268 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

121-02 
121 

Other Material: Non-fibrous 34.1 % 

211113970-26 
Location: Grey Ceiling Paint, 268 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

121-03 
121 

Other Material: Non-fibrous 37.1 % 

211113970-27 
Location: Grey Ceiling Paint, 268 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

122-01 
122 

Other Material: Non-fibrous 28.9% 

211113970-28 
Location: Textured Floor Coating, 270 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

122-02 
122 

Other Material: Cellulose Trace, Non-fibrous 100% 

211113970-29 
Location: Textured Floor Coating, 270 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100% 

See Reporting notes on last page 

Asbestos Present 

No 

No 

No 

No 

No 

No 

Page 5 of 10 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11127111 

NAD 
{by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11127/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11127111 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11127111 



AmeriSci Job #: 211113970 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA lab No. Asbestos Present 

122-03 211113970-30 No 
122 Location: Textured Floor Coating, 270 

Analyst Description: Dark Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

123-01 
123 

Other Material: Non-fibrous 100% 

211113970-31 
Location: White Wall Paint, 269 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

123-02 
123 

Other Material: Non-fibrous 43.7% 

211113970-32 
Location: White Wall Paint, 269 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

123-03 
123 

Other Material: Non-fibrous 34.2 % 

211113970-33 
Location: White Wall Paint, 269 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

123-04 
123 

Other Material: Non-fibrous 37.3% 

211113970-34 
Location: White Wall Paint, 269 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

123-05 
123 

Other Material: Non-fibrous 33.8 % 

211113970-35 
Location: White Wall Paint, 269 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 42.2% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Page 6 of 10 

Total% Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27111 

NAD 
(by NYS ELAP !98.6) 
by Karol H. Lu 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198. 6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 2,11113970 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St, Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. Asbestos Present 

124-01 211113970-36 No 
124 Location: Plaster Wall Coat, Cooler Rm. 274 

Analyst Description: Light Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

124-02 
124 

Other Material: Non-fibrous 100% 

211113970-37 
Location: Plaster Wall Coat, Cooler Rm. 27 4 

No 

Analyst Description: Light Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

124-03 
124 

Other Material: Non-fibrous 100 % 

211113970-38 
Location: Plaster Wall Coat, Cooler Rm. 274 

No 

Analyst Description: Light Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

125-01 
125 

Other Material: Non-fibrous 100 % 

211113970-39 
Location: Joint Compound, 273 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 0.5% 

125-02 
125 

Other Material: Non-fibrous 99.5 % 

211113970-40 
Location: Joint Compound, 270 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

125-03 
125 

Other Material: Non-fibrous 100% 

211113970-41 
Location: Joint Compound, 305 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

Yes 

No 

No 

Page 7 of 10 

Total %Asbestos 

NAD 
(by NYS ELAP 198. 1) 
by Karol H. Lu 
on11127111 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11127/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11/27111 

0.5% 
(ELAP 198.1: 400pc) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on11127/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11127/11 



AmeriSci Job #: 211113970 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA lab No. Asbestos Present 

126-01 

126 
211113970-42 

Location: Peach Wall Paint, Men's B.R. 

Analyst Description: Peach, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

126-02 
126 

Other Material: Non-fibrous 36.5% 

211113970-43 
Location: Peach Wall Paint, Men's B.R. 

Analyst Description: Peach, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

126-03 

126 

other Material: Non-fibrous 38.6% 

211113970-44 
Location: Peach Wall Paint, Women's B.R. 

Analyst Description: Peach, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

127-01 

127 

Other Material: Non-fibrous 36.9% 

211113970-45 
Location: Red Wall Paint, Men's 

Analyst Description: Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

127-02 
127 

Other Material: Non-fibrous 31.3% 

211113970-46 
Location: Red Wall Paint, Men's 

Analyst Description: Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

127-03 

127 

Other Material: Non-fibrous 31.8 % 

211113970-47 
Location: Red Wall Paint, Women's 

Analyst Description: Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 30.8% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 8 of 10 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113970 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. 

128-01 
128 

211113970-48 
Location: Light Grey Wall Paint, 302 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

128-02 
128 

Other Material: Non-fibrous 22.5% 

211113970-49 
Location: Light Grey Wall Paint, 302 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

128-03 
128 

Other Material: Non-fibrous 31.7 % 

211113970-50 
Location: Light Grey Wall Paint, 302 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

129-01 

129 

Other Material: Non-fibrous 28 % 

211113970-51 
Location: Dark Grey Wall Paint, 303 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

129-02 
129 

Other Material: Non-fibrous 22 % 

211113970-52 
Location: Dark Grey Wall Paint, 303 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

129-03 
129 

Other Material: Non-fibrous 21.5% 

211113970-53 
Location: Dark Grey Wall Paint, 303 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 26.4 % 

See Reporting notes on last page 

Asbestos Present 

No 

No 

No 

No 

No 

No 

Page 9 of 10 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198. 6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job#: 211113970 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Reportl.ng Notes·. ~ :7 /;>' <? 
(-;;:·:::?//"' .?--//;::../~ 

Page 10 of 10 

Analyzed by: Karol H. Lu ,%<:/ ,""-'_.,·__.,.·t.~,-~-~,.~,,...·-'t.._ -~ --~·---

•NAD/NSD =no asbestos detected; NA =not analyzed; NNPS-not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non~friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floortile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements ~an$te that this report must not be reproduced except in full without the approval of the lab .This PLM report relates ONLY 
to the items tested. AIHA ijl.p #110~843 .. Rl Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

'" "i ~ ,__., 
Reviewed By: ~rtlJ; \ ~ END OF REPORT ____ _ 

( I 
.. ,,,} 



AmeriSci Job #: 211113970 Page 1 of 4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos "'*Asbestos % by **Asbestos "/o by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLMIDS TEM 

01 109-01 109 0.146 91.8 6.8 1.3 NAD Chrysotile Trace 

Location: Mastic, 273 

02 109-02 109 0.236 86.9 9.3 3.7 NAD ChrysotHe Trace 

Location: Mastic, 273 

03 110-01 110 0.342 35.1 31.6 31.3 ChrysotBe 2.0 NA 

location: 12x12 VFTWhite. 273 

04 110-02 110 0.293 34.5 30.4 35.2 NNPS NA 

Location: 12x12 VFT White, 273 

05 111-01 111 0.291 83.8 8.6 7.6 NAD N.t1D 

Location: Mastic, 269 

06 111-02 111 0.269 88.5 7.1 4.5 NAD NAD 

Location: Mastic, 269 

07 112-01 112 0.358 366 22.6 40.8 NAD N.t1D 

Location: White 9x9 VFT. 269 

08 112-02 112 0.397 36.0 24.2 39.8 NAD NAD 

Location: White 9x9 VFT, 269 

09 113-01 113 0.261 49.4 24.1 248 NAD Chrysotile 1.6 

Location: Mastic, 271 

10 113-02 113 0.281 53.4 18.9 27.8 NAD NNPS 

Location: Mastic, 271 

11 114-01 114 0.464 30.4 9.9 55.2 Chrysoti!e 4.5 NA 

Location: Red 12x12 VFT, 271 

12 114-02 114 0.479 30.1 7.3 62.6 NAIPS NA 

Location: Red 12x12 VFT, 271 

13 115-01 115 0.463 28.7 13.4 53.6 Chrysoti!e 4.3 Nl\ 

Location: Green 12x12 VFT, 271 

14 115-02 115 0.340 28.5 14.4 57.1 NNPS NA 
Location: Green 12x12 VFT, 271 

15 116-01 116 0.393 39.7 43.8 9.9 Chrysotl!e 6.6 Nl\ 

Location: Linoleum, 304 

16 116-02 116 0.368 38.0 39.9 22.0 NNPS NA 

Location: Linoleum, 304 

See Reporting notes on last page 



AmeriSci Job #: 211113970 Page 2 of4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos **Asbestos % by **Asbestos %.by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLMIDS TEM 

17 117-01 117 0.481 7.9 83.2 7.4 Chrysotile <0.25 Chrysotile 1.5 

Location: Window Glazing, 307 

18 117-02 117 0.409 8.8 79.7 11.5 Chrysotile <0.25 NNPS 

Location: Window Glazing, 307 

19 118-01 118 0.361 15.2 82.3 2.5 NAD NAD 
Location: Window Glazing, 270 

20 118-02 118 0.433 19.6 74.6 5.8 NAD NAD 
Location: Window Glazing, 270 

21 119-01 119 NAD NA 
Location: Sheetrock Wall, 273 

22 119-02 119 NAD NA 
Location: Sheetrock Wall, 273 

23 120-01 120 NAD NA 

Location: Sheetrock Wall, 305 

24 120-02 120 NAD NA 
Location: Sheetrock Wall, 305 

25 121-01 121 0.308 27.3 38.6 34.1 NAD NAD 
Location: Grey Ceiling Paint, 268 

26 121-02 121 0367 27.2 35.7 37.1 NAD NAD 
Location: Grey Ceiling Paint, 268 

27 121-03 121 0.377 28.6 42.4 289 NAD NAD 
Location: Grey Ceiling Paint, 268 

28 122-01 122 NAD NA 
Location: Textured Floor Coating, 270 

29 122-02 122 NAD NA 
Location: Textured Floor Coating, 270 

30 122-03 122 NAD NA 
Location: Textured Floor Coatlng, 270 

31 123-01 123 0.341 22.9 33.4 43.7 NAD NAD 
location: White Wall Paint, 269 

32 123-02 123 0.383 35.2 30.5 34.2 NAD NAD 
Location: White Wall Paint, 269 

See Reporting notes on last page 



AmeriSci Job #: 211113970 Page 3 of 4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos ""Asbestos % by ** Asbestos %by 
Sample# Client Sample# Area (gram) Organic% Inorganic 0/o Inorganic% PLM/DS TEM 

33 123-03 123 0.375 36.5 26.1 37.3 NAD NAD 
Location: White Wall Paint, 269 

34 123-04 123 0.237 3.0 63.3 33.8 NAD NAD 
Location: White WaH Paint, 269 

35 123-05 123 0.602 34.6 23.3 42.2 NAD NAD 
Location: White Wall Paint, 269 

36 124-01 124 NAD NA 
Location: Plaster Wall Coat, Cooler Rm. 274 

37 124-02 124 NAD NA 
Location: Plaster Wall Coat, Cooler Rm. 274 

38 124-03 124 NAD NA 
Location: Plaster Wall Coat, Cooler Rm. 274 

39 125-01 125 Chrysotile 0.5 NA 
Location: Joint Compound, 273 

40 125-02 125 NAD NA 
Location: Joint Compound, 270 

41 125-03 125 NAD NA 
Location: Joint Compound, 305 

42 126-01 126 0.491 37.3 26.3 36.5 NAD NAD 
Location: Peach Wall Paint, Men's B.R. 

43 126-02 126 0.557 38.8 22.6 38.6 NAD NAD 
Location: Peach Wall Paint, Men's B.R. 

44 126-03 126 0.398 38.4 24.6 36.9 NAD NAD 
Location: Peach Wall Paint, Women's B.R. 

45 127-01 127 0.642 38.5 30.2 31.3 NAD NAD 
Location: Red Wall Paint, Men's 

46 127-02 127 0.650 37.2 30.9 31.8 NAD NAD 
location: Red Wall Paint, Men's 

47 127-03 127 0.419 36.5 32.7 30.8 NAD NAD 
Location: Red Wall Paint, Women's 

48 128-01 128 0.129 48.1 295 22.5 NAD NAD 
Location: Light Grey Wall Paint, 302 

See Reporting notes on last page 



AmeriSci Job#: 211113970 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 
Sample# Client Sample# Area 

49 128-02 128 

Location: Ught Grey Wall Paint, 302 

50 128-03 128 

Location: Light Grey Wall Paint, 302 

51 129-01 129 

Location: Dark Grey Wall Paint, 303 

52 129-02 129 

Location: Dark Grey Wall Paint, 303 

53 129-03 129 

Location: Dark Grey Wall Paint, 303 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 

Weight Sensitive Soluble Non-Asbestos 

(gram) Organic% Inorganic% Inorganic% 

0.240 45.0 23.3 31.7 

0.243 48.6 23.5 28.0 

0.123 60.2 17.9 22.0 

0.130 59.2 19.2 21.5 

0.296 51.7 22.0 26.4 

~~~ 
Analyzed by: Marik Peysakhov ; Date Analyzed 11/28/2011 

Page 4 of 4 

** Asbestos % by "* Asbestos % by 
PLM/DS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

**Quantitative Analysis (Semi/Ful!); Bulk Asbestos Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198. i for New York friable samples or ELAP 198_6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0. 1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present'' or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter_ TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 

non-uniformly dispersed de.)~ foJ /rh PLM evalu:~~~n is recommended (Le. soils and other heterogenous materials}. 

Reviewed By: l ,.4 ~ "'""""·~ 
, I 
\j 
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AMERtScJ 

November 30, 2011 

Ambient Environmental, Inc. 
Attn: Joel Ia Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113947 
P.O. #111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

155-01, 155-02,156-01, 156-02, 157-01, 157-02,158-01,158-02, 159-01,159-02,160-01, 160-02, 161-01, 161-02, 162-01, 
162-02, 162-03, 162-04, 162-05, 163-01, 163-02 

The 21 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLMfTEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

17 ,[ 
1/ f ( fj ~- J') . f/X.i ~, ______ _ 

P~I,!J. Mucha . ' 
Laboratory Director 

Boston • Los Angeles - New York - Richmond 



AMER!SC! 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. Date Received 11/23/11 AmeriSci Job # 211113947 

Attn: Joel! a Viscusi Date Examined 11/27/11 P.O.# 

12 Colvin Avenue ELAP# 11480 Page 1 of 5 
RE: 111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

Albany, NY 12206 #23 

Client No. I HGA Lab No. Asbestos Present 

155-01 211113947-01 

155 Location: V.B, 411 

Analyst Description: Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysolite <0.25 % pc 

155-02 

155 

Other Material: Non-fibrous 5.8 % 

Location: V.B, 411 
211113947-02 

Analyst Description: Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysolite <0.25% pc 

156-01 

156 

Other Material: Non-fibrous 3.8 % 

211113947-03 
Location: Black 12x12 VFT, 411 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysolite 5.9% 

156-02 

156 

other Material: Non-fibrous 52.8 % 

211113947-04 
Location: Black 12x12 VFT, 411 

Analyst Description: Bulk Material 
Asbestos Types: 

157-01 

157 

Other Material: 

211113947-05 
Location: Mastic, Betn. 4th Floor 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

Other Material: Non-fibrous 6.1 % 

See Reporting notes on last page 

Yes 

Yes 

Yes 

Yes 

Total %Asbestos 

Trace (<0.25% pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

5.9% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NA/PS 

Trace ( <0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job#: 211113947 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. Asbestos Present 

157-02 211113947-06 
157 Location: Mastic, Betn. 4th Floor 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

158-01 
158 

Other Material: Non-fibrous 5.1 % 

211113947-07 
Location: 12x12 Black VFT, Bath. 4th Floor 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

158-02 
158 

Other Material: Non-fibrous 17.4% 

211113947-08 
Location: 12x12 Black VFT, Bath. 4th Floor 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

159-01 
159 

Other Material: Non-fibrous 22.2 % 

211113947-09 
Location: Transite Hood, 411 

Analyst Description: Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 25.0% 

159-02 
159 

Other Material: Non-fibrous 75% 

211113947-10 
Location: Transite Hood, 411 

Analyst Description: Bulk Material 
Asbestos Types: 

160-01 
160 

Other Material: 

211113947-11 
Location: Lab Counter, 411 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100% 

See Reporting notes on last page 

No 

No 

No 

Yes 

No 

Page 2 of 5 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

25% 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAIPS 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11/27/11 



AmeriSci Job#: 211113947 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. Asbestos Present 

160-02 211113947-12L1 
160 Location: Lab Counter, 411 

Analyst Description: Black/Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

160-02 
160 

Other Material: Non-fibrous 100% 

211113947-12L2 
Location: Lab Counter, 411 

Analyst Description: Brown, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysolite 3.0% 

161-01 
161 

Other Material: Non-fibrous 97 % 

211113947-13 
Location: Window Glazing, 411 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

161-02 
161 

Other Material: Non-fibrous 13.1 % 

211113947-14 
Location: Window Glazing, 411 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

162-01 
162 

Other Material: Non-fibrous 14.2% 

211113947-15 
Location: White Ceiling Paint, Ceilings 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

162-02 
162 

Other Material: Non-fibrous 32.4 % 

211113947-16 
Location: White Ceiling Paint, Ceilings 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 33% 

See Reporting notes on last page 

No 

Yes 

No 

No 

No 

No 

Page 3 of 5 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

3% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job#: 211113947 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. Asbestos Present 

162-03 211113947-17 
162 Location: White Ceiling Paint, Ceilings 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

162-04 
162 

Other Material: Non-fibrous 33.3% 

211113947-18 
Location: White Ceiling Paint, Ceilings 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

162-05 
162 

Other Material: Non-fibrous 30.8 % 

211113947-19 
Location: White Ceiling Paint, Ceilings 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

163-01 
163 

Other Material: Non-fibrous 28.8% 

Location: Linoleum, 403 
211113947-20 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

163-02 
163 

Other Material: Fibrous glass Trace, Non-fibrous 14.8% 

211113947-21 
Location: Linoleum, 403 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Fibrous glass Trace, Non-fibrous 18.1% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Page 4 of 5 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job#: 211113947 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Reporting Notes: ~T 1 f 1/t , ; 

Page 5 of 5 

Analyzed by: Ivan H. Reyes ,L1'£~ W14 f,.~vt;{ ~ --
*NADtNSD =no asbestos detected; NA -nbt analyzed; NiO'Ps=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVlAP lab Code 200546-0), ELAP PlM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ElAP lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State {also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that th!s report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 

to the items tested. AIH~ l'J: :o}Bf3; Rl Ce~~94, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: / llr"'l l?l-- END OF REPORT ___ _ 

\ I 
J 



AmeriSci Job #: 211113947 Page 1 of 2 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos ** Asbestos % by ** Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLM/DS TEM 

01 155-01 155 0.052 90.4 3.8 5.7 Chrysotile <0.25 Chrysotile Trace 

Location: V.B,411 

02 155-02 155 0.053 83.0 13.2 3.7 Chrysotile <0.25 Chrysotile Trace 

Location: V.B,411 

03 156-01 156 0.467 28.1 13.3 52.8 Chrysotile 5.9 NA 

Location: Black 12x12VFT, 411 

04 156-02 156 0.481 27.4 11.2 61.3 NA/PS NA 

Location: Black 12x12 VFT, 411 

05 157-01 157 0.179 24.0 69.8 6.0 ChrysotiJe <0.25 Chrysotile Trace 

Location: Mastic, Betn. 4th Floor 

06 157-02 157 0.099 38.4 56.6 5.1 NAD NAD 

Location: Mastic, Betn. 4th Floor 

07 158-01 158 0.564 15.1 67.6 17.4 NAD NAD 

Location: 12x12 Black VFT, Bath. 4th Floor 

08 158-02 158 0.562 15.3 62.5 22.2 NAD NAD 

Location: 12x12 Black VFT, Bath. 4th Floor 

09 159-01 159 Chrysotile 25.0 NA 

Location: Transite Hood, 411 

10 159-02 159 NA/PS NA 

Location: Transite Hood, 4 i 1 

11 160-01 160 NAD NA 

Location: Lab Counter, 411 

12L 1 160-02 160 NAD NA 

Location: lab Counter, 411 

12L2 160-02 160 Chrysotile 3.0 NA 

Location: Lab Counter, 411 

13 161-01 161 0.428 20.6 66.4 13.1 NAD NAD 

Location: Window Glazing, 411 

14 161-02 161 0.824 19.3 66.5 14.2 NAD NAD 

Location: Window Glazing, 411 

15 162-01 162 0.139 51.8 15.8 32.4 NAD NAD 

Location: White Gelling Paint, Ceilings 

See Reporting notes on last page 



AmeriSci Job#: 211113947 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 
Sample# Client Sample# Area 

16 162-02 162 

Location: White Ceiling Paint, Ceilings 

17 162-03 162 

Location: White Ceiling Paint, Ceilings 

18 162-04 162 

Location: White Cei!lng Paint, Ceilings 

19 162-05 162 

Location: White Ceiling Paint, Ceilings 

20 163-01 163 

Location: Linoleum, 403 

21 163-02 163 

Location: Linoleum, 403 

t'"' Ill! 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech-Nut; Mohawk St, Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non-Asbestos 
(gram) Organic% Inorganic 0/o Inorganic 11/o 

0.091 50.5 16.5 33.0 

0.267 50.2 16.5 33.3 

0.091 49.5 19.8 30.8 

0.073 52.1 19.2 28.8 

0.614 42.8 42.3 14.8 

0.508 40.4 41.5 18.1 

Page 2 of 2 

**Asbestos % by **Asbestos 11/o by 
PLMIDS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

Analyzed by: MadellE. Collins ~// (j/!i£1/ltUU-<:-__.-; Date Analyzed 1112812011 
**Quantitative Analysis (Semi/Full); Bulk Asbesios Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
{Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation} or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non~uniformly dispersed debr7Jfor which PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

-/"~( / Reviewed By: ·· {).~ \../1~ 

(\ ! 
\/ 
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AMERISCI 

December 15, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number211121518 
P.O. #111110AA 
111110AA: Beech-Nut: Mohawk St.: Canajoharie, NY: Bldg. 23 

Dear Joella Viscusi: 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Monday, December 05, 2011, for a 5 day turnaround: 

284-01' 284-02, 285-01' 285-02, 286-01' 286-02 

The 6 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. requested 
ELAP PLMrfEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

SlJice~<;!Y· 

f/)f ./ 
.. ·¥>» ~ •J ~ 

ftj.#f/t -~ 
' I 
\ .. I 

Pa&I]J. Mucha 
Laboratory Director 

Boston w Los Angeles- New York- Richmond 



AMER!SCJ 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc Date Received 12/05/11 AmeriSci Job # 211121518 
Attn: Joella Viscusi Date Examined 12/08/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 2 
RE: 111110AA; Beech-Nut; Mohawk St; Canajoharie. NY; Bldg. 

Albany, NY 12206 23 

Client No. I HGA Lab No. Asbestos Present 

284-01 

284 

211121518-01 
Location: Stair Tower At Receiving/Stair Tread 

No 

Analyst Description: Dark Grey, Homogeneous. Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

284-02 

284 

Other Material: Non-fibrous 100% 

211121518-02 
location: Stair Tower At Receiving/Stair Tread 

No 

Analyst Description: Dark Grey, Homogeneous, Non-Fibrous, Cementitious. Bulk Material 
Asbestos Types: 

285-01 

285 

Other Material: Non-fibrous 100% 

211121518-03 
Location: Receiving Department Office/White 9x9 VFT 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2.1 % 

Other Material: Non-fibrous 21.2% 

211121518-04 285-02 

285 Location: Receiving Department Office/White 9x9 VFT 

Analyst Description: Bulk Material 
Asbestos Types: 

286-01 

286 

Other Material: 

211121518-05 
Location: Receiving Department OfficeNFT Mastic 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Materia! 

Asbestos Types: 
Other Material: Non-fibrous 0.8% 

See Reporting notes on last page 

Yes 

No 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/08/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/08/11 

2.1% 
(ELAP 198.6; 400pc) 
by Ella Babayeva 
on 12/08111 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08/11 



AmeriSci Job#: 211121518 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 23 

Client No. I HGA lab No. Asbestos Present 

286-02 

286 
211121518-06 

Location: Receiving Department OfficeNFT Mastic 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 2.1 % 

Reporting Notes: II 
' ;if_ I 

,::; if;;.., If), l!fJ I I /" 

No 

Page 2 of 2 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08111 

Analyzed by Ella Babayeva _:c''-"="""""'r>:_"'_':cf!<t:A'f'-'-/-"'·"-"--'=-""'--v--L_,"' __ ~=---·---, 
~NAD/NSD ;:;:no asbestos detected; NA =nor' analyzed; NAJPS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested. AIHA LaQ1110 43, Rl Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054 . 

.f!/}/,o I /l 
Reviewed By· ____ _,_r.::·~~-/"./'+"'.L-------- ____ END OF REPORT ___ _ 



AmeriSci Job# 211121518 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 
Sample# Client Sample# Area 

01 284-01 284 

location: Stair Tower At Receiving/Stair Tread 

02 284-02 284 

Location: Stair Tower At Receiving/Stair Tread 

03 285-01 285 

Location: Receiving Department Office/White 9x9 VFT 

04 285-02 285 

Location: Receiving Department Office/White 9x9 VFT 

05 286-01 286 

Location: Receiving Department Office!VFT Mastic 

06 286-02 286 

Location: Receiving Department Office!VFT Mastic 

1 ~· ' t/A f // ·"' ." f. p'l 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 23 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non·Asbestos 
(gram) Organic% Inorganic% Inorganic% 

0.420 22.6 54.0 21.2 

0.299 24.4 51.5 24.1 

0.123 91.9 7.3 0.8 

0.141 90.8 7.1 2.1 

Page 1 of 1 

** Asbestos % by ""* Asbestos % by 
PLM/DS TEM 

NAD NA 

NAD NA 

Chrysoti!e 2.1 NA 

NA/PS NA 

NAD NAD 

NAD NAD 

Analyzed by: Marik Peysakhov t- ! • ~tf ( f/! £r /..,;.~ ~,- ; Date Analyzed 12/10/2011 
**Quantitative Analysis (Semi/Full); Bulk Aey~estos Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples~ TEM 
(Semi/Full) by EPA 600/R-93/116 (not cove·i-ed by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed: Trace= 
<1 %: Quantitation for beginning weights of <0.1 grams should be considered as qualitative only: Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses): A!HA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non~uniformly dispersed ~eb~~or w it PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

'·<"~, /j / \ / 
Reviewed By: f Y·, ·• l 
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AMER!Sct 

December 8, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211121503 
P.0.#111110AA 
11111 OAA; Beech ~ Nut; Mohawk St., Canajoharie, NY; Bldg. #47 

Dear John Snyder: 

AmeriSci New Yorl< 
117 EAST 30TH STREET 

NEW YORK, NY 10016 
TEL: (212) 679~8600 • FAX: (212) 679~9392 

Enclosed are the results of Asbestos Analysis~ Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Monday, December 05, 2011, for a 3 day turnaround: 

5701,5702,5709,5723,5724,5725,5726,5727,5730,5731,5732,5733 

The 12 samples, placed in Petri Dishes, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidel'lnes are presented in the Surnrnary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

() }/ . 

t!u~--
, { j l 
P~ J} Mucha 

.. j 
Laboratory Director 

Boston~ Los Angeles· New York. Richmond 



AmeriSci Job#: 211121503 

Client Name: Response labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #47 

AmeriSci 
Sample# 

01 

Client Sample# 

5701 

HG 
Area 

Location: 15"x15" Ceiling Tile, 47-205, 7.2% 

02 5702 
Location: 15"x15" Ceiling Tile, 47-210, 15.0% 

03 5709 

Sample 
Weight 
(gram) 

Location: 1x1 Ceiling Tiles, Women's Rm. 2nd Floor, 4.5% 

04 5723 
Location: White Wall Panel, Women's 2nd, 35.9% 

05 5724 
Location: White Wall Panel, Men's 2nd, 36.5% 

06 5725 
Location: White Wall Panel, Men's 2nd, 36.5% 

07 5726 
Location: Black Mastic, 47-205, 41.8% 

08 5727 

Location: Black Mastic, 47-202, 25.7% 

09 5730 

Location: White 9x9, 47-209, 49.7% 

10 5731 
Location: White 9x9, 47 ~ 209, 52.8% 

11 5732 

Location: Filler, Under Rm. 47" 209, 54.2% 

12 5733 

Location: Filler, Under Rm. 47- 209, 52.9% 

See Reporting notes on last page 

Heat Acid Insoluble 
Sensitive Soluble Non-Asbestos 
Organic'% Inorganic% Inorganic% 

Page 1 of2 

**Asbestos % by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 



AmeriSci Job#: 211121503 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #47 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

I 

1/} 
i; . 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic% 

Acid 
Soluble 

Inorganic% 

Analyzed by: Aleksandr Barengolts ; Date Analyzed 12/8/2011 

Insoluble 
Non~Asbestos 

Inorganic% 

Page 2 of2 

*"Asbestos % by 
TEM 

**Quantitative Analysis (Semi/Full); Bulk Asbes M by EPA 600/M4~82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered bY" k accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0:1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of ''Present" or "NVA =No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation·coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546~0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM Hi!Ji .. tion, ?FttY TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispers. /'ebri lforwhich PLM evaluation is recommended (Le. soils and other heterogenous materials). 

Reviewed By: ___ :;<:'c::.:::_.plf~.>ll:..C~:::-------



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

7. Building NJJme: 

·Bce:c 11 !\)(_IT 

LAB fNFORMATION 
25. Lab Name 

Page ___ L__ of .3 __ _ 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

----=------< I Rn 26. Date 27. Time 1 

,_ Lab Batch • m -'I 0'7 I 

~omments: 



1, rn ~··· Response Labs, LLC 
( ') D L. \ 12 Colvin Avenue 

·1 (V····· . ~.))1 
Albany, NY 12206 

\'_ .J ·' \r (518) 482-5630 

LAB INFORMATION 
25. Lab Name V/u.. 

a. Analyzed sY: I 
b. QC by: 

c. Lab Batch #: Cfi.9/- '{tf1 

Page _'2---_ of _2__ 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

--~ 

1/ff/7 26. Date 27. Tlmel . 
---

- --· 13L Comments. 



1, rn -~~---- Response Labs, LLC .. / > D [_ -~ \ 12 Colvin Avenue 
.. ( I':=Jl/ , ;1J ) Albany, NY 12206 
'\ ' \ j (518) 482-5630 

---------~- ' '{ 

Page _3_. of 3_ 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

--------~----,--------~---~-===--~~--4--~-~---------~/ _____ -~~,---~--+------------··,---~ 
r--~~~~-----r----/~---------~~~~+,--+---------1+-/ ____ -+ __ '·~·-~,_-,---+-----~~-~ 
r----- ~"'----+---/---jL---~--+---t--+""'~~'-" ______ J+-----------------~"--~--~,----+---+·---r- ---- --·+-+----+---'"-=---_-:_-_..~-------+--- --+---+-"~~---.---t_ -/--+--I 
r------t----~---------------+--t--+--+-------------------- ------+----+----- ~ 
,_ _________ _L ___ IL ____________ _L _ ___[ _ _L __ __l ___________ _._ __ _L __ _J ____ _L _____ .. _j 

I 21. nme 22 .. R~ IVe'Wy: 

I I -k IV\\ 
I (Uz:, 

' A ~ 

IIJ;;i:<C., .h 
ii .,.:5"' 

I 
29.Aesults ~.r;;--------_ 

:~~-ne !' . :- ·Jt··r--------

23. Oat., 24. Time 

/)II_ IMD~' 
' I 

!{:"'"' '11 fill // fl 

_.-~------····--- 130. Dra~i09s: ~~pi~ 
----··"··----- _ ... ____ aten 

Locations l 
a! Locations 

131: Comments: 



Response Labs, LLC 
12 CalvinA venue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nul 

PLM 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Building 47 

Client Project Number: lllllOAA 

Laboratory Job Number: 854-407 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble 
lnorganics 

%of 
Residue 

Total% of 

5699 212-01 Homogeneous 

Sampled Material: Masonite \'Valls 

Sample Locatiou: 47-207 

Brovvn 

Analyzed By: Justin Adams Method: I\Jl:'S ELAP 198.1 

Microscope: o.IY_l!lpus BH-2-214 Turn Around T}me: 5 Day 

5700 212-02 Homogeneous Brown 

Sampled Material: Masonite Walls 

Sample Location: 47-209 

Analyzed By.· 
fv!icroscopc: 

5701 

Justin Adams Method: NY'S ELAP 198.1 

Ol,!.'?11J2~~ BH-2-214 Tum Around Time: S._~ay 

213~01 Homogeneous Brown 

Sampled Material: 15"x.J5" Ceiling Tile 

Sample Location: 47~205 

Analyzed By: Adam C. Tucker Method: l'JYS ELAP 198.6 

M_icroscol'e: Olympus BH-2~214 Turn Around Time: 5 Day 

5702 213-02 Homogeneous Brown 

Sampled Material: 15"x15" Ceiling Tile 

Sample l-ocation: 47-210 

A11alyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olylll.pus BH-2-214 Tum Around Time: 5 Day 

1% 

1% 

7.2% 

15.0% 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: ~2/6/2011 

Non-Asbestos Fibers 
99% Cellulose 

Am!.tyzed Date: 

91.3 

12/6/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/3/2011 

1.5 

83.3 1.7 

Non-Asbestos Fibers 
None Detected 

A11al!f.zed Date: 12/3/2011 

NAD 

% Asbestos Types: 

% 

% 

% 

No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

7.2 Inc. 

AsbestosTypes:. 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

15.0 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

DefinitotlS of Abbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected. NAIPS: Not Analyzed Positive Stop, N4: Not Analyzed 

Disclaimer: i'lAf is not cons1stent(v reliah/e in detecting asbestos in floor covermgs and s;mi!ar non:friab!e organically bound materials. No Asbe.stos Detected or trace results by 
FLlvf are considered im:onclusive, TE?vf 1s currentfy the on(v method !hat can be 11scd to dctermme ifmalerials can be considered as non asbestos conraming m .lvT State. 7his report 
cannot he reproduced except injidl without the apprOI'af o}Re.1ponse Labs, LLC. This PLM report relates ONLY w the ilems tested Liability is limited to the cost(![ ana(vsis. 
ELAP PLM Methotll98.1 for friable samples or 198.6 for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 47 

Laboratory Job Number: 854 407 

Sampled By: 8•-yan Clea•-y 
Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer 
# 

% Non~Fibrous 
Matrix Material 

%of %of Acid Soluble % of Total% of 
Residue 

5703 214-01 Homogeneous 

Sampled Material: Ceiling Deck 

Sample Location: 47-205 

Grey 

Analyzed By: 

Micr~sc~pe: 

5704 

Justin Adams Method: NYS ELAP 198.1 

Olympus BH-2,~214 Tum Around Time: 5 Day 

214-02 Homogeneous Grey 

Sampled Material: Ceiling De'l< 

Sample Location: 47-210 

Analyzed By: Jus lin Adam.'> Method: I\i"'YS FLAP 198.1 

Micrasc~p~: O!yn_1pus BH-2-214 Tum Arou11d 'f'i!ne: 5 D_~Y 

5705 215-01 l-Iomogeneous Grey 

Sampled Material: Sheetrock Walls 

Sample Location: 47-205 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5706 215-02 Homogeneous 

Sampled Maten'al: Sheetrock Walls 

Sample Location: 47-205 

Grey 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Ti1ne: s, Da:y 

5707 216-01 Homogeneous Tan 

Sampled Material: Joint Compotmd 

Sample Location: 47-205 

Analyzed By.· Justin Adams Method: NYS ELAP 198.1 

J~!icroscor.e: Oly_n~pus BH-2-214 Tum Around Time: 5 Day. 

85% 

90% 

75% 

75% 

94.7% 

Non-Asbestos Fibers 
10% Cellulose 

5% Fiber Glass 

Analyzed f!ate: 12/6/~011 

Non-Asbestos Fibers 
10% Cellulose 

Anal~zed £?ate: 12/6(2~11 

Non-Asbestos Fibers 
25% Cellulose 

Analyzed Date: 12/6/2011 

Non-Asbestos Fibers 
2.-()/ 

"" Cellulose 

An.~Zy~ed Date: 12/_6(~011 

Non-Asbestos Fibers 
2.6% Cellulose 

Analyzed Date: 12/6/2011 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

2.6% 

% Asbestos Types: 
2.6% Chrysotile 

Definitons o(Abbreviation.\'.' NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron ivficroscope. 
bu:.: Inconclusive. NAD: No Asbestos Detected, NAIPS: Not Analyzed PosUive Stop, NA: Not Analyzed 

Disclaimer: Pf}.,-f is not consistenlly reliable in detecting asbesws mf!oor coverings and similar non-friable organl(:al!y hound materials_ No Asbestos Detected or Trace resul!.s by 
PJ.M are considered inconclusive, 1Flvf is currently the only me/hod thar can be used ro detennme Jfmaterwls can he conSidered as non asbestos comainmg rn NY 5'/ate. This report 
cannot be reproduced except in _full wllhout !he approval ofRe.lponse Labs. LTL. Tlus f'/,M repon refutes ONJ.Y to the items tested. Liability i.1 limited to the cost of"analysi5 
EIAP PLM Method 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany N¥12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut Laboratory Job Number: 854 407 
Mohawk St, Canajoharie NY 

Sampling Area: Building 47 
Sampled By: B1yan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer 
# 

%Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 

5708 216-02 

Sampled Material: Joint Cmnpound 

Sample Location: 47-205 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

Microscop~: Turn Around Time: Positive St~p (198.1) Analyzed Date: 

5709 217-01 Homogeneous Tan 4.5% 91.5 4.0 

Sampled Material: lxl Ceiling Tiles 

Sample Locatio11: Womens Rm 2nd Floor 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Ol):.mpus BH-2.-214 Tum Around Time: 5 Day 

5710 217-02 Homogeneous Tan 

Sampled Material: 1x1 Ceiling Tiles 

Sample Location: Women.<> Rm 2nd Floor 

Analyzed By: 

Microscope: 

5711 218-01 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

Homogeneous Black 

Sampled Material: 6" Black Covebase 

Sample Location: 47-202 

Aunlyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscor:e: Oly~pus BH-2.-214 Tum Around Time: 5 Day 

5712 218-02 Homogeneous Black 

Sampled Material: 6~' Black Covebase 

Sample Location: 47-2.02 

Anafyzed By: 
Microscope.· 

Metlwd: Prep (Not Analyzed) 

Tum Around Time: Prep, 

36.7% 

Non-Asbestos Fibers 
None Detected 

~:wty_zed Date: 12/3/20~1 

98.6 0.9 

Non-Asbestos Fibers 

Analyzed Date: 

32.7 25.7 

Non-Asbestos Fibers 
None Detected 

A,n~lyzed Date: 12(~(~9~1 

32.5 28.2 

Non-Asbestos Fibers 

% 

_% 

Residue 

NAIPS 

Asbestos Types: 
Not Analyzed Positive Stop 

4.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

0.5 NAD 

% Asbestos Types: 
Sample Negative By Weight 

41.6 4.9% 

% Asbestos Types: 
4.9% Chrysotile 

39.3 NAIPS 

% Asbestos Types: 
Not r\nalyzed Positive Stop 

Definitons of Abbreviations: NOB: l'v'on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
lite.: inconclusive, NAD: .i\lo Asbestos Detected, NA/PS: }./at Analyzed Positive Stop. NA: Not Analyzed 

Disclaimer: PJ.!t;f ts not consistently reliable in detectmg asbestos mjloor coverings and snnilor non-friable organically bound matertals. Nu Asbestos Detected or Trace resu/ls by 
PLAI are considered mcondu-1iw:, TElvf IS currently the only method that can be used to d"tennine 1j'mmenals can be constdered as non asbestos contammg in NY State. Thts report 
cannot be reptoduced except mfull without the approval ofRe.\ponse Labs, LLC This PJJvf repon relates ONLY lo the !lems rested Lwbilily is limited to the cost of ana~vsts. 
ELAP PLM Ilfetlwd 198.1 for friable samples or 198.6 for NOB Sample.<.: 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St_ Canajoharie NY 

Sampling Area: Building 47 

Laboratory Job Number: 854 407 
Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer % Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

5713 219-01 Homogeneous 

Sampled Material: Mastic for 218-01 

Sample Location: 47-202 

Black 

Analyzed By: Adam C Tucker Method: NYS ELAP 198.6 

,Microsc~pe: C::ly:rnpus BH-2-214 T7m1 Aro11nd Time: 5 Day 

S714 219-02 Homogeneous Black 

Sampled Material: Mastic for 218-02 

Sample Location: 47-202 

Analyzed By: 

Microscope: 

5715 220-01 

Method: Prep (Not Analyzed) 

Tu~n-~round Time: P~ep 

Homogeneous VVhite 

Sampled Material: White Ceramic Floor Tile 

Sample Location: Womens Rm 2nd Floor 

Analyzed By: justin Adams Method: N'tS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5716 220-02 Homogeneous YVhite 

Sampled lWaterial: White Ceramic Floor Tile 

Sample Location: Womens Rm 2nd Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Mirro.scope: Olympus BH-2-214 Tum ,':,rou!1d Ti1_ue: 5 Day 

5717 221-01 Homogeneous Grey 

Sampled Material: Grout for 220-01 

Sample Location: Women..<; Rm 2nd Floor 

Analyzed By: Justin Adams Method: l\T'fS ELAP 198.1 

Mic:_~~~-_q_e_e:_ Olyn:P~l? BH-2-214 Turn Around Time: 5 Day _ 

42.1% 

100% 

100% 

100% 

43.7 

Non-Asbestos Fibers 
None Detected 

A1~r!lyzed Dale: 12/3/2011 

9.2 

51.7 5.7 

Non-Asbestos Fibers 

Analyzed Date: 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1?/6/2011 

Non~ Asbestos Fibers 
None Detected 

An~~yzed Date: 1.2/_6/2011 

Non-Asbestos Fibers 
None Detected 

All~_ly_zed Date: 12/_6/2011 

47.1 5.0% 

% Asbestos !_y_p~s: 
5.0% Chrysoti!e 

42.6 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Deflnitons of Abbreviations: NOB: }./on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive. NAD: No Asbestos Detected, N.4/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: l'LM is not consistently reliable in detecting asbestos infloor cuvermgs and similar non.JT!able organically bound materials. No Asbestos Detected or 'Frace results by 
PUvi are considered inconclusi!'e. 1Dvf is currently the only method that can be used to determine !(materials can be con.wdaed as non asbes/Os comaining in NY Srate. This report 
cannot be reproduced (~>:cept infu!1 without the approval of Response /,abs. Li,C 1i1is l'Uvf report relates ONLY to the items tested Liability IS l11mted 10 the cost of ana(J•Sis. 
ELAP PLM Jl-fetlwd 198.1 for friuJJle samples or 198.6 for NOB Samples. 

Comments: 



Response Labs, 
12 Colvin Avenuef Albany 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 47 

Laboratory Job Number: 854 407 

Sampled By: Bryan Geary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer % Non~Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5718 221-02 Homogeneous Grey 

Sampled Material: Grout for 220-02 

Sample Location: Womens Rm 2nd Floor 

Analyzed By: Justin Adams Method: N-yS ELAP 198.1 

Microsc:op~:. S:Iy.t:npus BH-2-214 Tum J;r,ound Time: 5 Day 

5719 222-01 Homogeneous Green 

Sampled Material: Green Ceramic Floor Tile 

Sample Location: Mens 2nd Floor 

Analyzed By: 

Microscop:: 

5720 

Justin Adams Method: T\TYS ELAP 198.1 

O~ym~~S..,~!"f-2-214 Tum Around,Tiwe: 5 __ J?_ay 
222-02 Homogeneous Green 

Sampled Material: Green Ceramic Floor Tile 

Sample Locatiou: Mens 2nd Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5721 223~01 Homogeneous White 

Sampled Material: Grout for 222-01 

Sample Location: Mens 2nd Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Micro~~?re: Olympus BH-2~214 Tum Around Time: 5 Day 

5722 223-02 Homogeneous \tV:hite 

Sampled Material: Grout for 222-02 

Sample Location: Mens 2nd Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Dar. 

100% 

99% 

100% 

99% 

100% 

Non-Asbestos Fibers 
Trace Cellulose 

Trace Fiber Glass 

Analyzed Date: 12/6/2011. 

Non-Asbestos Fibers 
1% Fiber Glass 

Aualvzed J?~te: 1~(6/2~11 

Non-Asbestos Fibers 
Trace Cellulose 

Analyzed Date: 12/6/2011 

Non-Asbestos Fibe-rs 
1% Cellulose 

Analyzed Date: 12(?/,2011 

Non-Asbestos Fibers 
None Detected 

Aaalyzed Dale: 12/6/2011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Ti·ansmission Electron /vficroscope, 
Inc.: lnconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PU.;J is not r.:onsisremly reliable in detectmg asbestos mJloor coverings and similar non:fi·iab!e orgamcally bound mawrials. No Asbestos Detected or Trace results by 
PLM are considered inconclusive, YEM is currenrly the only method that can be used to derermme ifmatenafs can be consrdered as non asbestos containing in NY State. This report 
cannot he reproduced except in/ill! >nthoutthe approval rdRe.1ponse Labs, L!J:. T!us PL\f report relates ONLY !o the if ems les!ed !.iabt!iry is limited to the cosr (!!'analysis 
ELAP PLM 1Yfetlwd 198.1 for friable samples or 198.6for NOB Samples. ~ 

Comments: ire tor, 



Project Name: Beech-Nut 
Mohawk Stj Canajoharie NY 

Sampling Area: Building 47 

Laboratory Job Number: 854 407 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

% %of Acid Soluble %of Total% of 
Residue 

Homogeneous VVhite 

Sampled Material: YVhite Wall Paint 

Sample Location: Womens Rm 2nd Floor 

Analyzed By: Adam C. Tucker Methode NYS ELAP 198.6 

M~aosc~pe:. 

5724 

Oly~pus BI-1~2-214 Turn Around Time: 5 Day __ 

224-02 Homogeneous White 

Sampled Material: \Vhite Wall Paint 

Sample Location: Mens 2nd Floor 

Anafyzed By: 

Microscope: 

5725 

Adam C. Tucker Method: NYS ELAP 198.6 

OlyiXlJ.?U.'> BH-2-214 Tum Around Time: 5 DaY, 
224-03 Homogeneous 

Sampled Material: V\!hite Wall Paint 

Sample Location: Mens 2nd floor 

VVhite 

Aualyzed By: Adam C. Tucker Method: f...TyS ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5726 225-01 Homogeneous Black 

Sampled Material: Black Mastic 

Sample Location: 47-205 

Analyzed By: Adam C. Tucker Method: N"YS ELAP 198.6 

Microsc~p~:. Oly~p_~-~-!-?H-2-214 ~um Around Time: 5 pay 

5727 225-02 Homogeneous Black 

Sampled Material: Black Mastic 

Sample Location: 47-202 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: <?_ly~p~s BH-2-214 Tum Around Time: 5 D~y 

35.9% 

36.5% 

36.3% 

41.8% 

23.7% 

46.9 17.2 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

46.6 

12/3/2011 

16.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

45.5 

12/3/2011 

18.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Da:e: 12/3/2011 

31.9 26.3 

Non-Asbestos Fibers 
None Detected 

An~l!f~:d Date: 12/~/2011 

47.0 27.2 

Non-Asbestos Fibers 
None Detected 

A:wlvzed Date: 12/_3/2011 

35.9 Inc. 

% Asbestos I_'y}?_e~~--

% 

% 

% 

% 

Inconclu.sive-No Asbestos Detected 

Client Requested TEM 

36.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

36.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detc'Ctcd 

Client Requested TEM 

41.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

25.7 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Derecred, N4./PS: .Vat Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: P!}vf is not cmwsrently reliable in de~ccrmgasbestos in floor wwrings and similar non:fi"iable orgamcall.Y' hound materials. ;Vo ,1sbestos !Jetec!ed or Trace results by 
1'/.M are considered inconclusive, FEA1 is currently the on(y method that can he used to determine !(materials can be considered as non asbestos contammg m NY s·rme. This n:porl 
cannot be reproduced except mfo!/ wirhma/he approval t!( Re.,ponse Labs, LLC'. Th1s PLlvl report relates 0.1\'LY /o the 11ems lested. Lmhili!y is limited lo the cost (/f"mwlysis 
ELAP PLlll .tfetlrod 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 47 

11917 

Laboratory Job Number: 854 407 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 
Date Received: 12/1/2011 

------ ---- - ------

Lab Customer %Non-Fibrous % % of Acid Soluble %of Total% of 
Matrix Material 

5728 226-01 Homogeneous Brown 

Sampled Material: 9x9 Brown 

Sample Location: 47-205 

Analyzed By: Adam C Tucker Method: NY'S ELAP 198,6 

Microscop~: Olympus BH-2-214 Turn Around Time: 5 Dax 

5729 226-02 Homogeneous Brown 

Sampled Material: 9x9 Brown 

Sample Location: 47-202 

Analyzed Ry: 

Mic;osc?pe: 
Method: Prep (Not Analyzed) 

Turn Around Time: Prep , 

5730 227-01 Homogeneous White 

Sampled Material: White 9x9 

Sample Location: 47-209 

Analyzed By: Adam C. Tucker Method: i'<'YS ELAP 198.6 

Mi~roscope: OlymJ?uS BH-2-214 Turn Around Time: 5 Day 

5731 227-02 Homogeneous VV'hite 

Sampled Material: White 9x9 

Sample Location: 47-209 

Analyzed By: Adam C. Tucker Method: i'<'YS ELAP 198.6 

Microscope: Olp~pus BH-2~214 Turn Around Time: ~ J?a.>:_ 

5732 228-01 Homogeneous Black 

Sampled Material: Filler 

Sample Location: Under Rm 47-209 

Analyzed By: Adam C. Tucker Metlwd: NYS ELAP 198.6 

Micro~f:ope: Olyrr,tplls BH-2-214 Tum Arou11d Time: 5 Day 

43.3% 

48.8% 

51.9% 

54.2% 

25.3 27.4 

Non-Asbestos Fibers 
None Detected 

Analyzedpate: 12/3/2011 

25.9 29.4 

Non-Asbestos Fibers 

Analyzed Date: 

33.4 16.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/3/2011 

33.9 13.4 

Non-Asbestos Fibers 
None Detected 

Allaly~e~ ~-)ate: 12/3/2011 

6.8 39.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/3/2011 

Residue 

47.3 4.0% 

% Asbestos Types: 
4.0% Chrysotile 

44.6 NNPS 

% Asbe_stos r:_ypl!_s_: __ 
Not Analyzed Positive Stop 

49.7 0.84% 

% Asbestos Types: 
0.84 %Anthophyllite 

Chent Requested TEM 

52.8 0.92% 

% Asbestos Types: 
0.92%Anthophyllite 

% 

Client Requested TEM 

54.2 lnc. 

Asbestos Types: 
Inconclusivt."--No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non~Organically Bound, Trace: Asbestos Detected at/% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: .Vo Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: /1/ot Analyzed 

Disclaimer: l'LH is not consistently reliable m detecting asbestos in floor cm1erings and similar non~(riahle orgamca!ly bound materials. Nv Asbestos Defee/ed or Trace resufts by 
Pf,J\1 are considered mconc!usTve. Tl::/vf rs current(y the only method thar can be used to determine !f'matena!s can be considered as non asbestos contaimng in NY State. 1his nporl 
cannot be reproduced excepl in full without the approval r?(Re.,pon\-e J.abs, LLC lliis PVA report relates ONLY to the items tested. Liability is !united /o the cost oj"ana!ys1s. 
EL4P PLM J1etltod 198.lfor friable samples or J98,6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany N¥12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 47 

Lab Customer 

Homogeneous Black 

Sampled Material: Filler 

Sample Location: Under Rm 47-209 

%Non-Fibrous 
Matrix Material 

52.9% 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Laboratory Job Number: 854 407 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

%of %of Acid Soluble %of Total% of 

5.6 41.6 

Non-Asbestos Fibers 
None Detected 

Residue 

52.9 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Microscope: Olympus Bf!-2-214 Turn Around Time: 5 Day Analyzed Date: 12/3/2011 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron Microscope, 
Inc.: Inconclusive. NAD: .No Asbestos Detected. N..-1/PS: ,Vat Analyzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: FLM ts not consi.\lcmly reliah!e in detecting asbesws mjloor covermgs and smular non7f'rrah!e organically bound materials. No Asbestos De/l!<.·ted or l"race results by 
PLU are constdered mconclusive. Thl\4 1s currently the only method that can he used to determine !!"materials can be considered as non asbestos containing in .VY Stale. 1his repon 
cann01 be reproduced except injiJl! wrlhout the approval {!!Response Labs, LLC 1/us l'Hd report relates Ol\'],Y to the Items tested. Lwbt!ity is !muted to the cost r~f"analys!s 
ElA.P PLM Method 198.Jjor friable samples or J98.6jor NOB Samples. 

Comments: 



AmeriSci Job II: 211'1211100 

Client Name: Response Labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NVS EU\P 198.4 NOB Method 

11111 OAA:, Beech - Nut Mohawk St. Canajoharie, NY; Bldg_ #47 

'AmeviSci 
Sampl~:!# 

at 
Client Sample# 

5701 

HG 
Am a 

Location: 15"x1:5" Ceiling Tile, 47 -205, 7.2% 

oz 5702 
Lr.catimll: 15"x15" Ceiling Tite, 47-210, 15.0% 

03 5709 

Sample 
Weight 
(gram) 

loc.::51ion: h1 Ceiling lites, Womell':s Rm. 2nd Ff<l{)l", 4.5% 

{)4 5723 

location: White Wall Panel, Womon's 2nd, 3.5:9% 

05 5124 

location: White Wall Panel, Men's 2nd. 36.5% 

00 5725 

l(l.('atioo: White Wall Pane~ Me~'s- 2ntt, lEtS% 

07 5726 

locatloo: Blaclt Mastrc, 47 - 205, 41.8% 

oa 0127 

location: Bl~k Masti<::. 47- 202, 25.7% 

09 5730 

Location: White 9x9, 47- 200, 49.7% 

10 5731 

Location: White 9x9, 47- 20'9, 52.8% 

11 5732 

Location: Filler, UnderRm. 47-209,54.2% 

12 5733 

Location~ Filler, Under Rm. 47 -209, :52.9% 

See Reporting notes on fast page 

HHat 
SensiUve 

Orgaolc% 

Aeid 
Solubls

tnorgan!c %-

lnsoJuble
No-n~Asbestos 

fnorganic% 

Page 1 of2 

., .. Asbestos % by 
TEM 

NIIO 

NAD 

NAD 

NAD 

NAO 

NAD 

NAD 

"' "' 
'" m 



AmeriSci Job#: 211121503 

Client Name: Response labs, llC 

Table I 
Summa!)' of Bulk Asbestos Analysis Results by NVS ELAP 198.4 NOB Method 

111110AA; Beech- Nut; Mohawk St., Canajollarie, NY; Bldg. #47 

AmeriSd 
Sample# Client Sample# 

HG 
Area 

Sample 
Weight 
lg,.m) 

Heat 
Sensitive
Organic% 

Acid 
Soluble 

~norganic % 

Anal::rLed by: Aleksandr Barengdts ___ ;Dale Analyzed 121812.011 

Insoluble 
Norh.t.sbestos 
Inorganic% 

Page 2 of2 

.. ~Quantitative Analysis {Semi/Fun); Bulk Asbes .M by EPA 6001M4-82-Q20 pe1 40 CFR or ELAP 198.1 for New Vork friailte .c;a.mples or ElAP 198.6 for New Yo~ NOB sampls:s; TEM 
(SemiJFull) by EPA 6()0/R-931116 {not c~;~.vered b 'k aocrOOila•ion) ot ELAP l98.4~ for New York samples; MAD ~no .:asbestos detected durlng a qu.antllalive analysis.; NA = not analyzed; Trace~~ 
<1%: Quantitation for beginr.ing weigh.ts of <0.1 grnms shoutd be considered as qualitative Orli'J; Quamanve Analysis: Asbestos ana~ysis results -of"Pres~mt" or "NVA-= No Visible Asbestcs" represents 
tesufls for Qualitative PlM or TEM Analysis only (no accreditation coverage a\lailabte from any regulatory agency for qualitative analyses): AIHA Lab # 102843, NVLAP Lab Code 2:00546-0, NYSDOH 
EI.AP lab Jllill14BG. 

Warning Note: :PLM fimila!lon, only TEM will res oNe fi.be•s <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix mCJtetiaJ and mi:ly n.Dt 00 representatlve of 
non-uniklrm!y dlspersOO debris for which PLM- evatualtoo is rec.ommend:ed {i.e. soils and other heteroge-nous materia~s). 

R~~Br. ____________________________ ___ 
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AMERISC! 

December 12, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number211121576 
P 0. #1111100AA 
11111 OOAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #65 

Dear John Snyder: 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Monday, December 05, 2011, for a 3 day turnaround: 

5610,5611,5612,5624,5625,5635,5636 

The 7 samples, placed in Zip Lock Bag, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

Boston -Los Angeles -New York~ Richmond 



AmeriSci Job#: 211121576 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ElAP 198.4 NOB Method 

1111100AA; Beech- Nut; Mohawk St, Canajoharie, NY; Bldg. #65 

AmeriSci 
Sample# 

01 

Client Sample# 

5610 

HG 
Area 

Location: 4" Brown Cove Base, 65-207, 5.8% 

02 5611 
Location: Mastic For 173-0i, 65-208, 35.1% 

03 5612 
Location: Mastic For 173-02, 65-207. 33.8% 

04 5624 
Location: 1x1 Glue Dabs, 65-201,56.8% 

05 5625 
Location: 1x1 Glue Dabs, 65-205. 49.3% 

06 5635 
Location: Linoleum Floor, 65-212, 17.8% 

07 5636 
Location: Linoleum Floor, 65-211, 12.9% 

fl l L"~,. !J{lr -

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non-Asbestos 
(gram) Organic c;., Inorganic% Inorganic% 

Page 1 of 1 

** Asbestos % by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

!Jtf f!J I~ 
Analyzed by: Roman Peysakhov I' ~t;If" l<LJ" ~ __.__.--- ; Date Analyzed 12/8/2011 
**Quantitative Analysis (Semi/Fu!!); Bulk AsbeStos Analysis- M by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York fnable samples or ELAP 198.6 for New York NOB samples; TEM 
{SemiJFul!) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis: NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 
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Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
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3 ~t IAI BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 
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Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

LAB INFORMATION 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

25. Lab Name Lr.JA IL"'f7 26. Da_~~~!i·;;,~_·-: 
a. AnalyzecJ By:f 

- ... -----1 
b.OC by: ! i 
c. Lab Batch'' fi(t/- 'ftl(;, I 

131·. Comments: 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

NYS ELAP (11'-1./ 
lllt4y TA-7 

LAB INFORMATION 
25. Lab Name 

a. Anal'f·zed By: f 
b.OC by: 

HULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

/).J>-i.. /l'il7 26. Date 27. Time j 
- J 

-
G. lab Batch # ({511 --':::/..tz!i __j 

I 30. Drawings: ~niple Locations l 
aterial locations 

I 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

1\evised 

Client: Ambient Environmental 
12 Colvin Avenue 

Client Project Number: 111110AA 

Albany NY 12206 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854 -405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total%of 
Residue 

5607 Homogeneous 

Sampled Material: Masonite Wall 

Sample Location: 206 

Brovvn 

Analyzed By: 

Microscope: 

5608 

Adam C. Tucker Method: l\i'YS ELAP 198.1 

Oly~;r_us BH-2-2~4 Tum Around Time: 5 D,ay 

172-02 Homogeneous Brown 

Sampled Material: Masonite Wall 

Sample Location: 215 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5609 173-01 Homogeneous Brown 

Sampled Material: 4" Brown Covebase 

Sample Location: 208 

Analyzed By: 

Microscope: 

5610 173-02 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

Homogeneous Brovvn 

Sampled Material: 4" Brovm Covebase 

Sample Location: 207 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn ~round Time: 5 Day 

1% 

1% 

5.3% 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: 12/1/2011 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: 12/1/2011 

29.8 69.3 

Non-Asbestos Fibers 

Analyzed Date: 

31.8 62.4 

Non-Asbestos Fibers 
0.5% Cellulose 

Trace Fiber Glass 

Anaf.yzed Date: l_Y2(2011 

NAD 

% _Jis besto_s Types: 
No Asbestos Detected 

NAD 

__ % _______ --~~_best~s T_yp~s: __ 
No Asbestos Detected 

0.9 NAD 

. % Asbestos Types: 
Sample Negative By Weight 

5.8 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA!PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PUvf i.1 not consistently rdiabfe m detectmJ; asbestos m floor coverings and similar non:fnah!e orgamcally bound materials. No Asbestos Detected or Trace results by 
PLA.f 198.6 are considered inconc!u.wve, TEM 1s currem~v the only method that can be used to dew·mine if materials can be constdered as non asbestos containing m NY Stale. This report 
cannot be reproduced except infu/l withoul the approval ofRe~ponse [abs, LLC. This PLM report relates 0}/LY to the items tested_ Lwhlbty is limited 10 the cost of analysis 
l!.lAP PLM Method 198.1 for friable samples or 198.6jor NOB Samples. 

Comments: Sample 5621 (Layered Paper} was not split as the sample stereoscopically appeared 
homogenous throughout The sample was prepped from 4 different layers to insure 
homogenity. 
Report Revised Due to Math Error on Sample Number 5635. 



Response Labs, LLC. 
12 Colvin Avenue.r Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854-405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer 
# 

%Non-Fibrous 
Matrix Material 

5611 174-01 Homogeneous 

Sampled Material: Mastic for 173~01 

Sample Location: 208 

Brown 

Aualyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: O~ympus BH-2-214 Tum Around Time: 5 Day 

35.1% 

5612 174-02 Homogeneous Brown 33.8% 

Sampled Material: Mastic for 173-02 

Sample Location: 207 

Analyzed By: Justin Adams Method: NYS ELA.P 198.6 

Miaoscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5613 175-01 Homogeneous 13lack 25.4% 

Sampled Material: Black 9x9 Mastic 

Sample Location: 208 

Analyzed By: Justin Adams Method: f\.TyS ELAP 198.6 

Microscope: O~y~pus BH-2-214 Tum Around Time: 5 D£l-/'. 

5614 175-02 Homogeneous Black 

Sampled Material: Black 9x9 Mastic 

Sample Location: 205 

Analyzed By: 

f.!.icroscope: 

5615 176-01 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

Homogeneous Brown 

Sampled Material: Brown 9x9 VFT 

Sample Location: 205 

Analyzed By: 
Miaoscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

Non-Asbestos Fibers 
Trace Fiber Glass 

Af!~lyzed Date: 12/.2/2011 

5.3 

64.2 2.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/2/2011 

49.3 23.3 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/2/2011 

45.5 21.8 

Non-Asbestos Fibers 

Analyze,d Date: 

22.7 42.3 

Non-Asbestos Fibers 

Analy~ed Date: 

%of 
Residue 

35.1 

Total'% of 

Inc. 

% Asbestos Types: 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

33.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

27.3 1.9% 

% Asbestos Types: 
1.9% Olrysotile 

32.7 NA/PS 

% Asbestos Types: 
Not .Analyzed Positive Stop 

35.1 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected ail% or Less, Tl:.'M: Transmission Electron Microscope. 
Inc.: Inconclusive. NAD: ,Vo Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: l'LM is nor cons/Sientfy reliable in detecting asbestos injloorcovermgs and sunilar non-friable m:r;anically bound materials. No Asbestos Detected or Trace results by 
PJJ,{ 198.6 are considered inconclusH'e, TEVis currently the only method that can he used to determine if' materials can be considered as non asbestos contaming m lv'Y State. Th1s report 
cannot be reproduced except in full Without the approval a/Response Labs, LLC. 1his PLV repon relates ONLY to the items tested Liability is l;mited to the cost of analysis. 
ElAP PLM Method 198.1 for friable samples or 198.6for ,'vDB Samples. 

ComJnents: Sample 5621 (Layered Paper) was not split as the sample stereoscopically appeared 
homogenous throughout. The sample was prepped from 4 different layers to insure 
homogenity. 
Report Revised Due to Math Error on Sample Number 5635. 



Revised Ee,:x:rt 

Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854 405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer 
Color 

%Non-Fibrous 
Matrix Material 

% 

5616 176-02 Homogeneous 

Sampled Material: Brown 9x9 VFT 

Sample Location: 208 

Bro"-TI 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

_Tum Around Time: Prep 

5617 177-01 Homogeneous White 

Sampled Material: White 9x9 VFT 

Sample Location: 205 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Turn Around Time: Prep, 

5618 177-02 Homogeneous 

Sampled Material: V.'hite 9x9 VFT 

Sample Location: 208 

White 

Analyzed By: 
Microscope: 

5619 

Method: Prop (Not Analyzed) 

Turn Around Time: Prep 

178-01 Homogerteous 

Sampled Material: Sheelrock Ceiling 

Sample Location: 201 

Grey 

Analyzed By: Adam C. Tucker Method: N):'S ELA.P 198.1 

Miaoscope: ~lympus BH-2-214 Tum Around Time: 5 Day 

5620 178-02 Homogeneous 

Santpled Material: Sheetrock Ceiling 

Sample Location: 206 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscot:e: O~y~1pus BH-2-214 Turn Around Time: 5 J2~y 

93% 

90% 

232 

Non~Asbestos Fibers 

Analyzed Date: 

24A 38,5 

Non-Asbestos Fibers 

Analyzed Date: 

20,8 

Non-Asbestos Fibers 

Analyzed Date: 

Non-Asbestos Fibers 
7% Cellulose 

Analyzed Date: 12/1/2011 

Non-Asbestos Fibers 
10% Cellulose 

~nalyzed Date: 12/1/2011 

%of 
Residue 

34,9 

Total% of 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAIPS 

% Asbestos TYf!e_~-~----
Not Analyzed Positive Stop 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detech;d 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons ofAbbreviation.'fo·: NOB: lv'on-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: lvro Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM is not consistentiy refiah!e in deu:cting asbestos in floor covermgs and similar non7_fnahle orgamca!ly bound marena/s_ No Ashestos Delee/ed or Trace results by 
l'l.J.'vl 198.6 are considered mconc!usive, TE.M 1s currenrly the only method thar can be used to determine !fmateria!s can be considered as non asbestos containmg m NY Stale. This report 
cannot be reproduced except injitll without the approval o/Re.'>ponse Labs, UC This PL'vl. report relates ONJ,Yto the Items tested Lwhilily is limited to the cost oj'analy.Yis. 
ELAP PUrl Method 198.1 for friable samples or 198.6for NOB Samples. 

Comments: Sample 5621 (Layered Paper) was not split as the sample stereoscopically appeared 
homogenous throughout. The sample was prepped from 4 tillfercnt layers to insure 
homogenily. 
Report Revised Due to Math Error on Sample Number 5635. 



Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854 405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of 

5621 179-01 Homogeneous 

Sampled Material: Layered Paper 

Sample Location: 203 

Grey 

Analyzed By: 

hl_icroscope: 

5622 

Adam C. Tucker 

Olympus BH-2-214 

179-02 

Method: ]\iYS ELAP 198.1 

Tum Around Time: 5 Day 

Sampled Material: Layered Paper 

Sample Location: 209 

Analyzed By: Method: Positive Stop 

6.7% 

Non~Asbestos Fibers 
66.7% Cellulose 

Analyzed Date: 1~/1/2011 

Non-Asbestos Fibers 

Miaosc~P.e: 

5623 

Tum Around Time: Positive Stop (198.1) Analyzed Date: 

179-03 

Sampled Material: Layered Paper 

Sample Location: 206 

Analyzed By: Method: Positive Stop 

Microscope: 

5624 

Tum Around Time: Positive Stop (198.1) 

180-01 Homogeneous Brown 55.8% 

Sampled Material: 1x1 Glue Dabs 

Sample Location: 201 

Analyzed By: justin Adams Method: NYS ELAP "198.6 

Microscope: Olympus BH-2~214 Tum Around Time: 5 Day 

5625 180-02 Homogeneous Brown 48.3% 

Sampled Material: 1x1 Glue Dabs 

Sample Location: 205 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: OlJll~p?s BH-2~214 Turn Aro:md Time: 5 Day 

Non-Asbestos Fibers 

Analyzed D~te: 

42.5 0.7 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Aua_lyzed Dnl'e: 12/2/201_1 

47.5 3.1 

Non~Asbestos Fibers 
1.0% Fiber Glass 

Analyzed Date: 12/2/2011 

Date Received: 12/1/2011 

Total% of 

26.7% 

% Asbestosyypes: 
26.7% Chrysotile 

NAIPS 

%_ Asbesf(_J_~ _ _!1!_1?_(!_~_: 
Not Analyzed Positive Stop 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

56.8 Inc. 

% _4sbestos Types: 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

49.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron lvficroscope. 

Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA; :Vat Analyzed 
Disclaimer: P/,A1ts not com.istent!y rehable in detecting asbestos injloor covermgs and similar non-friable organically hound materials No Asbestos Detected or Trace results h:v 

1'1"'\1 J98.6 are considered inconclusive, 1"Bvf 1s currently the only method that can be used ro determine ifmaleria!s carl be considered as non asbestos contaming in NY State lh1s report 
cannot be reproduced except mfidlwithout the approval q(H.esponse Labs, LLC This l'LM report relates 0/'lLY to the items te.\·ted. Liabiliry 1s limited to 1he cost r~(analysis. 
EL4P PLAf Method 198.1 for friable samples or 198.6 for NOB Samples. ,.0 

Comments: Sample 5621 (Layered Paper) was not split as the sample stereoscopically appeared 
homogenous throughout. The sample was prepped from 4 different layers to insme 
homogenity. 
Report Revjsed Due to Math Error on Sample Number 5635. 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY _12206 

Phone 482-5630 Fax (518) 482-5624 

Revl.sed 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854-405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total%of 

5626 181-01 Homogeneous 

Sampled Material: 1x1 Ceiling Tiles 

Sanzple Location: 206 

Brown 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

5627 181-02 Homogeneous 

Sampled Material: 1x1 Ceiling Tiles 

Sample Location: 201 

Brown 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed} 

Tum Around Time: Prep 

5628 182-01 Homogeneous 

Sampled Material: White Ceiling Paint 

Sample Location: 210 

White 

Analyzed By: Justin Adams Method: Nr-S ELAP 198.6 

Micros~ope: Olympus BH-2-214 Tum Around Time: 5 Day 

38.3% 

5629 182-02 Homogeneous White 38.6% 

Sampled Material: White Ceiling Paint 

Sample Location: 214 

Analyzed By: Justin Adame; Method: NYS ELAP 198.6 

M,icrosc~pe: C?lymvu~ BH-2-214 Turn Around Time: 5 D,ay 

5630 182-03 HomogeneotlS VVhite 38.7% 

Sampled Material: 'White Ceiling Paint 

Sample Location: 214 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

"M,icroscope:, O~ympus BH-2-214 'Tum Around Time: 5 Day 

98.5 

Non-Asbestos Fibers 

Ana~y~ed Date: 

97.8 

Non-Asbestos Fibers 

0.6 

1.5 

Analyzed Date: 

47.2 13.9 

Non-Asbestos Fibers 
0.5% Cellulose 

Analyzed Date: 12/2/2011 

44.9 15.6 

Non-Asbestos Fibers 
None Detected 

Analyz~d Date: 12/2/2011 

45.2 15.0 

Non-Asbestos Fibers 
None Detected 

Analy~ed Date: 12/2/2011 

Residue 

0.9 NAD 

% Asbestos Types: 
Sample Negative By Weip)1t 

0.7 NAD 

% Asbestos Types: 

% 

% 
0.93% 

Sample Negative By Weight 

38.9 Inc. 

Asbestos Types: 
Inconclusive~ No Asbestos Detected 

Client Requested TEM 

39.5 0.93% 

Asbestos Types: 
Anthophyllite 

39.8 1.1% 

% Asbestos Types: 
1.1% Anthophyllite 

Definitons of Abbreviations: NOB: j\ion-Organically Bound, Trace: Asbestos Detected at 1% of Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detecred, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PI.M is not consistenr!y relwb!e in detecting asbestos mfloor covermgs and stmi!ar non7fdah!e orgamcally bound materials. No "1sbestos Detecred or Trace results by 
PLA.1 198.6 are considered inconclusive, TEM is currently the only method rhat can he u:;·ed 10 determine ifmatenals can be considered as non asbestos containing in AT State. !his report 
cannoi be reproduced except in full without the approval ojRe.1ponse Labs, LLC. l11is PL\-1 report relates ONLY to the items tested Liability is limited to the C0\"1 ofanalysis. 
ELAP PLM Method 198.1 for friable samples or l98.6for NOB Samples. 

Comments: Sample 5621 (Layered Paper) was not split as the sample stereoscopically appeared 
homogenous throughout. The sample \Vas prepped from 4 different layers to insme 
homogenity. 
Report Revised Due to Math Error on Sample Number 5635. 



~-\.evised_ 

Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854 405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total%of 

5631 182-04 Homogeneous 

Sampled Material: White Ceiling Paint 

Sample Location: 210 

White 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: ~rep 

5632 182-05 Homogeneous White 

Sampled Material: White Ceiling Paint 

Sample Location: 210 

Analyzed By: 

Miaoscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

5633 182-06 Homogeneous 

Sampled Material: White Ceiling Paint 

Sample Location: 214 

1A.-'hite 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Pre!? 

5634 182-07 Homogeneous 

Sampled Material: VVhite Ceiling Paint 

Sample Location: 214 

VVhite 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time. Prep 

5635 183-01 Homogeneous 

Sampled Material: Linoleum Floor 

Sample Location: 212 

11ixed 

Analyzed By: Justin Adam.'> Method: !'-.TYS ELAP 198.6 

Microscope.: . Oly~pus BH-2~214 Turn Around Time: 5 Day 

13.8% 

46.2 14.9 

Non-Asbestos Fibers 

An~lY.zed Date: 
47.5 14.8 

Non-Asbestos Fibers 

Analyzed Date: 

45.5 16.8 

Non-Asbestos Fibers 

Analyzed Date:· 
46.8 15.3 

Non-.Asbestos Fibers 

AnaJy~ed Date: 

52.8 29.4 

Non-Asbestos Fibers 
4.0% Fiber Glass 

An.alyzed Date: 12/2/2011 

Residue 

39.0 NAIPS 

% Asbestos Types: ~~-- ~~~ 
Not Analyzed Positive Stop 

37.7 NAIPS 

%~ Asbestos Types:~~-~~ 
Not Analyzed Positive Stop 

37.8 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

37.9 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

17.8 Inc. 

_% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: lv'on-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected. NAIPS: }\tot Analyzed Positive Stop, NA: Not Analyzed 

Di'>claimer: ?Llvf IS not consistently reliable in detecling asbestos injloor covermgs and similar non-friable organically bound matenals. ,Vo Asbestos Detected or Trace results by 
PLt\.f 198.6 are conwdered inconclusive, JEM 1s currently the on(v method that can be used to determme !fmmerials can be considered as non asbesros comaining m l'{Y State. This report 
cannor be reproduced except mfidl v.:ahoullhe approval of Response Labs. LLC Tlus Pf}.f report relates ONLY to the items wsted. Lwbi/ity is Limited to the cost of analysis. 
ELAP PL/11 Metltod 198./jor ftiablesamp!esor 198.6for NOB Samples. 

Com;nents; Sample 5621 (Layered Paper) was not split as the sample stereoscopically appeared 
homogenous throughout. The sample was prepped from 4 different layers to insure 
homogenity. 
Report Revised Due to Math Error on Sample Number 5635. 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Plwue (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854 405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

5636 183-02 Homogeneous 

Sampled Material: Linoleum Floor 

Sample Location: 211 

Mixed 

Analyzed By: 

Microscope: 

5637 

Justin Adams Method: Nl'S ELAP 198.6 

~lympus BH-2-214 Turn Around Time: 5 Dal 

184-01 Homogeneous 

Sampled Material: Interior Window Glazing 

Sample Location: 204 

Grey 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5638 184-02 Homogeneous Grey 

Sampled Material: Interior Window Glazing 

9.9% 

17.7% 

Sample Location: 209 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: ~r.~p 

5639 185-01 Homogeneous Black 

Sampled Material: Black Mastic 

Sample Location: 214 

A11alyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olymp_us ~!'f-2-214 Tum Around Time: S, Day 

24.5% 

5640 185-02 Homogeneous Black 25.0% 

Sampled Material: Black Mastic 

Sample Location: 210 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympu.•:; BH-2-214 'fum Around Tim~: 5 Day 

53.6 33.5 

Non-Asbestos Fibers 
3.0% Fiber Glass 

Ana~yzed Date: 

9.7 

12/2/2011 

70.0 

Non-Asbestos Fibers 
l';one Detected 

Analyzed Date: 12/2/2011 

7.9 61.0 

Non-Asbestos Fibers 

Analyzed Date: 

52.4 22.2 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1~/~/~011 

44.9 25.6 

Non-Asbestos Fibers 
None Detected 

Analyz~d Date: 12/2/2011 

% 

% 
2.6% 

12.9 

Total% of 
A.sbestos 

Inc. 

AsbestosT!J[!es: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

20.3 2.6% 

Asbestos]Jlf!Cs: .... 
Anthophyllite 

31.2 NA!PS 

% Asbestos Types: 

% 
0.77% 

Not Artalyzed Positive Stop 

25.3 0.77% 

Asbestos Types: 
Chrysotile 

29.5 4.5% 

% Asbestos Types: 
4.5% Chrysotile 

Definitons of Abbreviations: NOB: Non-Organical~y Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: ,Vol Analyzed 

Disclaimer: PLM is not consistently reliable in detectmg asbesros in floor coverings and similar non~(riable orgamcally bound materials_ No Asbestos Detected or Trace results by 
PIM 198.6 are considered inconclusive, TEM ts currently the only method that mn he used 10 derermine if materials can be considered as non asbestos containmg m NY S/me. This report 
cannot he reproduced except infidl wi!lwut the approval of Re.>ponse Labs, LLC. Tfus PUvf reporr relates ONLY to the tlems tested Liability is limited 10 the cost of ana~vsis 
EL4P PLM Jtfetllod 198.1 for friable samples or 198.6for NOB Samples. 

Comments: Sample 5621 (Layered Paper) -was not split as the sample stereoscopically appeared 
homogenous throughout. The sample was prepped from 4 different layers to insure 
homogenity. 
Report Revised Due to Math Error on Sample Number 5635. 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut Laboratory Job Number: 854 405 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Lab Customer %Non-Fibrous 
Matrix Material 

% 

5641 186-01 Homogeneous Grey 

Sampled Material: Grey 9x9 VFT 

Sample Location: 214 

Analyzed By: 

Microscope: 

5642 186-02 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

Homogeneous Grey 

Sampled Material: Grey 9x9 VFT 

Sample Location: 210 

Analyzed By: 

Microscope: 

5643 187-01 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

Homogeneous Grey 

Sampled Material: Grey 12x12 VFT 

Sample Location: 214 

Analyzed By: 

Microscope: 

5644 187-02 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

Homogeneous Grey 

Sampled Material: Grey 12x12 VFT 

Sample Location: 210 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Aro1~nd Tim~: Prep. 

24.9 44.6 

Non-Asbestos Fibers 

Analyzed Date: 

232 432 

Non-Asbestos Fibers 

Analyzed Date: 

13.5 86.0 

Non-Asbestos Fibers 

Analyzed Date: 

13.5 85.6 

Non-Asbestos Fibers 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Total% of 

30A NAIPS 

% Asbestott. Typ(!s__:_ 
Not Analyzed Positive Stop 

33.7 NAIPS 

% Asbestos Types:_ 
Not Analyzed Positive Stop 

0.5 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.8 NAD 

% Asbestos Types: 
Sample Negative By Weight 

Definitons of AbbreviatiOn$'." NOB: Non-Organically Bound, Trace: Asbestos Detected at!% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAJPS: Not Analyzed Positive Stop, NA: Nm Analyzed 

Disclaimer: PLM is 1101 consistently reliable in deta'fmg asbestos in floor coverings and similar non:friable orgamcally hound materiafs. No Asbestos Detected or Trace results by 
PUv/ 19R_6 are considered inconclusive, l'Elt1 1s currently the on(v method that can be used to determine !{materials can be considered as non asbestos contammg in NY S/me. This report 
cannot he reproduced excep1 in _tid! without the approval of Re~ponse Labs, f.LC Th1s ?Uvf report relares ONLY to the 1tems tested. Liability is limited to the cost of ww~)'sis. 
EIAP PLM Method 198.1 for friable samples or 198.6/or J\'OB Samples. 

Co1n1nents: Sample 5621 (Layered Paper) was not split as the sample stereoscopically appeaxed 
homogenous throughout. The sample was prepped from 4 different layers to insure 
homogenity. 
Report Revised Due to Math ElTor on Sample Number 5635. 



AmeriSci Job 1#: 211121576 

Client lllame: Response labs, ll C 

Tab!& I·· 
Summary of Bulk Asbestos Analysis Results by .NYS ElAP 198.4 .NOB Method 

1111100AA; Beech- Nut; Mohawk St., Canagoharie, NY; Bfdg. #65 

.AmeriSci 
Sample# 

01 

Client SampJe# 

5610 

HG 
Are-a 

Location; 4~ BFown Cove Base, 65-207, 5.8% 

02 5611 

Location~ Masiic For 173-01, -65-208, 35.1% 

03 5612 

!.oclltion: Mastic For 173-02,65-.207,33.8% 

04 5624 

Locatioo: 1xl Glue Dabs, 65-201, 56.8% 

05 5625 

locaiioo: 1x1 GJue Dabs, 55-205, 4!tJ% 

00 5535 
Locatton.: Unofewn Hoor. 65--21'2, i7.a% 

07 563(; 

LocaOOn: linot<eum Rcoor, 65---21 f, t2'.9%-

Sample 
Weight 
I!Jfam) 

Heat 
Sensllive 
Organic% 

Acid 
Soluble 

inruganie% 

Anai:y-.led by: Roman Peysaikhov__ ___ _ _ _____; Ocate AnaJp;:OO 121812011 

lnsoJIJbie 
No-n-~best-os 

Inorganic% 

Page 1 of 1 

...-.. .Asbestos % by 
TEM 

NAD 

NAD 

NAO 

NAO 

NAD 

NAD 

Nl\0 

""CiuantftatNeAn.aJysis (SemiifuJI); Bulk .Asbestos Aila - PLM by EPA 60DIM4-B:2-02D pe;40CFR of ELAP 1"98.1 fCI Ne.v York f1t.abJe samples Of ElAP 198.3 fm New York NOB samples; TEM 
(Sem11Fu!l} hy EPA 600JR..g3f116 {no-t covered by NVI:A? Bulk a:c:credi!alion} ot ELAP 198A; tor New York sample-s; NAD-== no asbe-5tos detected during a gvantliative analy5is; NA = Mt analyzed; Trace = 
>::1 %; Qtrantita:tion fur bagfnntng lili(li!]hts of <Q,-J grams. sllouJd he oons'1dered .as quatitathte {]Jlly; Qualitative Analysis: Asbest>Os ana~sfs resl!tts of "Present" or "NVA ~ No Visible Asbestos'" repre:s.en.ts 
resul!s f(lr Quamalive PLM Qf1EM Analysis only (na aocreditatio-n t:Dverage availablE! from Bl1':f r-egul-ato.-y agellO:.."'J for quaJilal~ve .analyses); A!HA Lab.# 102843, NvtAP Lai:P Code 200546-0, NVSOOH 
EtAP Lat>ID#11480. 

Warning Note: PlM timlta!iOJJ, only TEM' wit! resoive fibers -<0.:25 micrometers in diame-ter. TEM bulk .a.n.alysjs is representative of the f1ne grained matrix matEHf.al a-nd may n:ot be representative of 
non~uniformty d~spersed- dclJiis fotwhich PLM evaJuation is recommendfrd (i.e. solls and other heteruge.nmJs materials). 

Reviewed By: _______________ _ 
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AMERISCI 

December 14, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211121538 
P.O. #111110AA 

AmeriSci New York. 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL (212) 679-8600 • FAX: (212) 679-9392 

11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Coolers 1st Floor (Report Amended 
12/14/2011) 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Monday, December 05, 2011, for a 5 day turnaround: 

291-01' 291-02, 292-01' 292-02, 293-01' 293-02, 294-01' 294-02 

The 8 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. requested 
ELAP PLM/TEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report musl not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

Laboratory Director 

Boston- Los Angeles~ New York- Richmond 



AmeriSci New York 
117 EAST 30TH ST. 

AMERJSCI NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joel Ia Viscusi 

Date Received 12/05/11 AmeriSci Job# 211121538 
Date Examined 12/09/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 2 

Albany, NY 12206 

RE: 111110AA; Beech- Nut; Mohawk St, Canajoharie, NY; 
Coolers 1st Floor (Report Amended 12/14/2011) 

Client No. I HGA Lab No. Asbestos Present 

291-01 211121538-01 
291 Location: Sink Sound Coat, 1st Floor Food Office 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

291-02 
291 

Other Material: Non-fibrous 9.3% 

211121538-02 
Location: Sink Sound Coat, 1st Floor Food Office 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

292-01 
292 

Other Material: Non-fibrous 37.4 % 

211121538-03 
Location: Concrete Wall, 1st Fir. Cooler#1 Wall 

No 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

292-02 
292 

Other Material: Non-fibrous 100% 

211121538-04 
Location: Concrete Wall, 1st Fir. Cooler #1 Wall 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

293-01 

293 

Other Material: Non-fibrous 1 00 % 

211121538-05 
Location: Mastic, 1st Fir. Cooler #1 Under Cork 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 41.5% 

See Reporting notes on last page 

No 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/09/11 



AmeriSci Job# 211121538 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St, Canajoharie, NY; 

Coolers 1st Floor (Report Amended 12/14/2011) 

Client No. I HGA Lab No. Asbestos Present 

293-02 211121538-06 
293 Location: Mastic, 1st Fir. Cooler #1 Under Cork 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

294-01 
294 

Other Material: Non-fibrous 35.9% 

211121538-07 
Location: Inner Concrete, 1st Fir. Freezer #1A Wall 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

294-02 
294 

Other Material: Non-fibrous 100% 

211121538-08 
Location: Inner Concrete, 1st Fir. Freezer#1A Wall 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

other Material: Non-fibrous 100% 

Reporting Notes: P I! {, ;}. I, .. .· ---
'"''' .,;-rJ{;; ti.: I '{ !! /, /~· 

Page 2 of2 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/09/11 

Analyzed by: Ella Babayeva />''1~ ... /fi.-,Zr:f / !/'.) 6 ;;;;(;,;;-""_., 
'NAD/NSD ::::no asbestos detected; NA -not aifalyzed; NA/PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4~82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tHe, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested. AIHA Lab ~1 0284i, 171 Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By ·{ {1./Ji\~~ END OF REPORT \ I ----
\ i 
\ f 



AmeriSci Job #: 211121538 Page 1 of 1 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Coolers 1st Floor (Report Amended 12/14/2011) 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non~Asbestos *" Asbestos % by ** Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLMIDS TEM 

01 291-01 291 0.281 88.6 2.1 9.3 NAD NAD 
Location: Sink Sound Coat, 1st Floor Food Office 

02 291-02 291 0.147 57.8 4.8 374 NAD NAD 
Location: Sink Sound Coat, 1st Floor Food Office 

03 292-01 292 NAD NA 
Location: Concrete Wall, 1st Fir. Cooler #I Wall 

04 292-02 292 NAD NA 
Location: Concrete Wall, 1st Fir. Cooler#1 Wall 

05 293-01 293 0.792 34.3 24.1 41.5 NAD NAD 
Location: Mastic, 1st Fir. Cooler #1 Under Cork 

06 293-02 293 0.295 47.5 16.6 35.9 NAD NAD 

Location: Mastic, 1st Fir. Cooler #1 Under Cork 

07 294-01 294 NAD NA 

Location: Inner Concrete, 1st Fir. Freezer #1A Wa!! 

08 294-02 294 NAD NA 

Location: Inner Concrete, 1st Fir. Freezer #1A Wall 

Analyzed by: Marik Peysakhov /ll7 {~Vld ~~~l(l)~.·:~,;,,.--~~~~~ Analyzed 12/10/2011 
*"Quantitative Analysis (Semi/Full); Bulk AsbestPs Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %: Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only {no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warn1ng Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 

non-uniformly dispersed debr~~r X .:LM eva~~-::'.!'Js recommended (i.e. soils and other heterogenous materials). 

Revrewed By._ _J ,. ]J ___ \ V:: 
f' "'/ j 

~'"-,,,/ 
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Revised iif'nrlfl 

Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Revised 

Client: Ambient Environmental 
12 Colvin Avenue 

Client Project Number: 111110AA 

Albany NY 12206 

Project Name: Beech-Nut 
Mohawk St, Canajoha1ie NY 

Sampling Area: Compressor RoomjChem. Mix Room/Exterior 

Laboratory Job Number: 854--420 

Sampled By: Bryan Clemy 

Collection Date: 12/8/2011 

Date Received: 12/9/2011 

Lab Customer 
# 

o/o Non-Fibrous 
Matrix Material 

%of Acid Soluble %of Total%of 

5985 338-01 Homogeneous White 

Sampled Material: Pipe Insulation 

Sample Location: 211 Pipe 

Analyzed Hy: Justin Adams Method: T\i'YS ELt\P 198.1 

Microsc,ope: Oiyr:npus BH-2-214 Tum Amund Time: 5 Dar. 

5986 338-02 

Sampled Material: Pipe Insulation 

Sample Location: 2" Pipe 

Analyzed By: Method: Positive Stop 

50% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/14/2011 

Nou-Asbestos Fibers 

Microscope: Turn Around Time: Positive Stop (198.1.) Analyzed Date: 

5987 338-03 

Sampled Maten'al: Pipe Insulation 

Sample Location: 2" Pipe 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

f11-ir::osco~e: Turn Around Time: Positive St?p_ (~~8:1) ~na~yzed Date: 

5988 339-01 Homogeneous Brown 

Sampled Material: Pipe Insulation 

Sample Location: 6" Pipe 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscop~: Olympus BH-2-214 Tum Around Time: ~ D<:-Y 

3.5% 

Non~ Asbestos Fibers 
21% Synthetics 

68% Cellulose 

Analyzed Date: 12{1~~(2011 

Residue 

50% 

___ % Asbestos Types: 
50% Chqsotile 

NAIPS 

% ___ _Asbestos Types: 
Not Analyzed Positive Stop 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

7% 

% Asbestos Types: 
7% Chrysotile 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron Microscope. 
Inc.: inconclusive, NAD: No Asbestos Detected, NAJPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLA1 is not consistent~\' reliable in deteclmg asbestos in floor coverings and similar non:friable orgamcally bound matenals. No Asbestos Detected or Trace results by 
PUvf I 98_ 6 are considered inconclusive, TEM is curremfy the only method thai can be used ro determine if materials can be considered as non asbestos containing 111 ,vy Stale. This repo11 
cannot be reproduced except 111 .fidl without the apprMal qf Response Labs, rLC. This PIA! report relates 0,\'LY to the items tested Liability IS lim tied to the cost of analysis. 
ELAP PLM Method 198.1 for friable sample.f or 198.6 for NOB Samples. 

Comments: Report Revised 1/12/12-Client Requested samples 5997 and 5998 to be analyzed. 



Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Compressor Room/Chem. Mix Room/Exterior 

Laboratory Job Number: 854 --420 

Sampled By: Bryan Cleary 

Collection Date: 12/8/2011 

Date Received: 12/9/2011 

Lab Customer 

5989 339-02 

Sampled Material: Pipe Insulation 

Sample Location: 611 Pipe 

Analyzed By: Method: Positive Stop 

% Nou-Fibrous 
Matrix Material 

% 

Non-Asbestos Fibers 

t::Jicros~ope: _ Tum Around Time: Positive Stor. _(198.1) _Juwlyzed Date: 

5990 339-03 

Sampled Material: Pipe lnsulation 

Sample Location: 6n Pipe 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

Microscope: Turn Around 1Yme: Positive Stop (198.1) Analyzed Date: 

5991 340-01 Homogeneous Brovvn 

Sampled Materiat Tank Insulation 

Sample Location: C.hemicaltvfixing Room 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

~icroscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5992 340-02 

Sampled Material: Tank Insulation 

Sample Location: Chemical Mixing Room 

Method: Positive Stop 

40% 

Non-Asbestos Fibers 
20% Fiber Glass 

Analyzed Dale: 12/14/2011 

Non-Asbestos Fibers 

Analyzed By.· 

.fv1/croscope: 
5993 

Tw~n Around Time: Positive Stop {198.!) Anal}!zed Date: 

340-03 

Sampled Material: Tank Insulation 

Sample Location: Chemical Mixing Room 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

Microscope: Tum Around Time: Positive Stop_ (198.l) .. Analyzed Date: 

% 

%of 
Residue 

Total% of 

NAIPS 

.. flsbestos Types: 
Not Analyzed Positive Stop 

NAIPS 

%_ Asbestos Types: 
Not Analyzed Positive Stop 

40% 

%. Asbestos Types: 
40% Chrysotile 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 

Inc.: Inconclusive, NAD: .No Asbestos Detected, NAIPS: Not Ana(v'Zed Positive Stop, NA: Not Analyzed 
Disclaimer: PU! is not consistently rei table in detectmg asbestos in floor coverings and similar non-ji'iabte organically hound matenals. No Asbestos Detected or Trace results by 

l'Dvf 198.6 are considered mconclustve, Thl\1 is currently 1he only method that can be used to determme if materials can be considered as non asbestos containing in l1'Y State. Jhis report 
cannot be reproduced except in full withou11he approval of Response Labs, Lf,C. This PLM repon relates ONJX to the items tested Liability is !imiled to the cost ofmJa/ysis. 
ELAP PLM Metlwd 198.1 for friable samples or 198.6 for A' OR Samples. 

Comments: Report Revised 1/12/12-Client Requested samples 5997 and 5998 to be analyzed, 



Response Labs, LLC. 
12 Colvin Aveuue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM Revised 

Project Name: Beech-Nut 
Mohawk St, Canajoharie N'Y 

Sampling Area: Compressor RoomjChem. Mix Room/Exterior 

Laboratory Job Number: 854 420 

Sampled By: Bryan Clea1y 

Collection Date: 12/8/2011 

Date Received; 12/9/2011 

Lab Customer %Non-Fibrous 
Mahix Material 

%of % or.ticJcaSoluble %of Total% of 

341-01 Homogeneous Black 

Sampled Material: Galbestos 

Sample Location: Siding on Tunnel3 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: O~:y~f!US BH-2-214 Turn Around Time: 5 Day 

5995 341-02 

Sampled Material: Galbestos 

Sample Location: Siding on Tunnell 

11.9% 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

5996 342-01 Homogeneous 

Sampled Material: White Paint Coating 

Sample Location: Exterior of Building 

YVhitc 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Ol:yl!l::pus BH-~-214 Tum Around Time: 5 D~y 

5997 342-02 Homogeneous VVhite 

Sampled Material: White Paint Coating 

Sample Location: Exterior of Building 

Analyzed By: justin Adams Method: NYS ELAP 198.6 

57.9% 

49.1 

Microscope: Olyr:nr!-:s BH-2-214 Turn Around Time: Same Day Rush 

5998 342-03 Homogeneous White 56.6% 

Sampled Material: White Paint Coating 

Sample Location: Exterior of Building 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microsc.~pe: Olf!?J2~S BH-2-214 Turn Around T!me: Same Day Rush 

61.2 

Non-AsbestOs Fibers 
None Detected 

!tn~lyzed, Date: 12/11/2011 

3.2 

59.2 2.4 

Non-Asbestos Fibers 

Analyzed Date: 

26.4 14.4 

Non-Asbestos Fibers 
None Detected 

An~~![zed Date: 12/~1/2011 

29.7 19.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

21.1 

1/12/2012 

21.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1/12/2012 

% 
23.7% 

Residue 

35.6 23.7% 

Asbestos Types: 
Chrysotile 

38.5 NAIPS 

_ % Asbestos ~ypes: 

% 
1.3% 

% 

Not Analyzed Positive Stop 

59.2 1.3% 

Asbestos Type__s: 
Tremolite 

50.6 1.53% 

Asbestos Types: 
1.53% Tremolite 

57.9 1.24% 

% Asbestos Types: 
1.24% Tremolite 

Trace Chrysotile 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA; Not Analyzed 

Disclaimer: PLlvf is not consistently reliable in detectlng asbestos in floor coverings and similar non-fnab!e organically houndmareria!s. No Asbestos Detected or '[ruce results hy 
PLM 198.6 are considered inconclusive, JEM is currcnl!y the only method that can be used to determine {(material.~ can be considered as non asbes1os containing in NY State Tim report 
cannot be reproduced except in filii without the approval q(Responso: Lah.s, LLC. ?11is PLM repon relole~· ONLY to the items tested. Lwb1hty IS limited to the cost (?!'analysis. 
ELAP PL/11 Method 198.1 for friable samples or 198.6/or NOB Samples. 

Comments: Report Revised 1/12/12-Client Requested samples 5997 and5998 to be analyzed. 



Rev5.setl 

Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Compressor Room/ Chern. Mix Room/Exterior 

Laboratory Job Number: 854-420 

Sampled By: Bryan Cleary 

Collection Date: 12/8/2011 
Date Received: 12/9/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Color 

5999 342-04 

Sampled Material: White Paint Coating 

Sample Location: Exterior of Building 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

'Tw:n Around Time:, PT(O'P 

6000 342-05 

Sampled Material: White Paint Coating 

Sample Location: Exterior of Building 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

6001 342-06 

Sampled Material: W11ite Paint Coating 

Sample Location: Exterior of Building 

Analyzed By: 

Miaoscope: 

Method: Prep (Not A.nalyzed) 

Turn Around Time: Prep 

6002 342-07 Homogeneous 

Sampled Material: VVhite Paint Coating 

Sample Location: Exterior of Building 

White 

Analyzed By: 

Miaoscope: 
Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

6003 343-01 Homogeneous Grey 

Sampled Material: Grey Paint 

Sample Locatiou: Overhead X-Door 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscop~: Olympus BH-2-214 Tum Arou1td Time: 5 Day 

37.8% 

25.9 11.4 

Non-Asbestos Fibers 

Analyz~d Date: 

26.3 18.4 

Non-Asbestos Fibers 

Analyzed Date: 

27.4 14.8 

Non-Asbestos Fibers 

Analyzed Date: 

29.0 16.8 

Non-Asbestos Fibers 

Jinaly~ed Date: _ 

39.8 21.0 

Non-Asbestos Fibers 
None Detected 

An~lyzed Date: 1~/11/201~ 

Residue 

62.6 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

55.3 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

57.8 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

54.1 NAIPS 

% Asbestos Types: 
Not Analy1:ed Positive Stop 

39.1 1.3% 

% Asbestos Types: 
1.3% Tremolite 

Detinitons of Abbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at l% or Less. TEM:Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Ana(vzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM is not consistently reliable in detecting asbestos in floor covenngs and similar non-friable orgamcally bound materials. No Asbestos Detected or Trace results hy 
PL\1198.6 are considered rnconclusive, l'E\f is currently the only method that can be used to d(~/ermine !(materials can he considered as non asbestos contammg in NY State. 1his repot1 
cannot he reproduced except infi<ll wnhout the approval r4Re.\ponse Labs, LLC. 1his PLM report relates ONLY to the items tested. Uabihty 1s !muted to the cost of analysis. 
ELAP PLM Method 198.1 for friable samples or 198.6for b'OB Samples. 

Comments: Report Revised 1/12/12-Client Requested samples 5997 and 5998 to be analyzed. 



Revised 

Response Labs, LLC. 
12 Colvin Avenue, AlbamJ NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Revised I<t:rxrrt 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Compressor Room/ Chern. N!ix Room/Exterior 

Laboratory Job Number: 854 420 

Sampled By: Bryan Cleary 

Collection Date: 12/8/2011 

Date Received: 12/9/2011 

Lab Customer % Nou-Fibrous 
Matrix Material 

%of % 

6004 343-02 

Sampled Material: Grey Paint 

Sample Location: Overhead X~Door 

Analyzed By: 

Micros~ore: 

Method: Prep (Not Analyzed) 

Turn Arouud Ti~ne: Pl·ep 

6005 343-03 

Sampled Material: Grey Paint 

Sample Location: Overhead X¥Door 

Aualyzed By: 

Mi~roscope: 

6006 

Method: Prep (Nol Analyzed) 

Turn Around Time: Prep 

344-01 Homogeneous Grey 

Sampled Material: Block 

Sample Location: X~of Building 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscop~: qiyn:-.Ell:-" BH-2-214 Tum Around Time: 5 D,a,Y 

6007 344-02 Homogeneous Grey 

Sampled Material: Block 

Sample Location: X-of Building 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

~ic~osc?pe: Olym_p~s BH-2-214 Turn Around Time: 5 Day 

6008 345-01 Homogeneous Grey 

Sampled Material: Block Mortar 

Sample Location: X -of Building 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microsco.p_~: _qly~.pus BH-2-214 Tum Ar?tmd Time: 5 Day 

100% 

100% 

100% 

44.3 22.5 

Non-Asbestos Fibers 

Anal¥ze~ Date: 

42.0 23.6 

Non-Asbestos Fibers 

Analyzed Date: 

Non-Asbestos Fibers 
None Detected 

Ana!y~ed Date: 12/14/2011 

Non-Asbestos Fibers 
None Detected 

Aualyz~d Date: 1~/,1~(2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/14/2011 

% 

%of 
Residue 

33.3 

Total% of 

NAIPS 

Asbestos Types: 
Not Analyzed Positive Siop 

34.5 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% A_sbestos Types: 
No Asbestos Detected 

Definitons o(Abbreviations: NOB: ,Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Aficroscope, 
Inc.: inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Posttive Stop, NA: Not Analyzed 

Disclaimer: PL/v{ 1s not consistently reliahle 111 detecting ashesto<; in floor coverings and similar nonjhah!e organically bound materials. No Asbestos Detected or Trace results by 
l'!M 198.6 are considered mcondusive, TE!.,.f is currenl~).' the only method that can he used to detennine t(materials can be constdered as non asbestos contaming in NY Stale. This report 
cannot be reproduced except in fit/! without the approval of Response Labs, LLC This PLM report relates ONLY ro the Items tested Uabdtty i.\ !inuted to the cost of analysis. 
ELAP PLM Method 198.1 for friable samples or 198.6 for l\'OB Sample.~. 

Comments: Report Revised 1 /12/12-Client Requested samples 5997 and 5998 to be analyzed. 



Response Labs, LLC. 
12 Colvin Avenue, .Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Compressor Room/Chem. Mix Room/Exterior 

Laboratory Job Number: 854 420 

Sampled By: Bryan Cleary 

Collection Date: 12/8/2011 

Date Received: 12/9/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 

6009 345-02 Homogeneous Grey 

Sampled Material: Block Mortar 

Sample Location: X-of Building 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

A~icroscope: Ol_:y_n:~:p~s BH-2-214 Tum Around Time: 5 Day 

6010 346-01 Homogeneous Red 

Sampled Material: Brick 

Sample Location: Exterior 

Analyzed By: Justin Adams Method: N'YS ELAP 198.1 

Microscope: OlyJ?-~P"l!-5 BH-2-214 ,Turn Around Time: 5 Day 

6011 346-02 Homogeneous Red 

Sampled Material: Brick 

Sample Location: Exterior 

Analyzed By: justin Adams Method: NYS ELAP 198.1 

Microscop~:. 

6012 

C?}.Y!n_plls BH-2-214 Turn Around Time: 5 Day 

347-01 Homogeneous Red 

Sampled Material: Brick Mortm· 

Sample Location: Exterior 

Analyzed By: Justin Adams Method: Nt'S ELAP 198.1 

Miuosc?pe: ()_lf:_m:pus ~H-2-214 Turn Around Time: 5 Da:y 

6013 347-02 Homogeneous Red 

Sampled Material: Brick Mortar 

Sample Location: Exterior 

Analyzed By: Justin Adams Method: N'fS ELAP 198.1 

Microscope: Olympus ~H-2-214 Turn Around Time: _5 Day 

100% 

100% 

100% 

100% 

100% 

Non-Asbestos Fibers 
None Detected 

Analyzed Da~e: 12(14/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/14/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/14/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12./14/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/14(2011 

Residue 

NAD 

.% .... ~sbestos}"yres: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: ,Von-Organically Bound, Trace: Asbestos Detected at J% ot Less, TEM:Transmission Electron Microscope, 
Inc.: inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PHi is no! consistently reliable in detectmg asbesros m floor covermgs and similar non:lriahle organicaffy hound marerials .• Aio Asbestos Detected or Trace results by 
PLM 198.6 are considered inconclusive. J'EM is c71rn:ntly the on!)' method that can be used to detennme r/matenals can be cons1dered as non asbestos containing in NY State. Yl1is report 
cannot be reproduced except in _fUll without !he approval of Response Labs, LLC. This PJM report relates ONLY to the items tested Uabilitv is limiled to lhe ('OSl ofanalysis. 
EL4P PLM Method 198.1 for friable samples or I98.6jor NOB Samples. 

Comments: Report Revised 1/12/12-Client Requested samples 5997 and 5998 to be analyzed. 

u 
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AMER!SCI 

December 10, 2011 

Ambient Environmental, Inc. 
Attn: Joe!!a Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211121539 
P.0.#111110AA 

AmeriSci New York. 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Dear Joel Ia Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Monday, December 05, 2011, for a 5 day turnaround: 

Sample ID 246-01 through 283-05 

The 93 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLMfTEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

~cerely. 

"t~Y/U~ 
/ I 
\."' J 
Paul' J_ Mucha 

Laboratory Director 

Boston- Los Angeles- New York- Richmond 



AmeriSci New York 
117 EAST 30TH ST. 

AMER!SCI NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Envi;onmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 

Date Received 
Date Examined 
ELAP# 

12/05/11 
12/09/11 
11480 

AmeriSci Job # 
P.O.# 

211121539 

Page 1 of 16 
RE: 111110AA; Beech-Nut; 

Strained Food Bldg. 
Mohawk St.; Canajoharie, NY; 

Albany, NY 12206 

Client No. I HGA Lab No. Asbestos Present 

246-01 211121539-01 
246 Location: Terra cotta Floor Tiles, Filler Rm. 1st Floor 

Analyst Description: Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

246-02 
246 

Other Material: Non-fibrous 100% 

211121539-02 
Location: Terracotta Floor Tiles, Filler Rm. 2nd Floor 

Analyst Description: Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

247-01 
247 

Other Material: Non-fibrous 100% 

211121539-03 
Location: Grout For 246-01, Filler Rm. 2nd Floor 

No 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

247-02 
247 

Other Material: Non-fibrous 100 % 

211121539-04 
Location: Grout For 246-02, Filler Rm. 1st Floor 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

248-01 
248 

Other Material: Non-fibrous 100 % 

211121539-05 
Location: 1x1 Ceiling Tiles, Office #1 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 2.2% 

See Reporting notes on last page 

No 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 
Cl'lent Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

248-02 211121539-06 
248 Location: 1x1 Ceiling Tiles, Office #1 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

249-01 

249 

Other Material: Non-fibrous 3.6% 

211121539-07 
Location: Glue Dabs For 248-01, Office #1 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

249-02 

249 

Other Material: Non-fibrous 41.2 % 

211121539-08 
Location: Glue Dabs For 248-02, Office #1 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

250-01 

250 

Other Material: Non-fibrous 44.5 % 

211121539-09 
Location: Concrete Ceiling, Filling Room 

No 

No 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

250-02 

250 

Other Material: Non-fibrous 100% 

211121539-10 
Location: Concrete Ceiling, Filling Room 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 

Asbestos Types: 

251-01 

251 

Other Material: Non-fibrous 100% 

211121539-11 
Location: Stair Treads, Stairwell @ Column D 

No 

Analyst Description: Dark Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100% 

See Reporting notes on last page 

Page 2 of 16 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198 1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job #: 211121539 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

251-02 211121539-12 No 
251 Location: Stair Treads, Stairwell@ Column D 

Analyst Description: Dark Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

251-01 
251-1 

Other Material: Non-fibrous 100% 

211121539-13 
Location: Sink Sound Coat, Grey- Kitchen 1st Fl. 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

251-02 
251-1 

Other Material: Non-fibrous 33.6 % 

211121539-14 
Location: Sink Sound Coat, Grey- Kitchen 1st Fl. 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

252-01 
252 

Other Material: Non-fibrous 35.3% 

211121539-15 
Location: Gasket,@ VAT's 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

252-02 
252 

Other Material: Non-fibrous 48.1% 

211121539-16 
Location: Gasket,@ VAT's 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

253-01 
253 

Other Material: Non-fibrous 47.7% 

211121539-17 
Location: TSI, 2nd Floor Pillar C-4 

Analyst Description: WhHe, Homogeneous, Non-Fibrous, Bulk Mater'1al 
Asbestos Types: Chrysotile 7.0% 

Other Material: Non-fibrous 93 % 

See Reporting notes on last page 

No 

No 

No 

No 

Yes 

Page 3 of 16 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

7% 
(ELAP 198.1; 400pc) 
by Karol H. Lu 
on 12109111 



AmeriSci Job #: 211121539 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

253-02 211121539-18 
253 Location: TSI, 2nd Floor Pillar C-4 

Analyst Description: Bulk Material 
Asbestos Types: 

254-01 
254 

Other Material: 

211121539-19 
Location: White Wall Plaster, 207 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

254-02 
254 

Other Material: Non-fibrous 100% 

211121539-20 
Location: White Wall Plaster, 207 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

254-03 
254 

Other Material: Non-fibrous 100% 

211121539-21 
Location: White Wall Plaster, 208 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

255-01 
255 

Other Material: Non-fibrous 100% 

211121539-22 
Location: Cove Base Mastic, 211 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 2.3 % 

211121539-23 255-02 
255 Location: Cove Base Mastic, 212 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 6.9% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Page 4 of 16 

Total %Asbestos 

NAIPS 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 1981) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198 6) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

256-01 211121539-24 
256 Location: Cove Base, 211 

Analyst Description: Blue, Homogeneous, Non-F'1brous, Bulk Material 
Asbestos Types: 

256-02 
256 

Other Material: Non-fibrous 45.7% 

211121539-25 
Location: Cove Base, 212 

Analyst Description: Blue, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

257-01 
257 

Other Material: Non-fibrous 51.9% 

211121539-26 
Location: Thin Set For Clay Tile Floor, 2nd Floor Pillar 81 

No 

No 

No 

Analyst Description: Red, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

257-02 
257 

Other Material: Non-fibrous 100% 

211121539-27 
Location: Thin Set For Clay Tile Floor, 2nd Floor Pillar B1 

No 

Analyst Description: Red, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

211121539-28 No 258-01 
258 Location: Ceiling Mastic Metal To Foam, 2nd Floor Bldg. 20@ C1 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 14% 

211121539-29 No 258-02 
258 Location: Ceiling Mastic Metal To Foam, 2nd Floor Bldg. 20@ C1 

Analyst Description: Brown, Homogeneous. Non-Fibrous, Bulk Materia! 
Asbestos Types: 

Other Material: Non-fibrous 17.2% 

See Reporting notes on last page 

Page 5 of 16 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09111 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

259-01 211121539-30 
259 Location: 12x12 VFT Yellow, Rm. 211 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

259-02 
259 

Other Material: Non-fibrous 24.6 % 

211121539-31 
Location: 12x12 VFT Yellow, Rm. 212 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

260-01 
260 

Other Material: Non-fibrous 21 % 

211121539-32 
Location: Floor Tile Mastic, Rm. 207 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

260-02 
260 

Other Material: Non-fibrous 26.2% 

211121539-33 
Location: Floor Tile Mastic, Rm. 210 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

261-01 
261 

Other Material: Non-fibrous 37.2 % 

211121539-34 
Location: 12x12 VFT Gray, Rm. 207 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

261-02 
261 

Other Material: Non-fibrous 4.5% 

211121539-35 
Location: 12x12 VFT Gray, Rm. 210 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Mater1al 
Asbestos Types: 

Other Material: Non-fibrous 3.8 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 6 of 16 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 



AmeriSci Job #: 211121539 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

262-01 211121539-36 
262 Location: 2x4 Ceiling Tile, Rm. 210 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

262-02 
262 

Other Material: Non-fibrous 31.9 % 

211121539-37 
Location: 2x4 Ceiling Tile, Rm. 210 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

263-01 
263 

Other Material: Non-fibrous 23 % 

211121539-38 
Location: Fume Hood Inside Liner, Rm. 213 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

263-02 
263 

Other Material: Cellulose 1 %, Fibrous glass 15 %, Non-fibrous 84% 

211121539-39 
Location: Fume Hood Inside Liner, Rm. 213 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

264-01 
264 

Other Material: Cellulose Trace, Fibrous glass 15%, Non-fibrous 85% 

211121539-40 
Location: Lab Counter, Rm. 213 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

264-02 
264 

Other Material: Non-fibrous 100% 

211121539-41 
Location: Lab Counter, Rm. 213 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 7 of 16 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09111 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job #: 211121539 

Client Name: Ambient Environmental, Inc. 
Page 8 of 16 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

265-01 211121539-42 
265 Location: 12x12 VFT Brown, Rm. 213 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25% pc 

265-02 

265 

Other Material: Non-fibrous 18.6% 

211121539-43 
Location: 12x12 VFT Brown, Rm. 213 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

266-01 

266 

Other Material: Non-fibrous 15.8 % 

211121539-44 
Location: Clay Block Wall Grout, Rm. 201 

Yes 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

266-02 

266 

Other Material: Non-fibrous 1 00 % 

211121539-45 
Location: Clay Block Wall Grout, Rm. 201 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

267-01 

267 

Other Material: Non-fibrous 100% 

211121539-46 
Location: Clay Block Wall, Rm. 201 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

267-02 
267 

Other Material: Non-fibrous 1 00 % 

211121539-47 
Location: Clay Block Wall, Rm. 201 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100% 

See Reporting notes on last page 

No 

No 

Total %Asbestos 

Trace (<0.25% pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 12/09/11 

Trace (<0.25% pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

268-01 211121539-48 
268 Location: Ceramic Floor Tile, Rm. 215 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

268-02 
268 

Other Material: Non-fibrous 100 % 

211121539-49 
Location: Ceramic Floor Tile, Rm. 216 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

269-01 
269 

Other Material: Non-fibrous 100% 

211121539-50 
Location: Ceramic Floor Tile Grout, Rm. 215 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

269-02 
269 

Other Material: Non-fibrous 100 % 

211121539-51 
Location: Ceramic Floor Tile Grout, Rm. 216 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

270-01 
270 

Other Material: Non-fibrous 100 % 

211121539-52 
Location: Wall Tile, Rm. 215 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

270-02 
270 

Other Material: Non-fibrous 100% 

211121539-53 
Location: Wall Tile, Rm. 216 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 9 of 16 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198 1) 
by Karol H. Lu 
on 12/09111 



AmeriSci Job #: 211121539 

Client Name: Ambient Environmental, Inc. 
Page 10 of 16 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

271-01 211121539-54 
271 Location: Wall Tile Grout, Rm. 215 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

271-02 
271 

Other Material: Non-fibrous 100% 

211121539-55 
Location: Wall Tile Grout, Rm. 216 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

272-01 
272 

Other Material: Non-fibrous 100% 

211121539-56 
Location: Silver Paint, Rm. 310 On Cooler Unit 

Analyst Description: Silver/Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

272-02 
272 

Other Material: Non-fibrous 28.1 % 

211121539-57 
Location: Silver Paint, Rm. 310 On Cooler Unit 

Analyst Description: Silver/Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

272-03 
272 

Other Material: Non-fibrous 24.6% 

211121539-58 
Location: Silver Paint, Rm. 402 On Cooler Unit 

Analyst Description: Silver/Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25% pc 

273-01 
273 

Other Material: Non-fibrous 32.1 % 

211121539-59 
Location: Plaster Wall, Rm. 310 

No 

No 

No 

No 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100% 

See Reporting notes on last page 

Total %Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

Trace {<0.25% pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09111 



AmeriSci Job #: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA lab No. Asbestos Present 

273-02 211121539-60 No 
273 Location: Plaster Wall, Rm. 310 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

273-03 
273 

Other Material: Non-fibrous 100% 

211121539-61 
Location: Plaster Wall, Rm. 310 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

274-01 
274 

Other Material: Non-fibrous 1 00 % 

211121539-62 
Location: Textured Floor Coating, Rm. 303 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

274-02 
274 

Other Material: Non-fibrous 100% 

211121539-63 
Location: Textured Floor Coating, Rm. 303 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

274-03 
274 

Other Material: Non-fibrous 100% 

211121539-64 
Location: Textured Floor Coating, Rm. 303 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementif1ous, Bulk Material 
Asbestos Types: 

275-01 
275 

Other Material: Non-fibrous 100% 

211121539-65 
Location: Glue For Styrofoam Ceiling, Rm. 302 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 24.7% 

See Reporting notes on last page 

No 

Page 11 of 16 

Total% Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

275-02 211121539-66 
275 Location: Glue For Styrofoam Ceiling, Rm. 302 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

276-01 

276 

Other Material: Non-fibrous 23 % 

211121539-67 
Location: Clay Wall Tile Grout, Rm. 301 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Mater1al 
Asbestos Types: 

276-02 

276 

Other Material: Non-fibrous 100 % 

211121539-68 
Location: Clay Wall Tile Grout, Rm. 301 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

277-01 

277 

Other Material: Non-fibrous 100% 

211121539-69 
Location: Clay Wall Tile, Rm. 301 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

277-02 
277 

Other Material: Non-fibrous 100 % 

211121539-70 
Location: Clay Wall Tile, Rm. 301 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

278-01 

278 

Other Material: Non-fibrous 100% 

211121539-71 
Location: TSI, Rm. 303@ B3 

Analyst Description: Grey/Brown, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 33.3% 

Other Material: Non-fibrous 66.7 % 

See Reporting notes on last page 

No 

No 

Yes 

Page 12 of 16 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

33.3% 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA lab No. Asbestos Present 

278-02 211121539-72 
278 Location: TSI, Rm. 303@ 83 

Analyst Description: Bulk Material 
Asbestos Types: 

278-03 
278 

Other Material: 

211121539-73 
Location: TSI, Rm. 303@ 83 

Analyst Description: Bulk Material 
Asbestos Types: 

279-01 
279 

Other Material: 

211121539-74 
Location: Mastic, Rm. 309 Cooler 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

279-02 
279 

Other Material: Non-fibrous 8.8 % 

211121539-75 
Location: Mastic, Rm. 309 Cooler 

Analyst Description: Black, Homogeneous, Non-F'1brous, Bulk Material 
Asbestos Types: 

273-04 
273 

Other Material: Non-fibrous 5 % 

211121539-76 
Location: Plaster Wall, Rm. 402 Cooler 

No 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Mater1al 
Asbestos Types: 

273-05 
273 

Other Material: Non-fibrous 100% 

211121539-77 
Location: Plaster Wall, Rm. 402 Cooler 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Buik Material 

Asbestos Types: 
Other Material: Non-fibrous 100% 

See Reporting notes on last page 

Page 13 of 16 

Total %Asbestos 

NA/PS 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198 6) 
by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109111 



AmeriSci Job #: 211121539 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

280-01 211121539-78 
280 Location: TSI, Rm. 404 Pillar B3 

Analyst Description: OffWhite, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 17.4% 

280-02 
280 

Other Material: Non-fibrous 82.6% 

211121539-79 
Location: TSI, Rm. 404 Pillar B3 

Analyst Description: Bulk Material 
Asbestos Types: 

280-03 
280 

Other Material: 

211121539-80 
Location: TSI, Rm. 404 Pillar B3 

Analyst Description: Bulk Material 
Asbestos Types: 

281-01 
281 

Other Material: 

211121539-81 
Location: TSI, Bldg. 20, 3rd Floor Pillar B3 

Analyst Description: Dark Brown, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 36.4% 

Other Material: Cellulose 5 %, Non-fibrous 58.6% 

281-02 
281 

211121539-82 
Location: TSI, Bldg. 20, 3rd Floor Pillar B3 

Analyst Description: Bulk Material 
Asbestos Types: 

281-03 
281 

Other Material: 

Location: TSI, 4th Floor 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

211121539-83 

Yes 

Yes 

Page 14 of 16 

Total %Asbestos 

17.4% 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NA/PS 

NA/PS 

36.4% 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NA/PS 

NA/PS 



AmeriSci Job#: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OM; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

282-01 211121539-84 
282 Location: Cream Paint, Rm. 403 Wall 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

282-02 
282 

Other Material: Non-fibrous 20.8 % 

211121539-85 
Location: Cream Paint, Rm. 403 Wall 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

282-03 
282 

Other Material: Non-fibrous 48.2 % 

211121539-86 
Location: Cream Paint. Rm. 403 Wall 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

282-04 
282 

Other Material: Non-fibrous 46.1 % 

211121539-87 
Location: Cream Paint, Rm. 403 Wall 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

282-05 
282 

Other Material: Non-fibrous 51 % 

211121539-88 
Location: Cream Paint, Rm. 403 Wall 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 45 % 

211121539-89 

No 

No 

No 

No 

No 

Yes 283-01 
283 Location: Silver Paint, Rm. 403 Wall Under Cream Paint "Physically Inseparable 

Layers In Sample - Sample Composited For Analysis" 

Analyst Description: Silver/Black, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 8.0 % 

Other Material: Non-fibrous 40.2 % 

See Reporting notes on last page 

Page 15 of 16 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

8% 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA lab No. Asbestos Present 

283-02 211121539-90 
283 Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

211121539-91 283-03 

283 Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

211121539-92 283-04 
283 Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

211121539-93 283-05 
283 Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

~/' ./'y;? --:/:/ . ,:;>~/ 
Analyzed by: Karol H. Lu K ";::t---{;~::£/L__-.-;, 

Reporting Notes: 

Page 16 of 16 

Total %Asbestos 

NA/PS 

NA/PS 

NAIPS 

NAIPS 

*NAD/NSD =no asbestos detected; NA -not analyzed; NA!PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4~82~020 per 40 
CFR 763 (NVLAP Lab Code 200546·0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos·containing in NY State (also see EPA Advisory for floor tile, FR 59,146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mand,ate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested. A.IHJ?.. ab i!['' 02843, Rl Cert#AAL-094, CT Cert#PH·0186, Mass Cert#AA000054. 

/Y! !l 
Reviewed By: }'/JJ,j i l{ r:::= END OF REPORT ___ _ 

( ! 
"' .. ,.,/ 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic 11/o 

01 246-01 246 

Location: Terracotta Floor Tiles, Filler Rm. 1st Floor 

02 246-02 246 

location: Terra cotta Floor Tiles, Filler Rm. 2nd Floor 

03 247-01 247 

Location: Grout For 246-01, Filler Rm. 2nd Floor 

04 247-02 247 

Location: Grout For 246-02, Filler Rm. 1st Floor 

05 248-01 248 0.091 96.7 1.1 2.2 

Location: 1 x1 Ceiling Tiles, Office #1 

06 248-02 248 0.305 95.1 1.3 3.6 

Location: 1x1 Ceiling Tiles, Office #1 

07 249-01 249 0.708 55.6 3.1 41.0 

Location: Glue Dabs For 248-01, Office #1 

08 249-02 249 1.091 53.3 2.1 44.3 

Location: Glue Dabs For 248-02, Office #1 

09 250-01 250 

Location: Concrete Ceiling, Filling Room 

10 250-02 250 

Location: Concrete Ceiling, Filllng Room 

11 251-01 251 

Location: Stair Treads, Stairwell@ Column D 

12 251-02 251 

Location: Stair Treads, Stairwell @ Column D 

13 251-01 251-1 0.217 36.9 29.5 33.6 

Location: Sink Sound Coat, Grey- Kitchen 1st Fl. 

14 251-02 251-1 0.303 36.0 28.7 35.3 

Location: Sink Sound Coat, Grey - Kitchen 1st Fl. 

15 252-01 252 0.339 40.1 11.8 48.1 

Location: Gasket,@ VAT's 

16 252-02 252 0.365 39.7 12.6 47.7 

Location: Gasket, @ VAT's 

See Reporting notes on last page 

Page 1 of7 

** Asbestos % by ** Asbestos % by 
PLM/DS TEM 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

NAD NAD 

NAD NAD 

NAD Chrysotile <1.0 

NAD Chrysotile <1.0 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 



AmeriSci Job#: 211121539 Page 2 of? 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non-Asbestos **Asbestos % by ** Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLMIDS TEM 

17 253-01 253 Chrysotile 7.0 NA 

Location: TSI, 2nd Floor Pillar C-4 

18 253-02 253 NA/PS NA 

Location: TS!, 2nd Floor Pillar C-4 

19 254-01 254 NAD NA 
Location: White Wall Plaster, 207 

20 254-02 254 NAD NA 
Location: White Wall Plaster, 207 

21 254-03 254 NAD NA 

Location: White Wall Plaster, 208 

22 255-01 255 0.088 92.0 5.7 2.3 NAD NAD 

Location: Cove Base Mastic, 211 

23 255-02 255 0.058 91.4 1.7 6.9 NAD NAD 

Location: Cove Base Mastic, 212 

24 256-01 256 0.317 41.6 12.6 45.7 NAD NAD 

Location: Cove Base, 211 

25 256-02 256 0.310 42.3 5.8 51.9 NAD NAD 
Location: Cove Base, 212 

26 257-01 257 NAD NA 

Location: Thin Set For Clay Tile Floor, 2nd Floor Pillar B1 

27 257-02 257 NAD NA 

Location: Thin Set For Clay Tile Floor, 2nd Floor Pillar B1 

28 258-01 258 0.365 81.4 4.7 14.0 NAD NAD 

Location: Ceiling Mastic Metal To Foam, 2nd Floor Bldg. 20@ Ci 

29 258-02 258 0.262 81.3 1.5 17.2 NAD NAD 

Location: Ceiling Mastic Metal To Foam, 2nd Floor Bldg, 20@ C1 

30 259-01 259 0.662 21.8 53.6 24.6 NAD NAD 
Location: 12x12 VFT Yellow, Rm. 211 

31 259-02 259 0.353 22.9 56.1 21.0 NAD NAD 

Location: 12x12 VFT Ye!!ow, Rm. 212 

32 260-01 260 0.130 43.8 30.0 26.2 NAD NAD 

Location: Floor Tile Mastic, Rm. 207 

See Reporting notes on last page 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 

Weight Sensitive Soluble Non~Asbestos 

Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% 

33 260-02 260 0.137 43.1 19.7 37.2 

Location: Floor Tile Mastic, Rm. 210 

34 261-01 261 0.470 17.7 77.9 4.5 

Location: 12x12 VFT Gray, Rm. 207 

35 261-02 261 0.316 16.8 79.4 3.8 

Location: 12x12 VFT Gray, Rm. 210 

36 262-01 262 0.160 13.8 54.4 31.9 

Location: 2x4 Ceiling Tile, Rm. 210 

37 262-02 262 0.395 13.2 63.8 23 0 

Location: 2x4 Ceiling Tile, Rm. 210 

38 263-0'1 263 

Location: Fume Hood Inside Liner, Rm. 213 

39 263-02 263 

Location: Fume Hood Inside Liner, Rm. 213 

40 264-01 264 

Location: Lab Counter, Rm. 213 

41 264-02 264 

Location: Lab Counter, Rm. 213 

42 265-01 265 0.387 24.8 56.6 13.0 

Location: 12x12VFT Brown, Rm. 213 

43 265-02 265 0.183 25.1 59.0 15.8 

Location: 12x12 VFT Brown, Rm. 213 

44 266-01 266 

Location: Clay Block Wall Grout, Rm. 201 

45 266-02 266 

Location: Clay Block Wall Grout, Rm. 201 

46 267-01 267 

Location: Clay Block Wall, Rm. 201 

47 267-02 267 

Location: Clay Block WaH, Rm. 201 

48 268-01 268 

Location: Ceramic Floor Tile, Rm. 215 

See Reporting notes on last page 

Page 3 of7 

*"'Asbestos 0/u by **Asbestos % by 
PLMIDS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

Chrysotile <0.25 Chrysotile 5.6 

Chrysotile <0.25 NA/PS 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

NAD NA 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos 

Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% 

49 268-02 268 

Location: Ceramic Floor Tile, Rm. 216 

50 269-01 269 

Location: Ceramic Floor Tile Grout, Rm. 215 

51 269-02 269 

Location: Ceramic Floor Tile Grout, Rm. 216 

52 270-01 270 

Location: Wall Tile, Rm. 215 

53 270-02 270 

Location: Wall Tile, Rm. 216 

54 271-01 271 

Location: Wall Tile Grout, Rm. 215 

55 271-02 271 

Location: Wall Tile Grout, Rm. 216 

56 272-01 272 0.647 61.7 10.2 28.1 

location: Silver Paint, Rm. 310 On Cooler Unit 

57 272-02 272 0.171 66.7 88 24.6 

Location: Silver Paint, Rm. 310 On Cooler Unit 

58 272-03 272 0.053 64.2 3.8 31.9 

Location: Sliver Paint, Rm. 402 On Cooler Unit 

59 273-01 273 

Location: Plaster Wall, Rm. 310 

60 273-02 273 

Location: Plaster Wall, Rm. 310 

61 273-03 273 

Location: Plaster Wall, Rm. 310 

62 274-01 274 

Location: Textured Floor Coating, Rm 303 

63 274-02 274 

Location: Textured Floor Coating, Rm. 303 

64 274-03 274 

Location: Textured Floor Coating, Rm. 303 

See Reporting notes on last page 

Page 4 of7 

** Asbestos % by **Asbestos % by 
PLM/OS TEM 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

NAD NAD 

NAD NAD 

Chrysotile <0.25 Chrysotile <1.0 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

NAD NA 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

AmeriSci 
Sample# Client Sample# 

65 275-01 

Location: Glue For Styrofoam Ceiling, Rm. 

66 275-02 

Location: Glue For Styrofoam Ceiling, Rm. 

67 276-01 

Location: Clay Wa!! THe Grout, Rm. 301 

68 276-02 

Location: Clay Wa!! Tile Grout, Rm. 301 

69 277-01 

Location: Clay Wall Tile, Rm. 301 

70 277-02 

Location: Clay Wall Tile, Rm. 301 

71 278-01 

Location: TSI. Rm. 303@ 83 

72 278-02 

Location: TSI, Rm. 303@ 83 

l3 278-03 

Location: TSI, Rm. 303@ 83 

74 279-01 

Location: Mastic, Rm. 309 Cooler 

75 279-02 

Location: Mastic, Rm. 309 Cooler 

76 273-04 

Location: Plaster Wall, Rm. 402 Cooler 

"17 273-05 

Location: Plaster Wall, Rm. 402 Cooler 

78 280-01 

Location: TSI, Rm. 404 Pillar 83 

79 280-02 

Location: TSI, Rm. 404 Pillar 83 

80 280-03 

Location: TSI, Rm. 404 Pillar 83 

See Reporting notes on last page 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 
HG Weight Sensitive Soluble Non~Asbestos 

Area (gram) Organic 0/o Inorganic% Inorganic% 

275 0.259 54.1 21.2 24.7 

302 

275 0.348 54.0 23.0 23.0 

302 

276 

276 

277 

277 

278 

278 

278 

279 0.422 78.9 12.3 8.8 

279 0.179 91.1 3.9 5.0 

273 

273 

280 

280 

280 

Page 5 of 7 

**Asbestos % by ** Asbestos Of.., by 
PLMIDS TEM 

NAD NAD 

NAD NAD 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

Chrysotite 33.3 NA 

NAIPS NA 

NAIPS NA 

NAD NAD 

NAD NAD 

NAD NA 

NAD NA 

Chrysoti!e 17.4 NA 

NAIPS NA 

NAIPS NA 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non·Asbestos 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% 

81 281-01 281 

Location: TSI, Bldg. 20, 3rd Floor Pillar 83 

82 281-02 281 

Location: TS!, Bldg. 20, 3rd Floor Pillar 83 

83 281-03 281 

Location: TSI, 4th Floor 

84 282-01 282 0.365 47.9 31.2 20.8 

Location: Cream Paint, Rm. 403 Wall 

85 282-02 282 0.307 48.2 3.6 48.2 

Location: Cream Paint, Rm. 403 Wall 

86 282-03 282 0.245 49.4 4.5 46.1 

Location: Cream Paint, Rm. 403 Wall 

87 282-04 282 0.349 47.9 1.1 51.0 

Location: Cream Paint, Rm. 403 Wall 

88 282-05 282 0.431 51.3 3.7 45.0 

Location: Cream Paint, Rm. 403 Wall 

89 283-01 283 0.492 51.4 0.4 40.2 

Location: Silver Paint, Rm. 403 Wall Under Cream Paint "Physically Inseparable Layers In Sample~ Sample Composited For Analysis" 

90 283-02 283 0 305 49.2 0.7 50.2 

Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

91 283-03 283 0.478 49.0 1.5 49.6 

Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

92 283-04 283 0.622 44.5 0.6 54.8 

Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

93 283-05 283 0.439 47.8 0.2 51.9 

Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

See Reporting notes on last page 
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*"Asbestos % by **Asbestos % by 
PLM/DS TEM 

Chrysotile 36.4 NA 

NAIPS NA 

NAIPS NA 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

Chrysotile 8.0 NA 

NNPS NA 

NA!PS NA 

NA!PS NA 

NA!PS NA 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

/::! r~/;;:~ ; 
0::;F~Z~' 

Sample 
Weight 
{gram) 

Heat 
Sensitive 
Organic "'o 

Acid 
Soluble 

Inorganic% 

Insoluble 
Non-Asbestos 
Inorganic 11/o 

** Asbestos % by 
PLM/DS 

Page 7 of7 

**Asbestos '% by 
TEM 

Analyzed by: Roman Peysakhov ~A :(..~.·~// ; Date Analyzed 12/10/2011 
**Quantitative Analysis (Seml/F ; Bulk Asbest6S Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples·, TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD::: no asbestos detected during a quantitative analysis; NA"' not analyzed; Trace"' 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses}; AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limit~ion, ~!y TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 

non-un1formly dispers --~~~brJs/fo: which PLM e:::uation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: Y t/{ t 1 

( 
j 
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Response Labs, LLC. 
12 Colviu Avenue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Tunnel4/Exterior Coating 

Client Project Number: 111110AA 

Laboratory Job Number: 854 436 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of 'f ota l o/o of 

6334 348-01 Homogeneous Grey 44.4% 

Sampled Material: Exterior Paint 

Sample Location: On Tunnel4 

Analyzed By: Justin Adams Metlwd: NYS ELAP 198.6 

Microscope: Olyl!lpus BH-2-214 Turn Around Time: 5 ~~!'., 

6335 348-02 Homogeneous Grey 

Sampled Material: Exterior Paint 

San1ple Location: On Tunnel4 

Analyzed By: 
Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

6336 348-03 Homogeneous Grey 

Sampled Material: Exterior Paint 

Sample Location: On Twmel4 

Analyzed By: Method: Prep (Not Analyzed) 

Turn Around Time: Prep Microscope: 

6337 348-04 Homogeneous Grey 

Sampled Material: Exterior Paint 

Sample Location: On Tunnel4 

A-nalyzed By: 

Microscope: 
M.etlwd.· Prep (Not Analyzed) 

Tum Around Time: Prep 

33.5 19.3 

Non-Asbestos Fibers 
None Detected 

fl:iw~yzed Date: 
38.5 

12/27/2011 

16.1 

Non-Asbestos Fibers 

Analyzed Date: 

42.2 13.6 

Non-Asbestos Fibers 

Analyzed Date: 

45.5 14.8 

Non-Asbestos Fibers 

Ana!J!zed Date: 

47.1 2.7% 

% Asbestos Types: 
2]% Anthophyllite 

45.4 NNPS 

__ %_ Asbestos Types: 
Not Analyzed Positive Stop 

44.2 NNPS 

_%__ Asbestos ~YP~~;·-"---·----------
Not Analyzed Positive Stop 

39.8 NNPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at I% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLlvf is no/ consistently reliable in detectmg asbestos in .floor coverings a11d similar non~friab!e organically bound materials_ No Asbestos Detected or Trace results by 
PLM are considered inconclusive, 17:.-M is currently lhe only method that can he used to de/ermine !ftnalerials can be considered as non asbestos contaming in iVT State. This report 
cannot he reproduced except in full wilhout the appro1•at o{Response Labs, 11.C This PLM report relates ON!,'! to !he items les/ed. Liability is limited to the costqf analysis. 
ELAP PLM Method 198.1 for friable samples or l98.6jor NOB ,l.,'amples. 

Comments: 

/, 
I 
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Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
:tv1ohawk St, Canajoharie NY 

Sampling Area: Tunnel4/Exterior Coating 

Laboratory Job Number: 854 436 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of %of Acid Soluble % of Total o/oof 
Residue 

6338 348-05 Homogeneous Grey 

Sampled Material: Exterior Paint 

Sample Location: On Tunnel4 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: ~rep 

6339 342-08 Homogeneous "'\Nhitc 32.5% 

Sampled Material: Paint Coating 

Sample Locatiou: Parapit Coping Roofs 

Analyzed By: 

NJicroscope: 
6340 

justin Adams Method: NYS ELAP 198.6 

Olympus BH-2-214, Tum Around Time: 5 Day 

342-09 Homogeneous VVhite 

Sampled Material: Paint Coating 

Sample Location: Parapit Coping Roofs 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscop~: Olymp_~s BH-2-214 Tunz Aroulld Time: 5 Day 

7% 

6341 349-01 Homogeneous Black 10.4% 

Sampled Material: Tar Coating 

Sample Location: On Tmw.e14 Roof 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

!v1 icroscop_e: 

6342 

S?~Y.n~P.~ls BH-2-214 , rum Around Time: S~~?~r_-

349-02 Homogeneous Black 

Sampled Material: Tar Coating 

Sample Location: On Tunnel4 Roof 

Analyzed By: 

Microscop~: 

Method: Prep (Not Analyzed) 

Turn Around Time: J>r~p 

37.5 15.1 

Non-Asbestos Fibers 

Analyzed Date: 

17.0 48.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

4.3 

12/27/2011 

87.4 

Non-Asbestos Fibers 
None Detected 

Analyzed Da~e: 1~/27/2011 

60.5 18.7 

Non~Asbestos Fibers 
None Detected 

Jt_n_~Iyzed Date.· 

69.9 

12/27/2011 

13.3 

Non-Asbestos Fibers 

Aualyzed Date: 

47.4 NA/PS 

% Asbestos Tyf1es: 
Not Analyzed Positive Stop 

34.9 2.4% 

% ...... ,Asbestos Types: 
2.4% C1uysotile 

8.3 1.3% 

% Asbestos Types: 
1.3% Chrysotile 

% 
10.4% 

20.7 10.4% 

Asbestos Types: 
Chrysotile 

16.8 NAIPS 

% A.sbestos Types: 
Not Analyzed Positive Stop 

Definitons o(Abbreviations: NOB: i'lon+Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop. NA: 1V'ot Analyzed 

Disclaimer: PLM is not consJSiemly reliable in detecting asbestos in floor coverings and similar non-fi'iab!e organically bound materials. i\'o Asbestos Detl.!cted or Trace results by 
PLL\4 are com"idered mconclusive, TEAI IS curremly the only method that can be used to determine {lmatenals can be considered as non asbestos contaming in l</Y State. Jhis report 
cannot be reproduced except infit!l wilhout the approval u.fResponse Labs, LLC. This PLA.f report relmes ONLY to the ilems tested. Lwhi(ity is limited to the ens/ {!I analysiS. 
ELAP PLM 1lletlwd 198.1 for friable samples or 198.6 for NOB Sample!>'. 

Comments: 
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AMERtSC! 

December 15, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211121516 
P.O. #111110AA 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Tunnels 1-4@ Strained Food 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Monday, December 05, 2011, for a 5 day turnaround: 

287-01' 287-02, 288-01' 288-02, 289-01' 289-02, 290-01' 290-02, 290-03 

The 9 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. requested 
ELAP PLMfTEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

If lf 
(,rg /U ,. ___.~ 
iild;r i ~-
( ! 

P~j Mucha 
Laboratory Director 

Boston - Los Angeles - New York · Richmond 



AMERISCI 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 

Date Received 12/05/11 
Date Examined 12/08/11 

AmeriSci Job # 
P.O.# 

211121516 

12 Colvin Avenue ELAP # 11480 Page 1 of 2 

Albany, NY 12206 

RE: 111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; 
Tunnels 1-4 @ Strained Food 

Client No. I HGA Lab No. Asbestos Present 

287-01 
287 

211121516-01 
Location: Tunnel 2 Floor/Floor Coating 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

287-02 
287 

Other Material: Non-fibrous 50.3% 

211121516-02 
Location: Tunnel 2 Floor/Floor Coating 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

288-01 
288 

Other Material: Non-fibrous 51.2 % 

211121516-03 
Location: Tunnel 3/Ceiling Tile 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

288-02 

288 

Other Material: Non-fibrous 3.3% 

211121516-04 
Location: Tunnel 3/Ceiling Tile 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

289-01 
289 

Other Material: Non-fibrous 9.7% 

211121516-05 
Location: Tunnel 4 On HangersrrSI Residue 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 50.0% 

Other Material: Non-fibrous 50 % 

See Reporting notes on last page 

No 

No 

No 

No 

Yes 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08/11 

50% 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/08/11 



AmeriSci Job# 211121516 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OM; Beech-Nut; Mohawk St.; Canajoharie, NY; Tunnels 

1-4 @ Strained Food 

Client No. I HGA Lab No. 

289-02 
289 

211121516-06 
Location: Tunnel 4 On HangersrrSI Residue 

Analyst Description: Bulk Material 
Asbestos Types: 

290-01 
290 

Other Material: 

211121516-07 
Location: Tunnel 4 On FloorfrSI 

Analyst Description: OffWhite, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 57.1 % 

290-02 
290 

Other Material: Cellulose 20 %, Non-fibrous 22.9% 

211121516-08 
Location: Tunnel 4 On FloorrrSI 

Analyst Description: Bulk Material 
Asbestos Types: 

290-03 

290 

Other Material: 

211121516-09 
Location: Tunnel 4 On FloorrrSI 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

Reporting Notes: ~- !J~ l lr],-J 
Analyzed by: Ella Babayeva ,c;_..,.{_) tJ f l , 1{/[~j -Lt:,,_~~"~· 

Asbestos Present 

Yes 

Page 2 of 2 

Total% Asbestos 

NA/PS 

57.1% 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/08/11 

NA/PS 

NA/PS 

*NAD/NSD =no asbestos detected; NA :::nOt analyzed; NAIPS==not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 

to the items tested. AIH)~b #.~ ~~28:/~rt#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By f !fA~,~~ V END OF REPORT ___ _ 

t 
' J 
""''' 



AmeriSci Job#: 211121516 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Tunnels 1-4@ Strained Food 

AmeriSci 
Sample# 

01 

Location: 
02 

Location: 

03 

Location: 
04 

Location: 

05 

Client Sample# 

287-01 

Tunnel 2 Floor/Floor Coating 

287-02 

Tunnel 2 Floor/Floor Coating 

288-01 

Tunnel 3/Ceiling Tile 

288-02 

Tunnei3/Ceiling Tile 

289-01 

HG 
Area 

287 

287 

288 

288 

289 

Location: Tunnel4 On Hangers/TSI Residue 

06 289-02 289 

Location: Tunnel4 On HangersfTSI Residue 

07 290-01 290 

Location: Tunnel 4 On Floor/TSI 

08 290-02 290 

Location: Tunnel4 On FloorfTSI 

09 290-03 290 

Location: Tunnel4 On FloorrfSI 

Sample Heat 

Weight Sensitive 

(gram) Organic% 

0.437 13.5 

0.631 15.2 

0.332 95.2 

0.349 83.1 

'"f' "'' ,, lft l/l' ' -
Analyzed by: Marik Peysakhov /·t: f:·,'?A /tl.{U_.,;~,..,- ; Date Analyzed 12/10/2011 

Acid Insoluble 
Soluble Non-Asbestos 

Inorganic% Inorganic %. 

36.2 50.3 

33.6 51.2 

1.5 3.3 

7.2 9.7 

Page 1 of 1 

**Asbestos % by ** Asbestos % by 
PLMIDS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

Chrysotile 50.0 NA 

NNPS NA 

Chrysotile 57.1 NA 

NNPS NA 

NNPS NA 

"*Quantitative Analysis (Semi/Full); Bulk ASbestos Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA =No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSOOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed_. fJ.1is fo Which PLM_ evalua1\Qn is recommended (Le. soils and other heterogenous materials). 

(t y{ -~~ 
'"'" 7 ~ \.~-~"""" 

Reviewed By: " _, 

\ I 
\/ 
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AMERISCt 

November 28, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113955 
P.0.#111110AA 

AmeriSci New Yorl<. 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

095-01,095-02,096-01,096-02,097-01,097-02,098-01,098-02,099-01,099-02, 100-01, 100-02, 101-01, 101-02,102-01, 
102-02,103-01, 103-02, 104-01, 104-02, 105-01, 105-02, 106-01, 106-02, 107-01, 107-02, 108-01, 108-02 

The 28 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLM!TEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

A
Sincer/Jy, 

' ,, ' 
! / #1uuJZ-

Iza~l J. Mucha 
Lalloratory Director 

Boston~ Los Angeles- New York~ Richmond 



AMERtSC! 

,,_, ______________ _ 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 

Date Received 11/23/11 AmeriSci Job# 211113955 
Date Examined 11/27/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 6 

Albany, NY 12206 

RE: 111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 
#5 

Client No. I HGA Lab No. Asbestos Present 

095-01 211113955-01 
095 Location: Green 9x9 Mastic, 417 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

095-02 
095 

Other Material: Non-fibrous 35.4% 

211113955-02 
Location: Green 9x9 Mastic, 417 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

096-01 

096 

Other Material: Non-fibrous 34.5% 

211113955-03 
Location: 9x9 Green VFT, 417 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.6 % 

096-02 
096 

Other Material: Non-fibrous 22.9% 

211113955-04 
Location: 9x9 Green VFT, 417 

Analyst Description: Bulk Material 
Asbestos Types: 

097-01 
097 

Other Material: 

211113955-05 
Location: Mastic/ VB, 415 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 6.5% 

See Reporting notes on last page 

No 

No 

Yes 

No 

Total %Asbestos 

NAD 
(by NYS ELAP 198,6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

4.6% 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113955 
Client Name: Ambient Environmental, Inc. 

Page 2 of6 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Client No. I HGA Lab No. Asbestos Present 

097-02 

097 
211113955-06 

Location: Mastic/ VB, 415 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

098-01 
098 

Other Material: Non-fibrous 18 % 

211113955-07 
Location: Black 9x9 VFT, 415 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

098-02 
098 

Other Material: Non-fibrous 22 % 

211113955-08 
Location: Black 9x9 VFT, 415 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 36.9% 

211113955-09 

No 

No 

No 

No 099-01 

099 Location: Mastic/ V.B, 405 "Physically Inseparable Layers In Sample- Sample 
Composited For Analysis" 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 4 % 

211113955-1 0 No 099-02 

099 Location: Mastic/ V.B, 405 "Physically Inseparable Layers In Sample- Sample 
Composited For Analysis" 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

100-01 

100 

Other Material: Non-fibrous 2. 7% 

211113955-11 
Location: Brown 12x12 VFT, 405 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25% pc 

Other Material: Non-fibrous 21.5% 

See Reporting notes on last page 

Yes 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11127111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11127111 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27111 

Trace (<0.25% pc) 
(ELAP 198.6; 400pc) 
by Karol H. lu 
on 11127111 



AmeriSci Job #: 211113955 
Client Name: Ambient Environmental, Inc. 

Page 3 of6 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Client No. I HGA Lab No. Asbestos Present 

100-02 211113955-12 
100 Location: Brown 12x12 VFT, 405 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

101-01 
101 

Other Material: Non-fibrous 22.9% 

211113955-13 
Location: V.B. Under Hardwood, 301 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

101-02 

101 

Other Material: Non-fibrous 3.5% 

211113955-14 
Location: V.B. Under Hardwood, 301 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

102-01 

102 

Other Material: Non-fibrous 3 % 

211113955-15 
Location: Vapor Barrier (Hardwood), 408 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

102-02 
102 

Other Material: Non-fibrous 4.8 % 

211113955-16 
Location: Vapor Barrier (Hardwood), 408 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

103-01 

103 

Other Material: Non-fibrous 4.7% 

Location: Linoleum, 409 

211113955-17 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 11.8 % 

See Reporting notes on last page 

Yes 

No 

No 

No 

No 

No 

Total% Asbestos 

Trace (<0.25% pc) 
(ELAP 198.6: 400pc) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113955 

Client Name: Ambient Environmental, Inc. 

PlM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Client No. I HGA Lab No. Asbestos Present 

103-02 211113955-18 
103 Location: Linoleum, 409 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

104-01 
104 

Other Material: Non-fibrous 13% 

211113955-19 
Location: SinkS. Coat, 416 

Analyst Description: Black, Homogeneous, Non-Fibrous. Bulk Material 
Asbestos Types: Chrysotile 2.0% 

104-02 
104 

Other Material: Non-fibrous 17.1 % 

211113955-20 
Location: SinkS. Coat, 416 

Analyst Description: Bulk Material 
Asbestos Types: 

105-01 
105 

Other Material: 

211113955-21 
Location: Transite Wall, 401 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 16.7 % 

105-02 
105 

Other Material: Non-fibrous 83.3% 

211113955-22 
Location: Transite Wall, 401 

Analyst Description: Bulk Material 
Asbestos Types: 

106-01 
106 

Other Material: 

211113955-23 
Location: Vibration Damper, 302 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 7.6% 

See Reporting notes on last page 

No 

Yes 

Yes 

No 

Page4 of6 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

2% 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NA/PS 

16.7% 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11/27/11 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113955 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Client No. I HGA lab No. Asbestos Present 

106-02 
106 

211113955-24 
Location: Vibration Damper, 302 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

107-01 
107 

Other Material: Non-fibrous 7.7% 

211113955-25 
Location: Vibration Damper, 404 

Analyst Description: Brown/Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

107-02 
107 

Other Material: Non-fibrous 4.9% 

211113955-26 
Location: Vibration Damper, 404 

Analyst Description: Brown/Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

108-01 
108 

Other Material: Non-fibrous 0.7% 

211113955-27 
Location: Splined Ceiling Tiles, 411 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

108-02 
108 

Other Material: Non-fibrous 8% 

211113955-28 
Location: Splined Ceiling Tiles, 411 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 13.3% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Page 5 of6 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job#: 211113955 

Client Name: Ambient Environmental, Inc. 
Page 6 of 6 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

R t • N t " / /:;%;;c7 epor mg o es: '· ·-;:-' / / .. ·://.,""P 
Analyzed by: Karol H. Lu A-~~£ '£ ~ ----t:>- L~·"··"c"-~~-~~ 
*NAD/NSD =no asbestos detected; NA =not analyzed; NAIPS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVlAP Lab Code 200546·0), ElAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) Nattonallnstitute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab .This PLM report relates ONLY 
to the items tested 1'.1 ·Lab# 102843, Rl Cert#AAL·094, CT Cert#PH·0186, Mass Cert#AA000054. 

Reviewed By: . /lf);. I :' END OF REPORT ___ _ 



AmeriSci Job #: 211113955 Page 1 of 3 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos % by **Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLMIDS TEM 

01 095-01 095 0.147 25.2 39.5 35.3 NAD Chrysotile Trace 

Location: Green 9x9 Mastic, 417 

02 095-02 095 0.113 31.0 34.5 34.5 NAD NAD 
Location: Green 9x9 Mastic, 417 

03 096-01 096 0.320 22.2 50.3 22.9 Chrysotile 4.6 NA 
Location: 9x9 Green VFT, 417 

04 096-02 096 0.301 22.9 49.2 27.9 NA/PS NA 
Location: 9x9 Green VFT, 417 

05 097-01 097 0.107 85.0 84 6.5 NAD NAD 
Location: Mastic/ VB, 415 

06 097-02 097 0.306 76.1 5.9 18.0 NAD NAD 
Location: Mastic/ VB, 415 

07 098-01 098 0.314 36.6 414 22.0 NAD NAD 
Location: Black 9x9 VFT, 415 

08 098-02 098 0.398 36.9 26.1 36.9 NAD NAD 
Location: Black 9x9 VFT, 415 

09 099-01 099 0.151 914 4.6 4.0 NAD NAD 
Location: Masf1c/ V.B, 405 "Physically Inseparable Layers In Sample- Sample Composlted For Analysis" 

10 099-02 099 0.148 93.9 3.4 2.7 NAD NAD 
Location: Mastic/ V.B, 405 "Physically Inseparable Layers In Sample- Sample Composited For Analysis" 

11 100-01 100 0.539 32.5 46.0 19.4 Chrysotile <0.25 Chrysotile 2.1 

Location: Brown 12x12 VFT, 405 

12 100-02 100 0.345 24.3 52.8 22.9 Chrysotile <0.25 NNPS 
Location: Brown i 2x12 VFT, 405 

13 101-01 101 0.199 93.0 35 3.5 NAD NAD 
Location: V.B. Under Hardwood, 301 

14 101-02 101 0.263 94.3 2.7 3.0 NAD NAD 
Location: V.B. Under Hardwood, 301 

15 102-01 102 0.271 94.8 0.4 4.8 NAD NAD 
Location: Vapor Barrier (Hardwood), 408 

16 102-02 102 0.214 94.9 0.5 4.7 NAD NAD 
Location: Vapor Barrier (Hardwood), 408 

See Reporting notes on last page 



AmeriSci Job #: 211113955 Page 2 of 3 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos ""Asbestos % by "*Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLM/DS TEM 

17 103-01 103 0.432 40.7 47.5 11.8 NAD NAD 

Location: Linoleum, 409 

18 103-02 103 0.386 51.6 35.5 13.0 NAD NAD 

Location: Linoleum, 409 

19 104-01 104 0.094 72.3 8.5 17.1 Chrysotile 2.0 NA 

Location: SinkS. Coat, 416 

20 104-02 104 0.098 72.4 13.3 14.3 NA/PS NA 

Location: SinkS. Coat, 416 

21 105-01 105 Chrysotile 16.7 NA 

Location: Transite Wall, 401 

22 105-02 105 NA/PS NA 

Location: Transite Wall, 401 

23 106-01 106 0.394 81.0 11.4 7.6 NAD NAD 

Location: Vibration Damper, 302 

24 106-02 106 0.441 82.3 10.0 7.7 NAD NAD 

Location: Vibration Damper, 302 

25 107-01 107 0.307 83.4 11.7 4.9 NAD NAD 

Location: V\bration Damper, 404 

26 107-02 107 0.433 86.4 12.9 0.7 NAD NAD 

Location: Vibration Damper, 404 

27 108-01 108 0.299 81.6 10.4 8.0 NAD NAD 

Location: Sp!ined Ceiling Tiles, 411 

28 108-02 108 0.315 79.4 7.3 13.3 NAD NAD 

location: Sp!ined Ceiling Tlles, 411 

See Reporting notes on last page 



AmeriSci Job#: 211113955 

Client Name: Ambient Environmental, Inc. 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample 
Weight 
(gram) 

Heat 
Sensitive 

Organic% 

Acid 
Soluble 

Inorganic% 

Insoluble 
Non~Asbestos 

Inorganic% 

Analyzed by: MadellE. Collins ~ ed~ ; Date Analyzed 1112812011 

** Asbestos % by 
PLM/DS 

Page 3 of 3 

** Asbestos n;o by 
TEM 

**Quantitative Analysis (Seml!Full); Bulk Asbestos Analysis- Pl..M by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Ouantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA::: No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation;. only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispers"· d is for which PLM ~valuation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: ___ '"'-'"'{7''+··~=-·-·· ------------
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AMER!SC! 

November 28, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113969 
P.O. #111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEV\1 YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

Sample ID 066-01 through 094-07 

The 70 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLMffEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table L Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

Boston -Los Angeles -New York- Richmond 



-------····---·---·------·------···------ ---·- ..... ----- --------·-------·-·----

AmeriSci New York 
117 EAST 30TH ST. 

AMERISCI NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. Date Received 11/23/11 AmeriSci Job# 211113969 
Attn: Joella Viscusi Date Examined 11/27/11 P.O.# 

12 Colvin Avenue ELAP# 11480 Page 1 of 13 
RE: 111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

Albany, NY 12206 #5 

Client No. I HGA Lab No. Asbestos Present Total% Asbestos 

066-01 211113969-01 
066 Location: Linoleum 1st Layer, Corridor@ 257 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

066-02 
066 

Other Material: Fibrous glass Trace, Non-fibrous 10.1% 

211113969-02 
Location: Linoleum 1st Layer, Corridor@ 257 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

067-01 
067 

Other Material: Fibrous glass Trace, Non-fibrous 14.1% 

211113969-03 
Location: Floor Leveler 2nd Layer, Corridor@ 257 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

067-02 
067 

Other Material: Cellulose Trace, Non-fibrous 100% 

Comment: Sample Appears To Be A Floor Tile 

211113969-04 
Location: Floor Leveler 2nd Layer, Corridor @ 257 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100% 

Comment: Sample Appears To Be A Floor Tile 

See Reporting notes on last page 

No 

No 

No 

No 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198. 1) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job#: 211113969 
Client Name: Ambient Environmental, Inc. 

Page 2 of 13 

PlM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA lab No. Asbestos Present 

068-01 211113969-05 
068 Location: VFT Layer 3, Corridor@ 257 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 1.2% 

068-02 

068 

Other Material: Non-fibrous 4.4% 

211113969-06 
Location: VFT Layer 3, Corridor@ 257 

Analyst Description: Bulk Material 
Asbestos Types: 

069-01 

069 

Other Material: 

211113969-07 
Location: Mastic Layer 4, Corridor@ 257 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

069-02 

069 

Other Material: Non-fibrous 5.9% 

211113969-08 
Location: Mastic Layer 4, Corridor@ 257 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25% pc 

070-01 

070 

Other Material: Non-fibrous 4. 7 % 

211113969-09 
Location: Mastic, Under All 9x9 In Fac. Cent. 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 5.7% 

070-02 

070 

Other Material: Non-fibrous 51.5% 

211113969-10 
Location: Mastic, Under All 9x9 In Fac. Cent. 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

Yes 

Yes 

Yes 

Yes 

Total% Asbestos 

1.2% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NA/PS 

Trace (<0.25% pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

Trace (<0.25% pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on11/27/11 

5.7% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NA/PS 



AmeriSci Job #: 211113969 

Client Name: Ambient Environmental, Inc. 

PlM Bulk Asbestos Report 
11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA Lab No. Asbestos Present 

071-01 211113969-11 
071 Location: Black 9x9 Mastic, 248 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.8 % 

Other Material: Non-fibrous 35 % 

071-02 
071 

211113969-12 
Location: Black 9x9 Mastic, 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

072-01 
072 

211113969-13 
Location: Black 9x9 VFT, 248 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

072-02 
072 

211113969-14 
Location: Black 9x9 VFT, 250 

Analyst Description: Bulk Material 
Asbestos Types: 

073-01 
073 

Other Material: 

Location: Mastic, 247 

211113969-15 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2.3 % 

073-02 
073 

Other Material: Non-fibrous 20.6% 

Location: Mastic, 24 7 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

211113969-16 

Yes 

Yes 

Page 3 of 13 

Total %Asbestos 

4.8% 
(by NYS ElAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NNPS 

NA 

NA 

2.3% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NNPS 



AmeriSci Job#: 211113969 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA lab No. Asbestos Present 

074-01 211113969-17 
074 Location: Brown 9x9 VFT, 24 7 

Analyst Description: Bulk Material 
Asbestos Types: 

074-02 
074 

Other Material: 

211113969-18 
Location: Brown 9x9 VFT, 247 

Analyst Description: Bulk Material 
Asbestos Types: 

075-01 
075 

Other Material: 

Location: 12x12, Cafe 

211113969-19 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.5 % 

075-02 
075 

Other Material: Non-fibrous 32.8% 

Location: 12x12, Cafe 

211113969-20 

Analyst Description: Bulk Material 
Asbestos Types: 

076-01 
076 

Other Material: 

211113969-21 
Location: VB Mastic, 265 

Analyst Description: Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

076-02 
076 

Other Material: Non-fibrous 16.4% 

211113969-22 
Location: VB Mastic, Women's Locker Rm. 

Analyst Description: Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 13.6% 

See Reporting notes on last page 

Yes 

No 

No 

Page 4 of 13 

Total% Asbestos 

NA 

NA 

4.5% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job #: 211113969 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA Lab No. Asbestos Present 

077-01 211113969-23 
077 Location: 12x12 White VFT, 265 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysolile 1.5% 

077-02 
077 

Other Material: Non-fibrous 6 % 

211113969-24 
Location: 12x12 White VFT, 

Analyst Description: Bulk Material 
Asbestos Types: 

078-01 
078 

Other Material: 

211113969-25 
Location: Filler, Under Tiles@ Test Panel 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

078-02 
078 

Other Material: Non-fibrous 60.7% 

211113969-26 
Location: Filler, Under Tiles@ Test Panel 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

079-01 
079 

Other Material: Non-fibrous 42.1 % 

211113969-27 
Location: Lab Counter Top, 250 

Analyst Description: Black, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 22.2% 

079-02 
079 

Other Material: Non-fibrous 77.8 % 

211113969-28 
Location: Lab Counter Top, 250 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

Yes 

No 

No 

Yes 

Page 5 of 13 

Total %Asbestos 

1.5% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

22.2% 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11127/11 

NA/PS 



AmeriSci Job #: 211113969 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA lab No. Asbestos Present 

080-01 

080 
211113969-29 

Location: Mastic, Men's Locker Rm. 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.2% 

080-02 

080 

Other Material: Non-fibrous 37.9% 

211113969-30 
Location: Mastic, Men's Locker Rm. 

Analyst Description: Bulk Material 
Asbestos Types: 

081-01 

081 

Other Material: 

211113969-31 
Location: 9x9 Green, Men's Locker Rm. 

Analyst Description: Bulk Material 
Asbestos Types: 

081-02 

081 

Other Material: 

211113969-32 
Location: 9x9 Green, Men's Locker Rm. 

Analyst Description: Bulk Material 
Asbestos Types: 

082-01 

082 

Other Material: 

211113969-33 
Location: Grout- Glass Window, 249 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Materia! 
Asbestos Types: 

082-02 

082 

Other Material: Cellulose Trace, Non-fibrous 100% 

211113969-34 
Location: Grout - Glass Window, 249 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100% 

See Reporting notes on last page 

Page 6 of 13 

Total %Asbestos 

4.2% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NNPS 

NA 

NA 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job #: 211113969 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA lab No. Asbestos Present 

083-01 211113969-35 
083 Location: Sheetrock, 247 

Analyst Description: OffWhite!Tan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

083-02 
083 

Other Material: Cellulose 15 %, Non-fibrous 85 % 

211113969-36 
Location: Sheetrock, 247 

Analyst Description: OffWhite!Tan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

084-01 
084 

Other Material: Cellulose 12 %, Non-fibrous 88% 

211113969-37 
Location: Ceiling Tile- Splined, 246 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

084-02 
084 

Other Material: Non-fibrous 12.7 % 

211113969-38 
Location: Ceiling Tile- Splined, 246 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

085-01 
085 

Other Material: Non-fibrous 21.1 % 

211113969-39 
Location: Transite Hood, 250 

Analyst Description: Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 28.6 % 

085-02 
085 

Other Material: Non-fibrous 71.4% 

211113969-40 
Location: Transite Hood, 250 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

No 

No 

No 

No 

Yes 

Page 7 of 13 

Total% Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

28.6% 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NA/PS 



AmeriSci Job #: 211113969 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA Lab No. Asbestos Present 

086-01 
086 

211113969-41 
Location: Sheetrock Wall, 255 

Analyst Description: OffWhiterran, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

086-02 
086 

Other Material: Cellulose 18 %, Non-fibrous 82 % 

211113969-42 
Location: Sheetrock Wall, 255 

Analyst Description: OffWhiterran, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

087-01 
087 

Other Material: Cellulose 12 %, Non-fibrous 88% 

211113969-43 
Location: Joint Compound, 264 

Analyst Description: OffWhite, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 0.8 % 

087-02 
087 

Other Material: Cellulose Trace, Non-fibrous 99.2 % 

211113969-44 
Location: Joint Compound, 264 

Analyst Description: OffWhite, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 0.5 % 

088-01 
088 

Other Material: Cellulose Trace, Non-fibrous 99.5% 

211113969-45 
Location: Black Ceiling Paint, 265 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

088-02 
088 

Other Material: Non-fibrous 47.6% 

211113969-46 
Location: Black Ceiling Paint, 265 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 47.1 % 

See Reporting notes on last page 

No 

No 

Yes 

Yes 

No 

No 

Page 8 of 13 

Total% Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11/27/11 

0.8% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

0.5% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job #: 211113969 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. f HGA lab No. Asbestos Present 

088-03 211113969-4 7 
088 Location: Black Ceiling Paint, 264 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

089-01 

089 

Other Material: Non-fibrous 49 % 

211113969-48 
Location: 1x1 Ceiling Tiles, Test Panel 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

089-02 
089 

Other Material: Non-fibrous 16.7 % 

211113969-49 
Location: 1x1 Ceiling Tiles, Test Panel 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

090-01 

090 

Other Material: Non-fibrous 10.9% 

211113969-50 
Location: 1x1 Ceiling Tile, 255 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

090-02 

090 

Other Material: Non-fibrous 7.2 % 

211113969-51 
Location: 1x1 Ceiling Tile, 255 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

091-01 
091 

Other Material: Non-fibrous 11.6% 

211113969-52 
Location: 2x4 Ceiling Tiles, Cafe 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 42.2% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 9 of 13 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job #: 211113969 

Client Name: Ambient Environmental, Inc. 
Page10of13 

PLM Bulk Asbestos Report 
11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA Lab No. Asbestos Present 

091-02 
091 

211113969-53 
Location: 2x4 Ceiling Tiles, Cafe 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

092-01 
092 

Other Material: Non-fibrous 42.9% 

211113969-54 
Location: Black Ceiling Paint, Chemical Rm. 1st Floor 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

092-02 
092 

Other Material: Non-fibrous 62 % 

211113969-55 
Location: Black Ceiling Paint, Chemical Rm. 1st Floor 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

092-03 
092 

Other Material: Non-fibrous 43.6% 

211113969-56 
location: Black Ceiling Paint, Chemical Rm. 1st Floor 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-01 
093 

Other Material: Non-fibrous 58.1 % 

211113969-57 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-02 
093 

Other Material: Non-fibrous 43.4 % 

211113969-58 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 43.7% 

See Reporting notes on last page 

No 

Yes 

No 

No 

No 

No 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

Trace ( <0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 
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#5 

Client No. I HGA Lab No. Asbestos Present 

093-03 211113969-59 
093 Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-04 
093 

Other Material: Non-fibrous 56.4% 

211113969-60 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-05 
093 

Other Material: Non-fibrous 46.7% 

211113969-61 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-06 

093 

Other Material: Non-fibrous 53.2 % 

211113969-62 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-07 
093 

Other Material: Non-fibrous 46.5% 

211113969-63 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

094-01 
094 

Other Material: Non-fibrous 44.3% 

211113969-64 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 42.1 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 11 of 13 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 
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Client No. I HGA Lab No. Asbestos Present 

094-02 211113969-65 
094 Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

094-03 
094 

Other Material: Non-fibrous 36.1 % 

211113969-66 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

094-04 

094 

Other Material: Non-fibrous 40.3% 

211113969-67 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

094-05 

094 

Other Material: Non-fibrous 38.3% 

211113969-68 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Materia! 
Asbestos Types: 

094-06 
094 

Other Material: Non-fibrous 41 % 

211113969-69 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

094-07 

094 

Other Material: Non-fibrous 49.1 % 

211113969-70 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 40.9% 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 12 of 13 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 
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#5 

Reporting Notes: q. 

Page 13 of 13 

Analyzed by: Ivan H. Reyes~-=~· '!:'~~::,·':..· ..,\>=~"c."""¥4:':7=:--:--. 
*NAD/NSO =no asbestos detected; NA =not analyze : NAIPS=not analyzed/positive stop: PLM Bulk Asbestos Analysis by EPA 600/M4~82~020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab ID11480): 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested. AIHA 11/ lf~43, Rl Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: '~i:~UL~ END OF REPORT ____ _ 

',J 



AmeriSci Job #: 211113969 Page 1 of 5 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos *"Asbestos % by **Asbestos 0/o by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLM/DS TEM 

01 066-01 066 0.385 37.1 52.7 10.1 NAD NAD 
Location: Linoleum 1st Layer, Corridor@ 257 

02 066-02 066 0418 35.9 50.0 14.1 NAD NAD 
Location: Linoleum 1st Layer, Corridor@ 257 

03 067-01 067 0.311 20.6 72.3 7.1 NAD NAD 
Location: Floor Leveler 2nd Layer, Corridor@ 257 

04 067-02 067 0.362 19.6 75.7 4.7 NAD NAD 
Location: Floor Leveler 2nd Layer, Corridor@ 257 

05 068-01 068 0.395 18.2 76.2 44 Chrysotlle 1.2 NA 
Location: VFT Layer 3, Corridor@ 257 

06 068-02 068 0403 184 75.9 5.7 NA/PS NA 
Location: VFT Layer 3, Corridor@ 257 

07 069-01 069 0460 81.5 12.6 5.7 Chrysotile <0-25 Chrysotile <1.0 

Location: Mastic Layer 4, Corridor@ 257 

08 069-02 069 0.473 873 8.0 4.6 Chrysotile <0.25 Chrysotile Trace 

Location: Mastic Layer 4, Corridor@ 257 

09 070-01 070 0.346 30.6 12.1 51.5 Chrysotlle 5.7 NA 
Location: Mastic, Under All 9x9 In Fac. Cent. 

10 070-02 070 0.278 40.3 19.4 40.3 NNPS NA 
Location: Mastic, Under All9x9 In Fac. Cent 

11 071-01 071 0.261 42.5 17.6 35.0 Chrysotile 4.8 NA 
Location: Black 9x9 Mastic, 248 

12 071-02 071 0.336 41.4 14.9 43.8 NA/PS NA 
Location: Black 9x9 Mastic, 

13 072-01 072 0.373 26.0 21.4 52.5 NA NA 
location: Black 9x9 VFT, 248 

14 072-02 072 0.530 26.4 26.4 47 2 NA NA 
Location: Black 9x9 VFT. 250 

15 073-01 073 0.166 57.8 19.3 20.6 Chrysotile 2.3 NA 
Location: Mastic, 247 

16 073-02 073 0.094 80.9 10.6 8.5 NNPS NA 
Location: Mastic, 247 

See Reporting notes on last page 



AmeriSci Job #: 211113969 Page 2 of 5 
Client Name: Ambient Environmental, Inc. 

Table i 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos % by **Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic '% PLM/DS TEM 

17 074-01 074 0.480 30.4 6.9 62.7 NA NA 
Location: Brown 9x9 VFT, 247 

18 074-02 074 0.524 30.3 4.8 64.9 NA NA 
Location: Brown 9x9 VFT, 247 

19 075-01 075 0.386 23.6 39.1 32.8 Chrysotile 4.5 NA 

Location: 12x12, Cafe 

20 075-02 075 0.410 23.2 34.9 42.0 NAIPS NA 
Location: 12x12, Cafe 

21 076-01 076 0.605 79.2 4.5 16.3 NAD Chrysotile Trace 

Location: VB Mastic, 265 

22 076-02 076 0.759 82.7 3.7 13.5 NAD Chrysotile Trace 

Location: VB Mastic, Women's Locker Rm. 

23 077-01 077 0.389 16.7 75.8 6.0 Chrysotile 1.5 NA 
Location: 12x12 White VFT, 265 

24 077-02 077 0.395 20.5 71.9 7.6 NAIPS NA 
Location: 12xi2 White VFT, 

25 078-01 078 0.568 13.9 25.4 60.7 NAD NAD 
Location: Filler, Under Tiles@ Test Panel 

26 078-02 078 0.252 26.6 31.3 42.1 NAD NAD 

Location: Filler, Under Tiles@ Test Panel 

27 079-01 079 Chrysotlle 22.2 NA 

Location: Lab Counter Top, 250 

28 079-02 079 NAIPS NA 

Location: Lab Counter Top, 250 

29 080-01 080 0.252 26.6 31.3 37.9 Chrysotile 4.2 NA 

Location: Mastic, Men's Locker Rm. 

30 080-02 080 0.229 38.9 22.3 38.9 NAIPS NA 
Location: Mastic, Men's Locker Rm. 

31 081-01 081 0.293 19.8 59.4 20.8 NA NA 
Location: 9x9 Green, Men's Locker Rm. 

32 081-02 081 0279 19.7 53.0 27.2 NA NA 
Location: 9x9 Green, Men's Locker Rm. 

See Reporting notes on last page 



AmeriSci Job #: 211113969 Page 3 of 5 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos **Asbestos % by ** Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% PLMIDS TEM 

33 082-01 082 NAD NA 
Location: Grout- Glass Window, 249 

34 082.02 082 NAD NA 
Location: Grout- Glass Window, 249 

35 083-01 083 NAD NA 
Location: Sheetrock, 247 

36 083-02 083 NAD NA 
Location: Sheetrock, 247 

37 084-01 084 0.300 84.0 3.3 12.7 NAD NAD 
Location: Ceiling Tile- Splined, 246 

38 084-02 084 0.446 75.3 3.6 21.1 NAD NAD 
Location: Ceiling Tile- Splined, 246 

39 085-01 085 Chrysotile 28.6 NA 

Location: Transite Hood, 250 

40 085-02 085 NNPS NA 
Location: Transite Hood, 250 

41 086-01 086 NAD NA 
Location: Sheetrock Wall, 255 

42 086-02 086 NAD NA 
Location: Sheetrock Wall, 255 

43 087-01 087 Chrysotile 0.8 NA 
Location: Joint Compound, 264 

44 087-02 087 Chrysotile 0.5 NA 
Location: Joint Compound, 264 

45 088-01 088 0.315 30.5 21.9 47.6 NAD NAD 
Locatlon: Black Ceiling Paint, 265 

46 088-02 088 0.261 31.8 21.1 47.1 NAD NAD 
Location: Black Ceiling Paint, 265 

47 088-03 088 0.459 30.5 20.5 49.0 NAD NAD 
Location: Black Ceiling Paint, 264 

48 089-01 089 0.330 80.0 3.3 16.7 NAD NAD 
Location: 1x1 Ceiling Tiles, Test Panel 

See Reporting notes on last page 



AmeriSci Job #: 211113969 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble NonNAsbestos 

Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic 0/o 

49 089-02 089 0.285 87.4 1.8 10.9 

Location: 1x1 Ceiling Tiles, Test Panel 

50 090-01 090 0.628 88.5 4.3 7.2 

Location: 1x1 Ceiling Tile, 255 

51 090-02 090 0.328 82.6 5.8 11.6 

Location: 1 x1 Ceiling Tile, 255 

52 091-01 091 0.339 23.0 34.8 42.2 

Location: 2x4 Ceiling Tiles, Cafe 

53 091-02 091 0.317 23.3 33.8 42.9 

Location: 2x4 Ceiling Tiles, Cafe 

54 092-01 092 0.384 19.5 18.5 61.9 

Location: Black Ceiling Paint, Chemical Rm. 1st Floor 

55 092-02 092 0.156 42.3 14.1 43.6 

Location: Black Ceiling Paint, Chemical Rm. 1st Floor 

56 092-03 092 0.363 24.5 17.4 58.1 

Location: Black Ceiling Paint, Chemical Rm. 1st Floor 

57 093-01 093 0.519 34.1 22.5 43.4 

Location: White Wall Paint, Cafe & Hallways 

58 093-02 093 0.520 34.2 22 1 43.7 

Location: White Wall Paint, Cafe & Hallways 

59 093-03 093 0.670 29.1 14.5 56.4 

Location: White Wall Paint, Cafe & Hallways 

60 093-04 093 0.405 29.4 240 46.7 

Location: White Wall Paint, Cafe & Hallways 

61 093-05 093 0.590 28.5 18.3 53.2 

Location: White Wall Paint, Cafe & Hallways 

62 093-06 093 0.488 31.4 22.1 46.5 

Location: White Wall Paint, Cafe & Hallways 

63 093-07 093 0.404 34.4 21.3 44.3 

Location: White Wall Paint, Cafe & Hallways 

64 094-01 094 0.337 22.3 35.6 42.1 

Location: Green Ceiling Paint, All 3 Floors 

See Reporting notes on last page 

Page 4 of 5 

**Asbestos % by **Asbestos % by 
PLM/DS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

Chrysotlle <0.25 Chrysotile Trace 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 



AmeriSci Job#: 211113969 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non·Asbestos 
Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic %, 

65 094-02 094 0.678 34.8 29.1 36.1 

Location: Green Cemng Paint, All 3 Floors 

66 094-03 094 0.814 36.4 23.3 40.3 

Location: Green Ceiling Paint, All 3 Floors 

67 094-04 094 0.549 35.7 26.0 38.3 

Location: Green Ceiling Paint, All 3 Floors 

68 094-05 094 0.449 33.4 25.6 41.0 

Location: Green Ceiling Paint, All 3 Floors 

69 094-06 094 0.426 24.6 26.3 49.1 

Location: Green Ceiling Paint, All 3 Floors 

70 094-07 094 0.511 34.4 24.7 40.9 

Location: Green Ceiling Paint. All 3 Floors 

~~ 
-~~-· Analyzed by: Marik Peysakhov ~ ; Date Analyzed 11/28/2011 

Page 5 of 5 

**Asbestos % by **Asbestos % by 
PLM/OS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

*~Quantitative Analysis (Semi/Full}; Bulk Asbestos Analysis- PLM by EPA 500/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation} or ELAP 198.4; for New York samples; NAD :=no asbestos detected during a quantitative analysis; NA :=not analyzed; Trace= 
<1 %; Ouantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA"" No Visible Asbestos'' represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses}; AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispers·e.f.l/1,5Jeb(·., t6r which PLM evaluation is recommended (i.e. soils and other heterogenous materials). 
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Client: 

Project Monitor: 

12 Colvin A venue 
Albany, NY 12206 

~~~~- ---- Project Number: 

Project Manager: 

A NT$' & 1V,lS fflBE' 
www • .mmbi<el!.'d~env .com 

Date: 

PH: 518-482-0704 
FX: 518-482-0750 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Chiller Room 

Client Project Number: 111110AA 

Laboratory Job Number: 854 415 

Sampled By: Bryan Cleary 

Collection Date: 12/5/2011 

Date Received: 12/6/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of Acid Soluble %of Total% of 
Residue 

Homogeneous Black 

Sampled Material: Black Mastic 

Sample Location: Fan Unit Under F-Glass 

Analyzed By: Admn C. Tucker Method: NYS ELAP 198.6 

Microsc?pe: !vf~i,j_i _ML612~-60013 Turn Around Time: 5 Day 

5815 306-02 Homogeneous Black 

Sampled Material: Black Mastic 

Sample Location: Fan Unit Under F-Glass 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Micro~~ope: 

5816 

M~iji ~L6120-60013 Turn Aroun,d Time: 5 Da):l 

307-01 Homogeneous Black 

Sampled Material: Black Sealant 

Sample Location: Vertical Duct 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: _:tv1e~ji ML612~60013 Tum Around Time: 5 Day 

5817 307-02 Homogeneous Black 

Sampled Material: Black Sealant 

5.9% 

5.8% 

18.3% 

77.8 12.3 

Non-Asbestos Fibers 
4% Fiber Glass 

Analyzed Dat~:. 12/7/2011 

79.1 11.1 

Non-Asbestos Fibers 
4% Fiber Glass 

Trace Cellulose 

Analyzed Date: 

38.5 

12/7/2011 

39.3 

Non-Asbestos Fibers 
None Detected 

A1:aly~~d Date: 12/?/2011 

38.7 39.6 

Non~Asbestos Fibers 

% 

9.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

9.8 Inc. 

. % .. J!sbestosTypes: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

22.2 3.9% 

% Asbestos Types: 
3.9% Cluysotile 

21.7 NAIPS 

% Asbestos Types: 

Sample Location: Vertical Duct Not Analyzed Positive Stop 

Analyzed By: Method: Prep (Not Analyzed) 

Microscope:. Tum Around Time: Prep. 

Definitons ofAbbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: lnconclusive, NAD: No Asbestos Detected NAIPS: Not Analyzed PosUive Stop, NA: 1v'ot Analyzed 

Disclaimer: 1'1A1 is not consistently reliable in detectmg asbestos mjloor coverings andsimlfar non:fnah!e organical~v bound materials. No Asbestos Detected or Trace re.1ufts by 
PLM are considered inconclusive, ThAI ts currently the only method that can be used to determme if materials can he considered as non asbestos containing in NY State. 1his report 
cunnot be reproduced except infi<ll without/he approval ofRe.lponse Labs, LLC This PLM report relates OlvLY to the items tested Lwbi!ity IS !united to the cost r~(analys1s. 
EL4P PLJI.f Met!tod 198.Ifot friable samples or 198.6/ot NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Chiller Room 

Laboratory Job Number: 854-415 

Sampled By: Bryan Cleary 

Collection Date: 12/5/2011 

Date Received: 12/6/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

5818 308-01 Homogeneou.s Brovm 

Sampled Material: Vibration Damper 

Sample Location: On Chiller Unil 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: <?lympus BH-2-214 Tum Around Time: 5 Day 

5819 308-02 Homogeneous Brown 

Sampled Material: Vibration Damper 

Sample Location: On Chiller Unit 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Ol)T_UlPus BH-2-2~4- Turn Around Time: 5 Day 

1% 

1% 

Microscope: 

5820 309-01 Homogeneous Black 12.5% 

Sampled Material: Black Mastic 

Sample Location: On Tank 

Analyzed By: Adam C. Tucker Method:NYS ELAP 198.6 

Microscope: qip;rrp_~~'"~H-2-214 _ _Turn Around Time: 5 Day 

5821 309-02 Homogeneous Black 

Sampled Material: Black Mastic 

Sample Location: On Tank 

Analyzed By: Method: Prep (Not Analyzed) 

Turn Around Time: Prep -_NY::.?.~~~p_~_: __ 
5822 310-01 Homogeneous T<m 

Satnpled Material: Tank Coating 

Sarnple Location: Outer Coating on Tank 

Analyzed By: Adam C. Tucker Method: N'fS ELAP 198.1 

Microscop:: O~y_1~P:U~ BH-2-214 Tum Around Time: 5-~~!~ 

73% 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Dnte: 12/12/2011 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: 

83.9 

12/12/2011 

NonwAsbestos Fibers 
None Detected 

Ana_lyzed Da_te: 12/7/2011 

0.5 

83.5 0.4 

NonwAsbestos Fibers 

Non~Asbestos Fibers 
16.2% Fiber Glass 

NAD 

%_ Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

15.6 3.1% 

% Asbestos Types: 
3.1% ChrysotiJe 

16.1 NAIPS 

% Asbestos Types: 

% 
10.8% 

Not Analyzed Positive Stop 

10,8% 

Asbestos Types: 
Chrysotile 

Definitons of Abbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 

Inc.: Inconclusive, NA.D: .No Asbestos Detected, NAIPS: }v'ot Analyzed Positive Stop, NA: 11/ot Analyzed 

Disclaimer: PLM is not consistemly reliable in detectmgasbestos in floor covenng~ and similar non:fdable orgamcally bound materials. No Asbestos Detected or '!'race results by 
PL/vf are considered inconclusive, TE1H is curremly the only method rhat can be used to derermme if materials can be crmsl([ered as non asbestos cumammg in NY State. 1his report 
cannot be reproduced except mfull wilhowthe approval ofN.ejponse Labs. JJC. Tim PJAI report relates ONLY ro rhe items tested Lrabi!ity is !tmited to the cos/ of analysis. 
EIAP PLM Method 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany N¥12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Chiller Room 

Laboratory Job Number: 854-415 

Sampled By: Bryan Oeary 
Collection Date: 12/5/2011 

Date Received: 12/6/2011 

Lab Customer % Nou-Fibmus 
Matrix Material 

%of Acid Soluble %of Total% of 

5823 310-02 Homogeneous Tan 

Sampled Material: Tank Coating 

Sample Location: Outer Coating on Tank 

Analyzed By: 

Miao_~~ore: 

5824 310-03 

Method: Positive Stop 

Turn Around Time: Positive ShJp _(1?8.1_) 

Homogeneous Tan 

Sampled Material: Tank Coating 

Sample Location: Outer Coating on Tank 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

11_nalyzed Date: 

Nou~Asbestos Fibers 

Microscope: 

5825 

Tum Around Time: Positive Stop (198.1) Analyzed Date: 

311-01 Homogeneous White 

Sampled Material: Insulation 

Sample Location: On Duct 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: OI~?llP.ll?M~H-2-214, Turn Around Time: 5 D~y 
5826 311-02 Homogeneous vVhite 

Sampled Material: Insulation 

Sample Location: On Duct 

Analyzed By.· Method: Positive Stop 

862% 

Non-Asbestos Fibers 
None Detected 

Non-Asbestos Fibers 

Micros~op_~: T1mz Around Time: Positive Stop (1.98:?:) .Analyzed L?ate: 

5827 311-03 Homogeneous "White 

Sampled Material: Insulation 

Sample Location: On Duct 

Analyzed By: 

Micros~?fe: 

Non-Asbestos Fibers 

Method: Positive Stop 

Turn Around Time: Positive Stop (198.1) Ana~yzed Date: 

Residue 

NAIPS 

%_ Asbestos Typ_es: 
Not Analyzed Positive Stop 

NAIPS 

% Asbestos Types: 

% 
6.9% 

6.9% 

Not Analyzed Positive Stop 

13.8% 

Asbestos Types: 
Amosite 

Chrysotile 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, 11:."M: Transmission Electron Microscope, 

Inc.: inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: .Vot Analyzed 
Disclaimer: PLM is not consiswmly reliable in detecting ashes/us injloor wverings and similar non:fi'iab!e organically bound materials. No Asbestos Detected or Trace results by 

!'LAd are considered mwnclu.1ive, '171M is currently 1he only method that can he used to de1ermme !I matenafs can he considered as non asbestos containing in NY Swte. This repon 
cannot be reproduced except rnfoll w1thout the approval o_j"Response J.abs, LLC. This PLM report relates ONJX 10 1he llems tested. Liahi/ity is limited to the cost ofana{ysis. 
ELAP PLM Method 198.1 for friable samples or J98.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Chiller Room 

Lab Customer % Non~ Fibrous 
Matrix Material 

312-01 Homogeneous Black 2.9% 

Sarnpled Material: Built Up Roofing 

Sample Location: Chiller Room Interior 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

M~:c:ros.cope.: Ol:y~;l?US BH-2-214 Turn Around Time: 5 D_ay_ 

5829 312..()2 Homogeneous Black 2.1% 

Sampled Material: Built Up Roofing 

Sample Location: Chiller Room Interior 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

LaboratonJ Job Number: 854 415 

Sampled By: Bryan Cleary 

Collection Date: 12/5/2011 

Date Received: 12/6/2011 

%of 

93.6 

Non~Asbestos Fibers 
None Detected 

AnalY.zed Daf.e: 12/7/2011 

3.5 

95.8 1.6 

Non-Asbestos Fibers 
None Detected 

%of 
Residue 

2.9 

Total% of 

<.25% 

% Asbestos Types:. 
<.25% Chrysotile 

2.6 0.50% 

% Asbestos Types: 
.5% Chrysotile 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day Analyzed Date: 12/7/2011 

De(initons of Abbreviations: NOB: l'.fon-Orgamcally Bound Trace: Asbestos Detected at I% or Less, TEM:Transmission Electron Microscope, 
inc.: Inconclusive, NAD: i\/o Asbestos Detected, NAIPS: Not Analyzed Posittve Stop, NA: Not Analyzed 

Disclaimer: PLM is not consistently reiiahle in detecting asbestos inf!oor coverings and similar non~fimb!e organicaVv bound materials. No Asbestos Detected or Traa results by 
PJ.M are considered inconclusive, IL"M is currently 1he only method that can be used to de/ermme !fmaleriafs can he com·idered as non asbestos containing m NY State. This report 
cannot he reproduced except injid! without the approval a/Response f..abs, LLC. '111is PIA! reponrelales ONLY to the items tested. Uabdlty is !muted to the cost <?(analysis 
El.AP PLM Method 198.1 for friable samples or 198.6jor lv"OB Samples. 

Comments: 
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AmeriSd Job#: 211122135 

Client Name: Response l11bs, LlC 

Tab'e I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

1 1111 OM; Beech Nul; Mohawk St., Canajoharie, NY: (Chiller Room) 

CJient .SampJe# 

Ql 5814-01 

HG 
AFoa 

306 
Location; Bfadl: Mastic- Fan Ul'lit Under F-GJass (l11ert Restdue~9.9%) 

02 5815-{12 306 

U!cati{)fl: Bla{:k Maslrt ~Fan Unit Under F-Glas.s Hner1 Res.ldue=.9.S%) 

03 SS28-01 312 

location: BuiltUp Roofing- ChiJler .Rm. lntufior (Inert Residue::::2.9%) 

04 582!).1}2 312 

Locatf(lll; Buiit:Up Roofing- ChJIM!r Rrn. Interior {Inert Res1due=2.D%) 

Heat 
Sensitive 
Organic% 

Acid 
Soluble 

lmm~anic % 

lnsoJubie 
No'l-AsbestOG 
rnwgillnie % 

Page 1 of 1 

•• Asbestoo% by 
JEM 

NAD 

NAD 

Cbry.soflle Trace 

Chrysoiile <1 .0 

Analllzed by: Ra;i N. Krishnappa • \)J. -&.~ ; !}are Ar>alyzed 1211212011 
.... Qua.ntitaUve Analysis {Semi/full); Burk Asbestos At1aMIS:tM by EPA GOOJI'\M.-82-020 per 40 CFR or ELAP 198.1 for New York frfabte sampfes or EL.AP 198.6 for New YorK NOB samptes, TEM 
{&mit'Full) by EPA SOOIR-931116 (n(lt oovered lly NVLAP Bulk accreditation) ()r ElAP 198.4; for New York s;pmp~ NAD ""flO asbestos detected <luling a quanlitative analysis; NA.= not analyzed; Trace= 
<1%; Quantiret!on fur begtnning weights <Jf <0, 1 grarns s.hulJI'd: be ctJnskrered as qualifatiW onty~ Quatitatwe Ana.Jysis: Asbe.stGS analysm results of "Present" or "NVA =No Visibte Asbestos" represents 
results to, Qualitative PlM or TEM Analysis (}Jliy (no a.ccnaditaiMJ.n coverage available from any regurarory agency for quafllati'l!e ana~es.); AlHA Lab f/.102843, NVLAP lab CorJe 200548-Q, NYSDOH 
ELAP lab 101111480. 

Warning N(lte: .PLM limitation, only TEM will resokle-lii:Jefs <0.25 micromerem in odiameter. TEM bulk analysis is representstive ~;f,he fine grained malrix material a11d may not b-e representative of 
non-un.ifurmfy dispersed debris forwhfch PlM evatualion is- reoommeR<fOO (i.e. soJis and other heterogenous materials). 

R<>viewedB)': _______________ _ 
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AMERISCJ 

December 12, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211122135 
P.O. #111110AA 

AmeriSci New Yorlr. 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech Nut; Mohawk St., Canajoharie, NY; (Chiller Room) 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Friday, December 09, 2011, for a 3 day turnaround: 

5814-01,5815-02,5828-01,5829-02 

The 4 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Response Labs, LLC requested ELAP 
TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

~ince~~ly, 

f?vJ(;~ 
(LMucha 

Laboratory Director 

Boston • Los Angeles • New York · Richmond 



AmeriSci Job#: 211122135 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111DAA; Beech Nut; Mohawk St, Canajoharie, NY; (Chiller Room) 

AmeriSci 
Sample# 

01 

Cli-ent Sample# 

5814-01 

Sample 
HG Weight 
Area (gram) 

306 

Location: Black Mastic- Fan Unit Under F-Giass (Inert Residue=9.9°/o) 

02 5815-02 306 

Location: Black Mastic- Fan Unit Under F-Glass (Inert Residue=9.8%) 

03 5828-01 312 

Location: Bui!tUp Roofing- Chiller Rm. Interior (Inert Residue::::2.9%) 

04 5829-02 312 

Location: BuiltUp Roofing- Chiller Rm. Interior (Inert Residue=2.6%) 

Heat Acid Insoluble 
Sensitive Soluble Non-Asbestos 
Organic% Inorganic% Inorganic% 

Page 1 of i 

** Asbestos %. by 
TEM 

NAD 

NAD 

Chrysotile Trace 

Chrysotile <1.0 

)," l f-) 
Analyzed by: RaviN. Krishnappa _ ~hl~- '3b"~oi..--:;.~--~ ; Date Analyzed 12/12/2011 
**Quantitative Analysis (Semi/Full); Bulk Asbestos AnalySis: PLM by EPA 600/M4-82-020 per40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM wW resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix materia! and may not be representative of 
non-uniformly dispersed debris fo~ch M evaluation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: ,-f'(! 
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AMERtSct 

November 28, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113946 
P.O. #111110AA 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEVV YORK, NY 10016 

TEL (212) 679-8600 • FAX: (212) 679-9392 

11111 OAA; Beech Nut; Beech Nut; Mohawk St., Canajoharie, NY; Bldg. #4 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

164-01, 164-02, 165-01, 165-02, 166-01, 166-02, 167-01, 167-02, 168-01, 168-02, 169-01, 169-02 

The 12 samples, placed in Zip Lock Bag, were shipped to ArneriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLM!TEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Si~n f)cerely/rj 

'f:;,_ w. 
P~ui':J., ucha .A:< 

Laboratory Director 

Boston· Los Angeles. New York- Richmond 
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AmeriSci New York 
117 EAST 30TH ST. 

AMER!SC! NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 

Date Received 11/23/11 AmeriSci Job# 211113946 
Date Examined 11/27/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 3 

Albany, NY 12206 

RE: 111110AA; Beech Nut; Beech Nut; Mohawk St, Canajoharie, 
NY; Bldg. #4 

Client No. I HGA Lab No. Asbestos Present 

164-01 211113946-01 
164 Location: Mastic; 201 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

164-02 
164 

Other Material: Non-fibrous 52.2 % 

Location: Mastic; 201 
211113946-02 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

165-01 
165 

Other Material: Non-fibrous 63.1 % 

211113946-03 
Location: V.F.T. 12x12; 201 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 12.0% 

165-02 
165 

Other Material: Non-fibrous 48% 

211113946-04 
Location: V.F.T. 12x12; 201 

Analyst Description: Bulk Material 
Asbestos Types: 

166-01 
166 

Other Material: 

211113946-05 
Location: Stair Treads; Stair To 201 

No 

No 

Yes 

No 

Analyst Description: Red, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100% 

See Reporting notes on last page 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

12% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 

NA/PS 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11/27/11 



AmeriSci Job#: 211113946 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech Nut; Beech Nut; Mohawk St., Canajoharie, 

NY; Bldg. #4 

Client No. I HGA lab No. Asbestos Present 

166-02 211113946-06 No 
166 Location: Stair Treads; Stair To 201 

Analyst Description: Red, Homogeneous. Non-Fibrous. Cementitious, Bulk Material 
Asbestos Types: 

167-01 

167 

Other Material: Non-fibrous 100 % 

211113946-07 
Location: Transite Ceiling Tiles; 201 

Yes 

Analyst Description: White/Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 25.0% 

167-02 

167 

Other Material: Non-fibrous 75% 

211113946-08 
Location: Transite Ceiling Tiles; 201 

Analyst Description: Bulk Material 
Asbestos Types: 

168-01 

168 

Other Material: 

211113946-09 
Location: Transite Wall; 201 

Analyst Description: Grey, Homogeneous. Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 28.6% 

168-02 

168 

Other Material: Non-fibrous 71.4% 

211113946-10 
Location: Transite Wall; 201 

Analyst Description: Bulk Material 
Asbestos Types: 

169-01 

169 

Other Material: 

211113946-11 
Location: Window Glazing; 201 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 11 % 

See Reporting notes on last page 

Yes 

No 

Page 2 of 3 

Total% Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

25% 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NNPS 

28.6% 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NNPS 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job#: 211113946 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech Nut; Beech Nut; Mohawk St., Canajoharie, 

NY; Bldg. #4 

Client No. I HGA lab No. Asbestos Present 

169-02 211113946-12 
169 Location: Window Glazing; 201 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 8.5% 

Reporting Notes: "' 
' 

No 

Page 3 of 3 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 

by Ivan H. Reyes 

on 11/27/11 

Analyzed by: Ivan H. Reyes :-"'--'="~='-4""""-''l":c""'c:----. 
'NAD/NSD =no asbestos detected; NA =not a lyze , NA/PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non~friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirement~anqete that this report must not be reproduced except in fu!! without the approval of the !ab.This PLM report relates ONLY 
to the items tested. AIHAJ .b 11. 02843, Rl Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

f{ljl" ---
Reviewed By: )?"! \ ~ END OF REPORT ___ _ 

\ ~ 
\.J 



AmeriSci Job #: 211113946 Page 1 of2 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech Nut; Beech Nut; Mohawk St., Canajoharie, NY; Bldg. #4 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non~Asbestos ** Asbestos % by ** Asbestos % by 
Sample# Client Sample# Area (gram) Organic "/o Inorganic% Inorganic% PLM/DS TEM 

01 164-01 164 0.209 9.6 38.3 52.2 NAD NAD 
Location: Mastic; 201 

02 164-02 164 0.464 10.8 26.1 63.1 NAD NAD 
Location: Mastic; 201 

03 165-01 165 0.560 30.9 9.1 48.0 Chrysotile 12.0 NA 
Location: V.FT 12x12; 201 

04 165-02 165 0.629 30.7 10.8 58.5 NA/PS NA 
Location: V.F.T. 12x12; 201 

05 166-01 166 NAD NA 
Location: Stair Treads; Stair To 201 

06 166-02 166 NAD NA 
Location: Stair Treads; Stair To 201 

07 167-01 167 Chrysotile 25.0 NA 
Location: Transite Ceiling Tiles; 201 

08 167-02 167 NA/PS NA 
Location: Transite Ceiling Tiles; 201 

09 168-01 168 Chrysotile 28.6 NA 
Location: Transite Wall; 201 

10 168-02 168 NNPS NA 
Location: Transite Wall; 201 

11 169-01 169 0.730 18.9 70.1 11.0 NAD NAD 
Location: Window Glazing; 201 

12 169-02 169 0.574 17.9 73.5 8.5 NAD NAD 
Location: Window Glazing; 201 

See Reporting notes on last page 



AmeriSci Job #: 211113946 

Client Name: Ambient Environmental, Inc. 

AmeriSci 
Sample# Client Sample# 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech Nut; Beech Nut; Mohawk St., Canajoharie, NY; Bldg. #4 

HG 
Area 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic% 

Acid 
Soluble 

Inorganic% 

Insoluble 
Non-Asbestos 
Inorganic% 

Analyzed by Madel! E. Collms Wd&?-· ; Date Analyzed 11/28/2011 

"*Asbestos % by 
PLM/DS 

Page 2 of 2 

** Asbestos % by 
TEM 

**Quantitative Analysis (Semi/Full); Bulk Asbestos Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Ful!) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<I%; QuantitatiOn for beginning weights of <0. i grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitati?~ only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed de~J~~ f fwhich PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: f}J '\,Jb_--· 
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Response Labs, LLC. 
12 Colviu Aveuue, Albauy NY 12206 

Phoue (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 

Client Project Number: 111110AA 

Albany NY 12206 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Upper Boiler Room 

Laboratory Job Number: 854 414 
Sampled By: Bryan Cleary 

Collection Date: 12/5/2011 

Date Received: 12/6/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % %of 
Residue 

Total% of 

Homogeneous Grey 

Sampled Material: Transite Pipe 

Sample Location: Upper Boiler Room Floor 

Analyzed By: 

Microsc_ope: 
Method: Prep (Not Analyzed) 

Turn Around Time: P~~p __ 

5808 303-02 Homogeneous Grey 

Sampled Material: Transite Pipe 

Sample Location: Upper Boiler Room Floor 

Analyzed By: 

_0f.~?~-~?re: _ 
Method: Prep (Not Analyzed) 

Turn Around Time: ~r~p 

5809 304-01 Homogeneous Grey 

Sampled Material: Transite Wall 

Sample Location: Exterior Upper Boiler Room 

Analyzed By: Adam C. Tucker Metlzod: NYS ELAP 198.1 

Micr?sc~pe: Olympus BH-2-214 Tum Around Time: 5 Day 

5810 304-02 

Sampled Material: Transite Wall 

Sample Location: Exterior Upper Boiler Room 

Analyzed By: Method: Positive Stop 

83.3% 

97.8 2.2 

Non-Asbestos Fibers 

An~_ly_z_e.4. J?ate,: 
97.7 

Non-Asbestos Fibers 

Non-Asbestos Fibers 
None Detected 

Analyzed Dal'e: 12/9/2011 

Non-Asbestos Fibers 

2.3 

Micro~cor~: Tum Arou:1d Time: Positive Stop (198.1) Analyzed Date: 

0.0 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.0 NAD 

%__ _ _ _4~bestos Types: 
Sample Negative By Weight 

16.7% 

~% Asbestos Types: 
16.7%Chrysotile 

NA/PS 

% Asbes~f!_~_!'yp~~: 
Not Analyzed Positive Stop 

Definitons o{Abbreviations: NOB: ,Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission _Hlectron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PJ.M is not consh'fentZv rehahfe m detectmgashe.,·tos infloor coverings and similar non:fnah!e organically hound materials. No A~bestos Delee/ed or Trace results by 
PLV are considered inconchwve, 7f1d is currently the on~v merhod that can be used to determine !I materials can be comm:kred as non asbestos contaming in NY Stare. 7/us report 
cannot he reproduced except mjUI! without the approval a/Response Labs. LLC This PLVI report relates OtVLY to the items rested Liability is lim ired to the cost ofa alysis. 
ELAP PLM Metltod 198.1 for friable samples or 198.6 for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colviu Aveuue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Upper Boiler Room 

Laboratory Job Number: 854 414 

Sampled By: Bryan Cleary 

Collection Date: 12/5/2011 

Date Received: 12/6/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 

5811 305-01 Homogeneous 

Sampled Material: Duct Insulation 

Sample Location: On Duct 

Brown 

A11alyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: ()ly~~P_i!:~. BH-2-214 Tum Around Time: 5 D~y 

5812 305-02 

Sampled Material: Duct Insulation 

Sample Location: On Duct 

Analyzed By: Method: Positive Stop 

59.5% 

Non-Asbestos Fibers 
29.7% Fiber Glass 

Analyzed Date:. _1~/9/_2011. 

Non-Asbestos Fibers 

Microsco!:e: 
5813 

Tum Around Time: Positive Stop (198.1) Anal¥~:~ Date: , 

305-03 

Sampled Material: Duct Insulation Non~Asbestos Fibers 

Sample Location: On Duct 

Analyzed By: 

Microsc_ope: 
Method: Positive Stop 

Tum Around Time:. Positive Stop (198.1) Analyzed Date: 

Residue 

10.8% 

% Asbestos Types: 
1Q.8%Chl}'SOti}e 

NAIPS 

% Asbestos Types:_ 
Not Analyzed Positive Stop 

NAIPS 

% AsbestosTypes: 
Not Analyzed Positive Stop 

Definitons ofAbhrel'iations: NOB: Non-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected. NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: l'LM Ls not consistent(V reliable m detecting asbestos in floor covenngs and Similar non:friahle organically bound materials. No Asbestos Detected or Trace results by 
l'Livl are considered inconclusive. l'E\1 i.>' currently the only method that can be used w determine if materials can be considered as 1wn asbestos conwining in NY State. This report 
cannot he reproduced excepr in .fit/! without/he approval ofl?espon.w: Labs. LLC. lhis PLAf repm1 relates ON!:! to the items tested. Liability is limlfed to the cos1 of analysis 
EIAP PLJ\1 Metltod 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 
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Respome Labs, LLC. 
12 Colviu Aveuue, AJbany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

l\1ohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Client Project Number: 111110AA 

Laboratory Job Number: 854 419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

Lab Customer 
# 

%Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

5920 313-01 liomogeneous White 12.5% 

Sampled Material: Window Glazing 

Sample Location: Boiler Room 

Analyzed By: Adam C. Tucker Met!wd: NYS ELAP 198.6 

Microsco~~:. 91XJ11;PUS BH-2-214 Tum Around Time: 5 _l?(lY 
5921 313-02 Homogeneous White 

Sampled Material: Window Glazing 

Sample Location: \Vater Softener Room 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Tum Ar01tnd Time: Pre_.l?_ 
5922 314-01 Homogeneous Tan 

Sampled Material: Rope Gasket 

Sample Location: Front of Building 6 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: O~Y.l!l-Fll~. ~~-~2-214 Turn Around Time: 5 D<i,r 

5923 314-02 Homogeneous 

Sampled Material: Rope Gasket 

Sample Location: Front of Building 6 

Tan 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

. Micr_oscope: O~Y.lU_IJUS BH-2-214 Turn Around Time: 5 Day 

1% 

1% 

13.2 72.8 

Nou~Asbestos Fibers 
None Detected 

Analyzed Date: 12/9/2011 

13.7 73.3 

Non-Asbestos Fibers 

Analyzed Date: 

Non-Asbestos Fibers 
50% Fiber Glass 

49% Synthetics 

An~lv.zed Date: 12/13/2011 

Nou-Asbestos Fibers 
95% Fiber Glass 

4% Synthetics 

Analyzed Date: 12/13/2011 

% 
0.71% 

0.71% 

13.9 1..4% 

A.sbestos Types: 
Anthophyllite 

Clnysotile 

13.0 NAIPS 

% Asbestos Type__s: _________ _ 
Not Analyzed Positive Stop 

NAD 

% Asb.est9s.J'ypes: .. 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Deflnitons ofAbbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected. NA/PS: Not Analyzed Positive Stop, NA: Not Anafyzed 

Disclaimer: l'Ll!-1 ts not consts/emty reliable 111 detecting ashestm· inJ1oor covaings and similar non-friable orgamcally hound materials_ No Asbestos Dnected or Trace results by 
1-'l.M are considered inconclusive. J£,"vf is currently the only method that can be used to determine ifmateritils can be <:onsulered as non asbestos containing m NY State. This repon 
cannot be repmduced except infull wllhoutthe approval ofResponse Labs, LLC. 7his Fl.M report1'dates ONLY to the items tested Liability is limited to the cost (!!'ana(vsis. 
ELAP PLJ-1 Method 198.1 for friable samples or 198.6 for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colviu Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Lab Customer 

5924 315-01 Homogeneous 

Sampled Material: Duct Breeching 

Sample Location: Boiler 6 Side 1st 

Grey 

% Nou~Fibrous 
Matrix Material 

50% 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olyn~p_':l:", BH-2-214 Tum Around Time: 5 D~y-

5925 315-02 

Sampled Material: Duct Breeching 

Sample Location: Boiler 6 Side 1st 

Analyzed By: Method: Positive Stop 

% 

Laboratory Job Number: 854 419 

Sampled By: Bryan Geary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

%of Acid Soluble %of Total% of 
Residue 

50% 

Non~Asbestos Fibers 
None Detected 

% AsbestosTypes: 
50% Chrysotile 

NA/PS 
Non~Asbestos Fibers % _ ~sbestos Types: 

Not Analyzed Positive Stop 

Microscope: Turn Around Time: Positive Stop (198.1) Analyzed Date: 

5926 315-03 

Sampled Material: Duct Breeching 

Sample Location: Boiler 6 Side 1st 

Analyzed By: Method: Positive Stop 

MicroscoEe: 

5927 

Turn Around Time: Positive Stop ,(~?8.1) 

316-01 Homogeneous 

Sampled Material: Duct Breeching 

Sample Location: Top Duct Attach 6 and 7 

Tan 

Analyzed By: Justin Adams Method: I\.TYS ELAP 198.1 

Micros~~p~: O~ympus BH-2~214 Turn Around Time: 5 Day 

5928 316-02 Homogeneous 

Sampled Material: Duct Breeching 

Sample Location: Top Duct Attach 6 and 7 

Tan 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olymp~s BH-2-214 T~~;n Around ?'ime: 5 Day 

59% 

50% 

Non-Asbestos Fibers 

Analyzed Date:. 

Non-Asbestos Fibers 
40% Fiber Glass 

1 % Cellulose 

Non-Asbestos Fibers 
50% Fiber Glass 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

I'{ AD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of'Abbreviations: NOB: i'v'on~Organica!ly Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron _Microscope, 
Inc.: Inconclusive. NAD: No Asbestos Detected, NAIPS: Not Anal;yzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM is 1101 consistently reliable m detecting asbestos inf!oor wverings and Sllmfar non-fnable organically bound mmerials. No Asbestos Detected or Trace results b_v 
PLI'vf are considered inconclusive, T'EA.f 1s currently the only method that can be used to determine ifmalenals can be considered as non asbestos contammg in NY ,)'tate. This report 
cannot be reproduced except in(Ull wiThout !he approval oJRe.1ponse /.abs, JJ.C 'lhLy PLM repon relates ONLY to the items rested Lwbtlity is limited to the cost of analyst:\· 
ELAP PLM J!,Jetftod 198.1 for friahle samples or 198.6jor NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854-419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 

5929 Homogeneous Tan 

Sampled Material: insulation 

Sample Location: Tank 2 

Analyzed By: 

Microscop~: 

5930 

Justin Adams 

OlJ?npus BH-2-214 

317-02 

Sampled Material.: insulation 

Sample Location: Tank 2 

Analyzed By: 

Method: NYS ELAP 198.1 

Tum Arou11d Time: 5 ~ClX 

Method: Positive Stop 

73.3% 

Non-Asbestos Fibers 
None Detected 

Ana~yzed Date: 12/13/2011 

Non-Asbestos Fibers 

Microscope: Tum Around Time: Positive Stop .(198.1) Analyzed Date: 

5931 317-03 

Sampled Material: Insulation 

Sample Location: Tank 2 

Analyzed By: Method: Positive Stop 

/!!i~!-~s-~?pe: 
5932 

Tum Around Time: Po~itive S~op_ (19~.1) 

318-01 Homogeneous 

Sampled Material: Rope Gasket 

Sample Location: Tank 1 Left 

Black 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microsc~p~: Olympus BH-2~214 Turn Around Time: 5 Day 

5933 318-02 Homogeneous Black 

Sampled Material: Rope Gasket 

Sanzple Location: Tank 1 Right 

Aualyzed By: justin Adams Method: NYS ELAP 198.1 

P.Jicro~cope: Olylilp~s BH~2-214 Turn_Around Ti.me: 5 Day_ 

1% 

1% 

Non-Asbestos Fibers 

Analyzed Date: 

Non-ilsbestos Fibers 
99% Fiber Glass 

Analy~ed Date: 12{~-~(2011 

Non-Asbestos Fibers 
99% Fiber Glass 

Residue 

26.7% 

~%~ ~Asbestos Types: 
26.7% Chrysotile 

NA!PS 

% A5bestos Types: 
Not Analyzed Positive Stop 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Anafyzed 

Disclaimer: PL\.1 ts not conslslent(v reliable in detectiog a.\bes/os in floor coverings and Sl!l1i!ar non-friable organically bound materials. No Asbestos Derected or Trace results by 
PTA,f are cons1dered incondusiFe, 17-,"M is curremly the on(v method that can he used to determine !f'mmeria/s am be considered as non asbestos comaining in NY State. This report 
cannot be reproduced except injid/ without the approval ofResponse Labs. LLC This PLA1 report relates ONlY to the dems tested. Uah1lily is limited to the cost of ana~ys1s. 
ELA.P PL.tf Metltod 198.1 for friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Lab Customer % Non~Fibrous 
Matrix Material 

5934 319-01 Homogeneous 

Sampled Material: Insulation 

Sample Location: Tank 3 2nd .Floor 

Tan 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

_Microscope: Oly.mvus BH-2-214 Tum Around Time: 5 Day 

5935 319-02 Homogeneous 

Sampled Material: Insulation 

Sample Location: Tank 3 2nd Floor 

Grey 

Analyzed By: Justin Adams Method: I\TYS EL.AP 198.1 

Microscope: Olyrn:pus_BH-2-214 Tum Around Time: 5 Day 

50% 

45% 

5936 320-01 Homogeneous Grey 87.1% 

Sampled Material: Corrigated Siding 

Sample Location: Siding 

Analyzed By: justin Adarns Method: NYS ELAP 198.1 

Laboratory Job Number: 854 419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

%of % of Acid Solnble % of Total% of 

Non-Asbestos Fibers 
50% Fiber Glass 

A11alyzed Date: 12/13/2011 

Non-Asbestos Fibers 
55% Fiber Glass 

Aualyzed Dnte: 12/13/2011 

Non-Asbestos Fibers 
None Detected 

Residue 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

12.9% 

% Asbestos Types: 
12.9% Chrysotile 

Microscol!~: Olyrr~pys B~-2-.214 Turn Around Time: 5 Day Anal:jzed Da.te: 12(1_~{2011 

5937 320-02 

Sampled Material: Corr:igated Siding 

Sample Location: Roofing 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

Microsc?p_e: 

5938 

Tum Around Time: Positive St?J_J (!98.:1)_ Ana_lyzed Date: 

321-01 Homogeneous 

Sampled Material: Brec'Ching 

Sample Location: Boiler 8 Front 

Tan 

A-nalyzed By: Justin Adams Method: NYS ELAP 198.1 

Mi~roscop_e: Olympus BH-2-214 Tum Arou!zd Tin~e: 5 D~y 

20% 

Non-Asbestos Fibers 
53.3% Fiber Glass 

NAIPS 

%. Asbestos Types: 
Not Analyzed Positive Stop 

26.7% 

% Asbestos Types: 
26.7% Chrysotile 

Definitons o(Abbreviations: NOB: ,lv'on-Organically Bound, Trace: Asbestos Detected at 1% m· Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive. NAD: No Asbestos Detected. NAIPS: Not Analyzed Positive Stop, NA: ,\lot Analyzed 

Disclaimer: P!Jvf is 1101 consistently reliahle 111 detecling a.\hes/os in floor coverings and.wmlfar non-friable orgamcally hound matena/s_ No Ashestns f)etected or 7/uce results by 
Pill are considered mconclusive, TEM IS currentfv the only method thai can be used to determme Ij'materiafs can be considered as non asbes1os containing in NY Stale. l'his repor1 
cannot be reproduced except in full without the apProvaf ofResponse l.abs. IJL. This J'LA-1 report relates ONLY to rhe items tested Liability IS lmuted to the cost ofanaly::,/s_ 
ELAP PLM Method 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, 
1.2 ColvinAvenuer Albany 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
7 

Project Name: Beech-Nut 
Mohawk St Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854 419 

Sampled By: Bryan Clea1y 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % 

5939 321-02 

Sampled Material: Breeching 

Sample Location: Boiler 8 Side 

Analyzed By: 

Non-Asbestos Fibers 

Method: Positive Stop 

Microscope: Turn Around Time: Positiv.e s.top (198.~) A.nal~zed Date: 

5940 322-01 Homogeneous Grey 

Sampled Matetial: Fire Brick 

Sample Location: Inside Boiler 8 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

M.icroscope: 

5941 

Olympus BH-2-214 Tum Arou11d Time: 5 Day 

322-02 Homogeneous Grey 

Sampled Material: Fire Brick 

Sample Location: Inside Boiler 8 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

. Microscope: Ol¥_~P.ll:.? BH-2-21~ Turn Arou11d Time: 5 D~Y. 

5942 323-01 Homogeneous Tan 

Sampled Material: Insulation 

Sample Location: Boiler 8 Flue 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: SJ~X_rllP~_s BH-2-214 Turn Ar~und Time: 5 D~)T_ 
5943 323-02 

Sampled Material: Insulation 

Sample Location: Boiler 8 Flue 

Aualyzed By: Method: Positive Stop 

100% 

100% 

20% 

No-n-Asbestos Fibers 
None Detected 

Analyzed Date: 12/13/2011 

Non-Asbestos Fibers 
None Detected 

An_aly~edDa/:e: 1~/1.3/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12(1~/~_q11 

Non-Asbestos Fibers 

Microscope: Turn Aroz~nd Time: Positive Stop (198.1) :'!tnalyzed Date: 

Total% of 

NA!PS 

% Asbestos Tyres: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

80% 

% Asbestos Types: 
80% Chrysotile 

Trace Amosite 

NA!PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of'Abbreviations: NOB: ,Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: l'IAf is 1101 consistently reliable in detecting asbestos in(loor coverings and Similar non:friable orgamcafty hound mmerials. No Asbestos Detected or Trace results by 
l'Uvf are wnsidered inconclusive. TFM IS currently the only me1hod that can he used to determine ifmaleriu!s can be considered QS non asbes/os containmg m NY State. This repon 
cannot he reproduced except in .full wtthou/ the approval ofResponse f_ahs, LiP. 1his PLM report relates ONLY to the items tested Lwbt!lty is limited to the cost of analysts_ 
ELAP PLM JUetlwd 198. I for friable samples or 198,6for iVOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854 419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of 

Sampled Material: Insulation Non-Asbestos Fibers 

Sample Locatio11: Boiler 8 Flue 

Analyzed By: Method: Positive Stop 

M~croscope: Tum Around Time: P?~i~ive Stop (198.1) Analyze_d Date: 

5945 324-01 Homogeneous Tan 33.3% 

Sampled Material: Pipe Insulation 

Sample Location: 2" Yellow 

Analyzed By: Justin Adams Method: NYS ELAP 1.98.1 

Microscope: Olympus BH-2-214 TimJ Around Time: 5 Day 

5946 324-02 

Sampled M'aterial: Pipe Insulation 

Sample Location: 2" Yellow 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/13/2011 

Non~ Asbestos Fibers 

Microsc?p,e: Turn Around Time: Positive Stop (198.1) Analy_z~d Daie: 

5947 324-03 

Sampled Material: Pipe Insulation 

Sample Location: zn Yellow 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

Miao~~ope: Tum Around Time: Positive St_op_ (198.~) (1rwlyzed Date: 

5948 32S-01 Homogeneous 

Sampled Material: Mudded Fitting 

Sample Location: 2" Pipe 

V\Thite 

A11alyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olympus B!--I-2-214 Tum Around Time:, 5 Day __ 

16.6% 

Non-Asbestos Fibers 
16.6% Cellulose 

Anal¥zed Date: 12/1~/2011 

Total% of 

NAIPS 

__ %__ !1-sbestos Types: 
Not Analyzed Positive Stop 

66.7% 

% Asbestos Types: 
66.7% Amosite 

NAIPS 

% Asbestos Types: 
NoL Analyzed Positive Stop 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

66.6% 

% Asbestos Types: 
66.6% Chrysotile 

DefinitOIIS o!Abbreviations: NOB: lv'on-Organically Bound, Trace: Asbestos Detected at /%or Less. TEM: Transmission Electron Microscope, 
Inc.: Jnconcluslve, NAD: No Asbestos Detected. NA/PS: Not Analyzed Positive Stop, NA: ,Vot Analyzed 

Disclaimer: PLW is not consistently reliable m detectmg asbestos mjloor coverings and similar non-friable organically bound materia{,\·. No Asbestos Detected or Trace results by 
PLM are considered mconclusive. TEM is currently thi! only method that can be used to de/ennine ifmaterials can be considered as non asbestos contmnmg in NY ,'>'late. lhis report 
cannot be reproduced except in .fUll wilhuutthe approval ofResponse Labs, J.LC Tlus PL!.J report relates ONLY to the ilems tested. Uahillly 1s limited 10 the cost of analysis. 
ELAP PHJ Method 198.1 for friable samples or J98.6for :VOB Sampfes. 

Comments: 



Response Labs, 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854 419 

Sampled By: Biyan Clemy 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

Lab Customer 1!/o Nou~Fibrous 
Matrix Material 

%of %of Acid Soluble 
Inorganics 

%of 
Residue 

Total% of 

5949 325-02 

Sampled Material: Mudded Fitting 

Sample Location: 2" Pipe 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

,Microscope: Turn Around Time: Positive Stop (198.1) Analyzed Date: 

5950 326-01 Homogeneous Tan 

Sampled Material: Mudded Fitting 

Sample Location: 6" Pipe 

Analyzed By: Justin Adams Method: J\JYS ELAP 198.1 

.Microscope: O.Iy~pus BH-2-21.4 Tum Around Time: 5 Da:y 

5951 326-02 

Sa-mpled Material: Mudded Fitting 

Sample Location: 610 Pipe 

Analyzed By: Method: Positive Stop 

38.8% 

Non-Asbestos Fibers 
38.8% Fiber Glass 

Analyzed Onte: 12/13/2011 

Non-Asbestos Fibers 

Micros_~ope: Turn Around Time: Positive Stop (198.1) Analyzed Date: 

5952 327-01 Homogeneous White 

Sampled Material: Mudded Fitting 

Sample Location: 8" Pipe 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: 5 D(lY. 

5953 327-02 

Sampled Material: Mudded Fitting 

Sample Location: 8" Pipe 

Analyzed By: Method: Positive Stop 

20% 

Non-Asbestos Fibers 
None Detected 

Ana~yzed Date: 12/13/2011 

Non-Asbestos Fibers 

Microsc~p~: _ Turn Around Time.' Positive St~p_ (!98.1) Analyzed Date: 

NAIPS 

% _ AsbestosTypes: 
Not Analyzed Positive Stop 

22.2% 

% Jt~bestosJ'ypes: 
22.2% Clu:ysoHle 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

SO% 

% Asbestos Types: 
80% Chrysotile 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons o(Abbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: l'LM is not consistently reliable m detecting asbestos in floor covermgs andsnnilar non:fi·iahlc ()lganically bound marerials. No Asbestos Detected or Trace results by 
PJ,M are considered mconclusive, JEJvf 1s current(!' the only method that can be used 10 detennine ifmatena/s can be conSidered as non asbestos containing m A'Y Swte. 1/Jis report 
cannot be repnxluced except in full without the approval ofResponsc Lahs, !.LC. Tl11s Pl.M repon rdates ONJ:/ to the items tested Uahiluy is lim lied to the cost of anaiys1s 
ELAP PLM JJethod 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany N¥12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854~-419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 

5954 328-01 Homogeneous 

Sampled Material: Pipe Insulation 

Sample Location: 61! Pipe Yellow 

White 

Analyzed By: Justin Adams Metfwd: NYS ELAP 198.1 

Microscope: Olympus BH-2~214, Turn Around Time: 5 Day 

5955 328-02 

Sampled Material: Pipe Insulation 

Sample Location: 6" Pipe Yellow 

Analyzed By: Method: Positive Stop 

55.5% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12(13(2011 

Non-Asbestos Fibers 

M_lcroscope: 

5956 

Turn Around Time: Positive Stop (198.1). Analyzed Date: 

328-03 

Sampled Material: Pipe Insulation 

Sample Location: 6" Pipe Yellow 

Analyzed By: Method: Positive Stop 
Microscope: 

5957 
Tum Around Time: Positive St?P (~98:1) 

329-01 Homogeneous White 

Sampled Material: Pipe Insulation 

Sample Location: 8'1 Pipe Green 

Analyzed By: Justin Adant':i Method: NYS ELAP 198.1 

Microsc?r~:. C?~:Yl_l:1P~s BH~2-214 Tum Around Time: 5 Day 

5958 329-02 

Sampled Material: Pipe InsuJation 

Sample Locatiou: 8" Pipe Green 

Analyzed By: Method: Positive Stop 

42.9% 

Non-Asbestos Fibers 

An~lyzed Date: 

Non-Asbestos Fibers 
None Detected 

Non-Asbestos Fibers 

Microscope: T1:m Around Time: Positive Stop (~98.1) Ana~y_~ed Date: 

Residue 

44.4% 

% Asbestos Types: 
44.4% Chrysotile 

NAIPS 

% Asbestos T ype_s: 
Not Analyzed Positive Stop 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

57.1% 

% Asbestos Typ_es: 
57.1% C'Jwysotile 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Deflnifons of Abbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAJPS: Not Analyzed Positive Stop, N.4: Not Analyzed 

Disclaimer: PJA-1 is not consistently reliahle in deteUing asbestos in flour coverings and similar non-friable orgamca!/y bound materials. No Asbestos Detected or Trace results by 
PLA1 are considered inconclusive, TL'M is currently the only meihodrhat can he used to determine ifmmeria!s can he considered as non asbestos containmg in NY State. Th1s report 
cannot be reproduced except infull without the approval 1d'Flesprmse Lahs, LLC 1hts PLlvf reporl relaws ONLY 10 the items tested. Liability is limited w the cost ofana!ysis. 
ELAP PLM Met!tod 198.1 for friable samples or J98.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
# 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854 -419 

Sampled By: Bryan Oeary 

Collection Date: 12/7/2011 

Date Receivett 12/8/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

Sampled Material: Pipe Insulation Non-Asbestos Fibers 

Sample Location: 8" Pipe Green 

Analyzed By: Mel-hod: Positive Stop 

Microscol!e: Tt~rn Ar?::nd Time: Positive StopJ198.1). An~lyzed Date: 

5960 330-01 Homogeneous Grey 100% 

Sampled Material: Tank Coating 

Sample Location: 3rd Level Tank 

Analyzed By: Justin Adams Method: NY'S ELAP 198.1 

Microscope: Olympus BH-~-214 Tum Around Time: 5 Day 

5961 330-02 Homogeneous Grey 

Sampled Material: Tank Coating 

Sample Location: 3rd Level Tank 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Micrasc~pe: OlymiJUS ~H-2~214 Tum Around Time: 5 Day 

5962 331-01 Homogeneous Orange 

Sampled Material: Fire Brick 

Sample Location: Inside Boiler 7 

Analyzed By: Justin Adams Method: I\TYS ELA.P 198.1 

Microscop~: '?~YIUPU~ BH-2-214 Tum ~round Time: 5 D~y 

5963 331-02 Homogeneous Orange 

Sampled Material: Fire Brick 

Sample Location: Imide Boiler 7 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 pay. 

100% 

100% 

100% 

Non~Asbestos Fibers 
None Detected 

Anafyzed Date: 12/13/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/13/2011 

Non-Asbestos Fibers 
None Detected 

Analy~ed Dn~e: 12/13/~0.11 

Non-Asbestos Fibers 
None Detected 

An~lyz~d qate: 1~/13(201 ~ 

%of 
Residue 

Total% of 

NA!PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No A<>bestos Detected 

NAD 

% A.sbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Deflnitons of Abbreviations: NOB: Non-Organically Bound, Trtice: Asbestos Detected at 1% or Less, TEM: Transmission Electron lvlicroscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: }•/ot Analyzed 

Disclaimer: PLlvf is 1101 consistently reliable m detectmgashestos mfloor coverings- and similar non~friable organically bound materials. A'o Ashes!O$ Detected or [race results by 
Pf.lvf are considered mconclusive, l'E~'v! is currently the only method !hat can he used to dmermine i{materials can be considered as non asbestos contaming in NY State_ This reporT 
cannot be reproduced except mjUI! withour the approval ofRe~ponse Labs, LLC. 1liis PJ..M report relates ONLY to the items tested. LiabJ/tty IS !muted to the cost of analysTs 
ElAP PLM ]~fetlwd 198./for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854 419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

o/o of Acid Soluble % of Total% of 
Residue 

5964 332-01 Homogeneous 

Sampled Material: Breeching 

Sample Location: Boiler 7 

Brown 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscop~.: .<?~YUlE~s B.H-2-214 Turn Around Time: 5 D~):' . 

60% 

5965 332-02 Homogeneous Brown 60% 

Sampled Material: Brceching 

Sample Location: Boiler 7 

Analyzed By: 

Microscope: 

5966 

Justin Adams Method: :1'--r;{S ELAP 198.1 

Olympus BH-2-214 Tum Around Time: 5 Day 

333-01 Homogeneous Tan 

Sampled Material: Brick 

Sample Location: Outside of Boiler 7 

Analyzed By: Justin Adams 

Micro~c~T!e: Olyfi1p~s BH-2-214 

Method: NYS ELAP 198.1 

Turn Around Time: 5 Day 

5967 333-02 Homogeneous Tan 

Sampled Material: Brick 

Sample Location: Outside of Boiler 7 

Analyzed By: 

Microscope: 

5968 

Justin Adams Method: NYS ELAP 198.1 

Olympus, BH-2-214 Tum Arou11d Time: 5 p~y-

334-01 Homogeneous Grey 

Smnpled Material: Mortar for 333-01 

Sample Location: Outside of Boiler 7 

Aualyzed By: Justin Adams Method: NYS ELAl.:> 198.1 

Micr?s.~.~pe: o.~Y.fi1Eus BH-2-214 Tum Around Time: 5 Day_ 

100% 

98% 

100% 

Non-Asbestos Fibers 
40% Fiber Glass 

An~ly~ed LJate: 12/13/2011 

Non-Asbestos Fibers 
40% Fiber Glass 

Analyzed Date: 12/13/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/13/2011 

Non-Asbestos Fibers 
1% Cellulose 

1% Fiber Glass 

Nou~Asbestos Fibers 
None Detected 

Aualyze~pate: 1~n4/2011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Trace 
% Asbestos Types: 

Trace Chrysotile 

Detinitons of Abbreviations: NOB: Non-Organical(v Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLl'vf is not consistently reliable in detecring asbestos m[loor coverinKS undsimilar non-friable orgamcally hound materials. lv'a Ashes/o.1· Detected or Trace results hy 
PIM are considered inconclusive, Jh\1 i.1· currently the only method that can be used to determine ifmmeria/s can be considered as non asbrstus containing in NY Srmc. lhis report 
cannot he reproduced except infull wirhow rhe approval (!/Re::,ponse Labs, LLC l11is PLM report relates ONLY to the 1tems tested Uab!/ity IS linuted to the cost of analysis. 
ELAP PLAiiUetlwd 198.l.for friable samples or I98.6.for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854-419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

5969 334-02 Homogeneous 

Sampled Material: Mortar for 333-02 

Sample Location: Outside of Boiler 7 

Grey 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Micros~?re: S?_I:rm:PIL" BH-2-214 Turn Around Time: 5 Dax 

99.7% 

5970 335-01 Homogeneous Vv'hite 85% 

Sampled Material: Insulation 

Sample Location: LD Steam Line 1st Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 rum Around Time: 5 Day 

5971 335-02 Homogeneous White 85% 

Sampled Material: Imulation 

Sample Location: LD Steam Line 1st Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscop_~~ q1ymp~s BH-2-214 Tum Around Time.· 5 Day 

5972 335-03 Homogeneous VVhite 85% 

Sampled Material: Insulation 

Sample Location: LD Steam Lll1e 1st Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Micr~~~op~:~ q~YlllP~l_s_~H-2-214 Tum Around Time: 5 D~y 
5973 336-01 Homogeneous Silver 29.1% 

Sampled Material: Silver Paint 

Sample Location: On Outside of Boiler 8 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

MiLToscope:·_ O_I:ympus BH-2-214 Tum Ar?und Time: 5 Day 

Nou-Asbestos Fibers 
None Detected 

A_~~~ly_zed Date: 12/!4/2011 

Non-Asbestos Fibers 
15% Synthetics 

Analyzed Date: 12/~4/2011 

Non-Asbestos Fibers 
15% Synthetics 

Analyzed f?ate: 12(1~(2011 

Non-Asbestos Fibers 
15% Synthetics 

Analyzed J?ate: 12/13/2011 

64.0 7.0 

Nou-Asbestos .Fibers 
None Detected 

Ann~31:ed Date: J2(_?(2011 

0.26% 

% !lsbestosTypes: 
0.26% Chrysotile 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

29.1 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Definitons ofAbbreviations: NOB: Non-Organically Bound Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 

Inc.: Inconclusive, lVAD: flo Asbestos Detected. NAIPS: ,Vat Analyzed Positive Stop, NA: Not Analyzed 

Di..<:claimer: PLM IS not consistenily reliable in detecting asbestos in _floor coverings and similar non7jimb!e orgamcal(v bound marenais. No Asbestos Detected or Trace results by 
PLM are considered inconclusi\'C. 'lli"M is currenl!y the only method that can be used to determine !(materials can be considered as non mhestos containing in NY State. 'l1us report 
cannot be reproduced except in.fidl without the approval ofResponse f_abs. !IC. 1his l'!.M report relates ONJ,Y to the items /Csted. Liability IS limiled to the cost a( analysis 
ELAP PLM 11-iethod 198.1 for friable samples or 198.6jor NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut Laboratory Job Number: 854-419 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 
Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5974 336-02 Homogeneous Silver 

Sampled Material: Silver Paint 

Sample Location: On Outside of Boiler 8 

Analyzed By: Adam C. Tucker Method: I\JYS ELAP 198.6 

M_icroscope: 

5975 

Olympus BJ-1-2-214 Ttml Around Time: 5 Day 

336-03 Homogeneous Silver 

Sampled Material: Silver Paint 

Sample Location: On Outside of Boiler 8 

Analyzed By: Adam C. Tucker Method: Nt'S ELAP J 98.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

12.5% 

60.0% 

5976 336-04 Homogeneous Silver 36.5% 

Sampled Material: Silver Paint 

Sample Location: On Outside of Boiler 8 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olyl!li?us BH-2-214 Tum Around Time: 5 ~a_y__ 

5977 336-05 Homogeneous Silver 

Sampled Material: Silver Paint 

Sample Location: On Outside of Boiler 8 

Analyzed By: 

Micr~~~~p~_:_ 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

5978 337-01 Homogeneous Tan 43.8% 

Sampled Material: Cream Wall Paint 

Sample Location: Boiler Room/Compressor Room 

Analyzed By: Adam C. Tucker Method: NYS ELAP] 98.6 

Microscol?e: ?lyJ?p~s BH-2-214 T1~r11 Around Time: 5 D~:y 

70.8 16.7 

Non-Asbestos Fibers 
None Detected 

An~lyzed Date~ 12/9/2011 

21.7 18.3 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/9/2011 

47.8 14.4 

Non-Asbestos Fibers 
None Detected 

A~wly~ed Date: 12(9 /2011 

12.5 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

60.0 Trace 

% Asbestos Types: 
Trace Anthophyllite 

37.9 1.4% 

% 
0.86% 

Asbestos Types: 
Anthophyllite 

0.51% Chrysotile 

45.8 15.4 38.8 NM>S 

Non-Asbestos Fibers 

Att~l_!!_z~d Date: 

37.3 18.8 

Non-Asbestos Fibers 
None Detected 

Ana_ly~~d Date.' 12(_9/2011 

% Asbestos Types: 
Not Analyzed Positive Stop 

43.8 Trace 

% Asbestos Types: 
Trace Anthophyllite 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound_. Trace: .Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: inconclusive, NAD: No Asbestos Detected. NA/PS: Not Analyzed Positive Stop, NA: ;vat Anal:rzed 

Disclaimer: PUW is no/ consistenlly reliah!e in detecrmg asbestos mjloor covermgs and Similar non:fnabEe organicalty bound materials. fv'o Asbesws J)etected or li-ace results by 
l'IJd are considered inwnc!usi>·e, Jf.M is currentZy the only method that can be used to determine {(materials can he considered as non a1·bes1os containmg in NY Srme. Jh1s report 
cannot be reproduced except injidl wuhout the approral (!!Response lBbs, LLC 7Jus Pl}vl report relates ONLY to the items tested. Lwbility 1s fm11ted to the cos1 qf analysTs. 
/::LAP PLM Method 198.1 for friable samples m·J98,6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colviu Avenue, Albauy NY 12206 

Phoue (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854-419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

Lab Customer %Non~ Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

5979 337-02 Homogeneous Tan 

Sampled Material: Cream Wall Paint 

Sample Location: Boiler Room/Compressor Room 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: 

5980 

~lympus BH-2-214 Tum Around Time: 5 Day_ 

337,.(13 Homogeneous Tan 

Sampled Material: Cream Wall Paint 

Sample Location: Boiler Room/Compressor Room 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Ol:yD?-PUS BH-2-214 Tum Around 'fime: 5 Day 

5981 337-04 Homogeneous Tan 

Sampled Material: O:eam Wall Paint 

Sample Location: Boiler Room/Compressor Room 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214, Turn Around Time: ~Day 

44.6% 

34.9% 

36.9% 

5982 337-05 Homogeneous Tan 35.8% 

Sampled Material: Cream Wail Paint 

Sample Location: Boiler Room/Compressor Room 

Analyzed By: Adam C. Tucker Method: Nl'S ELAP 198.6 

Micro~c?pe: C?~:yr_t~pus BH-2-214 Tum Around Time: 5 Day 

5983 337-06 Homogeneous Tan 35.8% 

Sampled Material: Cream Wall Paint 

Sample Location; Boiler Room/Compressor Room 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscol?e: C?lJ:~pus BH-2-214 rurn Around Time: 5 Day 

40.0 15.4 

Non-Asbestos Fibers 
None Detected 

J:nal_yzed Date: 
47.6 

12/9/2011 
17.5 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/9/2011 

49.7 13.4 

Non-Asbestos Fibers 
None Detected 

Ana~yz_:,d_f?.a_t:: 12/9{2011 

43.8 20.4 

Non-Asbestos Fibers 
None Detected 

Anaf.y~ed Date: 12/?/~~-~L 
40.8 23.4 

Non-Asbestos Fibers 
None Detected 

Awz~yzed Date: 12/9/2011 

% 

% 

% 

44.6 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Dett .. >cted 

Client H.equested TEM 

34.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

36.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

35.8 Inc. 

% Asbestos Types: 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

35.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: ,Von-Organically Bound, Trace: Asbesros Detected at 1% or Less, TEM: Transmission Electron .Microscope, 
Inc.: Inconclusive. NAD: lVo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM is not consist~Jntly rehahfc m dcrecling asbestos in floor covermgs and s1milar non.jhable orgamcally bound materials. No Asbestos Detected or Trace resuh~ by 
l'Lbf arc considered incondusive, TE1v1 is C11rrent~J~ the on(r method chat can be used to determine {lmaterials can be wnsidered as non asbesws comaining in NY Swte_ lhis report 
cannot he reproduced except m_fU!/ Without the approval qlResponse J.ahs, Ll.C This PL/1.1 reporl!-ela/es ONLY ro the items tested. LiabJ!Jty ts hm1ted to the cost ofanalys1s 
ELAP PLM Method 198.1 for friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany N¥12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Lab Customer 

5984 337-07 Homogeneous Tan 

Sampled Material: Cream Wall Paint 

Sample Location: Boiler Room/Compressor Room 

%Non-Fibrous 
Matrix Material 

42.7% 

Analyzed By: Adam C. Tucker Method: NYS ELA ... P 198.6 

Laboratory Job Number: 854-419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

%of % %of 
Residue 

Total% of 

42.1 15.1 

Non-Asbestos Fibers 
None Detected 

42.7 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Microscope: Olympus Bl-1-2-214 Turn Around Time: 5 Day , Analyzed Date: 12/9/2011 

Deflnitons ofAbhreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: :vo Asbestos Detected. NAJPS: Not Analyzed Positive Stop, lVA: No! Analyzed 

Disclaimer: PLM 1s not con.s'istently reliable m duectmg asbestos injloor covermgs and s·innlar non:fi·wble orgamcally bound matenafs. No Asbestos Detected or Trace results by 
?LV! are considered inconclu.\'lve, Tblvf rs currently the only method thar can be used !o determme ifmmcrial.l can be considered as non asbestos contammg in NY State_ lhis report 
cannot be reprodm.·ed excep1 infi-lllwithoui the approval of Response Labs. LLC. lhis PL!vf report rdates Oh"LY to the items tested. Liability is limited to the cost of analysis. 
ELAP PL!ii Method 198. I for friable samples or 198.6for NOB Samples. 

Comments: 



ArneriSci Job#: 211122380 

Client Name: Response labs, LLC 

Table i 
Summary of Bulk Asbestos Analysis Resul1s by NYS ELAP 191!.4 NOB Method 

111110AA; Beech- Nut; Mohawk St. Canagoharie, NY; Boiler Rm. 

sample 
Ame·rfSci HG Weight 
Sample# ClierJt Sam pie# Area !gram) 

01 5978 

location: Cream Wafl Paint. Hoi fer RmJ Compressor Rm., 43.8% 

02 5979 

Location; 
!l3 

locai!oo: 

04 

Cieam Wail P.aint, Boi!IJr Rm.! C-ompressor Rm., 44.6% 

5980 

Cream Wall Paint, Bofler Rm) Compressor Rm., 34.9% 

5981 

Lccation: Cream Wall Paint. Boiler RmJ Compressor Rm .• 36.9'% 

05 5002 
Loration~ Cream WaJI Pai.nt, Boi!er Rm.J Compress-or Rm., 35.8% 

~6 5933 

Locatioo: Cream Wall Paint, Bofler Rm.l CompresswRm., 35.8% 

D7 
Location: Cream Wall Paint, Boiler Rm.J Compressor Rm., 42_7% 

Heat Acid lns.oh.JbJc 
.Sensitive SoJu.ble: N<JJl"Asbestoa 
Organlc% l.noryanic % fnorgani[!% 

Paget of1 

-Asbestos.% by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

Analyzed by: Roman f'<¥laknov~ ·-·-; Date Analyzed "12115/2011 
""Quantitative Anarysis (Semt/Full); BulK Asbestos An ysis ~ PLM t;y EPA 660i#t14~82-020 per 40 CFR or ELAP 100.1 for New Yn.rl< Friable sampres fJ.t ElAP i98.6 fnr New Yo1k NOB samples; TEM 
(Semi/Fu!J) by EPA 600IR-9311 16 (n.ot .covered by NVLAP Bulk accreditation) or Ell\P 198.4; for New Yotk samples; NAD "' no as.bestos detect-ed during .a quantitativa analysis; NA =not anal~zed; Trace= 
<::1 %; QuanW.aUonfor beginnlfl:{! wefghts oi <0.1 grams .should be consi(!'ered as qual'itafilfe only; Qualitative An;:;~lys.is: Asl:testos atlalysis resurts of .. Present" or "NVA = No Visible Asbestos" reptasents 
roe-suits fo.r Quafita~ive PLM or TEM Analysis. (JJJ5y (no accreditation covl!mtge available from any regulatofY agency for qtJa!itative a11alyses); A!HA lab# 102843, NV\.AP LaG COda 200546-Q, NYSDOH 
ELAP Lab 101111400. 

Warning Note: PlM limitalf.an, {).Illy TEM wifl reSDive fibers <0.25 micrvmelers in diameter. TEM bulk analysis .is tepres.entaUve of the fi'ne glairted malri:o:: material and may O{Jt he represen,alive (l/ 
non-uniformly dispeF'Sed debris fur which PLM evaluaUon Js recommeflded (Le. soils and QIJler h:etemgenous mmteiials). 
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AMERISCI 

December 19, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number211122380 
P.0.#111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 ·FAX: (212) 679-9392 

11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY; Boiler Rm. (Report Amended 12/19/2011) 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Monday, December 12, 2011, for a 3 day turnaround: 

5978,5979,5980,5981,5982,5983,5984 

The 7 samples, placed in Zip Lock Bag, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

o A~ }'' t 
c·fl /} \ i ~-l;:t··, v___. 

( J 
Pa~! Jj Mucha 
LabcXatory Director 

Boston • Los Angeles - New York • Richmond 



AmeriSci Job#: 211122380 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 
11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Boiler Rm. (Report Amended 12/19/2011) 

AmeriScl 
Sample# 

01 

Client Sample# 

5978 

HG 
Area 

Sample 
Weight 
(gram) 

Location: Cream Wall Paint, Boiler Rm./ Compressor Rm., 43.8% 

02 5979 

Location: Cream Wall Paint, Boiler Rm./ Compressor Rm., 44.6'% 

03 5980 

Location: Cream Wall Paint, Boiler Rm./ Compressor Rm., 34.9°/o 

04 5981 

Location: Cream Wall Paint, Boiler Rrn./ Compressor Rm., 36.9% 

05 5982 

Location: Cream Wall Paint, Boiler Rrn./ Compressor Rm .. 35.8% 

06 5983 

Location: Cream Wall Paint, Boiler Rm./ Compressor Rm., 35.8% 

07 5984 

Location: Cream Wall Pa·lnt, Boiler Rm./ Compressor Rm .. 42.7% 

I/ i/i .I/// 

Heat 
Sensitive 
Organic% 

Acid 
Soluble 

Inorganic% 

Insoluble 
NonaAsbestos 
Inorganic% 

Page 1 o'i 1 

**Asbestos % by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

Analyzed by; Roman Peysakhov ./L, r Lft4 t:~ d Ll .(%~~"""~-· ; Date Analyzed 12/15/2011 
*"·Quantitative Analys'1s (Semi/Full): Bulk Asb~sfos Analys·ls ~ PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 

(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 

<1 °/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 

results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 

non-uniformly dispersed d{~:isjforjyhich PLM eva!u~tion is recommended (i.e. soils and other heterogenous materials). 

Reviewed By:~~~~': [l~ J \.L)__,.,-~~ r 
' ' 
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Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
(518) 482-5630 

Page_£ of S_-
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a. Analyzed By: 

b. QC by: 

c. Lab Batch #: 

~31: Comments: 



AMER!Sct 

December 12, 2011 

Ambient Environmental, Inc. 
Attn: Joel Ia Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number211121519 
P 0 #11111 OAA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Homogenous TSI Throughout Bldg. 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
ArneriSci on Monday, December 05, 2011, for a 5 day turnaround: 

295-01,295-02,295-03,296-01,296-02,296-03,297-01,297-02,297-03 

The 9 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. requested 
ELAP PLM analysis of these samples. 

The results of the analyses which were performed under ELAP guidelines are presented within the attached sections of this 
report. This report relates ONLY to PLM analysis portions of ELAP 198.1, 198.6 or 198.4 expressed as percent by weight and 
percent asbestos. Lack of matrix reduction data normally indicates a friable sample. The client is responsible for requesting 
TEM evaluation of sample inert residue if required by ELAP 198.6 or 198.4. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated certifying agency. This report must not 
be reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered 
by NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

/! /1 
~;/f"~-

p';,"uj } Mucha 

Laboratory Director 

Boston -Los Angeles - New York- Richmond 



AMER!SCI 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 ·FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 

Date Received 12/05/11 AmeriSci Job# 211121519 
Date Examined 12/09/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 2 

Albany, NY 12206 
RE: 111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; 

Homogenous TSI Throughout Bldg. 

Client No. I HGA Lab No. 

295-01 
295 

211121519-01 
Location: Bldg. 23 @ Receiving/Layered Paper 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 66.7% 

295-02 
295 

Other Material: Cellulose 25 %, Non-fibrous 8.3% 

211121519-02 
Location: North South Alleyway/Layered Paper 

Analyst Description: Bulk Material 
Asbestos Types: 

295-03 

295 

Other Material: 

211121519-03 
Location: Bldg. 17 Rm. 4/Layered Paper 

Analyst Description: Bulk Material 
Asbestos Types: 

296-01 
296 

Other Material: 

211121519-04 
Location: Bldg. 23 Men's 1st Floor/Pipe Insulation 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 40.0 % 

296-02 
296 

Other Material: Non-fibrous 60 % 

211121519-05 
Location: Lobby Bldg. 17/Pipe Insulation 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

Asbestos Present 

Yes 

Yes 

Total% Asbestos 

66.7% 
(by NYS ELAP 198.1) 
by John P. Koubiadis 
on 12109111 

NA/PS 

NA/PS 

40% 
(by NYS ELAP 198.1) 
by John P. Koubiadis 
on 12109111 

NA/PS 



AmeriSci Job#: 211121519 

Client Name: Ambient Environmental, Inc. 

PlM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; 

Homogenous TSI Throughout Bldg. 

Client No. I HGA Lab No. 

296-03 

296 

211121519-06 
Location: Bulk Chemical Storage/Pipe Insulation 

Analyst Description: Bulk Material 
Asbestos Types: 

297-01 
297 

Other Material: 

211121519-07 
Location: Paint Shop/Mudded Fitting 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 36.4 % 

297-02 
297 

Other Material: Non-fibrous 63.6% 

211121519-08 
Location: Bulk Chemical Storage/Mudded Fitting 

Analyst Description: Bulk Material 
Asbestos Types: 

297-03 
297 

Other Material: 

211121519-09 
Location: Filling Rm. Parts Storage/Mudded Fitting 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

Reporting Notes: flt/J; 1/ 
Analyzed by: John P. Koubiadis /t;f/[f..lr.A g ~ 

Asbestos Present 

Yes 

Page 2 of 2 

Total% Asbestos 

NA/PS 

36.4% 
(by NYS ELAP 198.1) 
by John P. Koubiadis 
on 12/09/11 

NA/PS 

NA/PS 

*NAD/NSD =no asbestos detecte .: tAA =not a a!yzed; NA/PS=not analyzed/posltive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 2005:iiO), ELAP PLM Method 198.1 for NY friable samples or 198 6 for NOB samples (NY ELAP Lab 1011480): 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile. FR 59,146,38970,8/1 /94) National Institute of Standards and T echno!ogy 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab. This PLM report relates ONLY 
to the items tested. All!i~b #1 _.,~843, Rl Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: , '! 1 END OF REPORT ___ _ 
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Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

l'houe 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Client Project Number: 111110AA 

Laboratory Job Number: 854 433 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer 
# 

%Non-Fibrous %of %of Acid Soluble %of Total% of 

6189 ROOl-01 Homogeneous 

Sampled Material: Pa1·tical Board 

Sample Location: Building 6A 

Brovvn 

Analyzed By: 

Microscope: 

6190 

Adam C. Tucker Method: NYS ELAP 198.1 

Olymp_u.s BH-2-214 Tum Around Time: 5 Day 

ROOl-02 Homogeneous 

Sampled Material: Partica1 Board 

Sample Location: Building 6A 

Brmvn 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5% 

5% 

6191 R002-01 Homogeneous Black 23.8% 

Sampled Material: Built-up 

Sample Location: Building 6A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Mi~roscope: C?1JT~f'US B~-2-214 Turn Around Time: 5 Day 

6192 R002-02 Homogeneous Black 

Sampled Material: Built-up 

Sample Location: Building 6A 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Tin:e: Prep 

Non-Asbestos Fibers 
80% Cellulose 

15% Fiber Glass 

An_alyz_~d Date: 1~(23/2011 

Non-Asbestos Fibers 
80% Cellulose 

15% Fiber Glass 

Analyzed Dal'e: 

41.9 

12/23/2011 

32.7 

Non-Asbestos Fibers 
None Detected 

Anal_yz~d Date: 12[2?-12011 

59.8 5.7 

Non-Asbestos Fibers 

,Analyzed Date: 

Residue 

NAD 

% Asbestos Types:~ . 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

25.2 1.4% 

% Jisb.,stos_!!fpes: 
1.4% Chrysotile 

34.5 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Detinitons of Abbreviations: NOB: .Non-Organically Bound. Trace: Asbestos Detected at 1% or Less. TEM: 'Transmission Electron Microscope. 
Inc.: Inconclusive. NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: .Not Analyzed 

Disclaimer: P!.tH is not consistent(¥ reliable in detecting asbestos m jloor COI't.mngs and sinu!ar non~fi·mh!e organically bound matenafs. No Asbestos Detected or Trace results by 
Pf).,f 19H.6 are considered inconclusive, TEM IS currently the only method that can be 1;sed to derermme if materials can be considered as non asbestos comaining in ./.,'Y Slate This reporl 
cannot be reproduced except in fUll without the approval of Re.sponse Labs, LLC. Thrs PJ.M repon relates ONI.Y to the ilems tested Uu.hilfry is !united to /h(! cost of anafys1s 
ELAP PL.ilf Method 198.1 for friable samples or 198.6jor NOB ,\'ample-;:. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Lab Customer %Non-Fibrous 
Matrix Material 

6193 R003-01 Homogeneous 

Sampled Material: Pitch 

Sample Location: Building 6B 

Black 

Analyzed By: Adam C Tucker Method: NYS ELAP 198.6 

Microscope: Ol);'~pus BH-2-214 Turn Around Time: 5 D~t. 

6194 R003-02 Homogeneous Black 

Sampled Material: Pitch 

Sample Location: Building 6B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olrmr:us BH-2-214 Turn Around Time: 5 Day 

6195 R004-01 Homogeneous \11/hite 

Sampled Material: Perimeter Caulk 

Sample Location: Building 6B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

1.9% 

32.0% 

4.2% 

Laboratory Job Number: 854 433 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

%of % of Acid Soluble % of Total% of 

91.3 

Non-Asbestos Fibers 
None Detected 

6.5 

Analyzed Date: 

11.3 

12/22/2011 

56.6 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/22/2011 

48.0 47.8 

Non-Asbestos Fibers 
None Detected 

% 
0.35% 

% 

Residue 

2.3 0.35% 

Jisbestos Types: 
Chrysotile 

Client Requested TEM 

32.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

4.2 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client I\.equested TEM 

Microscor.e: C?IY~Pll_~ BH-2-214 Tun~ Around Time: 5 Day Analyz_~d Date:· 12/~/2~1~ 
6196 R004-02 Homogeneous \\'hite 5.0% 

Sampled Material: Perimeter Caulk 

Sample Location: Building 6B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microsc?p~_·: Ol:r_Il1_p_~s BH-2-214 7,"urn Around Time: S _ _I?~¥-

6197 ROOS-01 Homogeneous Grey 100% 

Sampled Material: Concrete Deck 

Sample Location: Building 7 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus B~I-2-214 Turn Around Time: 5 Da.r 

46.9 48.2 

Non-Asbestos Fibers 
None Detected 

Non-Asbestos Fibers 
None Detected 

,Analyzed Date: 12(33(~g~t 

% 

5.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Efectron Microscope, 
Inc.: Inconclusive, NAD; No Asbestos Detected, NA/PS: ]V'ot Analyzed Positive Stop, NA: !Vat Analyzed 

Disclaimer: l'Uvl is not consislell/~y reliable m detecting asbestos in floor covermgs and similar non:friab!e organicalfy bound materials. No Asbestos Detected or Trace results by 
PLM 198.6 are cons1dered mconc!usire. TFM is currently the only method thar can be used to determme ifmatena!s can he considered as non asbestos conlmninx in /vT State. This repon 
cannot be reproduced c.xcepl in jill/ w11hour the approval ofRe~ponse Labs. JJ[. This I'LM report relates 0.\'C/ 10 1he items tested. Liability is limi!ed to the cost ofanaly.m. 
ELAP PLM Method 198.1 for friable samples or 1_98.6jor JVOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

LaboratonJ Job Number: 854-- 433 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

o/o of Acid Soluble o/o of Total% of 
Residue 

6198 ROOS-02 Homogeneous Grey 100% 

Sampled Material: Concrete Deck 

Sa·mple Location: Building 7 

A11alyzed By: Adam C Tucker Met/wd: N'{S ELAP 198.1 

Microscope: Olyr_:n;pus BH-2-214 ~ Tum Around Time: 5 Day 

6199 R006-01 Homogeneous Black 36.8% 

Sampled Material: Pitch 

Sample Location: Building 7 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus -~H-2-~14 Turn Around Time: 5 Day 

6200 R006-02 Homogeneous Black 

Sampled Materiat Pitch 

Sample Location: Building 7 

Analyzed By: Method: Prep (Not Analyzed) 

Turn Arouud Time: Prep Microscope:, 

6201 R007-01 Homogeneous Black 

Sampled Material: Tar/Faceboard 

Sample Location: Building 7 

Analyzed By: Adam C. Tucker Metltod: NYS ELAP 198.6 

AJicroscope: Ol:yill_~"Us BH-2-214 Tum Around Time: 5 D~y, 

6202 R007-02 Homogeneous Black 

Sampled Material: Tar/Faceboard 

Sample Location: Building 7 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: !~r.c_r 

3.1% 

Non-Asbestos Fibers 
None Detected 

Analyzed Datec 12/23/2011 

54.2 0.4 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12(22/2011 

97.6 1.2 

Non-Asbestos Fibers 

Analy~ed D,ate: 

58.8 25.6 

Non-Asbestos Fibers 
None Detected 

A,nalyzed Date,: 12/22/2011 

74.1 16.1 

Non-Asbestos Fibers 

Anaty~ed Date: 

NAD 

% Asbestos Types: 
No Asbestos Detected 

45.4 8.6% 

% Asbestos Types: 
8.6% Chrysotile 

1.2 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

15.6 12.5% 

% Asbestos Types: 
12.5% Chrysotile 

9.8 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

DefinitOllS of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron ,'dicroscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, !VAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM Is nol consistentl_v reliable m detecting ashesws in floor cO\'erings and similar non--jTiab!e organical/.v bound f!Wienals. No A1·bestrw Detected or Trace results by 
PLM 198.6 are considered mconclusive, 11iM is curremly the only method that can be used to determine ifmatenal.1· ca!l he considered as non o:-;bes/os containing in NY Stare This report 
carmor be reproduced except in full Without the approval ofResponse Labs. /,U'. This f'UA report relates ONLY to the ilems tested Lwb1/Tty IS limited to the cost <!(analysis. 
EL4P PLM ,tfethod [98.1 for friable samples or l98.6for lVOB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 433 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total o/o of 
Residue 

6203 R028-01 Homogencou.<> 

Sampled Material: Tar on Parapit 

Sample Location: Building 35 

Black 

Analyzed By: 

Micros~?pe: 

Metlwd: Prep (Not Analyzed) 

T11nz Around Time: Prep 

6204 ROZB-02 Homogeneous 

Sampled Material: Tar on ParapH 

Sample Location: Building 35 

Black 

Analyzed By: 

Microscope: 

Method: Prep (Not An.alyzed} 

Turn Around Time: Prep 

6205 R029-01 Homogeneous Grey 21.1% 

Sampled Material: Vapor Barrier 

Sample Location: Building 35/Undcr Capstone 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-~-214 Tum Around Time: 5 D<t.Y 

6206 R029~02 Homogeneous Grey 

Sampled Material: Vapor Barrier 

Sample Location: Building 35/Under Capstone 

Analyzed By: 

Micros.cope: 
Method: Prep (Not Analyzed) 

Tum Around ~hue:_ ~~~ep. 

6207 R030-01 Homogeneous Black 18.8% 

Sampled Material: Vapor Barrier 

Sample Location: Building 35/0n Concrete Deck 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympu.<> BH-2-214 'fum Around Time: 5 Day 

98.8 0.8 

Non-Asbestos Fibers 

Analyzed Dat,e: 

99.5 0.5 

Non-.Asbestos Fibers 

Analyzed Date: 

53.5 14.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12(23(,~0,1~ 

39.6 25.0 

Non-Asbestos Fibers 

AnalY.zed Date.: 

76.9 

Non-Asbestos Fibers 
0.80% Fiber Glass 

Analyzed Date: 12/23i~011 

3.8 

0.4 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.0 NAD 

%.. _ Asbestos Types: 
Sample Negative By Weight 

31.6 10.5% 

% Asbestos Types: 
10.5% Chrysotile 

35.4 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

19.2 <0.25% 

% Asbestos Types: 
<0.25% Ch1ysotile 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Hlectron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAJPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: Pl..N/ls no/ consistently reliable m detecting asbestos mjloor coverings and similar non-ji-iable organically bound matena/s_ No Asbestos Detected or Trace results by 
i'LAI 198.6 are considered mconcfuslve, TEAI is currently the only method that can be used to determine i(malena!.l can be considered as non asbestos conlaming in ;VY State 1his report 
cannot be rl!produced except inju!fwithout the appnJI'a! ofRe~ponse Labs. IJC. Tins PLM report relates ONLY to the items rested. Liabifity IS fimited to the cosr of analysis. 
ELAP PL'~>f Metltod 198. I for fria!Jle samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
# 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

LaboratonJ Job Number: 854 433 
Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 

6208 R030-02 Homogeneous Black 14.6% 

Sampled Material: Vapor Barrier 

Sample Locatiou: Building 35/0n Concrete Deck 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micro~c_ofe.: -~ly~pus BH-2-214 rum Around Time: 5 Day 

6209 R031-01 Homogeneous Grey 100% 

Sampled 1\iaterial: Concrete Deck 

Sample Location: Building 35 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: .s Day 
6210 R031-02 Homogeneous Grey 100% 

Sampled Material: Concrete Deck 

Sample Location: Building 35 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

6211 R032-01 Homogeneous Black 

Sampled Material: Perimeter Tar 

Sample Location: Building 16B 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micros~ope: O~,_J~pus BH-2-214 Tum Around Time . . ?.J?~Y. 

6212 R032-02 Homogeneous Black 

Sampled Material: Perimeter Tar 

Sample Location: Building 168 

Analyzed By: 

Microscop~: 

Method: Prep (Not Analyzed) 

Tum Around Time: Pref: 

4.4% 

86.4 4.4 

Non-Asbestos Fibers 
0.57% Fiber Glass 

Analyzed Date: 12/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/23[~011 

Non-Asbestos Fibers 
None Detected 

A11alvzed Date: 1_~(~(2011 

50.5 41.6 

Non-Asbestos Fibers 
None Detected 

At:aiy:ed Date_: 12(~3/2011. 

49.1 29.1 

Non-AsbestOs Fibers 

Analyzed Date: 

% 
Trace 

%_ 

% 

% 
3.6% 

Residue 

15.2 Trace 

AsbestosTyres: 
Chrysotile 

Client Requested TEM 

NAD 

Asbes_~(}~ __ _'I_'yp_e_s: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

8.0 3.6% 

Asbestos Types: 
Chrysotilc 

21.8 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: lv'on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope_. 
Inc.: Inconclusive, NAD: No Asbestos Detected. NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Di.o;claimer: Pl.M is 1101 consislentZv reliable in detecting asbestos in floor coverings and Similar non~ji·iabfe organically bound materials. No Asbestos Detccred or Trace results by 
PU'vf 19fi.6 are considered mconclusive. TI:.M is currefllfy the only method that can be used w determine tlmaterials can he cons1dered as non asbestos comainmg IJ1 NY Slate. 17us report 
cannot be reproduced except mfid/ without the approval oj Resprmse J,abs, LLC This l'L.Itf report relates ONLY to the irems tested. Liability is limited to the cost of analysis 
EIAP PLH Metlwd 198.1 for friable samples or 198.6jor NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
7 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 433 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer 1Yo NouwFibrous 
Matrix Material 

%of 

6213 R033-01 Homogeneous 

Sampled Material: Built-up 

Sample Location: Building 16B 

Black 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micro~_cop~: Oly!:llpus_B~-?-214 Tum Around Time: 5 Day 

26.3% 

6214 R033-02 Homogeneous Black 32.2% 

Sampled Material: Built-up 

Sample Location: Building 168 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

6215 R034-01 Homogeneous Grey 100% 

Sampled Material: Concrete Deck 

Sample Location: Building 16B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microsc_op~: Olympus BH-2-214 Tum Around Time.· 5 Day 

6216 R034-02 Homogeneous Grey 100% 

Sampled Material: Concrete Deck 

Sample Locatiou: Building 16B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Mi~roscop~: C?lympus BH-2-214 Tum Around Time: ? D_ay 
6217 R035-01 Homogeneous 'VI/hite 3.2% 

Sampled Material: Pitch Pocket Tax 

Sample Location: Building 16A 

Analyzed By: Justin Adams Method: :1'-.'YS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn A,ro~md Time: ,:) __ ~~):' 

71.0 2.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/23/2011 

52.5 10.3 

Non-Asbestos Fibers 
5.0% Fiber Glass 

Analyzed Date: 12/23/2011 

Non-Asbestos .fibers 
None Detected 

An~lyz~d Date: 1~/23/2011 

Non-Asbestos Fibers 
None Detected 

~~?_a_~y~ed Date: 12/23/2011 

44.8 52.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/2:l/2011 

% 

% 

% 

% 

rota/% of 

23.6 Inc. 

. _ Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

37.2 Inc, 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

3.2 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detected 

Client Requested TElVl 

Deflnitons of Abbreviations: }\lOB: J.ion-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron lv!icroscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Ana(vzed Positive Stop, NA: ,Vat Analyzed 

Disclllimer: PLA1 is not conslstelltly reliable in detecting ashesios in floor covr>rmgs and similar non-friable organically bound materials_ No Asbestos Detected or Trace results by 
PUti 19f!.6 are considered inconclusive, JFM 1s currently the onfv method that can be used to determme :lmatenafs can be considered as non asbestos containing ill !'1/Y Stmc This report 
cannot be reproduced except inji.d! without the approval of Response Labs, LLC nus l'LM report relates Olv'LY to the items wsted Liability IS limited to the cost of analysis. 
EIAP PLM Metltod 198.1 for friable ~;amples or 198.6for ,VOB Samples. 

Comments: 



Response Labs, 
12 Colvin Avenue, Albany 12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratortj Job Number: 854 433 

Sampled By: B1yan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer % Non-Fibtous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

6218 R035-02 Homogeneous 

Sampled Material: Pitch Pocket Tar 

Sample Locatio11: Building 16A 

"White 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micro~~ope: .()Iympus BH-2-214 Turn Around Time: 5 Day 

6219 R036-01 Homogeneous Vv'hite 

Sampled Material: Perimeter Caulk 

Sample Locatiou: Builciing 16A/Rubber Roof 

Analyzed By: Justin Adam.<; Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

6220 R036-02 Homogeneous White 

Sampled Material: Perimeter Caulk 

Sample Location: Building 16A/Rubber Roof 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

, Mic~~s-~~pe: O}y,rnp_us BH-2-214 Turn Around Time: 5 Dar __ 

3.3% 

4.6% 

6.4% 

6221 R037-01 Homogeneous Black 49.3% 

Sampled Material: Built-up 

Sample Location: Building 16A 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: 01xmp~s BH-2-214 Turn Arom,ld Time: 5 Day 

6222 R037-02 Homogeneous Black 10.3% 

Sampled Material: Built-up 

Sample Location: Building 16A 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microsc~p::: ,()_I:y_mpus BH-2-214 Turn Around Time: 5 Day 

45.5 51.2 

Non-Asbestos Fibcrs 
None Detected 

AnalyzedDnte: 12/23/2011 

43.4 50.9 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Analyzed Date: 

43.6 

12/23/2011 

50.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/23/2011 

26.9 22.8 

Non-A.sbestos Fibers 
1.0% Fiber Glass 

An~lyzed Date: 12/2Y~011 

88.8 0.9 

Non-Asbestos Fibers 
None Detected 

Ana,lyzed Date,: 12(~3/20~1 

% 

% 

% 

% 

3.3 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

5.6 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

6.4 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

50.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Oient Requested TEM 

10.3 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

De{initons o(Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: inconclusive, NAD: No Asbestos Detected. NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PJJ,1J.\ not consls/ently rdiahle m detecling asbestos in floor coverings and sm11lar non:lriab!e orgamcally bound materials_ No Asbestos Delected or Tra,·e results hy 
PUvt 198.6 are considered inconclusive, l 1.;'114 is currently the only method that can be used to dewrmme !f"ma!l:rials can be considered as non asbes/os conlaming in .'1/Y State ?his report 
cannot be reproduced except mfidl withour the approval q(Response rubs, LLC. lhi,\' l'LM report relates ONLY to the items /e.Wed Liability is limited to the cost of ana~ysis. 
EL1P PLH Method 198.1 for friable samples or 198.6 for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avwue, Albany NY .12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 433 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of 

6223 R038-01 Homogeneous 

Sampled Material: Concrete Deck 

Sample Location: Building 16A 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly_::npus BI-i-2-214 Tum Around Time: 5 D~y_-

6224 R038-02 Homogeneous Grey 

Sampled Material: Concrete Deck 

Sample Location: Building 16A 

Analyzed By: 

Microscope: 

6225 

Adam C. Tucker Method: NYS ELAP 198.1 

Olympus BH-2-214 Tum Around Time: 5 Day 

R039-01 Homogeneous Grey 

Sampled Material: Concrete Capstone 

Sample Location: Building 23 

A11alyzed By: Adam C Tucker Method: NYS ELAP 198.1 

f>'}icrosn:pe: Olpnpy_~ BH-2-214 Turn Around Time: 5 Day 

6226 R039-02 Homogeneous Grey 

Sampled Material: Concrete Capstone 

Sample Location: Building 23 

Analyzed By: Adam C Tucker Metltod: I\"YS ELAP 198.1 

Microsco;~:: _0~"¥-~lpus BH-2-214 T1m1 Around Tiwe: 5 ~_<1}' __ 

100% 

100% 

100% 

100% 

6227 R040-01 Homogeneous Grey 2.3% 

Sampled Material: Vapor Banier 

Sample Location: Building 23/Under Capstone 

Analyzed By: Justin Adams Metlwd: NYS ELAP 198.6 

Microsc?pe: Olympus BH-2-214 Tum,Armmd Time: __ ?J:'_~y-

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/23/2011 

Nou-Asbestos Fibers 
None Detected 

Analyzed Date: 12/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1~/_23(2011 

Non-Asbestos Fibers 
None Detected 

. Analyzed Date: 12/23/2011 

62.2 35.5 

Non-Asbestos Fibers 
None Detected 

An~lyze~ Da,te: 12/23/2011 

Total% of 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Typ__es: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

2.3 Inc. 
% Asbestos Types: 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitmu of Abbreviations: NOB: iVan-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope, 
Juc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop. NA: Not Analyzed 

Disclaimer: PLA1 is not consistently re!mbfe m detecting asbestos in floor coverings and similar non}nable organically bound marerial~. No A.1be.\·!o~· Detected or Trat:e results by 
PLM 198.6 are cons1daed mconclusive, 1DI1 is currently the only method !hat can be used 10 determine tfmaterials am he con.>idered as non asbestos contammg m NY State. 77Jis report 
cwmm be reproduced except in_fU!I withollf the approval a./Response Labs, JJC This PI.M report re!arex Ol•'U' to rhe items tested. Liability is !united to the cost qf anafysis_ 
EL4.P PLIII .~fetlwd 198.1 for friable samples or !98.6for NOB Samples. · 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut Laboratory Job Number: 854--433 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Lab Customer 0/o Non-Fibrous 
Matrix Material 

R040-02 Homogeneous Grey 

Sampled Material: Vapor Barrier 

Sample Location: Building 23/Under Capstone 

Analyzed By: 

,Mio:osc?pe: 

6229 

Justin Adams Method: NYS ELAP 198.6 

Ol~ml?us BH-2-214 Tum Around Time: 5 D~y 

R041-01 Homogeneous 

Sampled Material: Vapor Barrier 

Sample Location: Building 2'?> 

Black 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Ti111.e: 5 Day 

6230 R041-02 Homogeneous Black 

Sampled Material: Vapor Ba1Tier 

Sample Location: Building 23 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: ()~ym.J:.:US BH-2-21~ Turn Around Time: ,s Dily 

6231 R042-01 Homogeneous 

Sampled Material: Concrete Deck 

Sanzple Location: Building 23 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly_m~~s BH-2-214 Turn Around Time: ? Day 

6232 R042-02 Homogeneous Grey 

Sampled Material: Concrete Deck 

Sample Location: Building 23 

Analyzed By: Adam C. Tucker Metlwd: NYS ELAP 198.1 

Microscop~: Olyn1pus BH-~-214 Tum Around Time: 5_D~:y'" 

1.8% 

1.2% 

1.3% 

100% 

100% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

98.4 

1212312011 

Non-Asbestos Fibers 
None Detected 

An_alyzed Dale: 12/23/2011 

0.4 

98.3 0.4 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/23(2011 

Non~Asbestos Fibers 
None Detected 

Analyzed Date: .12123 I 2011 

Non-Asbestos Fibers 
None Detected 

. Analyzed Date: 12123 I 2011 

Sampled By: Bryan Cleary 

Collection Date: 1212012011 

Date Received: 12l2li20n 

% 

% 

%of 
Residue 

1.8 

Total% of 

Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

1.2 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

1.3 lnc. 

% Asbestos Types: 

% 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at/% or Less, TEM: Transmission Electron Microscope, 
Inc.: inconclusive, NAD: No Asbestos Detected. NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PIM rs not consistently reliable in detecting asbestos in floor corering\' andsuni!ar non:friable organically bound matena/s_ No Asbestos lJetecled or Trace results by 
J>LA1 J9H 6 are considered incondusive, !1J'vf is currenlfy the only method that can be used to detennme !(materrals can be considered as non asbestos containing m NY s·tate_ Dus report 
cannot be reproduced except in jill/without the approml qf'Response Labs, LLC This PUvf report relates OlvLY to the items tested. Liability is limited to the cos/ q(anulys1s 
EIAP Pl.M Method 198.1 for friable samples or 198.6for 1\'0B Samples. 

Comments: 



AmeriSci Job #: 2111241163 

Clielll Name: Response labs, LlC 

Table I 
Summa!'JI' of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech-Nut·, Beech-Nul ; Mohawk St., Canajoharie. NY; Roofs 6 & 7 

Sample 
Ame:rfSci HG Welght 
Sample n Client :Sample# ""'"' (gram) 

01 ROOO-Ot R003 

locatfon: Pitclt I BI<!!J. 6B- 2.3% 

02 Roo:l-{12 R003 
location: !'itch I Bldg. 6B - 32.0% 

03 R004-0t R004 

locatiOFl; Perimeter caulk I B!dg. 6B - 4.2% 

04 R004-02 ROO<! 

location: Penmeter caulk J Btdg. 6B- 5 .. 0% 

05 Rll30-U1 ROJO 

Location: Vafl'Oif Ban:iefl mrtg.. 35 JOn Conc:rete Ded'! ~ ·tR2% 

06 R030-Q2 ROOO 

~n: Vapor Bal'l'i'ei' I Bfdg. 351 On Coocrete Dedi!- 15.2% 

01 ~ Rim 

loolti<ll~: Eluift Up I Bl<f!!- t6B- 26.3% 

08 R~ R033 
Location: Built Up f Bldg. 16B ~ 37.2% 

00 ~j 

loclllion: Pilch P'ocket Tar I Bldg. 10.0.- 3.2% 

10 R035-02 R035 

Location: Pilch Pocket Tar I Bldg. 16A ~ 3.33% 

11 R035-01 R036 

Location: Perime1ef Ca\.ltll:l Bkl'g. 16A 1 Rllbber Roof -5.6% 

12 RD:M!-02 R036 

locallon: Perime!er Caulk i Brdg. 16A I Rubber Ro0of- 6A% 

13 R037-Q1 RD37 

Location: B"iij Up I Bldg. 16A - 50.3% 

14 R037-02 

Bui~ Up! Bldg. 16A -10.3% 

R040-01 

R037 

R040 

Vapor Barner I Bldg. 23 J Under C-aps! one ~ 2.3% 

See Reporting: notes oo tastpage: 

Heat 
Sensitive 
Organic%. 

Acid 
Soluble 

ioorganic% 

lnsQiubte 
NonRAsbest.oo 
lnmyanif::% 
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Chrysoti~ ~n.o 

ChrysoOtile T r.ao;;e 

NAD 

NAO 

NAD 

NAD 

NAD 

Chrysotila Tra-ce 

Chrys.o.tire Trace 

NAD 

NAD 

p 
en 
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AmeriSci Job#: 211124003 

Clienl Name: Response labs, lLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Me1hod 

111110AA: !leech-Nut; Beech-Nut: Mohawl< St, Canajoharie, NY; Roofs 6 & 7 

Sample Heat Acid lnsclubfe 
AmeriSci HG Weight Sensmve Solubte Non-Asbestos 
Sample# Clle:nt Sample# A roo (gram} Organ!~~;% Inorganic% tf.lmg.anir.::% 

16 R040-02 R040 

location: Vapor Barrier I Bldg_ 23/ Under Capstone- 1.8% 

l7 R041-01 R041 

Loc:atfon: Vapor B:arrler /6ktg_ ZJ- ·t.2% 

W R041-Q2 R041 

location: Vapor Barrier I Brdg_ 23- 1.3%-

Aool)'>edby:MarikPeysakho" ~ ~; Da!!>Analyzed1213012011 

Page2of2 

""' As bestcs % by 
TEM 

NAD 

NAO 

NAD 

-ouaotitaiive Anaty.sts jSemb'Ft~ll); Bulk Asbe-slos Ana~ysis - PLM by EPA 6001M4-62-020 per 40 CFR or ELAP 19R 1 for Nmv Yc:Tk fliahle samples or ELAP 198.6 for New Yom NOB .s.amples; TE.M 
(Semi/Fv!l) by EPA 600JR~93J1i6 {not covered by NVI.AP Bulk accreditation) or ELAP 198.4; tot New Ymk samples; NAD:::: no asbestos delected during .a qoa:lltitattve analysis; NA = fl(lt an.a!yz-ed; Trace= 
< 1 %; Ot~anlltalfon for beg:irmtng weights of <0.1 grams siloufd be considered as quaiH:aU'Ila {1-Il ty; Qualitative An-alysis: .Asbestos analysis resu~ts of "Present" m "NVA = No Visible Asbestos" rc_prese nts 
results. ·for Quar.taiWe PLM or TEM Analysis only {no accreditation oo.verage- available fmm an.-y ragulato,y ag:.ency for qualitative analyses); AIHA lab# 102843, NVLAP Lab Code 200546-D, NYSOOH 
ElAP lab 10111 t 400. 

Warning Nore: PlM limMOOn, only TEU wilt resolve- fibeFS <0.25 mJcrnmeter.s in diameter. TEM bulk analysiS is representative oftl'le firua· gralned: matrix material and may not be- reyresentaU~ of 
I"'OI'H.lli'lifOml.ly dispersed debris for wh-ich PLM evalualfoo ls recomrnended-ti.e. soihi; ami other heterogen!:lus materiam.). 

Revf"""""B)I:, _____________ _ 
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MER! Set 

December 30, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211124063 
P.O. #111110AA 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

11111 OAA; Beech-Nut; Beech-Nut ; Mohawk St., Canajoharie, NY; Roofs 6 & 7 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Tuesday, December 27, 2011, for a 3 day turnaround: 

R003-01, R003-02, R004-01, R004-02, R030-01, R030-02, R033-0i, R033-02, R035-01, R035-02, R036-01, R036-02, 
R037-01, R037-02, R040-01, R040-02, R041-01, R041-02 

The 18 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Response Labs, LLC requested 
ELAP TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section of 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organitat!on. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

1tjL_-
P~8fJ. Mucha 
Laboratory Director 

Boston. Los Angeles· New York. Richmond 



AmeriSci Job#: 211124063 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech-Nut; Beech-Nut ; Mohawk St., Canajoharie, NY; Roofs 6 & 7 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos 

Sample# Client Sample# Area (gram) Organic% Inorganic% Inorganic% 

01 R003-01 R003 

Location: Pitch I Bldg. 6B - 2.3% 

02 R003-02 R003 

Location: Pitch I Bldg. 68 · 32.0% 

03 R004-01 R004 

Location: Perimeter Caulk I Bldg. 68-4.2% 

04 R004-02 R004 

Location: Perimeter Caulk I Bldg. 68- 5.0% 

05 R030-01 R030 

Location: Vapor Barrier I Bldg. 35/ On Concrete Deck - 19.2% 

06 R030-02 R030 

Location: Vapor Barrier I Bldg. 35 I On Concrete Deck- 15.2% 

07 R033-01 R033 

Location: Built Up I Bldg. t6B- 26.3% 

08 R033-02 R033 

Location: Built Up I Bldg. 168-37.2% 

09 R035-01 R035 

Location: Pitch Pocket Tar I Bldg. 16A- 3.2% 

10 R035-02 R035 

Location: Pitch Pocket Tar I Bldg. 16A- 3.33% 

11 R036-01 R036 

Location: Perimeter Caulk I Bldg. 16A I Rubber Roof -5.6% 

12 R036-02 R036 

Location: Perimeter Caulk I Bldg. 16A I Rubber Roof- 6.4% 

13 R037-01 R037 

Location: Built Up I Bldg. 16A- 50.3'% 

14 R037-02 R037 

location: Built Up I Bldg. 16A- 10.3% 

15 R040-01 R040 

Location: Vapor Barrier I Bldg. 231 Under Capstone - 2.3% 

See Reporting notes on last page 
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*"' Asbestos u;., by 
TEM 

Chrysotile <1.0 

Chrysotile Trace 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

Chrysotile Trace 

Chrysotile Trace 

NAD 

NAD 

NAD 



AmeriSci Job #: 211124063 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech-Nut; Beech-Nut; Mohawk St., Canajoharie, NY; Roofs 6 & 7 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non-Asbestos 

Sample# Client Sample# Area (gram) Organic ~'/o Inorganic% Inorganic% 

16 R040-02 R040 

Location: Vapor Barrier I Bldg. 23 I Under Capstone - 1.8% 

17 R041-01 R041 

Location: Vapor Barrier I Bldg. 23-1.2% 

18 R041-02 R041 

Location: Vapor Barrier I Bldg. 23- 1.3% 

Analyzed by: Marik · Date Analyzed 12/30/201 1 

Page 2 of 2 

** Asbestos % by 
TEM 

NAD 

NAD 

NAD 

'*"Quantitative Analysis (Semi/Full); Bulk Asbestos Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD ==no asbestos detected during a quantitative analysis; NA =not analyzed; Trace"' 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab # 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debris for which PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By:. __________________ _ 
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LAB INFORMATION 
25. Lab Name (._~ 11117 26. Date 27. Ti~e ( 

a. Analyzed By·, 

= 
b. QC by: 

c. Lab Batch #: fisy-'£33 -
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Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

ClientProjectNumber: 111110AA 

LaboratonJ Job Number: 854--432 

Sampled By: B1yan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6149 ROOS-01 J-lomogeneous Black 

Sampled Material: V.B. 

Sample Location: Building 6 Upper 

Analyzed By: 

Microscope: 

6150 ROOS-02 

Sampled Material: YB. 

Method: Prep (Not Analyzed) 

Turn Around '/'imp; Prep __ 

Homogeneous Black 

Sample Locatiou: Building 6 Upper 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Olympus B~-2-214 Tum Around Time: 5 Day 

1.9% 

Microscope: 

6151 R009-01 Homogeneous Black 30.6% 

Sampled Material: Pitch 

Sample Location: Building 6 Upper 

Analyzed By: Adam C Tucker Method: NYS ELAP 198.6 

Microscoe~: O~ympus BB-2-214 Turn Around Time: 5 Da_y .. 

6152 R009-02 Homogeneous Black 47.3% 

Sampled Material: Pitch 

Sample Location: Building 6 Upper 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscor:~: Olympus BH-2-214 Tum Around Time: 5 D<;tY .. 

97.7 2.3 

Non-Asbestos Fibers 

Aua~y~ed £?ate: 

97.2 

Non-Asbestos Fibers 
Trace Fiber Glass 

0.9 

Analyu:d Date: 

42.4 

12/22/2011 

27.1 

Non-Asbestos Fibers 
None Detected 

Analyz~d Date: 12/~(2011 

26.4 25.8 

Non-Asbestos Fibers 
None Detected 

An~lyzed __ Da~: 1~/22(2011 

0.0 NAD 

__ %_ _ Asbestos Types: 
Sample Negative By Weight 

1.9 Inc. 

% Asbestos Types: 

% 

Inconclu.sive-No Asbestos Detecte 

Client Requested TEM 

3G_6 lnc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecle 

Client Requested TEM 

47.8 0.47% 

% Asbestos Types: 
0.47% Chrysotile 

Client Requested TEM 

Definitons o{Abbreviations: NOB: l'/on-Organical!y Bound, Trace: Asbestos Detected at I% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: ]1/o Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: iVot Ana(yzed 

Disclaimer: f'/)1;[ ts not consistenlfy re/!able in detecting asbestos mj!oor covermg~ and Similar nonfriab!e organically hound materials_ No Asbestos /)c/eCied or Trace results b_v 
PLM JY8.6 are considered incancfusrve. IEM is currently the only method thar can be used /rJ determine ffmatenals can be considered as non asbestos crmtaming m NY Stale. 'f11is report 
cmmo1 he reproduced excepl inji<ll without/he apprmtal of Response Labs, LLC. This PLMreporl re!mes Oh'LY ro the items tested Liability is !ilmted to the cost qf analysis 
ELAP PLllf Metltod 198.1 for friable samples or 198.6jor NOB Samples. 

Comments: 



Respon.>e Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Laboratory Job Number: 854 432 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer %Non-Fibrous 
Mabix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6153 ROl0-01 Homogeneous "White 15.2% 

Sampled Material: Capstone Caulk 

Sample Location: Building 5 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olymp~s BH-~-21~ Turn Around Time: 5 I?ay __ 
6154 ROl()-02 Homogeneous VVhite 

Sampled Material: Capstone Caulk 

Sample Location: Building 5 

Analyzed By: 

Microscopf: 
Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

6155 ROll-01 Homogeneous Black 33.1% 

Sampled Mate11al: Perimeter Flashing 

Sample Location: Building 5 

Analyzed By: Adam C. Tucker Method: N'"YS ELAP 198.6 

Microscope: Olympus BH~2-214 ~~m~ Around Time: 5 r:ay 

6156 ROll-02 Homogeneous Black 

Sarnpled Material: Perimeter Flashing 

Sample Location: Building 5 

Analyzed By: 

lv}icro.s~ope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Pr~p 

6157 R012-01 Homogeneous Black 

Sampled Material: Pitch 

Sample Location: Building 5 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: _<?~Y!IlP.us BI-I-2-214 Turn Arouu,d Time: 5 I?~X __ __ 

57.9% 

32.1 50.2 

Non~Asbestos Fibers 
None Detected 

Analyzed Date: 12/22/2011 

26.9 53.9 

Non-Asbestos Fibers 

Analyzed Date: 

51.6 10.4 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12(22/2011 

98.7 1.0 

Non~ Asbestos Fibers 

Ana!yzcd Date: 

26.3 

Non-Asbestos Fibers 
None Detected 

A1wlii~ed Date: 12/?2!_~011 

9.4 

% 
2.5% 

17.7 2.5% 

Asbestos_ __ T]fp_e_~_; __ _ 
Chrysotile 

19.2 NNPS 

%. Asbestos Types: 
Not Analyzed Positive Stop 

38.0 4.9% 

% Asbestos Types: 
4.9% Chrysotile 

0.3 NNPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

64.3 6.4% 

% Asbestos Types: 
6.4% Chrysoti1e 

Definitons of Abbreviations: NOB: ;Von~Organical!y Bound, Trace: Asbestos Detected at 1% or Less, TE:4f: Transmission Electron Microscope, 
Inc.: Inconclusive. NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM is not consistently reliable m detecting asbestos in floor covenngs and smular non-j'nah!e organically bound matenals. NoAshesws Defected or li"ace results by 
P!M 19R 6 are considered inconclusive, T!:!H is currently the only method that cun be used 10 determine ifmareria!s cmrbe considered as non asbestos contaming in NY State 77us report 
cannot he reproduced except infid! Without the approval iifl?esponse Labs. LLC. lh1s PLlvireport relates ONLY to the ttems tested !.tabilily is limited to the cost ojanalys1s 
ELAP PLM Metltod 198./for fdablesamplesor 198.6/or .NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany N¥12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

LaboratonJ Job Number: 854--432 

Sampled By: Bryan Clea•y 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

6158 R012-02 Homogeneous Black 

Sampled Material: Pitch 

Sample Location: Building 5 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

6159 R013-01 Homogeneous Black 

Sampled Material: Vapor Barrier 

Sample Location: Building 5 

Analyzed By: Method: Prep (Not Analyz;ed) 

Tum Around Time: Prep Jv}icroscope: 

6160 R013-02 Homogeneous Black 

Sampled Material: Vapor Barrier 

Sample Location: Building 5 

Analyzed By: Method: Prep (Not Analyzed) 

Tum Around Time: Pr~P .. Min·os~op~: 

6161 R014-01 Homogeneous Black 

Sampled Material: Pitch 

Sample Location: Building 36A 

Analyzed By: 

Min:oscope: 

Method: Prep (Not Analyzed) 

Tum A round Time: ~rep 

6162 R014-02 Homogeneous Black 

Sampled Material: Pitch 

Sample Location: Building 36A 

Analyzed By: 

Micros.~~pe: 

Method: Prep (Not Analyzed) 

Tum A!:?:md Time: ~~I: .. 

79.9 9.9 

Non-Asbestos Fibers 

An~lyzed Date: 

97.5 1.7 

Non-Asbestos Fibers 

Analyzed Date.: 

97.9 

Non-Asbestos Fibers 

Analyz~d Date: 

98.2 

Non-Asbestos Fibers 

~nalyzed Date: 

98.3 

Non-Asbestos Fibers 

1.8 

1.6 

1.3 

10.2 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

0.8 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.4 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.3 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.3 NAD 

% Asbestos Types: 
Sample Negative By Weight 

Definitomt of Abbreviations: NOB: A'on~Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 

Inc.: inconclusive, NAD: .No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: ,Vat Analyzed 

Disclaimer: J>LM is not consistem!y reliable in detecling asbesros in .floor coverings and similar non-friahle organically bound materials. 1Vo Asbestos Detected or Trace results hy 
P!J\1198.6 are considered inconclusive, H~i\1 is currently the only method that can he used 10 de/ermine if materials can be cons1dered as non asbestos contamin:; in ,VY .\'tate JJJis report 
cannm be reproduced c-.cept in fit! I Witlwut the approval of Response Lobs, LLC. 'lhis l'Uvf report relates Ol'liX to the items tested. Lwbility is limited 101he cvs/ ofanalp7s. 
ELAP PLM llfetlwd 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, 
12 Colvin Avenue, Albany 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
.# 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Laboratory Job Number: 854 432 

Sampled By: Bryan Cleary 
Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 

6163 R015-01 Homogeneous 

Sampled Material: Top Hot Mop 

Sample Location: Buliding17A 

Black 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microsc.ope: Oly:iTlpus BH-2-214 Turn Around Time: 5 D~y 

6164 ROlS-02 Homogeneous Black 

Sampled Material: Top Hot Mop 

Sample Location: Building 17 A 

20.2% 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

6165 R016-01 Homogeneous Black 

Sampled Material: Penetration Tar 

Sample Location: Building17A 

Analyzed By: Adam C. Tucker Method: I\TYS ELAP 198.6 

Microscop~: 015(11l;rus BH-2-214 Turn Around Time: 5 D~y 

6166 R016-02 Homogeneous Black 

Sampled Material: Penetration Tar 

Sample Locatio1t: Building17A 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Arouud Time: l)!ep. 

3.5% 

6167 R017-01 Homogeneous Grey 100% 

Sampled Material: Concrete Deck 

Sample Location: Building 17 A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

M~crosc?pe: Olympus ~H-2-214 T1m1 Around Time: ~Day . 

49.1 29.6 

Non-Asbestos Fibers 
None Detected 

Aualvzed .f!ate: 12/22/2011 

45.9 6.3 

Non-Asbestos Fibers 

Analyzed f!nte: 

85.4 

Non-Asbestos Fibers 
None Detected 

12/22/2011 

8.2 

At!aly:ed Date: 

77.8 6.0 

Non-Asbestos Fibers 

Analy~~d Date: 

Non-Asbestos Fibers 
None Detected 

An~ly:.e~ Date: 12/23(2011 

% 
1.1% 

Residue 

21.3 1.1% 

Asbestos Types: 
Chrysotile 

47.8 NA!PS 

. % . Asbestos Types: 
Not Analyzed Positive Stop 

6.3 2.8% 

% Asbestos Types: 
2.8% Chrysot:ile 

16.2 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons ofAbbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 

Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: P!Jvf is not consistemly refiah!e in derecting asbestos in floor covermgs and suni/m· non-friable orKm1ica1/y bound materials. No Asbe.\COS Detected or Trace results by 
1-'l.M 198.6 are considered mconc/usive, TEM 1.1 currently the on~v method that can be used w determine if materials can be considered as non asbestos conlammg in NY State. This report 
cannot be reproduced (~r;cepl mful/ without/he opprova{ (!/Response Labs, LLC Thi.l PJ)vf report reimes ()]1/LY to /he items tested Uahi!tty is limited to the cost 1~( analysis. 
l:..'LAP PLM Method 198.1 for friable samples or l98.6jor l\'OB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Laboratory Job Number: 854 432 

Sampled By: Bryan Geary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer %Nan-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6168 R017-02 Homogeneous 

Smnpled Material: Concrete Dffk 

Sample Location: Building 17 A 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

J::!ic:roscope: C:~Y:.lllP~ BH-2-214 Turn Around Time: 5 Day 

100% 

6169 R018-01 Homogeneous Black 25.3% 

Sampled Material: Shingles 

Sample Locatiou: Building17Shed 

Analyzed By: Adam C. Tucker Method: NY'S ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

6170 R018-02 Homogeneous Black 27.6% 

Sampled Material: Shingles 

Sample Location: Building 17 Shed 

Analyzed By: Adam C. Tucker Metliod: NYS ELAP 198.6 

M_icrosc~pe: Oly-n.-1pus BH-2-214 Tum Around Time: SJ?ii:Y 

6171 R019-01 Homogeneous Tan 17.5% 

Sampled Material: Capstone Caulk 

Sample Location: Building17A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Da:y 

6172 R019-02 Homogeneous Tan 18.8% 

Sampled Material: Capstone Caulk 

Sample Locatiou: Building17A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microsc?p~: ()_l:)lll_lPUS BH-2-214 Tum Around Time: __ s Pi:l:>: 

Nou~Asbestos Fibers 
None Detected 

Analy"d Date: 12/23/2011 

50.8 23.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/22(2011 

49.1 20.3 

Non-Asbestos Fibers 
None Detected 

An0lyzed Date.: 12/22(2011 

74.5 7.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/22/2011 

67.1 12.6 

Non-Asbestos Fibers 
None Detected 

Aualyzed Date: 12/22/2011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

25.4 <0.25% 

% Asbestos Types: 
<0.25% Chrysotile 

30.7 3.1% 

% Asbestos Types: 
3.1% Chrysotile 

18.5 .1.0% 

% 
1.0% 

Asbestos Types: 
Chrysotile 

20.3 1.5% 

% Asbestos Types: 
1.5% Chrysotile 

Deflnitons of Abbreviations: NOB: }I/ on-Organically Bound, Trace: Asbestos Detected at I% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Nor Analyzed 

Disclaimer: PLM is no/ consistemfy reliahle in detectmg asbestos in floor coverings and similar non~friable orgamcalty huund mmerwls. No Asbestos Defee/ed or Trace resu!is by 
PUvf J9R.6 are considered inconclusive. ThM is currenrly !he only method that can be used to determine !fmarena!s can be cons1dered as non asbestos containmg in NY Swte. lhis report 
cannot he reproduced except inju/1 without the approval of Response r.abs, LLC This PLA-1 repon relates 0.\'LY to the Items tested. Liahihty 1s limited ro rhe cost o/ana!ysis 
EIAP PLM Method 198.1 jorjriable samples or 198.6jor NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin A venue, Albany NY .12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Laboratory Job Number: 854 432 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer 
# 

% Non~Fibrous 
Matrix Material 

%of . % of Acid Soluble % of Total% of 
Residue 

6173 R020-01 Homogeneous Black 

Sampled iVlaterial: Perimeter Flashing Tar 

Sample Locati01c Building17A 

Analyzed By: 
Microscope: 

6174 

Adam C. Tucker Metlwd: I\.TYS ELl\._P 198.6 

Oly~pus BH~2-2~4 Tum Around Time: 5 Day 

R020-02 Homogeneous Black 

Sampled Material: Perimeter Flashing Tar 

24.1% 

Sample Locatiorz: Building17A 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

6175 R021-01 Homogeneous Black 

Sampled Material: Perimeter Tar 

Sample Location: Building 66 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

6176 R021-02 Homogeneous Black 

Sampled Material: Perimeter Tar 

24.1% 

Sample Location: Building 66 

Analyzed By: 

_0_i_~:r~~~?pe: 

Method: Prep (Not Analyzed) 

Turn Around Time: .~.~~1?". 
6177 R022-01 Homogeneous Grey 31.0% 

Sampled Material: Perimeter Flashing Tar 

Sample Location: Building l7B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope:' q_Iy_l11;P.US BH-2-214 Tum Around Time: :? P<lX 

60.6 

Non-Asbestos Fibers 
None Detected 

12/22/2011 

5.7 

A1w!yz~d Date: 

58.1 25.5 

Non-Asbestos Fibers 

Analyzed Date: 

61.7 5.5 

Non-Asbestos Fibers 
None Detected 

Ana}!!z_ed Date.· 12/22!2011 

63.0 4.9 

Non-AsbestOs Fibers 

A1~a.lvz~d Date: 

20.9 43.7 

Non-Asbestos Fibers 
None Dett:.--cted 

A1~alvzed Date: 12/22/2011 

33.7 9.6% 

% Asbestos Types: 
9.6% Chrysotile 

16.4 NAIPS 

% Asbestos Types: 

% 
8.7% 

Not Analyzed Positive Stop 

32.8 8.7% 

Asbestos Types: 
Chrysotile 

32.1 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

35.4 4.4% 

% Asbestos Types: 
4.4% ChrysoLile 

De(initons of Abbreviations: NOB: lv'on-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron ;\iicroscope, 
Inc.: Inconclusive. !VAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM is not consislently reliable m detecting asbestos injloor covermgs and similar non-jriahle organicaffy bound materials. }/a Asbestos Detected or Trace results by 
l'Llvl/9X_6 ore considered inconclusive, TE!vf is curre/1//y the only method !hal can be used to detennme if materials can be considered as non asbestos mntaming in NY State. This n:pon 
cannot be reproduced except injU!! without/he approval (!!Response Labs, LJ,C 77us T'Uvf report relates OA'LY 10 the items tested Liabilily is limited 10 1he cost ofanalysis. 
ELAP PLM Method 198.1 for ft"iable samples or 19B.6for NOB Samples. 

Comments: 



Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Laboratory Job Number: 854 432 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6178 R022-02 Homogeneous Grey 

Sampled Material: Perimeter flashing Tar 

Sample Location: Building 178 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

6179 R023-01 Homogeneous Black 1.7% 

Sampled Material: Patch Tar 

Sample Location: Building 17B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus ~H-2-214 Tum Around Time: 5 Day 

6180 R023-02 Homogeneous Black 

Sampled Material: Patch Tar 

Sample Location: Building 17B 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

6181 R024-01 Homogeneous Black 

Sampled Material: Built Up 

Sample Location: Building 17B 

Analyzed By: 

Miaoscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Pr~p 

6182 R024-02 Homogeneous Black 

Sampled Material: Built Up 

Sample Locah'on: Building 17B 

Analyzed By: 

A~ic:vsc:ope: 

Method: Prep (Not Analyzed) 

Tum Around Time: P~~:p _ 

23.3 44.1 

Non-Asbestos Fibers 

Am:l!fzed Date: 

98.3 0.0 

Nou-Asbestos Fibers 
None Detected 

Alz~lyzed f!ate: 12/22/2011 

98.5 1.0 

Non-Asbestos Fibers 

Anafy:_~~ J?ate.· 

98.0 

Non~Asbestos Fibers 

Ana,ly?::t!Date: 

98.8 

Non~Asbestos Fibers 

Aualy.red Date: 

1.1 

0.8 

32.6 NA/PS 

% Asbestos Types: 

% 

Not Analyzed Positive Stop 

1.7 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

0.5 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.9 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.4 NAD 

% Asbestos Types: 
Sample Negative By Weight 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at l% or Less, TEM:Transmission Electron lvlicroscope. 
Inc.: inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Discla;mer: PJ.M 1.\' not consistently rdiah!e in detecting asbestos in floor coverings and similar non7(riable organicaf!y bound materials. No Asbestos Detected or Trace results by 
1'/)vf IIJ8.6 ure considered mconclu.\"ll'e, TE'vf ts currefllly the only method /hal can be used to delermme if material.\ can be considered as 11011 asbestos containing in }iY State. J'Jus report 
cannot be reproduced except mjul! wilhout the approval ojRe,lponse Labs, LLC. Tlus PLlvf report relates O.NLY to the items tested. Liability is limited to the cost ofanalysis 
ELAP PL1ll ,Uethod 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Laboratory Job Number: 854 432 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12/21/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

% % of Acid Soluble % of Total% of 
Residue 

6183 R025-01 Homogeneous 

Sampled Maten'al: Concrete Deck 

Sample Location: Building 17B 

Grey 

Analyzed By: Adam. C. Tucker Method: NYS ELAP 198.1 

Mi~rosc?pe: Olympus BH-2-214 Tum Around Time: 5 Day 

100% 

6184 R025-02 Homogeneous Grey 100% 

Sampled Material: Concrete Deck 

Sample Location: Building 17B 

Analyzed By: Adam C. Tucker Method: 1'\i"'J:'S ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

6185 R026-01 Homogeneous Black 

Sampled Material: Pitch 

Sample Location: Building 3B 

Analyzed By: 

,Microsc~P_~·:" 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

6186 R026-02 Homogeneous 

Sampled Material: Pitch 

Sample Location: Building 38 

Black 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olyml?~~ BJ:!-~~214 Turn Arouud Time: 5 Day-

1.3% 

6187 R027-01 Homogeneous Grey 100% 

Sampled Material: Concrete Deck 

Sample Location: Building 3B 

Analyzed By: Adam C. Tucker Method: I\rys ELAP 198.1 

Microscope: Olyt1lpus BH-2-214 Tm,·n Around Tim.e: 5_1?~y 

Non-Asbestos Fibers 
None Detected 

Anal!(zed Date: 12/23/2011 . 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/2'3/2011 

98.0 1.1 

Non-Asbestos Fibers 

Allalyzed Date: 

98.4 

Non-Asbestos Fibers 
None Detected 

Analyze~ Date: 12/~(_2011 

Non-Asbestos Fibers 
None Detected 

Au,alyzed Date: 12/23/2011 

0.3 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

0.8 NAD 

% Asbestos Types: 

% 

Sample Negative By Weight 

1.3 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detecte 

Client Requested TEM 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Deflnitons o{Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAJPS: Not Analyzed Positive Stop, NA: Not Anal;.·zed 

Disclaimer: PLivf is not consistently refiahfe in detecting asbestos in floor cm•ering.1· ond smular nonfriab!e orgamcaffv bound materiafs. 1Vo Ashesws Detected or Trace resufts by 
F!Jv1198.6 are considered inconclusive, 11:1\1 is currently the on!J-• method that can be used to determine if materials can be considered as non asbestos contammg in NY Stair:. 1his report 
cannot be reproduced except mjU!l without the appnwal of Response Lahs. LLC. This PLM repon relates ONLY to the items rested. Uabiflty ;_, !imiwd to lfw cost (/f ana~y·qs 
EL4P PLM Metltod 198.1 for friable samples or J98.6for NOB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Lab Customer 

6188 R027-02 Homogeneous 

Sampled Material: Concrete Deck 

Sample Location: Building 3B 

Grey 

%Non-Fibrous 
Matrix Material 

100% 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: O~ympus BH-2-214 Turn Around Time: 5._l?<:Y 

7 

Laboratory Job Number: 854 432 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 
Date Received: 12/21/2011 

%of %of Acid Soluble % of Total% of 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1~/21/2011 

Residue 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, N4D: lv'o Asbestos Detected, NAIPS: Not Analyzed Posirive Stop, NA: Not Analyzed 

Disclaimer: f'Uvf is not cons1stenlfy reliable in detecring asbestos in floor coverings and SJ/IIdar non":Ji·iable organica/(y bound materials. No Asbesto.\' Detected or Trace results b,v 
PLM 19b'.6 are considered inconclusive. TFJvf ts currenlly the only method that can be used 10 determme if"matenals can be considered as non asbestos containing 111 NY State. This report 
cannot be reproduced except in full without the approval ojResponse Labs. LLC. flus PL2vf report relates ONLY to the items /ested. Liabili!y is limited to the cost of analysis. 
ELAP PLM Method 198.1 for friable samples or /98,6/or NOB Samples. 

Comments: 



AmeriSci Job#: 211123993 

Client Name: Response Labs, Ll C 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

1111lOAA; Beech- Nut; Mohawk Sl.; Canajoharie, NY I Beech- Nut I Roofs 6, 5, 36A, 7B & 38 

AmeriScl 
Sample# 

01 

Loc.ation: 
02 

Location: 
03 

lor.attoo: 
04 

ltt.ation: 

05 

Loctltion: 

CUent Samplefit 

6150 
V.B. I St~i!ding 6 Upper f 1.9% 

6151 

Pitctll Bu lid ing 6 Upper 1 30.6% 

6152 

Pilch- I Buikling 6 UP..Per 147.8% 

£179 
Pa!ctl T :ar J BuikllBg 17B f 1.7°/, 

6186 
Pitch 1 Bui!dlng ::m 1 t. 3% 

HG 
Area 

Sam-pte 
Weight 
!gram) 

Heat 
Sensmve 
Organic% 

Acid 
SoJubte 

lnmganic:% 

Anatyze<J: by: John P _ Kcubf:adis ; Date Analyzed 1213012011 

Insoluble 
Non-Asbestos 
lnorganfc% 

Page 1 of1 

- Asbestos % by 
TEl\11 

IliAD 

NAD 

NAD 

NAD 

NAD 

""Quan61:ative Analysis {S-emi/Full); But'k .Asbestos An:aty.s~- PLM by EPA 60QIM4-82-020 per 40 CFR or ElAP 198.1 f-or New York friable s:amptes -or ELAP 19tL6 f-or New York NOB .sam poles; TEM 
(Semi!Fuli) by EP'A 601}1R-931116 {oot covered by N.VlAP Bu,k :accredital!iJ.n} or ELAP 198A; ror New York sampfes; NAD ==no asbestos detected duling a- q:uantitalive ana;ysis; NA =not .analyzed; Trace = 
<::t %~ Quanl~tation for beginning weights of <0.1 gtams should be amslde-red as qua!!ta!Lve only; Qu.alilflti'le Analysis; Asbesto-s anat)fsls results of "Present" or "NVA = No Visible Asbestos" represents 
results !'or Qualitalive PLM or TEM Analysis only {no: a'IX:reditalicm coverage: availa-ble from any regulatory agency 'or qualitative analyses}; AIHA lab # 102843, NVLAP Lab Code 200546-0, NVSOOH 
ELAP lat \0#1 ~4ef}. 

Wamirtg NQte: PLM lfmltalion., on 1y TEM v.ri!l res.ofve fibers <0.25 micrometers in diameler. TEM bulk analysis is representative of the fine gr:alined mat!ix material an.d may not !Je representative of 
non-unikmn!y dispersed debris for which- PLM evaluation is re.commended (Le. soils and other hetemgenous matelia!s). 

Reviewed Sy:. _________________ _ 
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AMER!Sct 

December 30, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211123993 
P.O. #111110AA 

-------

AmeriSci New Yorli 
117 EAST 30TH STREET 

NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-9392 

11111 OAA; Beech- Nut; Mohawk St.; Canajoharie, NY I Beech- Nut! Roofs 6, 5, 36A, 7B & 3B 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Friday, December 23, 2011, for a 5 day turnaround: 

6150,6151,6152,6179,6186 

The 5 samples, placed in Zip Lock Bag, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report rnust not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Siqcerely ,.-
// 8 / 

~~LL~-"-· 
~,a~l J. Mucha 

L~boratory D'1rector 

Boston - Los Angeles - New York - Richmond 



AmeriSci Job #: 211123993 

Client Name: Response Labs, LLC 

AmeriSci 
Sample# 

01 

Location: 
02 

Location: 
03 

Location: 

04 

Location: 

05 

Location: 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech - Nut; Mohawk St.; Canajoharie, NY I Beech - Nut! Roofs 6, 5, 36A, 78 & 38 

Client Sample# 

6150 
V.B. I Building 6 Upper /1.9% 

6151 
Pitch I Building 6 Upper /30.6% 

6152 
Pitch I Building 6 Upper J 47.8% 

6179 
Patch Tar I Building 178 /1.7% 

6186 
Pitch I Building 38 I i .3% 

HG 
Area 

Sample 
Weight 
(gram) 

/'/ <; // ~~ 

Heat 
Sensitive 
Organic'% 

Acid 
Soluble 

Inorganic% 

Insoluble 
Non~Asbestos 

Inorganic% 

Page 1 of 1 

** Asbestos% by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

Analyzed by: John P. Koubiadis .,r-·~ ~~~.;.,;Date Analyzed 12/30/2011 
~*Quantitative Analysis (Semi/F~B'ulk Asbestos Analysjs4LM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York fr"1able samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or ''NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only {no accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM !imitation. only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debris for which PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By ;::k~~~ 



Response Labs, LLC 
12 Colvin Avenue 
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25. lab Name 

Comments: 



Response Labs, LLC. 
12 ColviuAvenue, Albany NY12206 

Phoue (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

PLM 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Client Project Number: 111110AA 

Laboratory Job Number: 854 435 

Sampled By: Bryan Clea'y 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer %Non-Fibrous 
Matrix Maten·az 

%of % %of 
Residue 

Total% of 

6260 R043-01 Homogeneous Black 29.8% 

Sampled Material: Vapor Barrier 

Sample Location: Building 37 /Under Coping 

Analyzed By: justin Adams Method: NYS ELAP 198.6 

J.:1i~rosc~pe: Olf~I:u.s BH-2-21~ Tum Around Time: 5 Day 

6261 R043-02 Homogeneous Black 

Sampled Material: Vapor BatTier 

Sample Location: Building 37 /Under Coping 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turu Around Time: Prep 

6262 R044-01 Homogeneous Grey 

Sampled Material: Concrete Deck 

Sample Location: Building 37 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: ~lympus BH-2-214 _Tum Arouud Time: 5 D~y 

100% 

6263 R044-022 Homogeneous Grey 100% 

Sampled Material: Concrete Deck 

Sample Location: Building 37 

Analyzed By: Adam C. Tucker Method: l\.TYS ELAP 198.1 

Micro~cope: Olympus BH-2-214 T'um Around Time: 5 Day 

51.5 

Non-Asbestos Fibers 
None Detected 

Ana_~yz~d Date: 12/27/2011 

7.7 

69.3 4.6 

Non-Asbestos Fibers 

A1wlyzed Date: 

Non-Asbestos Fibers 
None Detected 

Aualyz~d !Jate: ~2(30/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/30/2011 

40.7 10.9% 

% Asbestos Types: 
10.9% Ou·ysotile 

26.1 NA!PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLA-t" is not consistently reliable in dera·tingasbestos mfloor coverings and simtlar non-friable orgamca!!y bound materials. NoAsbesws Uetected or l'race results by 
PLJ.yf 198.6 ore considered mconclusiFe, TE'vf IS currently lhc only method that can he used to determine !(materials can he consrdered as non asbestos comainmg in NY State 7his reporr 
cannot be reproduced except in fill! without the appmval o.fResponse Labs, LLC This Pf},f report relates ONLY to !he items tested. IAalnlity 1s linuted to the cost of analysis. 
EL4P PLJ! Metltod 198.1 for friable samples or 198.6for NOB Sample~~ 

Comments: 



Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: B1yan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Custome.· %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6264 R045-0l Homogeneous Black 26A% 

Sampled Material: Vapor Barrier 

Sample Location: Building 37 

Analyzed By: Justin Adams Method: J\i'YS ELAP 198.6 

Microsco.f?e: Ol~rmpu~,BH-_2-214 Turn Around Time: 5 D~y 

6265 R045-02 Homogeneous Black 19.9% 

Sampled Material: Vapor Barrier 

Sample Location: Building 37 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Mic~oscope: 

6266 

Olympus B.H-2-214 Turn Around Time: 5 Day 

R046-01 Homogeneous White 

Sampled Material: Seam Caulk 

Sample Location: Building 37 /On Duct 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

lv!iaoscope: Oly!:llp~s BH-2-214 Turn Around rime: ? J:?ay 

40.2% 

6267 R046-02 Homogeneous VVhite 41.1% 

Sampled Material: Seam Caulk 

Sample Location: Building 37/0n Duct 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 T'um Arouud Time: 5 D~y 

6268 R047-01 Homogeneous Black 13.2% 

Sampled Material: Built-Up 

Sample Location: Building 36B 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

70.7 

Nou-Asbestos Fibers 
None Detected 

Analyzed Date: 12/27/2011 

2.9 

62.7 1.5 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

20.3 

12/27/2011 

39.5 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12(27 /2011 

16.9 41.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1~(~7 /?011 

85.0 1.8 

Non-Asbestos Fibers 
None Detected 

26.4 Inc. 

% Asbesto_s __ _'I'_y_p_~~-: 
Inconclusive-No Asbestos Detecte 

35.8 15.9% 

% Asbestos _ _T'_y_p_e_~: __ _ 
15.9% Cluysotile 

% 

% 

40.2 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

41.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

13.2 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

Definitons ofAhbreviations: NOB: Non-OrganicaLly Bound, Trace: Asbestos Detected at 1% or Less_ TEM: Transmission Electron Microscope, 
Inc.: Inconclusive. NAD: No Asbestos Detected,. NAIPS: Not Analyzed Positive Stop, tVA: Not Analyzed 

Disclaimer: l'Ud i.1 not consisrently reliable in derecting asbesws in floor coverings and swular non-ji'iabfe orgamcalfy bound materials. No Ashesw.~·Derected or Trace results by 
PLM 198.6 are consw'ered mconclusive, TEM is currently the only method that can he used 10 determine if' materials can be considered as non asbestos contaimng in NY State 1/us report 
cannot be reproduced except infii!l wilhoullhe approval of Response Labs, LLC. This l'LM report relates ONJ,Y to the r/ems tested. J,ia/n{lty IS limited to the co,\/ of ana{1wis 
EJAP PLM Method J98.lj0r friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 83·!-435 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

6269 R047-02 Homogeneous 

Sampled Material: Built-Up 

Sample Locatiou: Building 36B 

Black 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micmscop~: _OI;:~:pus BH-2-214 Tum Around Time: 5 Day 

6270 R048-01 Homogeneous Grey 

Sampled Material: Concrete Deck 

Sample Location: Building 368 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly?tpus B~-2-214 Tum Around Time: 5 Day 

6271 R048-02 Homogeneous Grey 

Sampled Material: Concrete Deck 

Sample Locatiou: Building 36B 

Analyzed By: Adam C. Tucker Method: N"YS ELAP 198.1 

M.icro~~-~1?~: Oly.n1p~s BH-2-214 Turn Around Time: 5 J:?ay. 
6272 R049-0l Homogeneous VVhite 

Sampled Material: Concrete Deck 

Sample Location: Building 47 

Analyzed By: Adam C. Tucker Method: NYS ELAP 1.98.1 

Microsc~p~: .. Olympus BH-2-214 Turn Around Time: 5 D~t. 

6273 R049-02 Homogeneous "White 

Sampled Material: Concrete Deck 

Sample Location: Building 47 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Micros.~or_~: _S?lyJ!ipus BH-2-214. Tum Around Time: 5 Day 

37.6% 

100% 

100% 

99% 

100% 

61.6 0.8 37.6 Inc. 
Non-Asbestos Fibers % Asbestos Types: 

None Detected Inconclusive-No Asbestos Detecte 

Client Requested TEM 

A11a~yzed Date: 1?f_27 /2011 

NAD 

Non-Asbestos Fibers % Asbestos Types: 
None Detected No Asbestos Detected 

Analyzed Date: 12/30/2011 

NAD 

Non-Asbestos Fibers % Asbestos Types: 
None DetL>cted No Asbestos Detected 

A11alvzed Dale: 12/30(2011 

NAD 
Non-Asbestos Fibers % Asbestos Types: 
1% Cellulose No Asbestos Detected 

Ana~y:::ed Date: 1Y.~.?(2011 

NAD 

Non-Asbestos Fibers % Asbestos Types: 
Trace Cellulose No Asbestos Detected 

Ana!Y?:~rf Date: 12j3_q{~Q~~ 

Deflnitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less_. TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM is not consis/enl{v reliablr: in detecting asbestos in floor coverings and szmilar non-friable organically bound materials. No Asbestos Detected or Frace resulis h:v 
PL'vf 198.6 are cons1dered mcondusivt, 7E'vf is currently the m1~y method that can be used to determine !(materials can he considered as non ashesws containing in /'iY State. This report 
cannot be reproduced except m.fil/1 wi1hout/he approval ofRe5ponse Labs, LLC This PLAJ report relates ONLY 10 the items /ested. Liability is limited 10 
ELAP PUv! Method 198.1 for friable samples or 198.6.for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany N¥12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer % Non~Fibrous 

Matrix Material 
o/o of o/o of Acid Soluble %of 'I'otal% of 

Residue 

6274 ROS0-01 Homogeneous 

Sampled Material: Vapor Banier 

Sample Location: Building 47 

Black 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micros~-ope: O.lJ:~p~s BH-2-214_ Turn Around Time: 5 Day 

6275 ROS0-02 Homogeneous Black 

Sampled Material: Vapor BatTier 

Sample Location: Building 47 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

6276 ROSl-01 HomogeneOLlS Brown 

Sampled Material: Particle Board 

Sample Location: Building 47 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympu,s BH-2-214 Tum Around Time: ,s ~ay_ 
6277 R051-02 Homogeneous Bro""'Il 

Sampled Material: Particle Board 

Sample Location: Building 47 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Micr~s~~Jl.:. <?_ly~.P~ .. B~-2-2]4 Tum Around Time: 5 D~X, 

6278 R052-01 Homogeneous Grey 

Sampled Material: Concrete Deck 

Sample Location: Building 19 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

UMic~osc~p~: .o~y:l~PllS BH-2-214 Tum Around Time: 5 Day 

49.9% 

49.0% 

1% 

1% 

100% 

48.6 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/27/2011 

1.5 

50.1 0.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/27/2011 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Dalr:12/30/2011 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: _1~/~0/2011 

Non-Asbestos Fibers 
None Detected 

Anal!j~~d Date: 1~/30/~011 

% 

% 

% 

% 

% 

49.9 Inc, 

Asbestos Types: 
lncondusive-No Asbestos Detecte 

Client Requested TEM 

49.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

A.sbestos Types: 
No Asbestos Detected 

Definitons o(Abbreviations: NOB: Non-Organically Bouml, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: P!M ts not consistently reliable in detecting asbestos in floor coverings and stmilar nonlriable organically bound materials. No Ashesto.1· Detected or Trace results hy 
PlJvf 198.6 are considered mconclusive, 7ElW is currently zhe only method that can be used ro determme ifmarena/s can he consl(/ered as non asbestos containing in h'Y Stale. Th1s repon: 
cannot be reproduced except mji1!f without the upproval of Response Labs. J,LC This PIA! report relates ON/X /o th.; items te.\!ed. Liabrlily IS lrmiled 10 the cos/ ofanalysls. 
EL4P PLM ll:!ethod 198.1 for friable samples or 198.6 for NOIJ Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

7 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

Homogeneous 

Sampled Material: Concrete Deck 

Sample Location: Building 19 

Grey 

Analyzed By: Adam C. Tucker Method: N'YS ELAP 198.1 

Miaoscope: Olympus,~H-2-214 Tum Around Time: 5 Day 

6280 R053-0l Homogeneous Black 

Sampled Material: Built-Up 

Sample Lacatiou: Building 19 

Analyzed By: Justin Adams Method: N>'S ELAP .198.6 

Microsco~e.: 

6281 

Oly~p~IS BH-2-214 Turn Around Time: 5 Day 

R053-02 Homogeneous Black 

Sampled Material: Built-Up 

Sample Location: Building 19 

Analyzed By: 

.Microscope: 

6282 

Justin Adam<> Method: NYS ELAP 198.6 

Olympus BH-2-21~ Turn Around Time: 5 D£ly 
R054-01 Homogeneous 

Sampled Material: Perimeter Caulk 

Sample Location: Building 19 

White 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microsc?p~: Ol~?~J~us BH-2-2~4 Tum Around Time: 5 D~~, 

6283 R054-02 Homogeneous White 

Sampled Material: Perimeter Caulk 

Sample Location: Building 19 

Annlyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-~14 Tum Around Time: 5 Day __ 

100% 

2.2% 

2.9% 

9.4% 

8.8% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/30/2011 

96.7 1.0 

Non-Asbestos .Fibers 
None Detected 

Analyzed Date: 

96.4 

12/27/2011 

Non-Asbestos Fibers 
None Detected 

0.7 

Analyzed Date: 

59.7 

12/27/2011 

30.8 

Non-Asbestos Fibers 
None Detected 

Analv~e1_Dnte: 12(~~/2011 

60.4 30.7 

Nou~Asbestos Fibers 
None Detected 

Analyzed Date: 12(27 /~011 __ _ 

NAD 

% Asbestos Types: 
No Asbestos Detected 

2.2 Trace 

% Asbestos Types: 
Trace Chrysotile 

Client Requested TEM 

2.9 Inc. 

% Asbestos Types: 

% 

% 

Inconclusive-No Asbestos Detecte 

Client Requested TEM 

9.4 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

8.8 Inc. 

Asbestos Types: 
lnconclusive-No Asbestos Detecte 

Client Requested TEM 

Definitons o(Abhreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: Jlio Asbestos Detected, NAIPS: Not Ana~vzed Positive Stop, NA: Not Analyzed 

Disclaimer: l'JJA is not consistently reliable 111 delectingasbesws in floor coverings and sim1far non7jhahle organically bound materials. No Asbestos Detected or Trace results by 
PUvf 198.6 are cmlSldered mconcluslW, TFlv! IS currently the only method that cun he used to determine {f materw/.1· can.he considered as non ashes lOs C0/1/aimng in NY ,)'tate This report 
cannot be reproduced except in fit!! without the approval r:/R.e.lponse Labs, LLC This PLA4 report relates OI'vTYto the items tested Liahliit_v is !mnted to the cost of anafysrs. 
ELAP PLM lYfethod 198.1 for friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854-435 

Sampled By: Bryan Cleary 
Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer 
Color 

%Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of I'otal% of 
Residue 

6284 ROSS-01 Homogeneous Grey 

Sampled Material: Duct Caulk 

Sample Location: Building 22A/On Duct 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: 

6285 

Ol;,:mpus Bl~-2-214 Turn Around Time: s,Day 

R055-02 Homogeneous Grey 

Sampled Material: Duct Caulk 

Sample Location: Building 22A/On Duct 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Arotmd Time: 5 Day 

6286 R056-01 Homogeneous Black 

Sampled Material: Flashing 

Sample Location: Building 22A 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympu~ BH~2-214. 'Tum Around Time: 5 _I?_~L-

27.8% 

44.7% 

9.3% 

6287 R056-02 Homogeneous Black 8.5% 

Sampled Material:. Flashing 

Sample Location: Building 22A 

Al!alyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: '?lyt:rtpus BB-2-214 Turn Around Time: 5 D~y" 

6288 R057-01 Homogeneous Black 20.6% 

Sampled Material: Pitch 

Sample Locatio a: BnOding 22A 

Analyzed By: Justin At.-lams Method: NYS ELAP 198.6 

Microswp~: _'?_lJ~lllPus BH-2-214 Tum Around Time: 5 Day 

31.8 40.4 

Non-Asbestos Fibers 
None Detected 

A1~alyzed Da~e: 

53.5 

12/27/2011 

Non-Asbestos Fibers 
None I?etected 

Analyzed Date: 1~/27 (2011 

1.9 

82.1 2.2 

Nou-Asbestos Fibers 
5.6% Fiber Glass 

A1?alyzed Date: 12/2? /?011 
84.5 1.6 

Non-Asbestos Fibers 
2.3% Fiber Glass 

Analyzed Date: 12/27/2011 

76.8 2.6 

Non-Asbestos Fibers 
None Detected 

Analy~_ed Date: 12(27 /2011 

% 

% 

27.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detccte 

Client Requested TEM 

44.7 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detecte 

Client Requested TEivl 

15.7 0.75% 

% Asbestos Types: 
0.75% Chrysotile 

% 
3.1% 

% 

13.9 3.1% 

Asbestos Types: 
Chrysotile 

20.6 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detecte 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAJPS: Not Analyzed Positive Stop, NA; /1/ot Analyzed 

Disclaimer: PIA! is not const.llcnlly reliable in detecfing asbestos in floor covering\- and similar non:f'nab!e organically bound materials. No Asbesto.1· ])elected or li'ace results by 
PL!yf 198.6 are con.>ldered mcondusive, Tlilvf is currently the only method that can be used to determme !fmatenafs can he considered as non asbeMos containing m NY State. This reporl 
cannot be reproduced except mjilll without/he approval 1!{Response Labs, JJC. This f'!.M report relates ONLYw the items /esred. Liability 1s limited to the cost oj'analysis. 
ELAP PLM Metltod 198./for friable samples or 198.6for A'OB Samples. 

Comments: 



Response Labs, LLC. 
12 Colviu Aveuue, Albany NY 12206 

Phoue (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer o/o Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

6289 ROS7-02 Homogeneous 

Sampled Material: Pitch 

Sample Location: Building 22A 

Black 

Analyzed By: Justin Adams Method: l'\TYS ELAP 198.6 

Microscope: O~ympus Bl~-~-214 Tum Around Time: 5 Day 

6290 R058-01 Homogeneous Grey 

Sampled Material: Concrete Deck 

Sample Location: Building 22A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

6291 R058-02 Homogeneous 

Sampled Material: Concrete Deck 

Sample Location: Buildin.g 22A 

Grey 

Analyzed By: 

.Microscope: 

6292 

Adam C Tucker Method: T\TYS ELAP 198.1 

o.lympus BH-2-214 Turn Around Time: SJ?~.Y. 

R059-01 Homogeneous Black 

Sampled Material: Parapit Flashing 

Sample Location: Building 22B/On Parapit 

2.1% 

100% 

100% 

Analyzed By: 

Micros~~pe: 

Method: Prep (Not Analyzed) 

Tum Around Time: ~.r.~E. 

6293 R059-02 Homogeneous 

Sampled Material: Parapit Flashing 

Sample Location: Building 22B/On ParapH 

Black 

Analyzed By: Justin Adams Met fwd: NYS ELAP 198.6 

Microscope: Olympus BH-2-21~ Tum Around Time: 5 Dar .... 

5.0% 

96.4 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/27/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/30/2011 

Non-Asbestos Fibers 
None Detected 

12/30/2011 

1.6 

Analyzed Date: 

99.1 0.6 

Non-Asbestos Fibers 

,4,1w~y:ed Date: 

85.2 9.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: ~.~/28/~011 

% 

% 

% 

% 

% 

2.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

0.3 NAD 

Asbestos Types: 
Sample Negative By Weight 

5.0 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detecte 

Client Requested TEM 

Definitons ofAbbreviatimts: NOB: lv'on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAJPS: Not Analyzed Positive Stop, NA: ;vat Analyzed 

Disclaimer: PLA1 i.1 not cons1stent~v refiable in detecting asbestos in floor coverings and similar nonjnable orgamcaf!y bound matenals. No Asbestos Detected or Trace results by 
PL"vf 198.6 are considered mconclustve, TE/11 IS currently the only method that can be used w determine !lmateria/s can be considered as non ashesws containing in /li'Y Stale Th!:~ repon 
cannot be reproduced except in .fill! without the approval ofResponse Labs, LLC This PLM report relates ONLY to the Items tested Ltabilily is limited to the cost ofanalysis. 
l!.LAP PLM Method 198.1 for friable samples or 198.6for l\108 Samples. 

Comments: 



Response Labs, 
12 Colvin Avenue, Albany 12206 

Plwne (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer 0/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6294 R060-01 Homogeneous Black 

Sampled Material: Hot Mop 

Sample Location: Building 22B 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Pr:p 

6295 R060-02 Homogeneous Black 

Sampled Material: Hot Mop 

Sample Location: Building 22B 

Analyzed By: 

Microsc?pe: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

6296 R061-01 Homogeneous 

Sampled Material: Concrete Deck 

Sample Locatiou: Building 22B 

Grey 

Analyzed By: Adam C. Tucker Method: 1\.TYS ELAP 198.1 

Miao_~c~ee: 0~Y1llP?S BH-2-214 Turn Around Time: 5 Day_ 

100% 

6297 R061-02 Homogeneous Grey 100% 

Sampled Material: Concrete Deck 

Sample Location: Building 228 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

_ Microscope: Olympus BH-2-~14 Turn Around Time: 5 g_~Y 

6298 R062-01 Homogeneous \lVhite 100% 

Sampled Material: Concrete Deck 

Sample Location: Building 65 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Miaosc?pC.: O~Y?~:pus BH-2-214 Tum Around Ti1~1e: 5 D~y ___ 

99.1 

Nou-AsbestOs Fibers 

Analy~ed pate: 

98.4 

Non-Asbestos Fibers 

Analyzed Date: 

Non-Asbestos Fibers 
None Detected 

Nou-Asbestos Fibers 
None Detected 

Non-Asbestos Fibers 
Trace Cellulose 

OA 

1.0 

0.5 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.6 NAD 

% Asbestos Types: 
Sample Negative By Weight 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron Microscope. 
Inc.: Inconclusive. NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, filA: Not Analyzed 

Disclaimer: Pl.A-1 is no/ consistently reliable in detecting asbestos in floor mverings and similar non:fi-lable organically bound materials. /'lo Asbe.\'IOS {)elected or Trace results hy 
J>LM 198.6 are considered inconclusive, 7EM is currently rhe only method that can be used to determine ifmalimals am be considered us non ashesto-1 con/ammg in NY Slate. Thts report 
cannol he reproduced except in(u!f wirhowthe approval ojResponse Labs, LLC. This l'Ul report rdates ONLY 10 !he Items tested Ltahilily is limited to the cosr o_(analysts 
ELAP PLM Method 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

6299 R062-02 Homogeneous 

Sampled Material: Concrete Deck 

Sample Locatio1t: Building 65 

\Nhite 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Micros~ope:. O~~~lJJ~S BH-2-214 Tum Around Time: 5 Day. 

6300 R063-01 Homogeneous Black 

Sampled Material: Vapor Barrier 

Sample Location: Building 65 

99% 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Armmd Time: Prep 

6301 R063-02 Homogeneous 

Sampled M'aterial: Vapor Barrier 

Sample Location: Building 65 

Black 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micros,c_op~: 01;~mp~_s ~H-2-214 Turn Around Time: 5 J?ay 
6302 R064-01 Homogeneous Black 

Sampled Material: Penetration Tar 

Sample Location: Building 65 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micr?~c?~: __ '?1)1?:'_1?_~5 BH-2-214 Turn Around Time: 5 D~}: 

6303 R064-02 Homogeneous Black 

Sampled Material: Peneu·ation Tar 

Sample Location: Building 65 

Analyzed By: 

Mi,c~~s,~ol?~: 

Method: Prep (Not Analyzed) 

Turn Around Time: PJ:.~P 

3.1% 

5.3% 

Non-Asbestos Fibers 
1 % Cellulose 

~~~al~zed Date , 12/30/2011 

98.0 1.2 

Non-Asbestos Fibers 

Analyzed Date: 

95.1 

Non~ Asbestos Fibers 
None Detected 

Analy~ed Date: 12/28/2011 

1.7 

81.0 10.6 

Non-Asbestos Fibers 
None Detected 

An~!yzed Date: 

74.2 

12/28/2011 

14.7 

Non-Asbestos Fibers 

Analy~ed Date: 

NAD 
AsbestosTypes: 

No Asbestos Detected 

0.8 NAD 
% Asbestos '['ypes: 

% 

Sample Negative By Weight 

3.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

CJient Requested TEM 

8.3 3.0% 

% Asbestos Types: 
3.0% Chrysotile 

11.1 NNPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: lv'o Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM is not consistently re!wbfe in detectmg asbestos in floor coverings and similar non:friab!e 0/ganica!!y bound maleriofs_ No Asbestos Detected or Trace results by 
PL!vf 198.6 are considered mcondus!ve, ThiH is currmtly the only method that can be used to determine !{materials can be cons1der~td as non asbestos containing m li'Y State n1is report 
cannot be reproduced except in fill! without/he approval ofRe.\pom;e Labs, LLC Thh l'LA1 report relates ONLY 10 the items tested Liahi!ny is limited to the cost ofana{vsis 
ELAP PLM Method 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, 
12 Colvin Avenue, Albany 

Plzone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6304 R065-01 Homogeneous Black 22.9% 

Sampled Material: Duct Tar 

Sample Location: Building 65 

Analyzed By: Justin Adams Method: I\T'fS ELAP 198.6 

Microsc?E~:. Oly-n,tp~s BH-2-214 Tum Around Time: 5 Day 

6305 R065-02 Homogeneous Black 

Sampled Material: Duct Tar 

Sample Location: Building 65 

Analyzed By: Method: Prep (Not Analyzed) 

Tum Around Time: Prep Microscope: 

6306 R066-01 Homogeneous Brov.'Tl 

Sampled Material: Fiber Board 

Sample Location: Building 25 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly-n,tpus BH-2-214 Tum Around Time: 5 Day 

6307 R066-02 Homogeneous Bro\\'11 

Sampled Material: Fiber Board 

Sample Location: Building 25 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Arouud Time: 5 D~:r. 

1% 

1% 

6308 R067-01 Homogeneous Black 1.5% 

Sampled Material: Built-Up 

Sample Location: Building 25 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

_ M~croscop~: Oly~pus BH-2-214 Tur_n Around Time: ~Day. 

55.8 6.1 

Non-Asbestos Fibers 
None Detc'Cted 

Analyzed Date: 

52.9 
12/28/2011 

6.1 

Non-Asbestos Fibers 

Analyzed Date: 

Nou-Asbestps Fibers 
99% Cellulose 

Analyzed Date: 12/30/2011 

Non-Asbestos Fibers 
99% Cellulose 

Anai!J.zed Date: 1~/3~(2011 

98.2 0.3 

Nou~Asbestos Fibers 
<0.25% Cellulose 

Analyzed Date: 12/28/2011 . 

% 
15.2% 

38.1 15.2% 

Asbestos Types: 
Chr_ysotile 

41.0 NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

1.5 <0.25% 

% Asbestos Types: 
<0.25% Chrysotile 

Client Requested TEM 

Definitons of Abbreviations: NOB: iVan-Organically Bouncf. Trace: Asbestos Detected at 1% or Less, TEM: 1'ransmisswn Electron Microscope. 
Inc.: inconclusive, NAD: tVa Asbestos Detected, AWPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: J>Livt is not r.:onsts/entfv reliable in detectmg asbestos in floor covermgs and sinu/ar non-fi'iabfe orgamca!ly bound matenafs_ No Asbestos Detected or Trace results by 
Pl.i'vf 198.6 are considered inconclliSive. TEM is currenlly the only method that can he used 10 determine ![materials can be considered as non asbestos contmmng m NY State_ lJ1is repon 
cannot he reproduced except in fult wifhou1 the approval of Re.\ponse Labs, LLC ll!is PL!vf report relates (),\'LY to the nems tested. Lwhillfy 1s /muted to the cost of analys1s 
EL4.P PLM Method 198.1 for friable samples or 198.6for NOB Sample:.: 

Comments: 



Response Labs, LLC. 
12 ColviuAveuue, Albany NY12206 

Pltoue (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854-435 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6309 Homogeneous 

Sampled Material: Built-Up 

Sample Location: Building 25 

Black 

Analyzed By: 
Microscope: 
6310 

Justin Adams Method: NYS ELAP 198.6 

Oly~pus BH-2-214 Turn Around Time: 5 J:?_a:Y_ 

R068-01 Homogeneous Black 

Sampled Material: Metal Seam Caulk 

Sample Location: Building 25 

Analyzed By: Juslin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

17.0% 

14.5% 

6311 R068-02 Homogeneous Black 11.9% 

Sampled Material: Metal Seam Caulk 

Sample Location: Building 25 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Mi~roscope: C?lympus BH-2-214 Tum Around Time: 5 D~:r_ 

6312 R069-01 Homogeneous Brown 1% 

Sampled Material: Fiber Board 

Sample Location: Building 21A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microsc:~p7: Oly1~pus BH-2-214 Tum Around Time: 5 Day 

6313 R069-02 Homogeneous Brown 1% 

Sampled Material: Fiber Board 

Sample Location: Building 21A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscop~ . . ~lxmpu.':' BH-2-214 Tum Around Time: 5 Day 

78.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/28/2011 

4.1 

81.8 3.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/28/2011 

83.1 5.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date:. 12/~/?0~~ 

Non-Asbestos Fibers 
99% Cellulose 

An:1lyzed Dal'e: 12/30/2011 

Non-Asbestos Fibers 
99% Cellulose 

An~Iyzed Dale: 12f~Oj2011 

% 

% 

% 

% 

% 

17.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Det(:.'Cte 

Client Requested TEM 

14.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Delecte 
Client Requested TEM 

11.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: iVan-Organically Bound, Trace: Asbestos Detected at 1% o; Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive. NAD: .No Asbestos Detected. NAIPS: Not Analyzed Positive Stop. NA: Not Analyzed 

Disclaimer: PUvt 1.1 not consistently reliable in detectin:;; asbestos in floor covermg.1' and stmi!ar non:friab!e organica!!y bound mmeriafs_ No Asbestos f)ctecled or Trace results by 
PLM 198.6 are considered inconclusive, TEM ts currently the only method thor can he used to de1ennme !fmatenafs can be considered as non asbesto.s containing 111 NY State. This repon 
cannot be reproduced except mfitl{ withoullhe approval r?fRespon.~e J.ahs, r.u·· This l'LM report relates (}}v'LY 10 the 11ems rested Lwbilily is linuted to the cos/ r?f analysts. 
EL4P PLM ,Hethod 198./forjriuble samples or 198.6j0r lv'OB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: B>yan Clea1y 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer 

6314 Homogeneous 

Sampled Material: Built-Up 

Black 

% Nmz·Fibrous 
Matrix Material 

o/o 

98.8 

Non-Asbestos Fibers 

0.3 

% 

o/o of 
Residue 

0.9 

Total% of 

NAD 

Asbestos Types: 

Sample Location: Building 21A Sample Negative By Weight 

Analyzed By: Metlwd: Prep (Not Analyzed) 

Micros:_ope: Tum Around Time: Prep_ 

6315 R070-02 Homogeneous 

Sampled Material: Built-Up 

Sample Location: Building 21A 

Black 

Analyzed By: 

Microscope: 

6316 

Justin Adams Method: NYS ELAP 198.6 

Olympus BH-2-214 Turn Around Time: 5 Day 

R07l-01 Homogeneous Grey 

Sampled Maten·al: Caulking 

Sample Location: Building 21B/On Capstone 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: <?Iympus BH~2-214 Tum Around Time: 5 J:)~y 

3.6% 

9.1% 

6317 R071-02 Homogeneous Grey 15.1% 

Sampled Material: Caulking 

Sample Location: Building 21B/On Capstone 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microsc~r.e.: Oly~P~,s BH-2-214 Turn Around Time , 5 Day 

6318 R072-01 Homogeneous 

Sampled Material: Concrete Deck 

Sample Location: Building 21C 

White 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Mi~Tosc~pe: Oly~pus BH-2-214 Tum Around Time: 5 Day 

100% 

A~~.~lyze_0 _I?ate: 
92.7 

Nou-Asbestos Fibers 
2.0% Fiber Glass 

12/28/2011 

1.7 

Analyzed Date: 

39.2 51.7 

Non-Asbestos Fibers 
None Detected 

An.alyzed Date: 1~/28(2011 

35.4 49.5 

Non-Asbestos Fibers 
None Detected 

Non-Asbestos Fibers 
Trace Cellulose 

% 

% 

% 

5.6 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

9.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

15.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons o(Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transm;sston Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLA-1 is not consistently reliable in detecting asbestos in floor coverings andstmifar non:friabfe organically bound matena!s. No Asbestos Detected or Trace restdls by 
PLM /98.6 are consuiered mcondusive. TDv! is currently the only method that can be used to determme if materials can he considered as non asbestos containing in ;1/Y State This report 
cannot be reproduced except in.fid/ without the approval ofRe.\ponse /,abs, JJC. "1J1is FUvf repon refales OA'JX to the items tested. Liability is limited to the cosr ofana~vsis. 
ELAP PLM Method 198.1 for friable samples ar 198.6 for NOB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854- 435 

Sampled By: Bryan Oeary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6319 R072-02 Homogeneous VVhite 

Sampled Material: Concrete Deck 

Sample Location: Building 21C 

Analyzed By: 

Microscope: 

6320 

Adam C. Tucker 

Olympus BH-2-214 

Method: l\JYS ELAP 198.1 

Turn Around Time: 5 Day 

R073-01 Homogeneous Black 

100% 

Sampled Material: Hot Mop 

Sample Location: Building 21C 

A~talyzed By: 

Microscop<": 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

6321 R073-02 Homogeneous Black 

Sampled Material: Hot Mop 

Sample Location: Building 21C 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around 'l'ime: Prep 

6322 R074-01 Homogeneous Black 2.0% 

Sampled Material: Built-Up 

Sample Locatiou: Building 3A 

Analyzed By: Justin Adams Metlwd: NYS ELAP 198.6 

Microscope: 01Y!!l:P"?-s BH-2-214 Turn Around Time: 5 D~y 

6323 R074-02 Homogeneous Black 2.4% 

Sampled Material: Built-Up 

Sample Location: Building 3A 

Annfyzed By: Justin Adams Method: NYS ELAP 198.6 

Microsc~pc: O~J.mp_us BH-2-214 Turn Around Time:: __ 5 par_ 

Non-Asbestos Fibers 
Trace Cellulose 

Analyzed Date: 

98.2 

12/30/2011 

Non-Asbestos Fibers 

1.6 

Analyzed Date: 

97.0 2.7 

Non-Asbestos Fibers 

Analyzed Date: 

94.7 3.3 

Non-Asbestos Fibers 
Trace Cellulose 

Analyzed Date: 12/~/2011 

95.4 2.2 

Non-Asbestos Fibers 
None Detected 

Anal:(z_ed Date: -~2.(28/?011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

0.2 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.3 NAD 

% Asbestos Types: 
Sample Negative By Weight 

2.0 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

2.4 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detede 

Client Requested TEM 

Definitons o(Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transnussion Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: .Vot Analyzed 

Disclaimer: PTJ>.f 1s 110! con.nstentfy reliable m detecrmgashestos m_floor coverings and stnular non-jlwh!e orgamcaliy bound matenals. No Asbestos Detected or Trace resulls by 
PLM 198.6 are considered inconclusive, '!HM is current(v the only method rhat can be used ro determine ifmmerials can be considered as· non asbestos contuinmg in NY State. This report 
cannot be reproduced e.:o:cepl m filii without the approval ofRewonse Labs, LLC Th1s PLH report relates ONLY ro the ttems tested Ltabillly is limited to rhe cost of analysis 
ELAP PUrl Metltod 198.1 for friable samples or 198.6jor NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Jab Number: 854-435 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

6324 R075-01 Homogeneous Brown 

Sampled Material: Fiber Board 

Sample Location: Building 3A 

Analyzed By: Adam C. Tucker lvletlzod: NYS ELAP 198.1 

Microscope: 

6325 

Olyrr:P:XS BH:2-214 Tum Around Time: 5 D~y 

R075-02 Homogeneous Brown 

Sampled Material: Fiber Board 

Sample Location: Building 3A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

6326 R076-01 Homogeneous Black 

Sampled Material: Tar Paper 

Sample Locatio1c Building 4B/On Slope 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around nme: 5 D~X 

6327 R076-02 Homogeneous Black 

Sampled Material: Tar Paper 

Sample Location: Building 48/0n Slope 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 D<:z. 

1% 

1% 

1.5% 

2.8% 

6328 R077-0l Homogeneous Black 41.1% 

Sampled Material: Shingles 

Sample Location: Building 4B/On Slope 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microsc~pe: Oly~pus BH-2-214 Tu::11 Around Time: 5 I:)~X 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed lJate: 12/30/2011 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: 

98.5 

12/30/2011 

Non-Asbestos Fibers 
Trace Fiber Glass 

Analyzed Date: 12(28/2011 

0.0 

96.8 0.4 

Non-Asbestos Fibers 
Trace Fiber Glass 

A1_1~~-l!fze.d Date: 1_~{~?/2~.11 

56.0 2.9 

Non-Asbestos Fibers 
None Detected 

% 

%of 
Residue 

Total% of 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

1.5 Inc. 

% Asbestos Types: 

% 

% 

Inconclusive-No Asbestos Detecte 

Client Requested TEM 

2.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

41.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

Deflnitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, N .. .-.1/PS: ;vat Ana(y:.:ed Positive Stop, NA: Not Analyzed 

Disclaimer: PU1 is nor consiste/Jlly relrable in detecting asbestos injloor coverings and simi/arnon~friabfe organicatly hound materials. No Asbestos Delected or 1/·ace results by 
PLM 19R.6 ure considered inconclusive, 1L?vf is currently the only method that can he used ro determine 1(matenal.1· can be considered us non ashesto.1· conlaining in .\'Y State "Ih1s report 
cannot be reproduced except in .fill! without !he approval ojR.esponse Labs, LLC lhis PLM report relates ()SLY to the items tested. Liabifil;' is !imiled 10 the co.\/ (~(analysis 
ELAP PLM Method 198.1 for friable samples or 198.6for lVOB Sample~: 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 12/22/2011 

Date Received: 12/23/2011 

Lab Customer %Non~ Fibrous 
Matrix Material 

%of 

6329 R077-02 Homogeneous Black 

Sampled Material: Shingles 

Sample Location: Building 4B/On Slope 

Analyzed By: Justin Adams 

Microscope: Olympus BH-2-214 

Method: NYS ELAP 198.6 

Tum Arouud Time: 5 Day 

6330 R078-0l Homogeneous Black 

34.4% 

Sampled Material: Built-Up 

Sample Location: Building 4B 

Analyzed By: Method: Prep (Not Analyzed) 

Microscope: Tum Around Time: Prep 

60.2 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/28/20]] 

98.7 

Non-Asbestos Fibers 

Analyzed Date: 

5.4 

0.6 

6331 R078-02 Homogeneous Black 98.5 0.9 

Sampled Material: Built-Up 

Sample Location: Building 48 

Analyzed By: Metlzod: Prep (Not Analyzed) 

Microscope: Tum Around Time: Prep 

6332 R079-01 Homogeneous Grey 

Sampled Material: Concrete Deck 

Sample Location: Building 4B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microsc~p:_:, _<?!;::nr_~s BH-2-214 Turn Around Time: 5 !Jay 

100% 

6333 R079-02 Homogeneous Grey 100% 

Sampled Material: Concrete Deck 

Sample Location: Building 4B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5_ I::>i3:¥. 

Non-Asbestos Fibers 

Analyzed Date: 

Non-Asbestos Fibers 
None Detected 

~nalyzed Date: .~ .. 2(3~/~~11 

Non-Asbestos Fibers 
None Detected 

% 

% 

% 

% 

Total% of 

34.4 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

0.7 NAD 

Asbestos Types: 
Sample Negative By Weight 

0.7 NAD 

Asbestos Types: 
Sample Negative By Weight 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons o(Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope, 
Inc.: inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, IVA: Not Analyzed 

Disclaimer: PLM IS not consistently relwble in detectmg asbestos in _floor covermgs and sim1lar non:friohle organically bound materwfs. No Asbestos Detected or Trace results by 
l'L./vf /98.6 are considered incondus1vc, Th~Vi is currently the onlv method that can be used to determine !fmateria!s can be considered as non asbestos comaining in NY Stale. 1/1is repon 
cannot be reproduced except infidl without/he approval of Response Labs, U,C. This Pf}v( report relares ();VLYto the Items tested J,wbdity IS fmuted to the cost of analysis. 
EL•lP PLM Metllod 198.1 for friable samples or 198.6for i\'OB Samples. 

Comments: 



AmeriSci Job II: 21112444>1 

Client Name: Response labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

Beech - Nut; Mohawk St, Canajoharie, NY 

AmorriSt:i HG 
Sample# C'kmt Sa&npte# Area 

Ul R0%-6206·01 

L{Jcation: Seam Caulk, Bkfg 3.7 lOll ouct/40.2% 

02 R046-6267-02 

location: SeamCaul.k. Bldg 37/0n. Duct/41.1% 

03 R047-!i26E-01 

Location: Buitt-Up, Bldg 386 /13.2% 

04 R(M7-!i269>02 

LocaUon; Bultt-Up, Bldg 368 I 37.6% 

05 R000-<;274-01 

location: Vap-or Barrier, Bftig. 47149-.9-% 

1)6 R<J50-6275-U2 

Locab: Vapor Banier. Bfdg: 47149% 

fJ7 RIJ53-;;21J1W1 

l<J<'illioo: 19\Jiij-Up,BI<!g 1!1122% 

00 RD53-628Hl2. 

lU<illioo: Buill-Up, Bf<flll912.9% 

09 
l..ocation: Perlmete; Caoll<. Bf<fll1919.4% 

10 Rll54-6283--1!2 

location: Perimeter Caulk, Btdg 19 J -8. S.% 

l1 RQ5S.621l4-ll1 

location: Duct Caulk, Bldg 22A l On Duct 127.8% 

12 RQSS-6285-02 

location: Duct C.aulk, Bldg 22A 1 on Dud: 144.7% 

13 Rtl.57-6288-01 

Location: Piicll. Bklg 22:A 120.6% 

14 R057-62B!Hl2 

Locollon: Pilch, Bldg 22!\12.1% 

15 R059-li293-02 

loo!lim: Parapil Flashing, Bldg 22B I P""'pil/5.0% 

See Reporting notes on rast page 

Sampl-e Heat Acid Jnsolubte 
Weight Sensmv-e- Solub!e Non-Asbestos 
(gtam} Organic% h:~organic% fnorganic "/~ 

Page 1 of3 

"" Asbestos %, by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NA[I 

~ 
r;j 
H 
Ul 
0 
H 



AmeriSci Job#: 211124461 

Clienl Name: Response labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

Beech- Nul; Mohawk S!, Canaioharie, NY 

Ame-r/Sr::i 
SampJoll Client SampJe# 

ll06~630 1-02 

lotafion: Va.PQ Barrier. Bfrlg: 65 I 3. '% 
17 R067-6308-0 I 

locaOOn: Built*Up, Br<fg .25/1.5% 

18 RDS?-6309-02 

Location: lluiii-Up, Bldg 251 17JJ"h 

19 RD6ll-6311l-01 

HG 
Atl!l>a 

lot:tltf(Jn: Metaf Seam Caulk, Bldg 25/14.5% 

20 R008'-6317-02 

location: Metal Seam Caulk, I3Jd{j 25111.9% 

21 RW0-6315-02 

W<ation: BuiJ<-IJ)>. Btdy 21A 15.6% 

lt.x.ation: Caulhing,. 'Skig2181 On Cap Stone/Rl% 

23 R071-63t7-02 

location; 
24 

locali<Nl: 
25 

Caulking, Bldg 21l:l I On Ca,p Stone I f5. 1% 

R074-1J322-()t 

lluln-up, I!J<lg 31\12.0% 

R074-6323-02 
locatioo: Bu-il't-Up, Bldg 3A 12.4% 

26 ROln-6326-0t 
locatrGn: Tar Paper, Btdg 4BI Ora Sfope-/1.5% 

27 R076-6327-02 

location: Ja-r Peper, BtugAB I On Slope 12.6% 

28 11077-632&01 

locatfon: Shir»g:tes, Bldg4BJOnS!ope/4L~% 

29 R077-632ll4l2 

location: Shingles, Bldg 43 JOn Slope I 34.4% 

See Reponing ~ en last page 

Sampf~ 

WeiDM 
fgram} 

Heat 
Sensitive 
Organk% 

Acid 
Soluble 

Inorganic% 

!Insolub-le 
Non~Asbestos 

Inorganic% 

Page2 of 3 

~ Asbestos % by 

TEM 

NAD 

iliAD 

NAD 

NAO 

NAD 

NAO 

NAO 

NJ\0 

NAO 

NAD 

NAD 



AmeriSci Jot.#: 211124461 

C~ent Name: Response labs, tlC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ElAP 198.4 NOB Method 

Beech- Nut; Mohawk St, Canajoharie, NY 

AmerfSci 
sampr-e # Client SampleiJ! 

HG 
Area 

Sample 
Welgilt 
(gram) 

Heat 
Sl':!'nsltive 
Organic% 

Analyzed b:y: MaJik Pe:ysakilov_ ~e Analyzed 113J2012 

Acid 
Soluble 

Jnorgani<:% 

Insoluble 
Non-Asbestos 
Jnov.ganic.% 

Page 3 of3 

~o.~ Asbestos % by 
TEM 

,._..Quantitative A;na!Jjsis (&mVFull ; Bu:lk Asbestos. Allalysis- Pll't.it by EPA 600/1\.W-82-020 pe-r 40 CFR or EtAP 198.1 fat New York irlabte samples 01 ElAP 196.6 to1 New York NOB samples·, TEM 
(SilmiJFuU) by EPA 600JR-93J116 {not ctn.rered by NVi.AP ~'lull( accHXfitaHon} or EtAP 198.4; for ~v Yotk samples; NAO"" no asbesto-s detected during a quanlitative aoalysis; NA.:: no! ana~zed~ T1ace "' 
<1 %; Qt~antitalton for beglnnjng weights of <0. ~ gtotms shotJrd be considered as qualitative nnly: QuamanveAn.alysls: Asbestos analvsis res.u11s. or "Presenl" or "NVA =No VP.sib!e .Asbestos'" reprase~ls 
resu!ls for Qualitative PLM o.rTEM Analysis only (no accredila,ion C0'1terage avsi!abra from ill1Y ragulatory agency for quaJUalive analyses); AIH.A. Lab# 102843, NVtAP Lab Code 200546-0, NY'S DOH 
clAP Lao 10#1l4llQ. 

War.ning Note: PI...M limilatlon. only TEM w.lrl resa~ fibers -<0.25 micf{l('f'reters in diameter. TEM bulk a11ai}'sis re. repmsentatlve- !Qf the tine _g.rshled mah'!x m.at.eriat and may llot 1x! representanve of 
non-unffurmfy dispef.!md <febri'Si for whfeh PLM evarua!Wn is recommended (te. soils and other heterogenous materials-}. 

Revlo...,dBy: .. _ --------
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Sc1 

January 3, 2012 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE Response Labs, LLC 
Job Number 211124461 
f'.O. #Beech- Nut 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX (212) 679-9392 

Beech - Nut; Mohawk St, Canajoharie, NY 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Thursday, December 29, 2011, for a 3 day turnaround: 

R046-6266-01, R046-6267-02, R047-6268-01, R047-6269-02, ROS0-6274-01, ROS0-6275-02, R053-6280-01, R053-6281-02, 
R054-6282-01, R054-6283-02, R055-6284-01, R055-6285-02, ROS?-6288-01, R057-6289-02, R059-6293-02, R063-6301-02, 
R067-6308-01, R067-6309-02, R068-631 0-01, R068-6311-02, R0?0-6315-02, R071-6316-01, R071-6317-02, R074-6322-01, 
R074-6323-02, R076-6326-01, R076-6327-02, R0??-6328-01, R0??-6329-02 

The 29 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Response Labs, LLC requested 
EL/,P TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ot 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by E.LAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Boston- Los Angeles. New York- Richmond 



AmeriSci Job#: 211124461 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

Beech- Nut; Mohawk St, Canajoharie, NY 

AmeriSci 
Sample# 

01 

Client Sample# 

R046-6266-01 

HG 
Area 

Location: Seam Caulk, Bldg 37 I On Duct I 40.2°/o 

02 R046-6267-02 

Location: Seam Caulk, Bldg 37 JOn Ouct/41.1% 

03 R04 7-6268-01 

Location: Built-Up, Bldg 368/13.2% 

04 R04 7-6269-02 

Location: Built-Up, Bldg 368 I 37.6% 

05 ROS0-627 4-01 

Location: Vapor Barrier, Bldg 47 J 49.9% 

06 R050-6275-02 

Location: Vapor Barrier, Bldg 47 I 49°/c, 

07 R053-6280-01 

Location: Built-Up, Bldg 19/ 2.2% 

08 R053-6281-02 

Location: Built-Up, Bldg 19 /2.9°/a 

09 R054-6282-01 

Location: Perimeter Caulk, Bldg 19/9.4% 

1 0 R054-6283-02 

Location: Perimeter Caulk, Bldg 19 I 8.8°/o 

11 R055-6284-01 

Location: Duct Caulk, Bldg 22A JOn Duct /27.8% 

12 R055-6285-02 

Location: Duct Caulk, Bldg 22A I On Duct I 44.7% 

13 R057-6288-01 

Location: Pitch, Bldg 22A I 20.6% 

14 R057-6289-02 

Location: Pitch, Bldg 22A I 2.1% 

15 R059-6293-02 

Location: Para pit Flashing, Bldg 228 I Parapit /5.0% 

See Reporting notes on last page 

Sample 
Weight 
{gram) 

Heat 
Sensitive 
Organic% 

Acid 
Soluble 

Inorganic% 

Insoluble 
Non~Asbestos 

Inorganic% 

Page 1 of 3 

"* Asbestos % by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 



AmeriSci Job #: 211124461 

Client Name: Response Labs, LLC 

Table I 

Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 
Beech - Nut; Mohawk St, CanaJoharie, NY 

AmeriSci HG 
Sample# Client Sample# Area 

16 R063-6301-02 

location: Vapo Barrier, Bldg 65/ 3.1% 

'17 R067 -6308-01 

Location: Built-Up, Bldg 25 I 1.5% 

18 R067-6309-02 

Location: Built-Up, Bldg 25/ 17.0% 

19 R068-6310-01 

Location: Metal Seam Caulk, Bldg 25/14.5% 

20 R068-6311-02 

Location: Metal Seam Caulk, Bldg 25/11.9% 

21 R0?0-6315-02 

Location: Bui~t-Up, Bldg 2tA /5.6% 

22 R071-6316-01 

Location: Caulking, Bldg 2tB I On Cap Stone I 9.1% 

23 R071-6317-02 

Location: Caulking, Bldg 218 I On Cap Stone I 15.1% 

24 R074-6322-01 

Location: Bui~-Up, Bldg 3A /2.0% 

25 R07 4-6323-02 

Location: BuHt-Up, Bldg 3A /2.4% 

26 R076-6326-01 

location: Tar Paper, Bldg 48 I On Slope /1.5% 

2l R076-6327-02 

Location: Tar Paper, Bldg 48 I On Slope I 2.8% 

28 R077 -6328-01 

Location: Shingles, Bldg 48 I On Slope I 41.1% 

29 R077-6329-02 

location: Shingles, Bldg 48 I On Slope /34.4% 

See Reporting notes on last page 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic 11/c 

Acid 
Soluble 

Inorganic% 

Insoluble 
Non-Asbestos 
Inorganic '% 

Page 2 of 3 

** Asbestos % by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 



AmeriSci Job#: 211124461 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

Beech- Nut; Mohawk St, Canajoharie. NY 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

Sample 
Weight 
(gram) 

/' ,.---
," ,---~~ ~ --<:::::? 

Heat 

Sensitive 
Organic% 

/:..~/ ~" """""" - .-=:--~ .~ 
Analyzed by: Marik Peysakhov ---~---r/""~0~---~1':-· ------;Date Analyzed 1/3/2012 

Acid 
Soluble 

Inorganic% 

Insoluble 
Non-Asbestos 
Inorganic% 

Page 3 of 3 

** Asbestos % by 

TEM 

HOuantitative Analysis {Semi/Full); Bulk Asbestos Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD::: no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of ''Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TE~will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debri~r w1i¢fl·P.LM evaluation is recommended (i.e. soils and other heterogenous materials). 
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Response labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
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AMER!SCI 

November 18, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE·. Ambient Environmental, Inc. 
Job Number 211113240 
PO #111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

11111 OAA; Beech-Nut; Beech-Nut; Mohawk ; Canajoharie, NY; Beech-Nut 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Thursday, November 17, 2011, lor a rush turnaround: 

001-01' 001-02, 002-01' 002-02, 003-01' 003-02, 003-03, 003-04, 003-05, 003-06, 003-07, 003-08, 003-09, 004-01' 004-02, 
004-03, 004-04, 004-05, 005-01' 005-02 

The 20 samples, placed in Zip Lock Bag, were shipped to AmeriSci via UPS. Ambient Environmental, Inc. requested ELAP 
PLMrTEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

/) If, t"' 

~le.~----
\\ I .. ~ 

Plllll J. Mucha 

Laboratory Director 

Boston- Los Angeles- New York- Richmond 



AMERISC! 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 ·FAX: (212) 679-3114 

PlM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joel Ia Viscusi 

Date Received 
Date Examined 
ELAP# 

11/17/11 
11117111 
11480 

AmeriSci Job # 
P.O.# 

211113240 

12 Colvin Avenue Page 1 of 4 
RE: 11111 OAA; Beech-Nut; 

NY; Beech-Nut 
Beech-Nut ; Mohawk ; Canajoharie, 

Albany, NY 12206 

Client No. I HGA lab No. Asbestos Present 

001-01 211113240-01 
001 Location: Mastic On Cork I On Pipes 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

001-02 
001 

Other Material: Non-fibrous 0.3 % 

211113240-02 
Location: Mastic On Cork I On Pipes 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 0.2 % 

211113240-03 

No 

No 

No 002-01 

002 Location: Ceiling Cork Adhesive I Ceiling Cork "Mastic Is Inseparable From Ceiling 
Material, Composite Analysis Result" 

Analyst Description: Brown, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 1.9% 

211113240-04 No 002-02 

002 Location: Ceiling Cork Adhesive I Ceiling Cork "Mastic Is Inseparable From Ceiling 
Material, Composite Analysis Result" 

Analyst Description: Brown, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 39.3 % 

211113240-05 No 003-01 

003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample
Sample Composited For Analysis" 

Analyst Description: Yellow/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 57 % 

See Reporting notes on last page 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11117111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11117111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11117111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on11117111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11117111 



AmeriSci Job #: 211113240 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Beech-Nut ; Mohawk ; Canajoharie, 

NY; Beech-Nut 

Client No. I HGA Lab No. Asbestos Present 

003-02 211113240-06 No 
003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample

Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 30.9% 

211113240-07 No 003-03 

003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample
Sample Com posited For Analysis" 

Analyst Description: GreytWhite, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 35.4% 

211113240-08 No 003-04 

003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample
Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 40.7% 

211113240-09 No 003-05 

003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample
Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 35.4 % 

211113240-10 No 003-06 

003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample
Sample Composited For Analysis" 

Analyst Description: Yellow/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 61.6% 

211113240-11 No 003-07 

003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample
Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 30.9% 

See Reporting notes on last page 

Page 2 of 4 

Total % Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 



AmeriSci Job#: 211113240 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Beech-Nut ; Mohawk ; Canajoharie, 

NY; Beech-Nut 

Client No. I HGA Lab No. Asbestos Present 

003-08 211113240-12 No 
003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample

Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 40% 

211113240-13 No 003-09 
003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample

Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

004-01 
004 

Other Material: Non-fibrous 34.4% 

211113240-14 
Location: Mastic I Green 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

004-02 

004 

Other Material: Non-fibrous 3.2% 

211113240-15 
Location: Mastic I Green 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

004-03 
004 

Other Material: Non-fibrous 7.8% 

211113240-16 
Location: Mastic I Green 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

004-04 
004 

Other Material: Non-fibrous 44.8 % 

211113240-17 
Location: Mastic I Green 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 40.6 % 

See Reporting notes on last page 

No 

No 

No 

No 

Page 3 of 4 

Total %Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11117/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11117/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11117/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17111 



AmeriSci Job#: 211113240 Page4 of4 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Beech-Nut : Mohawk : Canajoharie, 

NY: Beech-Nut 

Client No. I HGA Lab No. Asbestos Present 

004-05 211113240-18 

004 Location: Mastic I Green 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

005-01 

005 

Other Material: Non-fibrous 35.6 % 

211113240-19 
Location: Mastic I Tan & Black 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25% pc 

005-02 

005 

Other Material: Non-fibrous 27.3% 

211113240-20 
Location: Mastic IT an & Black 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25% pc 

Other Material: Non-fibrous 29.3 % 

Reporting Notes: c.,:! tfl. j/J. _ ;1 j If, "" 

No 

Yes 

Yes 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11117111 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ella Babayeva 
on 11117111 

Trace (<0.25% pc) 
(ELAP 198.6; 400pc) 
by Ella Babayeva 
on 11117111 

Analyzed by: Ella Babayeva ~-~ ){;; i./ /"J'{f!i ~ ~ 
*NAD/NSD =no asbestos detected; NA =not c(nalyzed; r-JP5P%f=rto't analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4~82~020 per 40 
CFR 763 (NVLAP Lab Code 200546-0). ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non*friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1194) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in fuH without the approval of the lab.This PLM report relates ONLY 
to the items tested. AIHA Lab #;1}0284~, Rl Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

~/ .J 
Reviewed By: 'l (}r ~;:; ,-·,.-"· END OF REPORT ___ _ 

\ I 
\ l 

•,j 



AmeriSci Job#: 211113240 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111DAA; Beech-Nut; Beech-Nut ; Mohawk ; Canajoharie, NY; Beech-Nut 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos 
Sample# Client Sample# Area (gram) Organic% inorganic% Inorganic% 

01 001-01 001 0.340 97.9 1.8 0.3 

Location: Mastic On Cork I On Pipes 

02 001-02 001 0.506 98.6 1.2 0.2 

Location: Mastic On Cork I On Pipes 

03 002-01 002 0.106 84.0 14.2 1.9 

Location: Ceiling Cork Adhesive I Ceiling Cork "Mastic Is Inseparable From Ceiling Material, Composite Analysis Result" 

04 002-02 002 0.117 27.4 33.3 39.3 

Location: Cei!lng Cork Adhesive I Ceiling Cork "Mastic Is Inseparable From Ceiling Material, Composite Analysis Result'' 

05 003-01 003 0.502 27.7 15.3 57.0 

Location: Sealer On Concrete f On Pillars "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

06 003-02 003 0.194 22.7 46.4 30.9 

Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

07 003-03 003 0.257 10.1 54.5 35.4 

Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

08 003-04 003 0.349 15.2 44.1 40.7 

Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample- Sample Composited For Analysis" 

09 003-05 003 0.398 15.1 49.5 35.4 

Location: Sealer On Concrete I On Plllars "Phys·lcally Inseparable Layers In Sample- Sample Composited For Analysis" 

10 003-06 003 0.323 27.9 10.5 61.6 

Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample- Sample Composited For Analysis" 

11 003-07 003 0.291 14.8 54.3 30.9 

Location: Sealer On Concrete I On Pi!!ars "Physically Inseparable Layers In Sample- Sample Composited For Analysis" 

12 003-08 003 0.410 12.9 47.1 40.0 

Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

13 003-09 003 0.212 8.0 57.5 34.4 

Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

14 004-01 004 0.093 91.4 5.4 3.1 

Location: Mastic I Green 9 x 9 LS 

15 004-02 004 0.141 87.2 5.0 7.7 

Location: Mastic I Green 9 x 9 LS 

16 004-03 004 0.125 29.6 25.6 44.8 

Location: Mastic I Green 9 x 9 LS 

See Reporting notes on fast page 

Page 1 of 2 

**Asbestos 0/~,~ by ** Asbestos % by 
PLM/DS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD Chrysotile Trace 

NAD Chrysotile Trace 

NAD NAD 



AmeriSci Job #: 211113240 Page 2 of2 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech-Nut; Beech-Nut ; Mohawk ; Canajoharie, NY; Beech-Nut 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos % by ** Asbestos % by 
Sample# Client Sample# Area (gram) Organic% Inorganic "/o Inorganic% PLM/DS TEM 

17 004-04 004 0.155 36.8 22.6 40.6 NAD NAD 
Location: Mastic I Green 9 x 9 LS 

18 004-05 004 0.104 45.2 19.2 35.6 NAD NAD 
Location: Mastic I Green 9 x 9 LS 

19 005-01 005 0.128 32.0 40.6 27.2 Chrysotile <0.25 Chrysotile Trace 

Location: Mastic I Tan & Black 9 x 9 LS 

20 005-02 005 0.157 42.0 28.7 26.4 Chrysotile <0.25 Chrysotile 2.9 

Location: Mastic/Tan & Black 9 x9 LS 

Si I (//' ~, ,' ./'' (/ii (;/./ (f 1 'l 
Analyzed by: A!eksandr Barengo!ts yv{A ;;'/"' L-L.-l{~ -~te Analyzed 11/17/2011 
*"Quantitative Analysis (Semi/Full); Bulk'AsbestoS Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD = no asbestos detected during a quantitative analysis; NA = not analyzed; Trace= 
<1 %; Quantltation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab # 102843, NVLAP Lab Code 200546~0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debris foi(·"Yhich Plf\.{1 evaluation is recommended (i.e. soils and other heterogenous materials). 

·' i ~il 

Reviewed By '-t !J ~~ (a- .---·-
; '""" ' 

\ f 
\J 
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Response Labs, LLC 
12 Colvi11 Ave11ue, Albany NY 12206 

Pho11e (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

PLM 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Client Project Number: lllllOAA 

Laboratory Job Number: 854 396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customer % Non-Fibrous 
Matrix Material 

%of 
Orgauics 

Total% of 

5436 006-01 Homogeneous Orange 49.4% 

Sampled Material: Carpet Mastic 

Sample Location: Conference Room 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

fv!icros~ope: :::)ly:nrus BH-2-214 Tum A, round Time: 5 Day 

5437 006-02 Homogeneous Orange 47.9% 

Sampled Material: Carpet Mastic 

Sample Location: Conference Room 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Oly-t_npus BH-2-214 Turn Around Time: 5 Day 

5438 007-01 Homogeneous Black 

Sampled Material: Cove base-Blade 4" 

Sample Location: Conference Room 

Analyzed By: Justin Adams Method: ms ELAP 198.6 

Microsc~pe: ()~y~pus B~-2-214 Turn Around Time: 5 D~J: 

5439 007-02 Homogeneous Black 

Sampled Matel'ial: CovebasC'-Blade 4" 

Sample Location: Conference Room 

Analyzed By: 

(Vficrosc~pe: 

Method: Prep (Not Analyzed) 

T~trn Around Time: Prep , 

1.4% 

37.2 13.4 

Non-Asbestos Fibers 
Trace Cellulose 

Trace Fiber Glass 

An~txzed Date: 11/20/2011 

47.6 4.4 

Non-A.sbestos Fibers 
Trace Cellulose 

Analyzed Date: 11/20/2011 

57.3 41.3 

Non-Asbestos Fibers 
Trace Fiber Glass 

Analyzed Date: 11/_20(2011 

56.8 42.4 

Non-Asbestos Fibers 

_% __ _ 

49.4 Inc. 

_4sbestos Types: 
Inconclusive-No Asbestos Detected 

Chent Requested TEM 

47.9 Inc. 

_% _ _ _ _ A.sbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

1.4 Inc. 

_ % AsbestosTypes: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

0.7 NAD 

% Asbestos Types: 
Sample Negative By Weight 

DefinitOflS ofAbbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected az 1% or Less. TEM: Transmission Electron Microscope. 
Inc.: Inconclusive. NAD: No Asbestos Detected, NAIPS: ,Vat Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: f'[Jvf is nO/ consistently reliable m detectmg asbes/Os mjloor coverings and similar non-ji·whle organically hound materials. No Asbestos Detected or Trace results by 
PLi'Vi are considered inconclusive, TEM is currently the only method that can be used to determine if materials can be considen:d as non asbestos containing m NY State. Th1s report 
cannot he reproduced except in full wilhout the appro1•al of Response Labs, LLC. Tfus PLM report relares ONLY to the t!ems tested Lwbilily is limited to the cost of cma!ysis. 
ELAP PLM Method 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

ELAP 

Laboratory Job Number: 854 -396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of %of Acid Soluble % of Total% of 
Residue 

5440 008-01 Homogeneous White 

Sampled Material: Mastic for 007-01 

Sample Location: Conference Eoom 

Analyzed By: 

Microscope: 

5441 

Justin Adams Method: NYS ELAP 198.6 

Olr._U)p~s BH-2-214 Tum Around Time: 5 Day 

008-02 Homogeneous White 

Sampled Material: Mastic for007-02 

Sample Location: Conference Room 

Analyzed By: Justin Adams Metlwd: NYS ELAP 198.6 

Mic-roscope: Olympus BH~2-214 Tum Around Time: 5 Day 

5442 009-01 Homogeneous VVhite 

Sampled Material: 12x12 White Speckled 

Sample Location: Rm 14 

Analyzed By: 

Micro~~:op~: 
5443 

Justin Adams Method: Nl'S ELAP 198.6 

Oly_n:t:ll~--~~-2-21~ Turn Around Time: 5 Day 

009-02 Homogeneous VVhite 

Sampled Material: ·12x12 V\lhite Speckled 

Sample Location: Rm 14-A 

16.8% 

8.5% 

4.9% 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Tum Around Time: Pr_ep 

5444 010-01 Homogeneous Tan 

Sampled Material: 12 x 12 Mastic for 009-01 

Sample Location: Rm 14 

Aualyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 _Tum Around Time: 5 Day_ 

46.2% 

42.2 41.0 

Non-Asbestos Fibers 
None Detected 

An~lyud Date: 

44.6 

11/20/2011 

46.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

21.2 71.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

20.6 

11/20/2011 

71.7 

Non-Asbestos Fibers 

Analyzed !Jate: 

35.9 17.9 

Non-Asbestos Fibers 
None Detected 

A-nal_Y_~ed Date: 11/20/2011 

% 

% 

16.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

8.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

7.1 2.2% 

% Asbestos Types: 
2.2% Ouysotile 

7.6 NA!PS 

%. Asbestos Types: 
Not Analyzed Positive Stop 

46.2 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons o{Abbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at I% or Less, TEM: Transmission Electron Microscope, 
lnc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLtf Lv nol consiMently reliable in derectmg asbestos in floor coverings and similar non~friahle organically hound marenals. No Asbestos !Jelecled or Trace re.1ttfts by 
PLA-f are considered mconclusive. TEM IS current(v the only method that can he used to determine ifma/erials can be considered as non asbestos cumaining in NY Stale. 1'!11s rep011 
cannot be reproduced except mfu/l without the approval of Re.<.ponse Labs, UJ:'. JJ1is PL!v! report relates ONLYro the items tested l.tahilily IS !u-nited to the cost ofanalysis. 
El.AP PLM Method 198.1 for friable samples or 198.6j0r NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharje NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 396 

Sampled By: Bryan Cleary 
Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of o/o 

5445 010-02 Homogeneous 

Sampled Material: 12 x 12 Mastic for 009~02 

Sample Location: Rm 14-A 

Tan 

Analyzed By: Justin Adams Metlwd: NYS ELAP 198.6 

Microsco~e: Oly~_P?-_~ BH-2-214 Turn Around Time: 5 D~y 

5446 011-01 Homogeneous Orange 

Sampled Material: Mastic 

Sample Location: Lobby Under Padding 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: O~ympus BH-2-214 Tum Around Time: 5 Day 

54.9% 

53.6% 

5447 011-02 Homogeneous Orange 50.0% 

Sampled Material: Mastic 

Sample Location: Lobby Under Padding 

Analyzed By: Jmtin Adams Method: NYS ELAP 198.6 

Microscope: _OlJ::mpus BH-2-214 Tum Around Time; 5 ~~X 

5448 012-01 Homogeneous Tan 

Sampled Material: 12 x 12 VFI Tan 

Sample Location: Elevator 

Analyzed By: 

. Microscope: 

5449 

Justin Adams Method: NYS ELAP 198.6 

Olyn~pus BH-2-214 Tum Around Time: 5 Day 

012-02 Homogeneous 

Sampled Material: 12 x 12 VFT Tan 

Sample Locatio11: Elevator 

Tan 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 TJ~ri_J A1:ound Ti.me: 5 Day_ 

30.0% 

38.6% 

23.0 22.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

44.1 

11/20/2011 

2.3 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

49.0 0.0 

Non-Asbestos Fibers 
1.0% Cellulose 

Analyzed Date: 11/20/2011 

25.0 44.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

25.2 

11/20/2011 

36.3 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1~/20/2011 

%of 
Residue 

54.9 

Total% of 

Inc. 

% Asbestos J:'yp_f!~=---

% 

% 

Incondusive-No Asbestos Detected 

Client Requested TEM 

53.6 Inc. 

Asbestos Types:~ 
Inconclusive--No Asbestos Detected 

Client Requested TE:tvl 

51.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

30.2 <0.25% 

% Asbestos Types: 
<0.25% Chrysotile 

% 

Client Requested TEM 

38.6 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected. NAIPS: .~'ot Analyzed Positive Srop, NA: Not Analyzed 

Disclaimer: PLA1 is not consistently rehah!e in detecting asbestos in floor coverings and similar non~jfrabte organically hound materials. No A.1"1wsros Detected or Trace results by 
PLM are considered mconclusive, U:}vf is currently the only method that can be used to dewrmine ifmalenals can he considered as non asbestos containing in NY Slate. Tfus report 
camwl be reproduced cxcepr in ji11l without the approval of Response Labs, LU.":. This PUvi report relates 01vLY ro the items tested Lwh1/ity IS {united to the cost oj'analysis. 
ELAP PLM tlJetlwd 198.1 for friable .mmple.s or 198.6 for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customer % Non-Fibrous 
Matrix Material 

%of 
Organics 

% of Acid Soluble 
Inorganics 

%of 
Residue 

Total% of 

5450 013-01 Homogeneous Grey 

Sampled Material: Sheetrock-Ceiling 

Satnple Location: Ceili."1g@ Rm 19 

Analyzed By: Adam C Tucker Method: NYS ELAP 198~1 

Mi,crosco~e: 

5451 

()lympus BH-2-214 Turn Around Time: 5 Day 

013-02 Homogeneous Grey 

Sampled Material: Sheetrock-Ceiling 

Sample Location: Ceiling@ Rm 19 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5452 014-01 Homogeneous Grey 

Sampled Material: Sheetrock-Ceiling 

Sample Location: Rm 214 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscop~: <?ly!)J_IJU~ BH-2-214 Tum Arou11d Time: 5 Da;~: 
5453 014-02 Homogeneous 

Sampled Material: Sheetrock-Ceiling 

Sample Location: Rm 214 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELA.P 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5454 015-01 Homogeneous Grey 

Sampled Material: Sheetrock-Wall 

Sample Location: Rm 3 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Micr~s~op~: C?~y~pus BH-2-21.4 Tunz Around Time: 5 Day 

90% 

85% 

95% 

90% 

98% 

Non-Asbestos Fibers 
10% Cellulose 

An~Iyzed Date: ~1/18/2011 

Non-Asbestos Fibers 
15% Cellulose 

Analyzed Date: 11/18/2011 

Non-Asbestos Fibers 
5% Cellulose 

Analyzed Date: 11/18/2011 

Non-Acsbestos Fibers 
10% Cellulose 

Analyzed Date: 11/18/2011 

Non-Asbestos Fibers 
2% Cellulose 

Analyzed Dafe: 11(18/2011 

NAD 

~% AsbestosTypes: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

De{initons of Abbreviations: NOB: lv'on-Organica!ly Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: inconclusive, NAD: i'./o Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Ana(vzed 

Disclaimer: PL'vf IS not cons1stemly reliable in detecting ashes/os in .floor coPerings and similar non:Mahle organically hound matenals. No Asbestos Detected or Trace results by 
l'LM are considered incoiJ£."/w·ive, l7c.'lvf is currently 1he only method that can be used to determme !(mmeria!s can be consid10red as non asbestos containing in NY Stale. lhis report 
cannot be reproduced o:cepl in full without the approval of Respome [,ahs, JJC. 1his PU.1 report relates 0/•lLY to the items tested l~iahility is limited to the cost oj'analy.\·1s 
ELAP PLllf Method 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 804 396 

Sampled By: B1yan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Custome!' 
# 

% N01z·Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total a;,, of 
l{esidue 

5455 015-02 Homogeneous 

Sampled Material: Sheetrock-Wall 

Sample Locatiou: Rm 209 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

J:llicroscope: Olyn:pus BH-2-214 Tum Around Time: 5 Da:y 

5456 016-01 Homogeneous White 

·Sampled Material: Joint Compound 

Sample Location: Rm 3 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5457 016-02 Homogeneous White 

Sampled Material: Joll1t Compound 

Sample Location: Rm 209 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscol?e. S?Iy~1pus BH-2-214 Turn Around Time: 5 Day 

5458 017-01 }-iomogeneous Bro-wn 

Sampled Material: Cork under Carpet 

Sample Location: Rm 205 

95% 

100% 

100% 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

5459 017-02 Homogeneous 

Sampled Material: Cork under Carpet 

Sample Location: Rm 205 

Brovro 

Analyzed By: Justin Adams Method: 1\rys ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

2.7% 

Non~Asbestos Fibers 
5% Cellulose 

AnalY.zed Date: 11/18/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/18/2011 

Non-Asbestos Fibers 
None Detected 

AnalyzedDate: 11/18/2011 

99.1 0.7 

Non-Asbestos Fibers 

Analy~ed Date: 

96.7 

Non-Asbestos Fibers 
None Detected 

AnalY.zed Date: 11/20/2011 

0.6 

NAD 

% .Asbestosyypes: 
No Asbestos Detected 

NAD 

% AsbestosTypes: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

0.2 NAD 

%_ Asbestos Types: 
Sample Negative By Weight 

2.7 Inc, 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: ./I./on-Organically Bound, Trace: Asbestos Detected atl% or Less, TEM: Transmission Electron .Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA!PS: Not Analyzed Positive Stop, NA: Not Analy::ed 

Disclaimer: PUvf is not consistently relwble m detecting asbestos in floor coverings and similar nonji·iabfe organir.xilly bound materials. No Asbestos Detected or Trace results by 
PLM are considered inconclii:!,'/Ve, TElof is currently the only me/hod that can be used to determine if materials can he considered a.1 non asbestos containmg m NY State. This report 
cannot be reproduced exceptmfidlwithoutlhe apprm-al of Response [,abs, Lf,C. Jlus f>Uvf report relates O.VLY 10 the 1tems testf!d. Lwbi!ny is !united 10 the cost ofanalysis 
ELAP PLY Method 198. I for friable samples or 198.6 for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mdhawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 -396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

% of % of Acid Soluble 
Organics 

%of 
Residue 

Total% of 

5460 018-01 Homogeneous Orange 47.8% 

Sampled Material: Carpet Mastic 

Sample Location: Rm 209 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope~ Olympus BH-2-214 Tum Around Time: 5 Day 

5461 018M02 Homogeneous Orange 46.4% 

Sampled Material: Carpet Mastic 

Sample Location: Rm 201 

Analyzed By: Justin 1\dams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5462 019-01 Homogeneous Mixed 

Sampled Material: Terazzo Floor 

Sample Location: Lobby 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: 5 J?ay 

5463 019-02 Homogeneous 

Sampled Material: Terazzo Floor 

Sample Location: Rm 210 

Mixed 

Analyzed By: Adam C. Tucker Method: I\TYS ELAP 198.1 

_ Microsc?pe: Oly~pus BH-2-214 Tum Around Time: 5 Day 

100% 

100% 

5464 020~01 Homogeneous Orange 41.9% 

Sampled Material: Carpet Mastic 

Sample Location: 2nd Floor Hallway@ Guest Office 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Oiyn:-pus BH-2-214 'fimz ~.round Time: 5 D~X 

52.2 

Non~ Asbestos Fibers 
None Detected 

AnalY.zed Date: 11/20/2011 

0.0 

52.0 1.6 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

Non-Asbestos Fibers 
None Detected 

A1w~y~ed Datt:: 11/~8/2011 

Non-Asbestos Fibers 
None Detected 

A1z~IY_zed Date: 11D8(~~11 

53.9 4.2 

Non-Asbestos Fibers 
None Detected 

AnalY_zed Date: 11/2~(2011 

% 

% 

% 

47.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

46.4 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 

% 

No Asbestos Detected 

41.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: lvTon~Organicolly Bound_. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: inconclusive. NAD: No Asbestos Detected_. NA/PS: j\./ot Anafyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PJ.A1 is no/ consistently reliable in Jeweling asbes/os in floor covermgs and similar non{nable organica!ly bound malenals. /1/o !lsbestos Detected or Trace results hy 
PL•U are considered inconclusive, Tbl'vf is currently the only method rhat can be used to determine {(materials can he consulered as non ashes/Os containing in NY Slaw This report 
cannot be reproduced except mjidf without the approval {if Response Labs, lJL. This PLM repon relates Oi'v'LY 10 the items /ested. Lwbillfy 1s limited to the cosr ofana(\'S!.I'. 
ELAP Pl.M Metlfot! 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk Stj Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total%of 
Asbestos Color 

Homogeneous Orange 

Sampled Material: Carpet Mastic 

Sample Location: 2nd Floor Hallway@ Guest Office 

Analyzed By: justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5466 021-01 Homogeneous Grey 

Sampled Material: Transite 1 x 1 Ceiling Tiles 

Sample Location: Rm 204 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tun: Around Time: 5 Day 

5467 021-02 

Sampled Material: Transite 1 x 1 Ceiling TJles 

Sample Location: STGE Rm 

Analyzed By: Metlwd: Positive Stop 

43.2% 52.7 4.1 

Non-Asbestos Fibers 
None Detected 

An~lyzed Date: 11/20/2011 

89.7% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/18/2011 

Non-Asbestos Fibers 

Microscope: 1'um Around Time: Positive Stop_(l 98.1)_ Ana~~zed Date: 

5468 022-01 Homogeneous Grey 82.6% 

Sampled Material: Transite Wall 

Sample Location: 225@ Stairwell 

Analyzed By: Adam C. Tucker Method: NY'S ELAP 198.1 

Microsc~pe: C?lymp_~s BH-2-214 Tum Around Time: 5 Day 

5469 022-02 

Sampled Material: Transite Wall 

Sample Location: 225@ Stairwell 

Aualyzed By: Method: Positive Stop 

Non~Asbestos Fibers 
None Detected 

Analyzed Date: 11/18/2011 

Non-Asbestos Fibers 

Microscope: Tum Around Time: Positive Stop (198.1.) Analyzed Date:, 

% 

% 
10.3% 

% 

% 
17.4% 

Residue 

43.2 Inc. 

.. !lsbestosTypes: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

10.3% 

li_~_f?f!_~_~'!_~ ___ [yp_e_s_~---
Chrysotile 

NAIPS 

Asbestos Types: 
Not Analyzed Positive Stop 

17.4% 

Asbestos Types: 
Ouysotile 

NAIPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: l'l.A1ts no! consistently reliahle in detecting asbestos in _floor coverings and similar nan-friable organically bound materials. jl/o Asbestos Detected or Jiuce resu/rs by 
PLM are considered inconclusive, 1EM is currently the on~v method that can be used to determine !f'marenals can be considered as non asbestos contammg 111 ,lilY State. Th1s report 
cannot be reproduced C-"Ccept in fill! without the approval q[Response l.ahs, LLC:. 'l11is FJjyJ report relates ONLY ro the ircms tested Liahi!izv 1s linuied to the cost of analysis. 
E1A.P PLM Metltod 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
.12 Colvin Avenue, Albany N¥12206 

.Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
_Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 396 
Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % 

5470 023-01 Homogeneous Grey 100% 

Sampled Material: Concrete Floor 

Sample Location: Carpenter Shop 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus ~H-2-214 Tum Around Time: 5 Day. 

5471 023-02 Homogeneous Grey 100% 

Sampled Material: Concrel~ Floor 

Sample Location: Pipe Shop 

Analyzed By: Adam C. Tucker Method: l\TYS ELAP 198.1 

Oly?1pus BH-2-214 Turn Around Time: 5 Day Microscope: 

5472 024-01 Homogeneous Grey 13A% 

Sampled Material: Interior Window Glazing 

Sample Location: @ Rm 1 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day. 

5473 024-02 Homogeneous Grey 

Sampled Material: Interior Window Glazing 

Sample Location: @ Rm 209 

Analyzed By: 

Micr~scope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

5474 025-01 Homogeneous Black 

Sampled Material: Mastic-Cork to Ceiling Deck 

Sample Location: Laundry Rln 

Analyzed Ry: Justin Adams Method: NYS ELAP 198.6 

Miaoscor.e: C_:)lyn~pus BH-2-214 Tum Around Time: 5 Da:y 

1.5% 

Non-Asbestos ·Fibers 
None Detected 

Analyzed Date: 11/1~/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

15.3 

11/18/2011 

66.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 
26.9 

11/20/2011 

60.9 

Non-Asbestos Fibers 

A:w~!!zed Date: 

82.3 16.1 

Non-Asbestos Fibers 
None Detected 

An~lyzed Date: 11/20/2011 

% 

%of 
Residue 

Total% of 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No A<>bestos Detected 

17.9 4.5% 

% Asbestos Types: 
4.5% Anthophyllite 

% 

% 

12.2 NNPS 

Asbestos Types: 
Not Analyzed Positive Stop 

1.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Detinitons of Abbreviations: NOB: l-ion-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: inconclusive, NAD: No Asbestos Detected, NA/PS: 11/ot Analyzed Posifive Stop. NA: l'/ot Analyzed 

l>isclaimer: PL'vf is not consistently reliable m detectmg asbesws in floor coverings and siJmfar non7li-iah!e organican\! bound matena{s_ No Asbestos Detected or Truce results by 
PL/11 are considered incondusive, 1'1:J'vf is currently the on~J! method that can be used to determine ~fmate.rials can be comidered w; non asbestos containing in NY State. 1l1is reporl 
cannot be reproduced except in foil Without the approval of Response J.ahs, LU,' 1'his PL.lvi report relates 01\·IY ro the items tested Lwbility is !muted to the cost of analysis. 
E'LAP PLM Method 198.1 jOr friable samples or J98.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854- 396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customer 
# # 

%Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5475 025-02 Homogeneous Black 

Sampled Material: Mastic-Cork to Ceiling Deck 

Sample Location: Lannd1y Rm 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

5476 026-01 Homogeneous Brown 53.8% 

Sampled Material: Glue Dabs for 1 x 1 CT 

Sample Location: Rm 3 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus B~_-2-214 Turn Around Time: 5 Day 

5477 026-02 Homogeneous Brmvn 50.8% 

Sampled Material: Glue Dabs for 1 x 1 CT 

Sample Location: Credit Union 

Allalyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Oiri!1:t~~~-~H-2-214 Tum Arom1!l Time: 5 Day 

5478 027-01 Homogeneous Brown 

Sampled Material: 1 x 1 Ceiling Tiles 

Sample Location: Rm 2 

Analyzed By: 

Micros~~pe: 

5479 

Justin Adams Method: NYS ELAP 198.6 

Olyn:pus BH-2-214 Tum Around Time: 5 Day_ 

027-02 Homogeneous Brovvn 

Sampled Material: 1 x 1 Ceiling Tiles 

Sample Location: Rm 3 

A-nalyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep _ 

1.3% 

97.8 1.8 

Non-Asbestos Fibers 

Analyzed Date: 

44.2 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

2.0 

49.0 0.2 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

98.7 0.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

97.4 

11/20/2011 

Non-Asbestos Fibers 

An_alyzed Date: 

1.9 

0.5 NAD 

. % ... __ f\sbestos Types: 

_% __ 

Sample Negative By Weight 

53.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

50.8 Inc. 

% Asbestos Types: 

% 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

1.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

0.7 NAD 

Asbestos Types: 
Sample Negative By Weight 

Definitons o(Abbreviatimrs: NOB: .!\'on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
lnc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM is not cons1stently reliable m detecting asbestos infloor coverings and similar non-friable orj!,anicall_l' bound materials. ,VoAsbestos Detected or Trace restdts by 
PL/1.-f are cmwdered inconclusive. 17M is currently the only method !hat can be used to detennine lfmateriafs can- be considered as non asbestos containing m NY Stale. !his report 
cannot he reproduced exeep1 in jill! wahout the approval of Response Labs, l.l.C This PLM report relates OA'LY to the items tested Uabi/ity 1s limiled to 1hc cosr qj'anal;-~~is. 
ELAP PLM Method 198.1 for friable samples or 198.6fo1" NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Co lviu Avenue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 
DOH 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 396 

Sampled By: Bryan Oeary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % 

5480 028-01 ·Homogeneous Grey 

Sampled Material: 2 x 4 Ceiling Tiles 

Sample Location: Toilet 1st 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microsc~p~: Olympus BH-2-21~ Tum Around Time: 5 D~y 

30.6% 

5481 028-02 Homogeneous Grey 39.0% 

Sampled Material: 2 x 4 Ceiling Tiles 

Sample Location: Toilet 1st 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5482 029-01 Homogeneous 

Sampled Material: 1 x 1 Splined Ceiling 

Sample Location: Rm 210 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscop~: Olympus BH-2~214 Tum Around Time: 5 J?ay 

40.0% 

5483 029-02 Homogeneous Grey 43.2% 

Sampled Material: 1 x 1 Splined Ceiling 

Sample Location: Rm 211 

Analyzed By: Adam C. Tucker Metlwd: NYS ELAP 198.6 

Microscope: C?~ympy~,~_!--I-2-214 Turn Amund Time: 5 Day 

5484 030-01 Homogeneous Tan 42.1% 

Sampled Material: 2 x 4 Ceiling Tiles 

Sample Location: Rm 204 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

25.9 38.5 

Non-Asbestos Fibers 
5.0% Fiber Glass 

~nalyzed Dnte; 11/21/2011 

25.1 25.9 

Non~Asbestos Fibers 
10.0% Fiber Glass 

AnalyzedDate: 11/21/2011 

10.2 41.9 

Non-Asbestos Fibers 
8.0% Fiber Glass 

Analyzed Date: 11/21/2011 

7.3 41.5 

Non-Asbestos Fibers 
8.0% Fiber Glass 

Anal~z~d Date: 11/_21/2,011 

30.7 25.3 

Non-Asbestos Fibers 
2.0% Fiber Glass 

An.alyze~ Date: 11/~1/~011 

%of 
Residue 

35.6 

Total% of 

lnc. 

% Asbestos Typ{Is: 

% 

% 

% 

Inconclusive~ No Asbestos Detected 

Client Requested TEM 

49.0 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

48.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

C1ient Requested TEM 

51.2 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

44.1 Inc. 
% Asbestos Types: 

hlConclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected. NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PVvf is not consislenlly reliable in detecting a~bestos injloor covenngs and simdar non:fhable mganical!y hound materials. No Asbestos Detected or Trace resulls by 
l'U'vf are considered mcondusive. Th!V is currently the only method rhat can be used to derermine ifmatenals can be considered as non asbestos containing in NY S'tare. 1'hts report 
cannot be reproduced except infidl Without the approval of Response Lahs, LLC !his l'Lkl reporl relates ONLY to the 1tems tested Liability is lillufed Ia the cost ofanalysis. 
ETAP PLM lf1etlwd 198./for friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5485 030-02 Homogeneous 

Sampled Material: 2 x 4 Ceiling Tiles 

Sample Location: Rm 204 

Tan 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2~214 Turn Around Time: 5 Day 

5486 031-01 Homogeneous 

Sampled Material: 2 x 4 Ceiling Tiles 

Sample Location: Rm 14 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 19R6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5487 031-02 Homogeneous 

Sampled Material: 2 x 4 Ceiting Tiles 

Sample Location: Rm 14-A 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Mit.:mscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5488 032-01 Homogeneous Brovvn 

Sampled Material: 1 x 1 Splined Ceiling 

Sample Location: 2nd Floor New Bath 

Analyzed By: Justin Adams Method: l'.'YS ELAP 198.6 

M.icroscope: 

5489 

<?~ymp?s BH-2-214 Timl Around Time: 5 Day 

032-02 Homogeneous Brown 

Santpled Material: 1 x 1 Splined Ceiling 

Sample Location: 2nd Floor New Bath 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Oly~pus BH-2-214 Tum Around Time: 5 Day 

26.7% 

43.2% 

62.4% 

1.4% 

5.9% 

29.5 43.8 

Non-Asbestos Fibers 
None Detected 

Ana.lyzed Date: 

21.2 

11/20/2011 

34.6 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Analyzed Date: 

15.8 
11/21/2011 

20.8 

NonwAsbestos Fibers 
1.0% Fiber Glass 

Analyzed Date: 11/21/2011 

97.7 0.9 

Non-Asbestos Fibers 
None Detected 

A1;~Jyzed Date: 

92.7 

11/20/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

1.4 

% 

26.7 lnc. 

Asbestos Type~: 
Inconclusive~ No Asbestos Detected 

Client Requested TEM 

44.2 Inc. 

% _ Asbestos _Typ_es: 

% 

% 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

63.4 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

1.4 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

5.9 fnc. 

Asbestos Typ_es: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at/% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: Not Ana{yzed 

Disclaimer: l'Ud is not consistentZv reliub/e in detecting asbestos in _floor coverings and similar non~ji'iable organically bound matenals No Asbestos Detected or Trace results by 
PLlvl are considered inconclusive. TEM is currentlv the only method that can be used to determine 1j'marena/s can be considered as non asbestos contammg in NY State. TJus report 
cannot he reproduced except inj'u/1-wlfhoul the approval of i?dponse /,ahs, u_c·. This PVA report relates ONLY to the items tested. Jjahiltzv 1s limited to the cost r!f'ana!ysis. 
ELAP PLlVf Method 198.1jor friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Lab Customer 

5490 033-01 Homogeneous Orange 

Sampled Material: Carpet Mastic 

Sample Location: Rm 261 

DOHELAP 

% Non-Fibrous 
Matrix Material 

39.6% 

Analyzed By: Justin Adams Method: N""YS ELAP 198.6 

Laboratory Job Number: 854 396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

%of %of Acid Soluble %of Total% of 

60.0 

Non~ Asbestos Fibers 
Trace Cellulose 

0.4 

Residue 

39.6 Trace 

% AsbestosTypes: 
Trace Chrysotile 

Client Requested TEM 

Microscope:_ Olyr:cpus BH-2-214 Turn Around Time: 5 Day Aw~lyzed Date: 11/20/2011 

5491 033-02 Homogeneous Orange 40.9% 

Sampled Material: Carpet Mastic 

Sample Location: Rm 262 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

52.5 5.6 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Trace Cellulose 

Analyzed Date: 11/20/2011 

% 

41.9 Inc, 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons o(Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM 1s not co>ISistent!y reliable m detecii11g asbestos in floor covenngs and sum far non-fnable orgamca/!y bound materials. No Asbestos Detected or Trace results by 
I'Llvf are considered inconclusive, YE\1 is currently the only method that can be used to dewrmine {/materials can be considered as non asbestos conlmnin;.; in NY Staze. This repon 
cmmor be reproduced except inji1/! without rhe apprm>al ufRe5ponse Labs, LLC. Tins l'LM report relates ONLY to the items tested Liability is limi!ed to /he cosr ol analyvis 
ELAP PLM Method 198.1 for friable samples or 198.6for .NOB Sample~~ 

Comments: 



AmefiScl Joh #: 211113766 

Client Name: Response latls, lLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OM; Beech Nut; Beech Nul ; Mohawk St, Canaajoha fie, NY ; Beech Nut 

AmedSci 
Sample# 

Oi 
C!ifJ-Pllt Samg'JJe# 

006-01 

HG 
Arro 

006 

Locati(Jn ~ Carpet Mastic I Conference Room - 49A% 

[)2 006-00 006 

location; Carpet Mastic I Conference Room - 47 J;J% 

03 U07 -()1 007 

Sample 
Weigh! 
(g,.m) 

location: Covcbase ~Black 4" I C>i.'mferenoo R(l~m - i .4% 

04 008-01 008 

lacatlon: Mastic Fo.r 007-0-i I C.anfef.e-nce R-o{);j"j'l- J6.8% 

05 008-02 008 

localfuo: Mastic For 007-02 J C{!nference R{lom- 8.5% 

06 OH)-01 01 o 
locat!oo: 1'2;..: 12 M.as.tic For 009-411 I Rm. 14 - 46.2% 

07 01 [1..02 010 

Location: 12x 12Masticfor009-02/Rm. 14A- 54JJ.% 

OB 011-{11 01 i 

Location; Mastic: t L<~Jbby UOO.er Padding -53.6% 

00 011-{12 011 

tocauon: Mastic I lobby UndGr Padding- 51.0% 

10 012-01 012 

lOC"..ation: 12 x 12 VFT Tan I Elevator~ 30.2% 

11 012-02 012 

Location: 12 x ,2 VFT Tan I Elevator~ 38.6% 

12 ~17-02 017 

location: Cork Under Carpet I Rm. 2{1.9- 2.7% 

13 018-01 018 

location: Carpet Mastic I Rm_ 209 ~ 47_6% 

'14 01 8-02 018 

Location: Catpet Mastic: I Rm_ 201 ~ 46A% 

15 020-01 ll20 

L<lCatlon: Carpet Mastic t 2nd floor@ GIJest Office Hallway - 4 t. 9% 

See Reporting notes on last page 

Heat A-cid Insoluble 
Sensitive Soluble Non-Asbestos 
Organic% IMrganic% lno11Janlc % 

Page1 of3 

"'~ Asbestos% by 
TE!\11 

NAD 

NAD 

loli\D 

NAD 

NAD 

NAD 

IliAD 

I'I'A[) 

Chrysotife 12.1 

IWPS 

NAD 

WID 

WID 

NAD 



AmefiSci Job#: 211113166 

Client Name: Respcnse labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ElAP 198.4 NOB Method 

111110M; Beech Nul; Beech Nul; Mohawk Sl., Ganaajoharie, NY; Beech Nut 

AmeriSci 
Sampde# 

16 

HG 
Area 

020 

Sample 
Weigh! 
lgr>m) 

Location: Carpet Mastic I :2nd FloGr@ Guest Office l-la!lwa.y- 43.2% 

!1 {125-{11 025 

LDG.3tion; Mastic- Cork To Ceiling Deck J laundry Rm. - 1.5% 

1 a 026-4)1 o26 

location: Grue DaJ.is For t x 1 CT t Rm. 3 - 53.8% 

19 026-()2 026 
Lccalion: Glue Dabs for l ;t: 1 CT I C1edit Union - 5\HL% 

20 !127-01 027 

location: 1 x 1 Cei!ng Tiles /Rm_ 2 - 1.3% 

21 0211-01 028 

tocatron: 2 )It 4 C.elling Tiles /Toilet 1st- :15.6% 

n 1!2ll-ll2 02t1 

lO<iliirn: 2 x 4 Geiing Ttles/Toilerlst- 49.0% 

23 029-!l1 029 

Location: i )I 1 Sptined Ceiling I Rm. 210 - 48.0% 

24 029-fl2 029 

location~ 1 :x 1 Splfned Ceiling t Rm. 2 '11 - 51.2% 

25 OJM1 030 

location: 2x 4 Ceiling' Rm. 24J'4- 44.1% 

26 000-<JZ 030 

location: 2' x 4 Ceiling 1 A.m. 204 - 20.7% 

27 00 1-GJ 031 

Lor..at1on: 2 x 4 Ceiling Tile I Rm. 14- 44.2% 

28 031-02 031 

Le<ation: 2 x 4 Ceiling lile I Rm. i4A- 63.4% 

29 002-01 032 

Location: I x 1 Splined Ceilf11g I 2nd H New Bath- L4% 

30 032-02 D32 

Locatiioo: 1 x 1 Spllned Ceillng /2nd FL New Bath- 5.9% 

See Re}MJrting notes on Jast page 

H..t 
Sensitiw 
Otganic% 

Acid 
Soluble 

lnorganlc% 

lns.oluble 
Noo-Asbestoo 
Inorganic% 

Page2 of 3 

NAD 

NAD 

NAD 

Nl\0 

WID 

WID 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 



AmeriSci Job#: 211113766 

Client Name: RespoflSe Labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELA.P 198.4 NOB Method 

i11110AA; Beech Nul; Beech Nut: Mohawk St., Canaajoharie, NY; Beech Nut 

AmeriS-t..i 

Sampf.e# 

31 

Client Sarnpre# 

033-0t 

location: Caipet Mastic I Rm. 26t - 39.6% 

HG 
Ar-ea 

033 

32 033-02 033 

Location: CarpetMasticfRm. 262 ~ 41.9% 

Sam pte 
Wei girt 
(gram) 

Heat Add fnsotubf.e 
Sensiti:ve Solubfe Non-Asbestos 

Organic% Inorganic % !not!}anic% 

Page 3of3 

- Asbest~s % by 
1EM 

NAD 

WID 

'"·-·'-"··-~ '""'-'""~""' ..... Quantitative- Analysis (Semi1Full)?'8t.~tk Asbestos Arralys.is - PLM by EPA 600JM4-S2¥020 per 40 CFR or ElAP 19!l1 for New York friable samples or HAP 1'98.6 ror New York NOB samples; TEM 
{SemiJFull) by EPA 6001R-93J116 {n{lt cave,ed by NVLAP Bulk accredltation} or ELAP 198.4; !or New Yolk samples; NAD"" no asbestGS detected duliilg a q11antita:ti'!ffl" analysl5~ NA =not an.a.l'jzed; Trace.::: 
<1%~ Qu~ntitalton forbe{lirming 1Jroi9hts of <0.1 grams should be co-nsidered as quaJitative onPt; Qua,itatille Anaiys1s: A5besto:s analysis resulls of "Present" m "NVA:::: No Visibte Asbes-tos'' rep,esents 
resulls fur Qiua!.i!aUve PlM or TEM Ana~ysis only (no accreditation coverage a~ilaNe from a:ny regulatQry agenCJI for quantatNe anal'Jses)~ A.IHA Lab# 102843, NVlAP Lab Code 2CI0546·0, N'r'SDOH 
EIAP lab IDI/11480, 

W:aming N()te: PLM limitaiion, only TE M wilt r-esolve fibe.rs. <0.25 micrometers ii1 diameter. TEM bulk analysis fs represerrtati..,e of the fine grained matrix material and may not be representative of 
rtl)n~Lm.i!orrnly di.speFSed debris Forw.hrch PlM evafuation fs recommer.u:!ed- {f.e. so~ls and other heterogenm.Js materials). 

,_, ,_, 
" f0 
en 
~-

"' CSl ,_, ,_, 

,_, 
CSl 

,_, 
en 

"' ,_, 
'" m 

""' U) 

w ,_, ,_, ..,. 

l> 

"' S:J 
H 
U1 
0 
H 



12. Colvin :\ YTnuc 

11 - t\)U T. 

LS 

11; ·: 1 i3ulk ·1 2. Samo!ed M;3\'3riai 

Area ~iucnber ~~:'~b;~riD 
'\3. Type of Matmia! 14. Sampio Location lS_ 

f··-··-"·,--·-··:····-··-··+--·-'·-···········-·················-····-·-·- ·-i !=riatlHity 
Swi TSI M!SC Sample: Coordinates ___ (~'1!f~)_ 

l 

\ 

LAB 
20. Dat.e 21. Time 22. 231 D<>i~ 24. Time 25. Lab Name 

liH''HI JJ I if/ill /Jil/1 a. ,.nalyzed By: I 
' b. oc by: 

!G. 
c:ondition 

... \13,[)~SDJ 

6 

\ 

i 7 _ OuR.ntliy i H. r\sbestoc.; 
(LF, SF, EA.) Con\ent (Typo 

~l 

[)CifJ. 26: Dala 27. Time 
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AMBIENT ENVIRONMENTAl,, INC. 
12 Colvi._n ;\ vcmtc 

; 2:4: HH :-, 40 HH 
·- :5 {)ay 

, NY. 12206 SAMPLE UAl'A 
GH.A!N OF 



ENVIRONMENTAL, INC. 

N~~{ l.220(f 

lbE~E CH .. · tvUT 

l;s cJec~~u 

TYPE OF 

i3. Type of M-3:ieriaf ·14_ Sample Locat\nn 

Sample Coor(Hnaies 

,, Sl!"! CR J 1 
._j ',( il. IV 21 r;? 

Cii.!IIN OF CIJ!'l"i uu 
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b. ex; ''Y' 
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iS 1 S 

Ji~~y -~~~~~)__ 
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·p_ 0! niH-\ 

(LF, SF. 
18. Asbeo;lo::; 

ContE"mt (Type 
.1%) 

\1"1 / \ 26. \)ate 27. Tim~ 

c. Lab Balch # q:>:'j :JlJ,. 
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Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phoue (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Client Project Number: lllllOAA 

Laboratory Job Number: 854 397 

Sampled By: Bryan Cleary 

Collection Date: ll/17 /2011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of 'Total% of 
Asllestos 

5492 034-01 Homogeneous 

Sampled Material: 2x4 Ceiling Tile 

Sample Location: Room 265 

Tan 

Analyzed By: Adam C Tucker Method: 1\i'YS ELAP 198.6 

Micr:osco!J.e: Olympus BH-2-214 Tum Around Time: 5 Day 

5493 034-02 Homogeneous Tan 

Sampled Material: 2x4 Ceiling Tile 

Sample Location: Room 265 

Analyzed By: Adam C. Tucker Method: l\Jl'S ELAP 198.6 

Microsco~Je: Olympus BH-2-214 Turn Around Time: 5 Day 

59.2% 

74.8% 

5494 035w01 Homogeneous Grey 19.4% 

Sampled Material: Grey Floor Paint 

Sample Location: Paint Shop 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microsc~pe: O!~:O:PUS BH-2-214 Tum Around Time: 5 Day 

5495 035-02 Homogeneous Grey 21.4% 

Sampled lVfaterial: Grey Floor Paint 

Sample Location: Pajnt Shop 

Analyzed By: Adam C. Tucker Method: NY'S ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

14.5 26.2 

Non~Asbestos Fibers 
None Detected 

A1talyzed Date: 

15.8 

11/22/2011 

Non~Asbestos Fibers 
None Detected 

Analyzed Date: 11/22/2011 

9.5 

61.3 19.3 

Non~Asbestos Fibers 
None Detected 

Analyz~d Date: 11/22(2011 

58.8 19.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/22/2011 

59.4 <0.25% 

% Asbestos Types: . 
<0.25% Chrysotile 

_% __ _ 

.% .. 

Client Requested TEM 

74.8 Inc. 

AsbestosT)fpes: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

19.4 Inc. 

A~bestos _Types: 
Inconclusive--No Asbestos Detected 

Client Requested TEM 

21.4 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected all% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: lv'o Asbestos Detected, NAJPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PIA! 1.1· not cons/Sientfy refiable in detecting asbestos mjloor cm•ermgs and smular non:friable organicaliy bound mmenals. No Asbestos Detected or Trace resufls by 
PLAf are considered mconcfus1ve, TEAf is currently the only method that cm1 be used to determine ifmarerials can be considered as non asbestos amzaining in NY State_ This reporl 
cannot be reproduced excepl infidl without the approval of' Response Labs, LLC. This PLivl report relates Ol·iLY to the item,1· tested. Liability is /muted to the cost o_(anafysis. 
ELAP PLM Method 198.1 for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

ELAP 

Laboratory Job Number: 854 397 

Sampled By: B1yan Cleary 
Collection Date: 11/17/2011 

Date Received: 11/18/2011 

Lab Customer % Non-Fibrous 
Matrix Material 

% of Acid Soluble 
Jnorganics 

%of 
Residue 

Total% of 
Asbestos 

5496 035-03 Homogeneous Grey 21.0% 

Sanzpled Material: Grey Floor Paint 

Sample Location: Paint Shop 

Annlyzed By: Adam C. Tucker Method: NY'S ELAP 198.6 

Microscope: Olympus B!-1-2-214 Tum Around Time: 5 D~J: 

5497 036-01 Homogeneous V\'hite 100% 

Sampled Material: Ceramic Wall Tile 

Sample Location: Men1s Second Floor 

Analyzed By: Adam C. Tucker Method: f\.'YS ELAP 198.1 

Microscope: O~ympus BH-2-214 Turn Around Time: 5 Day 

5498 036-02 Homogeneous IA.11ite 100% 

Sampled Material: Ceramic Wall Tile 

Sample Location: Women's Second Floor 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly.J?lpus BH-2-214. "linn Around Time: 5 Day 

5499 037-01 Homogeneous White 100% 

Sampled Material: Grout for 036-01 

Sample Location: Men1s Second Floor 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

fv!icroscope: Oly~pus BH-2-214 Tum Around Time: 5 Day 

5500 037-02 Homogeneou.<:; \Vh:ite 100% 

Sampled Material: Grout for 036-02 

Sample Location: Women's Second Floor 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope:. ()lylll:pu_~ BH-2-214 Tum P:round Time: 5 Day 

60.2 18.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/22/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

AnalyzedDate: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

Non-Asbestos Fibers 
None Detected 

Analyzed [)ate: 11/23/2011 

% 

21.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

% Asbestos Types.: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons o{Abbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive. NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: Pl,,\4 is not consisrent(v reliable 111 deleCiing asbestos in floor coverings and similar non-lriab!e orgamcally bound marena/s_ No Asbesro.1 lJetecred or Trace rcsllfts· by 
PLM are considered liJconcfusive, THA1 is currem!y the only method that can be used 10 dNermine ifmatenals can be cw<stdered as non asbestos contaming m NY State. ThiS report 
cannot be reprocb1ced except in fUll without the approval of Response Labs, JLC This PL/Vf report relates 0,\'J.Y to the items tested. Lwhility is limited to the cost of analysis. 
EL4P PLII.i iiletfwd 198,lfor friable samples or 198.6for _NOB Samples. 

Comme11ts: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854-397 

Sampled By: Bryan Cleary 

Collection Date: 11/17/2011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

5501 038-01 Homogeneous Black 

Sampled Material: Lab Counter 

Sample Location: Room 246 

Analyzed By: Adam C Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5502 038-02 

Sampled Material: Lab Counter 

Sample Location: Room 246 

Analyzed By: Metlwd: Positive Stop 

84.6% 

Microscope: Tum Around Time: Positive Stop (198.1) 

5503 039-01 Homogeneous Black 5.2% 

Sampled Material: Linoleum Cmmtertop 

Sample Location: Room 246 Black Marble 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Micros~OJJ.e: O_l:y~pus Bl-~-2-214 Turn Around Time: 5 Day 

5504 039-02 Homogeneous Black 6.5% 

Sampled Material: Linoleum Countertop 

Sanzple Location: Room 246 Black Marble 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Micros~ope: SJ~y~p_us BH-2-214 Tum Around Time: 5 Day 

5505 040-01 Homogeneous Brown 49.5% 

Sampled Material: Mastic for 039-01 

Sample Location: Room 246 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

:'v1icroscope: SJl:y1J~P~~ BH-2-214 Turn Around Time: 5 ~ay 

Non-Asbestos Fibers 
None Detected 

Analyz_ed Date: 11(23/2011 

Non-Asbestos Fibers 

Analyzed Date: 

69.1 25.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/22/2011 

68.5 25.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Dale: 1Y~f2011 

38.4 12.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: ~1/22/2011 

%of 
Residue 

Total% of 

15.4% 

% Asbestos Types: 
15.4% Ch1ysot:ile 

NAIPS 

% Asbestos J'ypes: 

% 

% 

% 

Not Analyzed Positive Stop 

5.2 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

6.5 Inc. 

.4sbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

49.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: /Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: inconclusive, NAD: l>lo Asbestos Detected, NA/PS: Not Analyzed Posiuve Stop, NA: Nor Analyzed 

Disclaimer: PL\.1 is not consistently refiable m delecting asbestos in floor coverings and Similar non-friable orgamcally bound materials_ No Asbestos Detected or Trace results by 
PLlvf are considered incondus/ve, TE'vf is currently the only method that can be used to determine ilmalcnafs can be considered as non ashesros containing m .ii,'Y State_ This report 
cannot he reproduced except injul!wirhoulthe approval of Re.1ponse Lahs, J.LC. 71us J'Uvf report relates OJ'v'LY ro the items tested. Liability is limited /o /he cost ofanafy~·is. 
ELAP PLM Method 198.lfor friable samples or 198.6for ,VOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 397 

Sampled By: Bryan Cleary 

Collection Date: 11/17/2011 

Date Received: 11/18/2011 

Lab Customer 
Color 

%Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total%of 
Residue 

5506 040-02 Homogeneous Bro"'Wll 30.2% 

Sampled Material: Mastic for 039-02 

Sample Location: Room 246 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tum Around Time: 5 D~y 

5507 041-01 Homogeneous Black 12.3% 

Sampled Material: Sink Soundcoat 

Sample Location: Room 243 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5508 041-02 Homogeneous Black 

Sampled Material: Sink Soundcoat 

Sample Location: Room243 

Analyzed By: Met!wd: Prep (Not Analyzed) 

Miaoscope: Tum Around Time: Prep 

5509 042-01 Homogeneous Tan 9.8% 

Sampled Material: Linoleum Floor 

Sample Location: F.D. Men's Bathroom 

Analyzed By: Adam C Tucker Method: NYS ELAP 198.6 

Microscope: <?_ly!1:pus BH-2-214 Turn Around Time: 5 Day 

5510 042-02 Homogeneous Tan 5.1% 

Sampled Material: Linoleum Floor 

Sample Location: F.D. Men's Bathroom 

Analyzed By: Adam C. Tucker Method: NY'S ELAP 198.6 

Microscope: Olymp:ns BH-2-214 Tum Around Time: 5 Day 

43.7 26.1 

Nou-Asbestos ·Fibers 
None Detected 

An~!J;zed Date: 11/~2/201~ 
73.0 4.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 
72.7 

11/22/2011 

5.5 

Nou-Asbestos Fibers 

Analyzed Date: 

43.2 42.0 

Non-Asbestos Fibers 
5.0% Fiber Glass · 

Analyzed Date: 11/22/2011 

41.1 48.4 

Non-Asbestos Fibers 
5.0% Fiber Glass 

Analyz.~d Date: 11/22/2011 

30.2 Inc. 

% . )lsbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

22.2 9.9% 

% Asbestos Types: 
9.9% Chrysotile 

21.8 NAIPS 

% Asbestos Types: 

% 

% 

Not Analyzed Positive Stop 

14.8 Inc. 

Asbestos Types: 
Inconclus.ive-No Asbestos Detected 

Client Requested TEM 

10.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: ;von-Organically Bound, Tmce: Asbesws Detected at I% or Less, TEM: Transmission Electron Microscope. 
lnc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: P/ . .1\4 is not consi.\len!l'i reliable m detecting asbestos in floor coverings and similar non-friable orgamca!ly bound matenals. 1-/oAsbesws Detected or Trace results by 
PUvf are considered inconclusive, Tf'M is currently the only method that can be used to determine ~j'matena!s can be considered as non avhesros col!faining in Nl' Staze. Jhis repor1 
cannot he reproduced except inful! without the approval of Response J"ahs, l.LC This PLM report relates ONLY to /he items tested Liabi/!ty zs limited /o the cost of analy~is 
EL4P PLM Method 198.1 for friable samples or J98.6for .NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY .12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854-397 

Sampled By: Bryan Cleary 

Collection Date: 11/17/2011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

%of 
Residue 

Total% of 

5511 043-01 lfomogeneous Mixed 

Sampled Material: Vibration Damper 

Sample Location: F.D. Men's Bathroom 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Micros~o.pe: Olympus BH-2-214 Tum Around Time: 5 Day 

5512 043-02 Homogeneous Mixed 

Sampled Material: Vibration Damper 

Sample Location: F.D. Men's Batluoom 

Analyzed By: 

Microscope: 

5513 

Adam C. Tucker Method:N"'YSELAP198.1 

Olympus BH-2-214 Tum Around Time: 5 Day 

044-01 Homogeneous Blue 

Sampled Material: Wall Ceramic Tile 

Sample Location: Men's F. D. Shower 

Analyzed By: Ati.am C. Tucker Method:NYS ELAP 198.1 

Microscope: Olymp_us BH-2-214 Tum Around Time: 5 Day 

5514 044-02 Homogeneous Blue 

Sampled Material: Wall Ceramic Tile 

Sample Location: Men's F. D. Shower 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

lvfiaosc~pe: C?_~y_m:p_ll-s BH-~-214 Tum Around Time: 5 J:?ay 
5515 045-01 Homogeneous White 

Sampled Material: Grout for 044-01 

Sample Location: Men's F. D. Shower 

Analyzed By: Adam C. Tucker Method: N'fS ELAP 198.1 

Microscope: Olympus BH-2-214 , Tum Around Time: 5 Day 

2% 

2% 

100% 

100% 

100% 

Non-Asbestos Fibers 
59% Cellulose 

39% Synthetics 

Analyzed Date: l!f2~(2011 

Non-Asbestos Fibers 
59% Cellulose 

39% Synthetics 

(walyzed Date: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyz.ed Date: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

An~lY_zed Date: 1Y23/3011 

Non-Asbestos Fibers 
None Detected 

A1zalyzed Date: 11/~'1/2011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Jnconc!usive, NAD: No Asbestos Detected. NA/PS: Nor Ana~yzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLA..f is not consistent~}' reliable in detecting asbestos in floor coverings and similar nonfriable mgamcalfy hound materials. No Asbestos Detecwd or Trace results by 
PLM are considered incondustve, TE!yf is currently the only methud that can he used to determine ij"malerials can be considered as non ashesto.1· containmg in NY State. This report 
cannot be reproduced except in full withoullhe approval ofRe~ponse Labs, LLC. TillS PLAf report relates ONLY ro rhe Items tested Vability is !mnted to the cost ofana!ysis. 
ELAP PLM Method 198.1 for friable samples or I98.6for tVOB Samples. 

Comments: 



Response Labs, 
12 Colvin Avenue, Albany 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

ELAP 7 

Laboratory Job Number: 834 397 

Sampled By: Bryan Cleary 

Collection Date: 11/1712011 

Date Received: 11/18/2011 

Lab Customet 
# 

%Non-Fibrous 
Mahix Material 

%of 
Organics 

Total% of 

5516 045-02 Homogeneous 

Sampled Material: Grout for 044-02 

Sample Location: Men's F.D. Shower 

White 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microsc~~e: ~?lym.pus BH-2-214 Turn Around Time: 5 Da:r, 

5517 046-01 Homogeneous V\'hite 

Sampled Material: Thin Set for 044-01 

Sample Location: Men's F.D. Shower 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5518 046M02 Homogeneous VVhite 

Sampled Material: Thin Set for 044-02 

Sample Location: Men's F.D. Shower 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

_ Microsc~p~.: 

5519 

Oly~V1l_s. BH-2-214 Turn Around Time: 5 ~ay 

047-01 Homogeneous Blue 

Sampled Material: Blue Floor Paint 

Sample Location: F.D. Men's Shower 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

J_vlicroscop~: Olympus BH-2-214 Tum Around Time: 5 Day 

5520 047-02 Homogeneous Blue 

Sampled Material: Blue Floor Paint 

Sample Location: F.D. Men's Shower 

Aualyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

99% 

100% 

100% 

1::>.0% 

13.6% 

Non-Asbestos Fibers 
1% Cellulose 

Analyzed Date: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

68.5 

11/23/2011 

Non-Asbestos Fibers 
9.0% Fiber Glass 

11/22/2011 

9.5 

Analyzed Date: 

70.1 7.3 

Non-Asbestos .Fibers 
9.0% Fiber Glass 

Analy~~d Date: 11(22/2011 

NAD 

% AsbestosTypes: _ 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

22.0 Inc. 

% Asbestos Types: 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

22.6 lnc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Oient Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 

Inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: Not Analyzed Positive 5'top, NA: Not Analyzed 

Disclaimer: PLM IS not consistently reliable in delecting asbestos mjloor covermgs and s1mdar non-friable orgamcally bound materials. No Asbestos Detected or Trace results by 
PLAf are considered inconclusive, TEA·f is currently the only merhod that can be used to determine if materials um he considered as non ashestos conta111ing m ,VY ,)'tate_ Thts report 
cannot be reproduced acept in full wilhou/ the approval ofl?espon.\'C Lahs, ILC. ?his I'LM report relare.1· ONLY 10 !he items zeswd. Lwhility h lim tied 10 the cos! of ana!ys1s 
ELAP PLM l~fethod l98.1for friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY .12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 397 

Sampled By: Bryan Cleary 

Collection Date: 11/17/2011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

5521 047-03 Homogeneous Blue 14.7% 

Sampled Material: Blue Floor Paint 

Sample Location: F.D. Men's Shower 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Micros.co.pe: Olylllrus B~-2-214 Turn Around Time: 5 Day 

5522 048-01 Homogeneous Tan 100% 

Sampled Material: Coating on Duct 

Sample Location: Men's F.D. Locker Room 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5523 048-02 Homogeneous Tan 100% 

Sampled Material: Coating on Duct 

Sample Location: Men's F. D. Locker Room 

Analyzed By: Adam C. Tucker Method: NY'S ELAP 198.1 

Microscope: _<?_l:ympus BH-2-214 Tunz Around Time: 5 D~y 

5524 048-03 Homogeneous Tan 100% 

Sampled Material: Coating on Duct 

Sample Location: Men's ED. Locker Room 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

M_icroscope: ~lY!UP:US BH-2-214 Turn Around Time: 5 Day 

5525 049-01 Homogeneous 

Sampled Material: Transite Wall 

Sample Location: Room 244 

Grey 

Analyzed By: Adam C. Tucker Metlwd: NYS ELAP 1.98.1 

Mi_croscoP.e: Olymp:us BH-2-214 Tum Around Time: __ 5 Dar 

83.3% 

Non-Asbestos Fibers 
7.0% Fiber Glass 

Analyzed Date: 11/22/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/23/~011 

Non-Asbestos Fibers 
None Detected 

Analy~~9 Date: 11/?3(2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/2.':)/2011 

% 

% 

% 

%of 
Residue 

21.7 

Total% of 

Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

As_bestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

16.7% 

% Asbestos Types: 
16.7% Chrysotile 

Definitons o(Abhreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope. 

inc.: Inconclusive, NAD: No Asbestos Detected, NAIPS: ,Voi Ana(yzed Positive Stop, NA: Not Analyzed 

Disclaimer: l'l..lt-1 is no/ consistenll~· relwbfe m detecting asbesros mfloor coverings and Sllllilar non-jl-iable orgamcaf!y hound materia{,\_ No Asbestos Detected or Trace results hy 
PL!vf are considered inconclusive, TEM 1s currently rhe only method that can be used lo derermine {{materials can he considered as non asbestos contaming itJ li'Y Stare_ Thts report 
cannot he reproduced except infu/1 without the approval ofRe.,ponse Labs, LLC. This l'LM report relates ONLY to the items ID'Ied. Liability ts !Jmired to the cost ofcmaly.\·Ts 
EL4P PLM Metlwd 198.1 for friable samples or /98.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 397 

Sampled By: Bqan Cleary 

Collection Date: 11/17/2011 

Date Received: 11/18/2011 

Lab Customer 
Color 

%Non-Fibrous 
Matrix Material 

%of %of Acid Soluble %of Total% of 
Residue 

5526 049-02 

Sampled Material: Transite Wall 

Sample Location: Room 267 

Analyzed By: 

Non-Asbestos Fibers 

Mctlwd: Positive Stop 

Microscope: 

5527 

Tum Around Time: Positive St?P _{1 ~8.1} A~lalyzed Date: 

050-01 Homogeneous Grey 

Sampled Material: Floor Leveler 

Sample Location: Room 240 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tum Around Time: 5 Day 

5528 050-02 Homogeneous Grey 

Sampled Material: Floor Leveler 

Sample Location: Room 240 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2*214 Turn Around Time: 5 Day, 

5529 051-01 Homogeneous Grey 

Sampled Material: Sheetrock 

Sample Location: Cafe 

Analyzed By: Adam C. Tucker Method: I'<'YS ELAP 198.1 

fv1icr?scope: Olympus BH*2*214 Turn Around !ime: 5 Dax 

5530 051-02 Homogeneous Grey 

Sampled Material: Sheetrock 

Sample Location: Cafe 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: C?Iympu~ BH-2-214 Tum Around Time: 5 Day 

100% 

99% 

99% 

99% 

Non-Asbestos Fibers 
Trace Cellulose 

Analyzed Date: 11/23/2011 

Non-Asbestos Fibers 
1% Cellulose 

:"nalyz~d Date: 11/~3/~011 

Non-Asbestos Fibers 
1% Cellulose 

Analyzed Date: 11/23/2011 

Non-Asbestos Fibers 
1% Cellulose 

Analyzed Date: 11/23/2011 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

~ ~%~ Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types; 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of .Abbreviations: NOB: l'v'on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: lv'o Asbestos Detected, NA!PS: Not Analyzed Positive Stop, NA: /1/ot Analyzed 

Disclaimer: PUvf is no/ consistently reliable in detecting asbestos m jloor covermgs and simdar non:fi'iab/e organically bound materials. No Asbesros Detec/ed or Trace results by 
l'JM are considered inconclusive, TEJvf is curremly the only method that can be used to determme 1j'matenafs can he considered as non asbestos contammg m NY Staw Tfus report 
cannot be reproduced except mjidl without the approval ofRespons<! J.abs, U.C This l'Uvl report relmes Ol\'LY to the Items tested Liaht!ily 1s limited to 1he wst of analysis. 
EIAP PLM Method 198.1 for friable samples or 198.6for 1'1/0B Samples. 

Comments: 



Response Labs, LLC. 
12 Colvht Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
# 

Project Name; Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area; Whole Building 

Laboratory Job Number: 854 397 

Sampled By: Bryan Cleary 

Collection Date: 11/1712011 

Date Received: 11/18/2011 

Lab Customer %Non-Fibrous 
Matrix Material 

% 

5531 052-01 Homogeneous 

Santpled Material: Joint Compound 

Sample Location: Cafe 

\IVhite 

Analyzed By: Adam C. Tucker Method: N'YS ELAP 198.1 

Micr:osc_ope: ~~ympu~ BH-2-214 Turn Around Time: 5 Day 

5532 052-02 Homogeneous \Nhite 

Sampled Material: Joint Compound 

Sample Location: Cafe 

Analyzed Ry: Adam C Tucker Method: NYS ELAP 198.1 

Microscope: Olympus Bf-::1-2-214 Turn Around Time: 5 Day 

95% 

95% 

Non-Asbestos .Fibers 
5% Fiber Glass 

An~lyzed Date: 11/23/2011 

Non-Asbestos Fibe-rs 
5% Fiber Glass 

Analyzed Date: 11/23/2011 

%of 
Residue 

Total% of 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% . Asbestos Types: 
No Asbestos Detected 

Deflnitons o(Abbreviations: NOB: .A/on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Aficroscope, 
Inc.: Inconclusive, NAD: }1/o Asbestos Detected, NAJPS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLV is not consistenr!y reliable m detecting asbestos m)loor covermgs and similar nan-friable organically bound materials .. lv"o Asbestos Detected or Trace results by 
f'LU are considered lnconcfuslve, TEAI is currently the only method thar can be used to determine (fmatena!s can be considered as non asbestos containing in NY Slate. This report 
cannot he reproduced except in jill! wtthoutthe approl'a/ofRe.\ponse Labs, LLC. This l'Llvf report relates 0}•/LY to the items les/ed Liability t\ !imiwd 10 the cost of analysis. 
ELAP PLM Jfetlwd 198.1 for friable samples or 198.6jiJr NOB Samples. 

Comments: 



AmefiSci Job#: 211113939 

Client Name: Respo!lse labs, LlC 

AmariSci 
Sample-# 

()j 

Client .Samp:te# 

5492 

HG 
Area 

location: 2:<4 Ceiling Tiles, Rm. 265, 59.4% 

02 5493 

lceration~ 2x4 Cemng Tiles. Rm. 265, 74.8% 

00 5494 
location: Grey Floor Painl. Paint Shop, t 9.4% 

04 54&.5 

tccatlon~ Grey Ffoor Pain!:, Pail'llt Shop, 21A% 

toc:atfoo: Grey Roor Paint, Pamt Shop, 2·LO% 

06 5503 

location: 
()7 

lnc.<Jtim: 
OS 
location; 

09 

linole-um Countop, Rm. 246, 5. 2% 

5504 

Unofeum Countop. Rm. 246, 6.5% 

5505 

Maslic Fo• 039-{)1, Rm. 246, 49.5% 

5006 
Location-: Mastic For 039-0:2, Rm. 246-, :30.2% 

tn 5509 

tocatlon: Unole-um FIOOf. F.D. Mert's Batllroom, 14.13% 

l1 5510 

Locatioo: Unoteum Ff.om, F.D. Men's BaUuoom, 10:1% 

12 5519 

toe3lion.; Floor Paint Blue, F. D. Men's Si'lower, 22.0% 

13 5520 

location; Ff<lor Paint mue, F.D. Men's. Shower. 22.6% 

14 5521 

{.Qa~tion: Floor Palnt Blue, F.O. Mell'.S S.hower, 21.7% 

See Reportjng rwtes oR Jast page 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech - Nul; Mohawk S!., Canajot>arie, NY 

Sample 
Weigh-t 
(gram) 

H&-a1 
Semitive 
Organic% 

Acld 
Soh.J-.ble 

inorganic% 

los-olullle 
Non-Asbestos 
Jnorganic% 

k.fr Asbestos % by 
PLMIDS 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

Nil 

NA 

NA 

Nil 

NA 

NA 

Page 1 of2 

*"' Asi:J.e.s'!i(I.S % by 
TEll'! 

Chrysoti!e Trace 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

WID 

NAD 

NAil 

NAD 

NAD 

WID 

NAD 

p 
(J1 



AmeriSd Job#: 211113939 

Client Name·. Response labs, LlC 

.AmeriSei 
Sample# Client Sample# 

Table I 
Summal'lf of Bulk Asbestos Analysis Results 
11111 OM; Beech - Nul; Mohawk St., Canajoharie, NY 

Sample 
Wofght 
lgram) 

fleat 
s~nsitive 

Org-.an)<;% 

Acid 
Soluble

tno,gou·dc % 

Jnsoluble 
Non-Asbestos 

Inorganic:% 

~~ 
Anal)IZ€:d by: M.a rlk Peysakhov ; Date Anafyzed 11/2712011 

.,.. AsOOstos% by 
PLMJOS 

Page2of2 

- .Asbestos % by 
1EM 

.... Quantilalive Analysis {Semitfufl); Buf.k Asbe.stos Anafysfs- PtM lly EPA 600JM4·82~020 pel40 CFR or ELAP 198.1 for Ne\v York friable samples or ELAP 198.6 for Nev:t York NOB s:ample::;; TEM 
{Semf/FL!II) by EPA 6001R-931116 (n.at covered by NVLAP Bt~l};; accreditation) or ELAP 198.4; for .New Yolk samples·, NAD = llO asbestos deeected during a quafltilal~ve analysis; NA =not ana-ty:red; Trace= 
<1%; Quantltalloll for begJflning -we[Sllts of <0. ·1 grams shoukt be oonskfered as {jLI'iJlitatfve only; Qua-litaUve Analysts: Asbestos analysis results ot "Presenl" or "NVA ""No Visfi:J.Ie Asbes.tDs" represents 
results foQf Q~alitaUve PUll <:11 TEM Analysis G'llly {no ace~editaticn tllVtHage available from an-y regulatory agency for q_u.mltative analysest AIHA lab# 1fi2843, NVLAP lab Code 200546..{), NYSDO.H 
ElAP lab 10#11480. 

Wa:mtng Note: PLM limi1alion, cnty TEM will rE!S{J-fve fibers <0.25 mkromelers Jn df.ameter. TEM bulk anal~sis is tepresentative of the fine grained m-atrix mate1ia! .acd may not be representative of 
norH.mfkirmly dispe-rs-ed debris for which PLM ev.altJalioll' is recommended (i.e. soir.s and other he.ierogeoous materiaf.s}. 

Reviewed Ey: 

>-' 
(J1 



AMBIENT ENVIRONMENTAL, INC 
1_ 2 Colvin 

PH: 518--482-0704 
c_,\.: 51U~4H2··075i) 

BULK SAMPLE DATA 
CliAIN OF F0t1M 



''""'~IE" i'\'T E"rV'RON''"'E'N·J' A 'L TNC ./-:U'l,.JL.L., _,,_l ~ ___ .d."l. -~- .. l"¥~!t _ . .t'iJ 1 )l.J. "'~ 

12. Colvin Avcn.ue 

'i"')Y 12206 HULK SAMPLE lJATA. 
PH~ S18--482-0704 CHAJN 
r::x: :slK--4?\2--0750 



AMBIENT ENVIRONMENTAL, INC 
l :?. Colvin i\ venue 

Pl-1: 51 H-482-0704 CHAIN 



AMERISCt 

November 27, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211113939 
P.0.#111110AA 

AmeriSci New YorK 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 ·FAX: (212) 679-9392 

11111 OAA; Beech- Nut; Mohawk St., Canajoharie, NY 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis- Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 3 day turnaround: 

5492,5493,5494,5495,5496,5503,5504,5505,5506,5509,5510,5519,5520,5521 

The 14 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Response Labs, LLC requested 
ELAP TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincer~~f 

I .fiAu_a---· 
PaJr,jjMucha 

Laboratory Director 

Boston- Los Angeles- New York- Richmond 



AmeriSci Job #: 211113939 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech- Nut; Mohawk St., Canajoharie, NY 

HG AmeriSci 
Sample# Client Sample# Area 

01 5492 
Location: 2x4 Ceiling Tiles, Rm_ 265, 59.4% 

02 5493 

Location: 2x4 Ceiling Tiles, Rm. 265, 74.8% 

03 5494 
Location: Grey Floor Paint, Paint Shop, 19.4% 

04 5495 
Location: Grey Floor Paint, Paint Shop, 21.4% 

05 5496 
Location: Grey Floor Paint, Paint Shop, 21.0% 

06 5503 
Location: Linoleum Countop, Rm. 246, 5.2% 

07 5504 
Location: Linoleum Countop, Rm. 246, 6.5% 

08 5505 
Location: Mastic For 039-01, Rm. 246, 49.5% 

09 5506 
Location: Mastic For 039¥02, Rm. 246, 30.2% 

10 5509 
Location: Linoleum Floor, F.D. Men's Bathroom, 14.8% 

11 5510 
Location: Linoleum Floor, F.O. Men's Bathroom, 10.1% 

12 5519 
Location: Floor Paint Blue, F.D. Men's Shower, 22.0% 

13 5520 
Location: Floor Paint Blue, F.D. Men's Shower, 22.6% 

14 5521 
Location: Floor Paint Blue, F.D. Men's Shower, 21.7% 

See Reporting notes on last page 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non-Asbestos 
(gram) Organic% Inorganic% Inorganic% 

Page 1 of2 

** Asbestos % by 
TEM 

Chrysotile Trace 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 



AmeriSci Job#: 211113939 

Client Name: Response labs, LLC 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech- Nut; Mohawk St, Canajoharie, NY 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic% 

Acid 
Soluble 

Inorganic% 

Insoluble 
Non-Asbestos 
Inorganic '% 

Analyzed by: Marik Peysakhov ; Date Analyzed 11/27/2011 

**Asbestos % by 
PLM/DS 

Page 2 of2 

**Asbestos % by 
TEM 

"'"'Quantitative Analysis (Semi/FuH); Bulk Asbestos Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA =not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab # 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed deb ·-.· f;{(r ~h PLM evaluation is recommended (l.e. soils and other heterogenous materials). 

' . ._, ,___,/>; ·! 
Reviewed By: t . U ---



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

~. bient Project Manager: 

l_J~cJkt \J 1 sc lf) i 

Page _I _of _ _l_ 

LAB INFO~TION 
25. Lab Name ~~Atm'~1L'ld.fr;;1~.A!Ik...A .. .......J.fL: {(''1u' fr_,' "7t_.f..2"'06.:_':'D~ate'---j~2"'"7 . ."'Timr<>~·'... 

a. Analyzed By I 

b. QC by• 

c. Lab Batch #: 

--·-l 



Ill 

Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

t\)UT 

Page _:?:__ of J_ 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

'J"ii··l1')n«q ~ .~~·· )" ; "' ,l, d t! ~> ?j' 

By Homogeneous Material 

For Negative NOB PLM's, con!inue toTEM 

LAB INFOR~;;iiO::'-N'---;--,--7_---;rn:r,--,~-r:c:-::-c-~ ·-----
25. Lab Name ~ b [Q41v //'1 { / 26. Date 27. Tlm~-

a. Analyzed By: ··-

b. QC bye 

c. Lab Batch'' "'lf'iH -l_"j7 

\ 

·~--··-·-J 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

t\)U T 

N(S €L 
~Oaf 

Page _3_ of _3._ 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

21111393 9 

! i 0 I ·11_ Buik l 12. Samoted MC~tenal I13.TypeofMa\erial 14Samplel.ocation 15. 1- 16 .. HOuantHy 118.Ashos1os \ 
-~ Homoqeneous i Sample !D I --~~ - ---·-- ·---------.. ---------·--- Friability Condition (LF, SF, EAJ Content (Type I 

.!'>e,o NL!ff1""'-....L'llun1Jer __ • ··- ...... _ w··- _ -·····-5Ii£.__-- _ Surt 
TSI ~s?iFb~~~'~"'"'e~r --r~' _ ~~+------~----Jl: . .2L .... J 

~OLI7ssr1' Ol fh!v tJttt___ __ X 
' sszo Q(_ J=± I X 
\ .I 55'lj 03 y 

(JLJ '9155 '/J()f ~00-f!IIC on DorJ. X: 1-' 

5SZ'!. 02- J u -j---j X: 
\ .~55Zlf Q3 X 

ln4 qssz ~01 !I mf\.sd·r lA 'a J Q 

.... ss~6 OL ..,_j J 
l05()5y ft"JI iFTc'l\< I PltP If' y--o 

-.1 551 il:'o<::_ "I \ 
m /5<;3 01 ~f'lrtd( 
-j_,S53o ci2 ..j_, 
CY~5zS53 101 .jolr.-\-· ( (JIY\0 1 t'V> l ----

l ,J ;53, oc '--\ \ 

I j,1Qns_ ---- f--'·-· . ----
\ I j . \ - j -_J 

\ 
\ 

X 
}( 

k 
It-
i. 
·x 
v 

').( 

I tn Dil'\ F. f\ _lc,}.N ffu( 

r--j---j- . 
. ---·· ........ ..= ......... 

·?LJLI 
z..(Q_""' 

?J-lD 
?Lfl...., 

(h ~--

\ 
'-\! _) 

LAB INFORMATION 
25. lab Name 

a. Analyzed By: 

b. QC by: 

c. Lab Batch#: 

Sample Locations 
aterial Locations 

.•. 

---

-

- ·--- •. 

. 

\ 

26. Date 27. Time 



AMERISC! 

November 30, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211113766 
P.O. #111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA: Beech-Nut; Beech-Nut; Mohawk St., Canajoharie, NY; Beech-Nut 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis -Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Tuesday, November 22, 2011, for a 3 day turnaround: 

006-01, 006-02, 007-01, 008-01, 008-02, 010-01, 010-02, 011-01, 011-02, 012-01, 012-02, 017-02, 018-01, 018-02, 020-01, 
020-02,025-01,026-01,026-02,027-01,028-01,028-02,029-01,029-02,030-01,030-02,031-01,031-02,032-01,032-02, 
033-01, 033-02 

The 32 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Response Labs, LLC requested 
ELAP TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Boston -Los Angeles -New York- Richmond 



AmeriSci Job #: 211113766 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech-Nut; Beech-Nut; Mohawk St., Canajoharie, NY; Beech-Nut 

AmeriSci 
Sample# 

01 

Client Sample# 

006-01 

HG 
Area 

006 

Location: Carpet Mastic I Conference Room- 49.4%, 

02 006-02 006 

Location: Carpet Mastic I Conference Room- 47.9% 

03 007-01 007 

Sample 
Weight 
(gram) 

Location: Covebase- Black 4" I Conference Room -1.4% 

04 008-01 008 

Location: Mastic For 007-01/ Conference Room- 16.8% 

05 008-02 008 

Location: Mastic For 007-02/ Conference Room- 8.5% 

06 010-01 010 

Location: 12 x 12 Mastic For 009-01/ Rm. 14-46.2% 

07 010-02 010 

Location: 12 x 12 Mastic For 009-02/ Rm. 14A- 54.9% 

08 011-01 011 

Location: Mastic I Lobby Under Padding~ 53.6% 

09 011-02 011 

Location: Mastic/ Lobby Under Padding- 51.0% 

10 012-01 012 

Location: 12 x 12 VFT Tan I Elevator- 30.2% 

11 012-02 012 

Location: 12 x 12 VFT Tan I Elevator- 38.6°/o 

12 017-02 017 

Location: Cork Under Carpet I Rm. 209- 2.7% 

13 018-01 018 

Location: Carpet Mastic I Rm. 209-47.8% 

14 018-02 018 

Location: Carpet Mastic I Rm. 201 -46.4% 

15 020-01 020 

Location: Carpet Mastic I 2nd Floor@ Guest Office Hallway- 41.9% 

See Reporting notes on last page 

Heat Acid Insoluble 
Sensitive Soluble NonAAsbestos 
Organic% .. Inorganic% Inorganic% 

Page 1 of 3 

"'* Asbestos 0/o by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

Chrysotile 12.1 

NA/PS 

NAD 

NAD 

NAD 

NAD 



AmeriSci Job#: 211113766 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech-Nut; Beech-Nut; Mohawk St., Canajoharie, NY; Beech-Nut 

AmeriSci 
Sample# 

16 

Client Sample# 

020-02 

Sample 
HG Weight 

Area (gram) 

020 

Location: Carpet Mastic I 2nd Floor @ Guest Office Hallway 43.2% 

17 025-01 025 

Location: Mastic- Cork To Ceiling Deck I Laundry Rm.- 1.5% 

18 026-01 026 

Location: Glue Dabs For 1 x 1 CT I Rm. 3- 53.8% 

19 026-02 026 

Location: Glue Dabs For 1 x 1 CT I Credit Union - 50.8% 

20 027-01 027 

Location: 1 x 1 Ceiling Tiles I Rm. 2- 1.3% 

21 028-01 028 

Location: 2 x 4 Ceiling Tiles I Toiler 1st - 35.6% 

22 028-02 028 

Location: 2 x 4 Ceiling Tiles I Toiler 1st- 49.0% 

23 029-01 029 

Location: 1 x 1 Splined Ceiling I Rm. 210-48.0% 

24 029-02 029 

Location: 1 x 1 Splined Ceiling I Rm. 211 - 51.2% 

25 030-01 030 

Location; 2 x 4 Ceiling I Rm. 204 - 44.1% 

26 030-02 030 

Location: 2 x 4 Cemng I Rm. 204- 26.7% 

27 031-01 031 

Loc.ation: 2 x 4 Ceiling Tile I Rm. 14-44.2% 

28 031-02 031 

Location: 2 x 4 Ceiling Tile I Rm. 14A- 63.4% 

29 032-0i 032 

Location: 1 x 1 Splined Ceiling I 2nd Fl. New Bath - 1.4% 

30 032-02 032 

Location: 1 x 1 Splined Ceiling I 2nd Fl. New Bath- 5.9% 

See Reporting notes on last page 

Heat Acid Insoluble 
Sensitive Soluble Non-Asbestos 
Organic% Inorganic "/o Inorganic% 

Page 2 of 3 

**Asbestos % by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 



AmeriSci Job#: 211113766 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech-Nut; Beech-Nut; Mohawk St., Canajoharie, NY; Beech-Nut 

Amer!Sci 
Sample# Client Sample# 

31 033-01 

Location: Carpet Mastic I Rm. 261 - 39.6% 

32 033-02 

Location: Carpet Mastic I Rm. 262-41.9% 

HG 
Area 

033 

033 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic% 

Acid 
Soluble 

Inorganic% 

I!(]' /ll 
/ fj i/!o /'li .· ~" 

Analyzed by: Roman Peysakhov f'\ ¥/!<( ,·v Mb..e:"'"'.-· · ; Date Analyzed 11/26/2011 

Insoluble 
Non-Asbestos 
Inorganic% 

Page 3 of 3 

**Asbestos % by 
TEM 

NAD 

NAD 

"*Quantitative Analysis (Semi/Full); Bulk Asbestos Analysis- PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 1 98.4; for New York samples; NAD = no asbestos detected during a quantitative analysis; NA = not analyzed; Trace = 
<1 %; Quant!tation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM !imitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed d is for which PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

J ' 

Reviewed By: '·< ~'flA 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

- t\)U T_ 

VY5 ftAfl,f','-J 
3£bty TAT 

Page _L___ of -~ 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

By Homogeneous Mnteria! 

For Negative NOB PLM's, continue toTEM 



Response labs, llC 
12 Colvin Avenue 
Albany, NY 12206 

BULl( SAfv1PtE LOCATION 

. 
---~--

TYPE OF MATERIALS 

19. Relinquished By; 120. Date 21. Time 22. Received By: ~ 23 Date 24. Time 

.4 .L~- w Hll &71{7_ """' I -J:pf_ -u. 1)6_ l-"- adJ.. r -::[~ tt/11.1 1i ; " 1'" 
Ill i-/-0 (;1; -.(A':>- II i};'j_i! {>. __ ;,)(.( 
~--~---~----' 

' 
-- c. Lab Balch #: 

~-2B.Ambient Proiect Manager: I 29.Resu!ts To·-- ----·--·------- -------------·-··--·-

I 
30~ Drawings: ~;pie 

I \, r 11~-~ \! l<:,c l6 i 1 Phone#' : ---- ~ - ··---·~--------- ateria 
LOC8tior1S"J 
I Locations 

----------~~-----

Page ___ '!--_ of _!f---
HULK SAMPLE DATA AND 

CHAIN OF CUSTODY FORM 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

j 28. ftr1"bient Project Manager; 

i \, :~lin \! 1 <:.r 1 ,c:, i 

\ 

LAB INFORMATION 
25.J,..ab Name 

a. Analyzed By· 

b. QC by: 

' Lab Balch #c 'j';,.t{-~b 

Page _ _j,__ ol }j_ 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

\ 
\ 

Jfill 26. Date 27. Tim~ J __, 
-----

1

29.Resultsp[To· r~·~-~----·-----~·-----···-·-····--T:)Q' Drawings: ~sample Locations 
Phone#' ·r-.r.-------------- ateriallocations 
~ ... ,. . ll ){_ 
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Empire.Sf~f~ De v e I o p men t 

January 21,2011 

Ms. Joella Chainyk, President 
Ambient Environmental Inc. 
12 Colvin Avenue 
Albany, NY 12206 

Dear Ms. Chainyk, 

File ID: 50943 

The New York State Department of Economic Development, Division of Minority and Women's 
Business Development (DMWBD) has determined that your firm Ambient Environmental Inc. 
continues to meet eligibility requirements for re-certification, pursuant to Executive Law, Article 15-A 
and 5!-<"YCRR Section 140 through 145 of the Regulations. 

Therefore, we are pleased to inform you that your firm has, once again, been granted status as a Woman -
Owned Business Enterprise. Your business will continue to be listed in the State's Directory of 
Certified Businesses with the following list of principal products or services. 

2070-Asbestos Abatement Plans & Compliance, 1072-Asbestos Abatement & Compliance, 2429-
Lead Inspection & Risk Assessment, 2072-Lead Paint Abatement Plans & Compliance 

2429-Lead Inspection & Risk Assessment, 2409-Facilities Management 

This Certification remains in effect for a period of generally three (3) years from the date of this letter or 
until such time as you are selected again, by this Office for re-certification. Any changes in your 
company that affect ownership, managerial and/or operational control, must be reported to this Office 
within thirty (30) days of such changes; including changes to company name, business address, telephone 
numbers, principal products/services and bonding capacity. 

The Certification status is not intended to imply that New York State guarantees your company's 
capability to perfonn on contracts, nor does it imply that your company is guaranteed any State business. 

Thank you for your cooperation. On behalf of the State of New York, I wish you luck in your business 
endeavors, pa.ticularly those involving State agencies. 

~ely, /"'<. 

/(l ~ 
ii¥unson 

Associate \:ertification Analyst 

\"'·_) 
Cc: Veena Bathija 

ue Nevv 1 
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ALSANY NY 12240 



STATE OF NEW YORK- DEPARTMENT OF LABOR 
CERTIFICATE 
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NEW YORK STATE DEPARTMENT OF HEALTH 
WADSWORTH CENTER 

Expires i2:G1 AM April 01, 2012 
Issued April 01, 2011 

CERTIFICATE OF APPROVAL FOR LABORATORY·SERVICE 
Issued-In accordani:(J Wilh and Pursuant tO seclioo 502 Publfc Hearth Law of New Yor'K Stale 

Mf?. PAUL MUCHA 
AMERICA SCIENCE TEAM NEW YORK INC 
117 EAST 30TH ST · 
NEW YORK, NY 10016 

NY Lab ld No.· 11480 
EPA Lab Code: NY01378 

is·h~reby APPROVED as an Environmental Laboratory tor the category 
ENVIRONMENTAL ANALYSES SOLID AND HAZARDOUS WASTE 

A!J_ approved SiJbcate"gories arid/or analytes are listed below: 

Mtsca!laneous 

Asbestos in Friable M8terial EPA 600/M4/82/020 

Item 198.1-ofManusl 

AsbestoS in Non~FriabJe-Materiai-PlM Item 198.6 of Manual (NOB by PLM) 

Asbeslos.ir.rNon-Ftiable Materlai-TEM ITEM 198.4 OF MANUAL 

S<>rial No.: 44322 
Property of the New·YO!ii-Slate Department o1 Hea!lh. Certiilcates snio valid only• al .\he address 
sho'llr'\, must be con~picuous(y posted. and are print.ed on secure paper. Cootinued accredi!al!on depends 
cin suctesSfu! ongping partlcip~lion ln Uia Program: Consumers are urged to t;3!1 (518) 485·5570 to 
verify thB lBDora!Oty's accre.dilatlon ·sraws. 



National Voluntary 
laboratory Accreditation Program 

SCOPE OF ACCREDITATION TO ISO!IEC 17025:2005 

AmeriSci New York 
DBA: AmeriSci New York 

117 E. 30th Street 
New York, NY !0016 

Mr. Paul Mucha 
Phone: 212-679-8600 Fax: 212-679-2711 

E-Mail: pmucha@amerisci.com 
URL: http://www.amerisci.com 

BULK ASBESTOS FIBER ANALYSIS (PLM) NVLAP LAB CODE 200546-0 

NVLAP Code Designation I Description 

18/AOI EPA-600/M4-82-020: Interim Method for the Detennination of Asbestos in Bulk Insulation 
Samples 

2011-07-01 through 2012-06-30 

Effective dates 

Page 1 of 1 NVt.AP.Q1 S {REV. 2005-05-19) 



United States Department of Commerce 
National Institute of Standards and Technology 

Certificate of Accreditation to ISO/IEC 17025:2005 

NVLAP LAB CODE: 200546-0 

AmeriSci New York 
New York, NY 

is accredited by the National Voluntary LaboratOI'f Accreditation Program for specific services, 
fisted on the Scope of Accreditation, for: 

BULK ASBESTOS FillER ANALYSIS 
This laboratory is accredited in accoroance with the recognized International Standard ISOIIEC 17025:2005. 

This accreditation demonstrates teohnioal competence for a defined scope and the operation of a laboratory quality 
management system (refer to joiniiSO-ILAC..IAF Communique dated January 2009). 

2011-07-01 through 2012-06-30 

Effective dates For the Nii'ti~ute of Standards and Technology 

NV!.AP-01C (REV. 2009-01~28) 
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